O
FUJITSU o R32

AIR CONDITIONER
3-unit multi-split type

DESIGN & TECHNICAL MANUAL

R
INDOOR - é R cs—

AUXGO7-18KVLA  ARXGO7-T4KSLAP  ARXGO7-14KLLAP  ASYGO7-14KGTB
ARXG18KSLAP ARXG18KLLAP

ASYGO7-14KGTE ASYG18KMTB ASYGO7-14KMTB  ASYGO7-14KETA  ASYGO7-14KETA-B
ASYG18KMTE ASYGO7-T4KMCC  ASYGO7-T4KETE ~ ASYGO7-14KETE-B
ASYGO7-T14KMCE

"

OUTDOOR

ABYGI18KRTA AGYGO09-14KVCA AOYGI18KBTA3
AOYG24KBTA3

FUJITSU GENERAL LIMITED

DR_MUO24EF_05
2022.03.11



Notices:

* Product specifications and design are subject to change without notice for future improvement.
* For further details, please check with our authorized dealer.

Trademarks

FGLair™ is trademark of Fujitsu General Limited in the United States, other countries or both.
Google Play™ is trademark of Google Inc.

App Store® is a service mark of Apple Inc., registered in the U.S. and other countries.

Copyright © 2020, 2022 Fujitsu General Limited. All rights reserved.



CONTENTS

Part 1. INDOOR UNIT...... oo rreese e s s s s e s e s e e e s s e e s e 1
11 oo L= 1T = U o 2
1-1. Connectable indoor units to each outdoor UNit...........c..eveiiiiiiiiii e 4
1-2. Indoor unit conNNECtion PattEINS........cooiiiie e 5
2. SPeCIficatioNS......ccccciiiiiiiiiiiir s 7
2-1. Compact CassSette tYPe ...oooo e 7
B\ 11 o T e U e B Y o = RSP 9
2-3. SIM AUCT LYPE ettt e et e e e e e et e e e e e e e e 11

b VA= |0 e T 10 ] (Yo I 377 = 3SR 13
2-5. CeiliNG BYPE et e e e e e 22

B T o o 4] 1= YRR 23
3. DIMENSIONS....ciiiiiieeeeiir e r s nnm s s e e e e e nnmnnns 24
3-1. ComMPACt CASSELLE TYPE ...coeieiiiieeie e e e e e 24
3-2. MiNi AUCE BYPE ..ttt e e e e e et e e e e e e e e e e e e e e e e e e aann 26
3-3. SHM AUCE EYPE ettt e et e e e aba e e e e e nneeeeaa 29
3-4. Wall MOUNTEA LYPE ....eeeeiiieiiiieie ettt e e e e e e e e e e e e e e e e e e e e e e 32
35, CIIING LY -ttt 46
KT [ To i 1/ o1 SRS PPPRERRPR 48
4. Wiring diagrams ........cceciiimmmeiiimmeesisirrnssssrsnssssssrsnssssssssnsssssssnnsssssssnnsssssnnnns 50
4-1. ComMPACE CASSEE TYPE .oeeeeiiiiiiiiieeeeeeeeeeeeeee e 50
4-2. Mini duct type and SIm dUCE tYPE .....eeiiiiiiiii e 51
4-3. Wall MOUNIEA LYPE ..eeniieieeeeee et e e e e e e e e e e e e e e e e e aeeenenes 52
I O Y| [T g To IR Y] o= PP PR TP 61
T (o o g Y/ o1 YRR 62
5. Air velocity and temperature distributions ..o, 63
5-1. Compact CasSette Y P ..o e 63

Lo T2 1T o T1e [0 e B Y o = SRR 70
5-3. SHM AUCE LYPE ...ttt e e e e e e e e e e e e e e e 80

Lo R VA= |0 e[ 10 ] (Yo I 37 = 3SR 90
5-5. CIlING TYPE ...t e e e 93

Lo L o o 4] 1= RSP 94
6. Fan performance...........cccccciiiiiiiiiniiiiiiei s s s s s s 95
B-T1. MiNi AUCE LYPE ...t e e e e e e e e e e 95
B-2. SIM AUCE LY PE .t e e e e e e e e e e e e eeeeaeeeaan 105
7 51 o3 115
7-1. CompPact CasSEe Ty P ... iieiiieieeee e 115
7-2. MiNi AUCE EYPE ...ttt e e e e e et e e e e e e e e aanes 116
7-3. SlIM AUCE EYPE . 117
7-4. Wall MOUNTEA LYPE ....eeeiieiiiiie ettt e e e e e e e e e e e e 118
7-5. CIlING LY P oo, 123

ST (o 1o 1/ o 1= TP PPPPPR 124



CONTENTS (continued)

8. Noise level curve........... s 125
8-1. Compact cassette type ... 125
8-2. MiNi AUCE YD ..ottt e e e e e e ettt e e e e e e s e e e aeeeeas 128
8-3. SIIM AUCT LY P ...ttt e e e e e e e e e e 131
8-4. Wall MOUNTEA tYPE ...ttt e e e e e e e e e e e e e eaan 134
8-5. CllIlING tYPE et 139
e ST 0T gl 1/ o1 PP PREPR 140
8-7. Sound level check point ... 142

9. Electrical characteristics..........ccomimmcciiiiiiirrccccr e 145

10. Safety deVICES .....cooiiiiiiiiieeeeeereerrrr e 147
11. External input and output.............ccooiiimicnii . 149
11-1.Compact cassette type, Mini duct type, and Slim ducttype .................ccc. 149
11-2.Wall mounted type (KGTB, 18-24KMTB, KETA, and KETA-B) .......ccccccvieiiiiieeeieeen. 155
11-3.Wall mounted type (07-14KMTB and KMCC) .......ccoiuiiiiiiiiieeiieee e 165
11-4.Wall mounted type (KGTE, KMTE, KMCE, KETE, and KETE-B)..........c..ccccvveennneen.. 170
11-5.C IING LYPE .ottt 183
LI S o Yo 4/ oSSR 194
g €1 o TUT o3 oTo] o1 4 =T o2 4 {'e Y o 203
13. Remote CONroller ... 205
13-1.Wireless remote controller (AR-REW4E, AR-REM4E, and AR-REB1E).................... 205
13-2.Wireless remote controller (AR-REWS3E) .......coooiiiiieeeeee e 210
13-3.Wireless remote controller (AR-REW2E) ... 212
13-4.Wireless remote controller (AR-REMTE)........coooiiiiiiiie e 214
13-5.Wireless remote controller (AR-RMB1E)........... 216
13-6.Wireless remote controller (UTY-LNTY: Optional part) ...........ccccveeveeeiiiiiiiiiieeeees 218
13-7.IR receiver kit with Wireless remote controller (UTY-LBTYM: Optional part) .............. 220
13-8.Wired remote controller (UTY-RNNYM: Optional part)...........ccccueeeiieiiiiiiiiiiiiieeeees 223
13-9.Wired remote controller (UTY-RLRY: Optional part) .............c.cooooo 227
13-10.Wired remote controller (UTY-RVNYM: Optional part)..........ccccoveveeeiiiiiiiiiiieeeens 230
13-11.Wired remote controller (UTY-RNRYZ*: Optional part)..............ccccceeeeiin. 238
13-12.Simple remote controller (UTY-RSNYM: Optional part) ............cccooeeeeei . 241
13-13.Wired remote controller (UTY-RCRYZ1: Optional part) ................oooeeeei. 245
13-14.Simple remote controller (UTY-RSRY and UTY-RHRY: Optional parts)................... 249
14. Function settings ... 252
14-1.Compact cassette, Mini duct, Slim duct types indoor unit (setting by DIP switch)....... 252
14-2.Indoor unit (setting by wireless remote controller).............cooceeiiiiiiiiiiii e, 254
14-3.Indoor unit (setting by wired remote controller) ... 270
14-4.Indoor unit (setting by simple remote controller) ..., 281
14-5.Function detailS...........ooooiiiiiiii 288
14-6.Wired remote controller (UTY-RNNYM) ..o 297
14-7 Wired remote controller (UTY-RVNYM) ......oooiiiee e 299
14-8.Wired remote controller (UTY-RLRY) ..o 300
14-9.Wired remote controller (UTY-RNRYZ®) ... 300



CONTENTS (continued)

14-10.Simple remote controller (UTY-RSNYM).......ouiiiiiiiiiiieeee e 301
15, ACCESSOIIES ... i s s s na s rnnm e s e e e e e nnma s s nnnerens 302
15-1.Compact CasSEtte tYPE ...oovvvviiiiiiiiiie 302
RS \V 11 o T 18 Ted 1] o= PR PP SO 303
15-3.SlM AUCELYPE oo 305
15-4.Wall MOUNTEA tYPE ... 306
15-5.CEIING EYPE oo 312
LR ST (oTo ] £V o= PP PERPP PP 313
16. OpLtionNal PArtS .....cccceeiiiiicccrrrr e e e e e 314
T6-1.CONIIOIIEIS ...ttt et e e e e 314
16-2.CaSSELE GIllE ..o 318
TB-3.0TNEIS ... 319
17. Indoor unit installation precautions ... 325
17-1.Places where prohibited for USe..........coooiiiiiiiiiiii 325

17-2.Points to remember when inStalling ... 325



CONTENTS (continued)

Part 2. OUTDOOR UNIT (3 UNITS TYPE) ..., 329
1. SPeCifiCations........covviiiiiieeeee 330
720 11 4 1= 3 17 Lo o = 332

2-1. Models: AOYG18KBTA3 and AOYG24KBTAS ..., 332

3. Installation SPaCe ... 333
3-1. Models: AOYG18KBTA3 and AOYG24KBTAS ... 333

4. Refrigerant CirCuit ... 336
4-1. Models: AOYG18KBTA3 and AOYG24KBTAS ..., 336

5. Wiring diagram .........ccooieeeiiiimmieiiinrmess s s s s rsnsss s s s ssmsssssssnnsssssssnnnsns 337
5-1. Models: AOYG18KBTA3 and AOYG24KBTAS ... 337

6. Capacity table...........ccooiiiii 338
B-1. ComMDINALIONS ... e e e e e aaaaeas 338
6-2. CoOliNG CAPACITY.....cceeieeeieeeee 342
6-3. HEating CAPACILY ......eeeiiiiiie et 374

7. Capacity compensation rate for pipe length and height difference......406
7-1. Models: AOYG18KBTA3 and AOYG24KBTAS ... 406

8. Additional charge calculation ... 409
8-1. Model: AOYGT8KBTAS ... 409
8-2. Model: AOYG24KBTAS ... 409

e T N1 ] (o 1O 410
9-1. Model: AOYGT8KBTAS ... 410
9-2. Model: AOYG24KBT A ... 410
10. Operation Noise (SOUNd PreSSUIe).........cccoerrrrrrrrrrrrsssssssnssnsss s eees 411
TO-T.NOISE IBVEI CUIVE...... e et 411
10-2.Sound level Check POINt..........ooiiiiiiii 412
11. Electrical characteristiCs ... e 413
12. Safety deVICES .....coviiiiiiieiieeeeeeereer e 414
13. Function settings ..........cciiiiiiiimmieci s 415
13-1.Setting MENOAS ..o 415
13-2.0utdoor unit low noise operation function (OptioN)............eeeeeieiiiiiiiiii e 418
13-3.Changing the current limit fuNCON...........oooiiiiii e 418
14. Check and test.......... e e e e s e 419
TA-1.CNECK TUN <.ttt et e e e e e e e e e e e e e e e e eeeeaaaas 419
I =] B U o PSP 425

L T =l g (o]l oto o [ TP OO RUPPRRPRPOTN 426
L T g oo oL o O RSEPSP 429
ST X o =TT o = 431
15-1.Model: AOYGI8KBTAS ...t 431

15-2.Model: AOYG24KBTAS ... .o e 431



CONTENTS (continued)

16. Outdoor unit installation precautions ...........cccccoeiiiiiiiiiiiii e, 432

16-1.Places where prohibited for use......

16-2.Points to remember when installing






Part 1. INDOOR UNIT

COMPACT CASSETTE TYPE:

AUXGO07-18KVLA

MINI DUCT TYPE: SLIM DUCT TYPE:

ARXGO07-14KSLAP ~ ARXG18KSLAP  ARXGO7-14KLLAP  ARXG18KLLAP
WALL MOUNTED TYPE:

ASYG07-14KGTB ASYGO7-14KGTE ASYG18KMTB
ASYG18KMTE
ASYGO07-14KMTB ASYGO7-14KETA ASYGO07-14KETA-B
ASYG07-14KMCC ASYGO7-14KETE ASYGO7-14KETE-B
ASYG07-14KMCE
CEILING TYPE: FLOOR TYPE:

ABYG18KRTA AGYG09-14KVCA
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1. Model lineup

Indoor unit
— Y
- ks
AUXGO7KVLA ARXGO7KSLAP ARXGO7KLLAP ASYGO7KGTB
AUXGO9KVLA ARXGO9KSLAP ARXGO9KLLAP ASYGO9KGTB
AUXG12KVLA ARXG12KSLAP ARXG12KLLAP ASYG12KGTB
AUXG14KVLA ARXG14KSLAP ARXG14KLLAP ASYG14KGTB
AUXG18KVLA ARXG18KSLAP ARXG18KLLAP
B (=m X r‘—;;:;;;;?&h&-l ~3
ASYGO7KGTE ASYG18KMTB ASYGO7KMTB ASYGO7KETA
ASYGO9KGTE ASYG18KMTE ASYGO09KMTB ASYGO9KETA
ASYG12KGTE ASYG12KMTB ASYG12KETA
ASYG14KGTE ASYG14KMTB ASYG14KETA
ASYGO7KMCC ASYGO7KETE
ASYGO9KMCC ASYGO9KETE
ASYG12KMCC ASYG12KETE
ASYG14KMCC ASYG14KETE
ASYGO7KMCE
ASYGO09KMCE
ASYG12KMCE
ASYG14KMCE
ASYGO7KETA-B ABYG18KRTA AGYGO9KVCA
ASYGO9KETA-B AGYG12KVCA
ASYG12KETA-B AGYG14KVCA
ASYG14KETA-B
ASYGO7KETE-B
ASYGO9KETE-B
ASYG12KETE-B
ASYG14KETE-B

1. Model lineup
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Outdoor unit
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AOYG18KBTA3
AOYG24KBTA3

1. Model lineup
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E 1-1. Connectable indoor units to each outdoor unit E
| .|
- % e: Connectable / -: Not connectable — ‘n_’3
z5 z5
22 22
»= Compact cassette Mini duct » =
Outdoor unit ARXGO07-14KSLAP
AUXGO07-18KVLA ARXG18KSLAP
Btu class 07 09 12 14 18 07 09 12 14 18
kW class 2.0 2.5 3.5 4.0 5.0 2.0 2.5 3.5 4.0 5.0
AOYG18KBTA3 ° ° ° ° — ° ° ° ° —
AOYG24KBTA3 ° ° ° ° ° ° ° ° ° °
Slim duct Wall mounted
. KG
Outdoor unit Ai)éiO:-ﬁ[(:IA_QP ASYGO7-14KGTB
G18 ASYGO07-14KGTE
Btu class 07 09 12 14 18 07 09 12 14
kW class 2.0 2.5 3.5 4.0 5.0 2.0 2.5 3.5 4.0
AOYG18KBTA3 ° ° ° ° —
AOYG24KBTA3 ° ° ° ° °
Wall mounted
KM KE
_ ASYGOT7-14KMTB ASYGO07-14KETA
Outdoor unit ASYG18KMTB
ASYG18KMTE ASYGO07-14KETA-B
ASYGO07-14KETE
ASYGO7-14KMEC ASYGO7-14KETE-B
ASYGO07-14KMCE
Btu class 07 09 12 14 18 07 09 12 14
kW class 2.0 2.5 3.5 4.0 5.0 2.0 2.5 3.5 4.0
AOYG18KBTA3 ° ° ° ° —
AOYG24KBTA3 ° ° ° ° °
. Ceiling Floor
Outdoor unit ABYG18KRTA AGYG09-14KVCA
Btu class 18 09 12 14
kW class 5.0 2.5 3.5 4.0
AOYG18KBTA3 —
AOYG24KBTA3 °

1-1. Connectable indoor units to each outdoor unit

1. Model lineup
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# 1-2. Indoor unit connection patterns C
- -l
o o
[72) u u u (72
3 B 3-unit multi-split type £5
» = o=
AOYG18KBTA3
Combination no. Unit 1 Unit 2 Unit 3 Total
1 7 7 — 14
2 7 9 — 16
3 7 12 — 19
4 7 14 — 21
5 9 9 — 18
6 9 12 — 21
7 9 14 — 23
8 12 12 — 24
9 12 14 — 26
10 14 14 — 28
11 7 7 7 21
12 7 7 9 23
13 7 7 12 26
14 7 7 14 28
15 7 9 9 25
16 7 9 12 28
17 7 9 14 30
18 9 9 9 27
19 9 9 12 30

Numbers in column Unit 1, 2, 3, and Total indicate the indoor unit capacities as follows:
7: 7,000 Btu/h, 9: 9,000 Btu/h, 12: 12,000 Btu/h, 14: 14,000 Btu/h ....

1-2. Indoor unit connection patterns T 1. Model lineup



FUJITSU GENERAL LIMITED

Y -y
= -
= AOYG24KBTA3 5
@ Combination no. Unit 1 Unit 2 Unit 3 Total @
Z5 1 7 7 — 14 z5
535 25
S = 2 7 9 — 16 5 =

3 7 12 — 19

4 7 14 — 21

5 7 18 — 25

6 9 9 — 18

7 9 12 — 21

8 9 14 — 23

9 9 18 — 27

10 12 12 — 24

11 12 14 — 26

12 12 18 — 30

13 14 14 — 28

13 14 18 — 32

14 7 7 7 21

15 7 7 9 23

16 7 7 12 26

17 7 7 14 28

18 7 7 18 32

19 7 9 9 25

20 7 9 12 28

21 7 9 14 30

22 7 9 18 34

23 7 12 12 31

25 7 12 14 33

26 7 14 14 35

27 9 9 9 27

28 9 9 12 30

29 9 9 14 32

30 9 9 18 36

31 9 12 12 33

32 9 12 14 35

33 12 12 12 36

Numbers in column Unit 1, 2, 3, and Total indicate the indoor unit capacities as follows:
7: 7,000 Btu/h, 9: 9,000 Btu/h, 12: 12,000 Btu/h, 14: 14,000 Btu/h ....

1-2. Indoor unit connection patterns T 1. Model lineup
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@ 2. Specifications c
- -l
o o
2 o
1 2-1.C t tte t 23
55 =1. Lompact cassetie type 55
™= o=
Model name AUXGO7KVLA | AUXGO9KVLA | AUXG12KVLA AUXG14KVLA
Power supply 10230 V ~50 Hz
Available voltage range 198—264 V
Capacity kW class 2.0 [ 25 35 4.0
Input power W 18 23 28
Running current A 0.15 0.19 0.22
HIGH 540 610 680
Cooling MED 490 530 580
LOW 440 470 490
. QUIET 390 410 410
o Airflow rate HIGH m3h =30 570 =50
Heating MED 490 530 680
LOW 440 470 580
QUIET 390 410 450
Type x Q'ty Turbo fan x 1
Motor output w 54
HIGH 33 37 38
Cooling MED 31 34 35
LOW 29 31 32
. QUIET 27 28 29
Sound pressure level HIGH dB (A) 3 37 3
Heating MED 32 34 38
LOW 29 31 34
QUIET 27 29 30
Cooling 46 49 50
Sound power level Heating dB (A) 77 79 55
omensens (1= w=0) | e
Fin pitch mm 1.2
Heat exchanger type Rows x Stages m::zg 1 : 13
Pipe type Copper tube
Fin type Aluminum
Dimensions Net 245 x 570 x 570
(HxWxD) Gross mm 265 x 730 x 625
. Net 15
Weight Gross kg 19
. Liquid X 6.35 (D1/4)
Connection pipe Size Gas mm (in) 29.52 (23/8)
Method Flare
Drain hose Material PVC
Tip diameter mm @25 (1.D.), @32 (0.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30
Model name UTG-UFYF-W
Material Polystyrene
Color } White
Cassette grille Approximate color of Munsell 9PB 9.1/0.2
(Grid type: Option) Dimensions |Net 49 x 620 x 620
(HxW xD) [Gross mm 120 x 765 x 755
) Net 23
Weight Gross kg 4.5
NOTES:
« The protective function might work when using it outside the operation range.
« *: Sound pressure level:
— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.

2-1. Compact cassette type 2. Specifications
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= Model name AUXG18KVLA -
5 Power supply 10 230 V ~50 Hz 5
o Available voltage range 198—264 V o
- 2 Capacity kW class 5.0 - ‘2
> : Input power W 39 > :
o5 Running current A 0.30 DO
» = HIGH 680 o=
Cooling MED 580
LOW 490
. QUIET 410
o Airflow rate HIGH m3/h =50
Heating MED 680
LOW 580
QUIET 450
Type x Q'ty Turbo fan x 1
Motor output W 54
HIGH 38
Cooling MED 35
LOW 32
. QUIET 29
Sound pressure level HIGH dB (A) 3
. MED 38
Heating oW 23
QUIET 30
Cooling 50
Sound power level Heating dB (A) 5
Dimensions Main1: 210 x 1,310 x 13.3
(H x W x D) mm Main2: 210 x 1,250 x 13.3
Fin pitch 1.2
Heat exchanger type Rows x Stages m:::; 1 : 18
Pipe type Copper tube
Fin type Aluminum
Dimensions Net 245 x 570 x 570
(Hx W x D) Gross mm 265 x 730 x 625
. Net 15
Weight Gross kg 19
. Liquid ) @6.35 (D1/4
Connection pipe Size Gas mm (in) @12.70((251/2))
Method Flare
Drain hose Material PVC
Tip diameter mm @25 (1.D.), @32 (0.D.)
. Cooling © 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30
Model name UTG-UFYF-W
Material Polystyrene
Color ) White
Cassette grille Approximate color of Munsell 9PB 9.1/0.2
(Grid type: Option) Dimensions  |Net 49 x 620 x 620
(HxWxD) [Gross mm 720 x 765 x 755
. Net 23
Weight Gross kg 45
NOTES:
« The protective function might work when using it outside the operation range.
« *:Sound pressure level:
— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.

2-1. Compact cassette type 2. Specifications
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2-2. Mini duct type

Model name ARXGO7KSLAP ARXGO9KSLAP ARXG12KSLAP ARXG14KSLAP
Power supply 10230 V ~50 Hz
Available voltage range 198—264 V
Capacity kW class 2.0 2.5 3.5 4.0
HIGH 33 40 47 72
MED 23 23 26 44
Input power Fan oW w 20 20 22 30
QUIET 18 18 18 18
Running current A 0.29 0.33 0.38 0.58
HIGH 550 600 650 800
Cooling MED 440 450 490 640
LOW 390 400 430 530
. QUIET 360 360 360 360
o Airflow rate FIGH mfh 550 500 650 300
Heating MED 440 450 490 640
LOW 390 400 430 530
QUIET 360 360 360 360
Type x Q'ty Sirocco fan x 2
Motor output w 75
Recommended static pressure Pa 0to 30 0 to 50
HIGH 29 29 31 35
Cooling MED 26 26 27 30
LOW 24 24 25 27
N QUIET 23 23 23 23
Sound pressure level HiGH dB (A) 5 35 31 35
. MED 26 26 27 30
Heating oW 24 24 25 27
QUIET 23 23 23 23
Cooling 52 54 55 60
Sound power level Heating dB (A) 23 5 57 &
Dimensions (H x W x D) mm 336 x 490 x 26.6
Fin pitch mm 1.3
Heat exchanger type Rows x Stages 2x16
Pipe type Copper tube
Fin type Aluminum
Material Steel sheet
Enclosure
Color —
Dimensions Net 198 x 700 x 450
(Hx W x D) Gross mm 250 x 930 x 580
X Net 15.5
Weight Gross kg 19.0
) Liquid X 26.35 (D1/4)
Connection pipe Size Gas mm (in) 29,52 (23/8)
Method Flare
Drain hose Material Hard PVC
Tip diameter mm @25 (1.D.), @32 (0.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30

NOTES:

« *: Sound pressure level:

+ Values mentioned in the table are based on the following conditions:

— Static pressure: 07-12 models: 10 Pa, 14 model: 15 Pa
* The protective function might work when using it outside the operation range.

— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.

2-2. Mini duct type

2. Specifications

w
o
>
-
E
|
o
4
=
i
=2
=




L
o
>
-
=
-l
o
@
e
-
2
=

3-UNIT

FUJITSU GENERAL LIMITED

Model name ARXG18KSLAP
Power supply 10230V ~ 50 Hz
Available voltage range 198—264 V
Capacity kW class 5.0
HIGH 63
MED 38
Input power  [Fan oW w 25
QUIET 19
Running current A 0.49
HIGH 940
Cooling MED 750
LOW 540
. QUIET 480
- Airflow rate e m3/h 540
Heating MED 750
LOW 540
QUIET 480
Type x Q'ty Sirocco fan x 3
Motor output w 80
Recommended static pressure Pa 0 to 50
HIGH 33
Cooling MED 2
LOW 26
N QUIET 23
Sound pressure level HGH dB (A) 33
. MED 29
Heating TOW 26
QUIET 23
Cooling 58
Sound power level Heating dB (A) )
Dimensions (H x W x D) mm 336 x 690 x 26.6
Fin pitch 1.30
Heat exchanger type Rows x Stages 2x16
Pipe type Copper tube
Fin type Aluminum
Material Steel sheet
Enclosure
Color —
Dimensions Net 198 x 900 x 450
(Hx W xD) Gross mm 250 x 1,130 x 580
. Net 18.5
Weight Gross kg 23.0
. Liquid ) 26.35 (31/4)
Connection pipe Size Gas mm (in) @12.7 (D1/2)
Method Flare
Drain hose Material PVC
Tip diameter mm @25 (1.D.), @32 (0.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30

NOTES:

— Static pressure: 15 Pa

* *:Sound pressure level:

+ Values mentioned in the table are based on the following conditions:

« The protective function might work when using it outside the operation range.

— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.

2-2. Mini duct type
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2-3. Slim duct type

Model name ARXGO7KLLAP ARXGO9KLLAP ARXG12KLLAP ARXG14KLLAP
Power supply 10230 V ~50 Hz
Available voltage range 198—264 V
Capacity kW class 2.0 2.5 3.5 4.0
Input power W 33 49 58 76
Running current A 0.33 0.30 0.35 0.51
HIGH 550 600 650 800
Cooling MED 490 550 600 700
LOW 470 500 550 600
. QUIET 440 450 480 480
Fan Airflow rate HIGH mh 550 500 650 300
Heating MED 490 550 600 700
LOW 470 500 550 600
QUIET 440 450 480 480
Type x Q'ty Sirocco fan x 2
Motor output W 80 81
Recommended static pressure Pa 0to 90
HIGH 28 28 29 32
Cooling MED 26 27 28 30
LOW 25 26 27 28
. QUIET 24 25 26 26
Sound pressure level G dB (A) 58 8 35 e
Heating MED 26 26 28 30
LOW 25 25 27 28
QUIET 24 24 24 25
Cooling 57 58 60
Sound power level Heating dB (A) 57 5 50
Dimensions (H x W x D) mm 294 x 500 x 26.6 | 294 x 500 x 39.9
Fin pitch mm 1.3
Heat exchanger type Rows x Stages 2x14 | 3x14
Pipe type Copper tube
Fin type Aluminum
Material Steel sheet
Enclosure
Color —
Dimensions  |Net 198 x 700 x 620
(HxWxD) [Gross mm 276 x 968 x 772
. Net 16 17
Weight Gross kg 21 I 22
) . Liquid . 6.35 (D1/4)
;gznec"m Size IGas mm (in) 39,52 (5378)
Method Flare
Drain hose Material PVC
Tip diameter mm @25 (1.D.), @32 (0.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30

NOTES:

— Static pressure: 25 Pa

« *: Sound pressure level:

« Values mentioned in the table are based on the following conditions:

« The protective function might work when using it outside the operation range.

— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.
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Model name ARXG18KLLAP
Power supply 10 230 V ~50 Hz
Available voltage range 198—264 V
Capacity kW class 5.0
Input power W 73
Running current A 0.44
HIGH 940
Cooling MED 880
LOW 820
. QUIET 750
o Airflow rate HIGH m3/h 570
Heating MED 880
LOW 820
QUIET 750
Type x Q'ty Sirocco fan x 3
Motor output W 81
Recommended static pressure Pa 0to 90
HIGH 32
Cooling MED 30
LOW 29
N QUIET 27
Sound pressure level HiGH dB (A) 35
) MED 30
Heating TOW 29
QUIET 27
Cooling 58
Sound power level Heating dB (A) 5
Dimensions (H x W x D) mm 294 x 700 x 39.9
Fin pitch mm 1.3
Heat exchanger type Rows x Stages 3x14
Pipe type Copper tube
Fin type Aluminum
Material Steel sheet
Enclosure
Color —
Dimensions ~ |Net 198 x 900 x 620
(HxWxD) [Gross mm 276 x 1,168 x 772
. Net 20
Weight Gross kg 26
) ) Liquid ) 26.35 (D1/4)
Siggnec"m Size IGas mm (in) 12.70 (@112)
Method Flare
Drain hose Material PVC
Tip diameter mm @25 (1.D.), @32 (0.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30

NOTES:

— Static pressure: 25 Pa

« *:Sound pressure level:

« Values mentioned in the table are based on the following conditions:

« The protective function might work when using it outside the operation range.

— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.
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2-4. Wall mounted type

Model name ASYGO7KGTB ASYGO09KGTB ASYG12KGTB ASYG14KGTB
Power supply 10230 V ~50 Hz
Available voltage range 198—264 V
Capacity kW class 2.0 2.5 3.5 4.0
Input power w 23 27 27 33
Running current A 0.20 0.24 0.24 0.29
HIGH 650 700 700 770
Cooling MED 540 560 560 600
LOW 430 430 430 450
. QUIET 270 270 270 280
Fan Airflow rate HIGH mh 720 750 770 300
Heating MED 580 610 640 660
LOW 460 470 520 520
QUIET 330 330 330 340
Type x Q'ty Crossflow fan x 1
Motor output w 30 49
HIGH 38 40 40 43
Cooling MED 33 34 35 36
LOW 29 29 30 30
QUIET 21 21 21 21
Sound pressure level *1 HIGH dB (A) 77 2 o) v
Heating MED 35 36 38 39
LOW 31 31 33 33
QUIET 22 22 22 24
Cooling 54 55 56 57
Sound power level Heating dB (A) 6 57 58 )
. Main1: 210 x 670 x 26.6
Dimensions (H x W x D) mm m:::; ﬂg X g;g x gg:g Main2: 112 x 670 x 20.0
Sub: 84 x 670 x 13.3
. Main1: 1.2
Fin pitch mm Main1: 1.2 Main2: 1.1
Main2: 1.1
Heat exchanger type Sub: 1.4
. Main1:2 x 10
Rows x Stages l\'l\lnaan?n12:A22xx 170 Main2: 2 x 7
: Sub: 1 x4
Pipe type Copper tube
Fin type Aluminum
Material Polystyrene
Enclosure Color White + Pearl white (painted)
Approximate color of Munsell N 9.25/
Dimensions Net 270 x 834 x 215
(Hx W x D) Gross mm 277 x 914 x 332
. Net 10.0
Weight Gross kg 125 [ 13.0
) Liquid ) 6.35 (1/4)
Connection pipe Size Gas m (in) ©9.52 (338)
Method Flare
Drain hose Material PP + HDPE
Tip diameter mm 213.8 (1.D.), 215.0 to @16.8 (O.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30

Remote controller type

Wireless (Option: Wired, Mobile app*2 [FGLair™])

NOTES:

« The protective function might work when using it outside the operation range.

« *1: Sound pressure level:

— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.
« *2: Available on Google Play™ store or on App Store®. Optional WLAN adapter is also required. For details, refer to the setting manual.
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= Model name ASYGO7KGTE | ASYGO9KGTE ASYG12KGTE ASYG14KGTE -
5 Power supply 10230 V ~50 Hz 5
o Available voltage range 198—264 V o
- 2 Capacity kW class 2.0 25 35 4.0 - ‘2
> : Input power w 23 27 27 33 > :
o5 Running current A 0.20 0.24 0.24 0.29 DO
» = HIGH 650 700 700 770 o=
Cooling MED 540 560 560 600
LOW 430 430 430 450
. QUIET 270 270 270 280
con Alrflow rate HIGH mo/h 720 750 770 800
Heating MED 580 610 640 660
LOwW 460 470 520 520
QUIET 330 330 330 340
Type x Q'ty Crossflow fan x 1
Motor output w 30 49
HIGH 38 40 40 43
Cooling MED 33 34 35 36
LOW 29 29 30 30
Sound pressure level *! SIUGET dB (A) ‘211 i; i; ‘211
Heating MED 35 36 38 39
LOW 31 31 33 33
QUIET 22 22 22 24
Cooling 54 55 56 57
Sound power level Heating dB (A) 6 57 58 )
) Main1: 210 x 670 x 26.6
Dimensions (H x W D) mm m:::; ﬂg X g;g x gg:g Main2: 112 x 670 x 20.0
Sub: 84 x 670 x 13.3
. Main1: 1.2
Fin pitch mm Main1: 1.2 Main2: 1.1
Main2: 1.1
Heat exchanger type Sub: 1.4
. Main1:2 x 10
Rows x Stages “,/\If;?n;:?gxx 170 Main2: 2 x 7
i Sub: 1 x4
Pipe type Copper tube
Fin type Aluminum
Material Polystyrene
Enclosure Color White + Pearl white (painted)
Approximate color of Munsell N 9.25/
Dimensions Net 270 x 834 x 215
(Hx W x D) Gross mm 277 x 914 x 332
. Net 10.0
Weight Gross kg 125 [ 13.0
. Liquid . @6.35 (D1/4)
Connection pipe Size Gas m (in) ©9.52 (23/8)
Method Flare
Drain hose Material PP + HDPE
Tip diameter mm ©13.8 (1.D.), ©15.0 to @16.8 (O.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30
Remote controller type Wireless (Option: Wired, Mobile app*? [FGLair™])
NOTES:
« The protective function might work when using it outside the operation range.
« *1: Sound pressure level:
— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.
« *2: Available on Google Play™ store or on App Store®. Optional WLAN adapter is also required. For details, refer to the setting manual.
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Model name ASYG18KMTB
Power supply 10230 V ~50 Hz
Available voltage range 198—264 V
Capacity kW class 5.0
Input power w 375
Running current A 0.35
HIGH 980
Cooling MED 810
LOW 640
. QUIET 510
o Airflow rate TiGH m3h 7020
Heating MED 850
LOwW 640
QUIET 510
Type x Q'ty Crossflow fan x 1
Motor output w 59
HIGH 45
Cooling MED 40
LOW 35
QUIET 29
Sound pressure level *! HIGH dB (A) 76
. MED 40
Heating oW 35
QUIET 29
Cooling 60
Sound power level Heating dB (A) 51
Main1: 210 x 798 x 26.6
) ) Main2: 135 x 798 x 20.0
Dimensions (H x W x D) mm Sub1: 84 x 798 x 13.3
Sub2: 84 x 798 x 13.3
Main1: 1.2
L Main2: 1.1
Fin pitch mm Subl: 1.4
Heat exchanger type Sub2: 1.4
Main1: 2 x 10
Main2: 2 x 8
Rows x Stages Subl: 1 x 4
Sub2: 1 x4
Pipe type Copper tube
Fin type Aluminum
Material Polystyrene
Enclosure Color White
Approximate color of Munsell N 9.25/
Dimensions Net 280 x 980 x 240
(Hx W x D) Gross mm 322 x 1,078 x 346
. Net 125
Weight Gross kg 18
) Liquid X 26.35 (D1/4
Connection pipe Size Gas m (in) @12.7 261/2;
Method Flare
Drain hose Material PP + HDPE
Tip diameter mm 213.8 (1.D.), @15.8 to ¥16.7 (O.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30

Remote controller type

Wireless (Option: Wired, Mobile app*2 [FGLair ™])

NOTES:
« The protective function might work when using it outside the operation range.
« *1: Sound pressure level:

— These are the measured values in the manufacturer’s anechoic chamber.

— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.

« *2: Available on Google Play™ store or on App Store®. Optional WLAN adapter is also required. For details, refer to the setting manual.
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Model name ASYG18KMTE
Power supply 10230 V ~50 Hz
Available voltage range 198—264 V
Capacity kW class 5.0
Input power w 375
Running current A 0.35
HIGH 980
Cooling MED 810
LOW 640
. QUIET 510
o Airflow rate TiGH m3h 7020
Heating MED 850
LOwW 640
QUIET 510
Type x Q'ty Crossflow fan x 1
Motor output w 59
HIGH 45
Cooling MED 40
LOW 35
QUIET 29
Sound pressure level *! HIGH dB (A) 76
. MED 40
Heating oW 35
QUIET 29
Cooling 60
Sound power level Heating dB (A) 51
Main1: 210 x 798 x 26.6
) ) Main2: 135 x 798 x 20.0
Dimensions (H x W x D) mm Sub1: 84 x 798 x 13.3
Sub2: 84 x 798 x 13.3
Main1: 1.2
L Main2: 1.1
Fin pitch mm Subl: 1.4
Heat exchanger type Sub2: 1.4
Main1: 2 x 10
Main2: 2 x 8
Rows x Stages Subl: 1 x 4
Sub2: 1 x4
Pipe type Copper tube
Fin type Aluminum
Material Polystyrene
Enclosure Color White
Approximate color of Munsell N 9.25/
Dimensions Net 280 x 980 x 240
(Hx W x D) Gross mm 322 x 1,078 x 346
. Net 125
Weight Gross kg 18
) Liquid X 26.35 (D1/4
Connection pipe Size Gas m (in) @12.7 261/2;
Method Flare
Drain hose Material PP + HDPE
Tip diameter mm 213.8 (1.D.), @15.8 to ¥16.7 (O.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30

Remote controller type

Wireless (Option: Wired, Mobile app*2 [FGLair ™])

NOTES:
« The protective function might work when using it outside the operation range.
« *1: Sound pressure level:

— These are the measured values in the manufacturer’s anechoic chamber.

— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.

« *2: Available on Google Play™ store or on App Store®. Optional WLAN adapter is also required. For details, refer to the setting manual.

2-4. Wall mounted type

-16 -

2. Specifications

w
o
>
-
E
|
o
4
=
i
=2
=




FUJITSU GENERAL LIMITED

w w
o o
> >
= Model name ASYGO7KMTB | ASYGO9KMTB ASYG12KMTB ASYG14KMTB -
5 Power supply 10 230 V ~50 Hz 5
o Available voltage range 198—264 V o
— @ Capacity KW class 2.0 25 35 70 - @
> : Input power W 23 27 27 33 > :
o5 Running current A 0.20 0.24 0.24 0.30 DO
» = HIGH 650 700 700 770 =
Cooling MED 540 560 560 600
LOW 430 430 430 450
. QUIET 270 270 270 280
o Aiflow rate HIGH mofh 720 750 770 800
Heating MED 580 610 640 660
LOW 460 470 520 520
QUIET 330 330 330 340
Type x Q'ty Crossflow fan x 1
Motor output w 30 49
HIGH 38 40 40 43
Cooling MED 33 34 35 36
LOW 29 29 30 30
. QUIET 21 21 21 21
Sound pressure level *! HIGH dB (A) 7 2 o) )
Heating MED 35 36 38 39
LOW 31 31 33 33
QUIET 22 22 22 24
Cooling 54 55 55 57
Sound power level Heating dB (A) 6 57 58 59
. Main1: 210 x 670 x 26.6
Dimensions (H x W x D) mm m:::; ﬂg X g;g X gg:g Main2: 112 x 670 x 20.0
Sub: 84 x 670 x 13.3
. Main1: 1.2
Fin pitch mm m::g; H Main2: 1.1
Heat exchanger type Sub: 1.4
. Main1: 2 x 10
Rows x Stages h:ﬂa;::zz?zxx 170 Main2: 2 x 7
i Sub: 1 x4
Pipe type Copper tube
Fin type Aluminum
Material Polystyrene
Enclosure Color White + Pearl white (painted)
Approximate color of Munsell N 9.25/
Dimensions Net mm 270 x 834 x 222
(Hx W x D) Gross 277 x 914 x 332
. Net 10.0
Weight Gross kg 125 13.0
) Liquid ) 96.35 (@1/4)
Connection pipe Size Gas mm (in) 39,52 (378)
Method Flare
Drain hose Material PP + HDPE
Tip diameter mm 213.8 (1.D.), 215.0 to 316.8 (0.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30
Remote controller type Wireless (Option: Wired, Mobile app*2 [FGLair ])
NOTES:
* The protective function might work when using it outside the operation range.
« *1: Sound pressure level:
— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.
« *2: Available on Google Play™ store or on App Store®. Optional WLAN adapter is also required. For details, refer to the setting manual.
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= Model name ASYGO7KMCC | ASYGO9KMCC ASYG12KMCC ASYG14KMCC -
5 Power supply 10230 V ~50 Hz 5
o Available voltage range 198—264 V o
- 2 Capacity kW class 2.0 25 35 4.0 - ‘2
> : Input power W 23 27 27 33 > :
o5 Running current A 0.20 0.24 0.24 0.30 DO
» = HIGH 650 700 700 770 o=
Cooling MED 540 560 560 600
LOW 430 430 430 450
. QUIET 320 320 320 310
con Airflow rate FIGH mfh 720 750 780 820
Heating MED 580 610 640 660
LOW 460 470 520 520
QUIET 330 330 330 340
Type x Q'ty Crossflow fan x 1
Motor output W 27
HIGH 38 40 40 43
Cooling MED 33 34 35 36
LOW 29 29 30 30
Sound pressure level *! SlLJGIET dB (A) ‘21:]] i; i; il
Heating MED 35 36 38 39
LOW 31 31 33 33
QUIET 22 22 22 24
Cooling 54 55 57
Sound power level Heating dB (A) 6 57 | 58 )
o Main1: 210 x 670 x 26.6 Maint: 210 x 670 x 26.6
Dimensions (H x W x D) Main2: 112 x 670 x 20 Main2: 112 x 670 x 20
mm Sub: 84 x 670 x 13.3
. Manf: 1.2 Mant: 1.2
Fin pitch Main2: 1.1 Main2: 1.1
Heat exchanger type Sub: 1.4
Main1: 2 x 10 Maint: 2 x 10
Rows x Stages Main2: 2 x 7 Main2: 2 x 7
Sub: 1 x4
Pipe type Copper tube
Fin type Aluminum
Material Polystyrene
Enclosure Color White + Pearl white (painted)
Approximate color of Munsell N 9.25/
Dimensions Net 270 x 834 x 222
(HxW x D) Gross mm 277 % 914 x 332
. Net 10.0
Weight Gross kg 125 3.0
. Liquid X @6.35 (21/4
Connection pipe Size Gas mm (in) @9.52 203/8;
Method Flare
Drain hose Material PP + HDPE
Tip diameter mm 213.8 (1.D.), @15.0 to ¥16.8 (O.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30
Remote controller type Wireless (Wired, Mobile app*2 [FGLair™] [option])

NOTES:
+ The protective function might work when using it outside the operation range.
* *1: Sound pressure level:
— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.
+ *2: Available on Google Play™ store or on App Store®. Optional WLAN adapter is also required. For details, refer to the setting manual.
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= Model name ASYGO7KMCE | ASYGO09KMCE ASYG12KMCE ASYG14KMCE -
5 Power supply 10230 V ~50 Hz 5
o Available voltage range 198—264 V o
- 2 Capacity kW class 2.0 25 35 4.0 - ‘2
> : Input power W 23 27 27 33 > :
o5 Running current A 0.20 0.24 0.24 0.30 DO
» = HIGH 650 700 700 770 o=
Cooling MED 540 560 560 600
LOW 430 430 430 450
. QUIET 320 320 320 310
con Airflow rate FIGH mfh 720 750 780 820
Heating MED 580 610 640 660
LOW 460 470 520 520
QUIET 330 330 330 340
Type x Q'ty Crossflow fan x 1
Motor output W 27
HIGH 38 40 40 43
Cooling MED 33 34 35 36
LOW 29 29 30 30
Sound pressure level *! SlLJGIET dB (A) ‘21:]] i; i; il
Heating MED 35 36 38 39
LOW 31 31 33 33
QUIET 22 22 22 24
Cooling 54 55 57
Sound power level Heating dB (A) 6 57 | 58 )
o Main1: 210 x 670 x 26.6 Maint: 210 x 670 x 26.6
Dimensions (H x W x D) Main2: 112 x 670 x 20 Main2: 112 x 670 x 20
mm Sub: 84 x 670 x 13.3
. Manf: 1.2 Mant: 1.2
Fin pitch Main2: 1.1 Main2: 1.1
Heat exchanger type Sub: 1.4
Main1: 2 x 10 Maint: 2 x 10
Rows x Stages Main2: 2 x 7 Main2: 2 x 7
Sub: 1 x4
Pipe type Copper tube
Fin type Aluminum
Material Polystyrene
Enclosure Color White + Pearl white (painted)
Approximate color of Munsell N 9.25/
Dimensions Net 270 x 834 x 222
(HxW x D) Gross mm 277 % 914 x 332
. Net 10.0
Weight Gross kg 125 3.0
. Liquid X @6.35 (21/4
Connection pipe Size Gas mm (in) @9.52 203/8;
Method Flare
Drain hose Material PP + HDPE
Tip diameter mm 213.8 (1.D.), @15.0 to ¥16.8 (O.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30
Remote controller type Wireless (Wired, Mobile app*2 [FGLair™] [option])

NOTES:
+ The protective function might work when using it outside the operation range.
* *1: Sound pressure level:
— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.
+ *2: Available on Google Play™ store or on App Store®. Optional WLAN adapter is also required. For details, refer to the setting manual.
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Model name ASYGO7KETA ASYGO9KETA ASYG12KETA ASYG14KETA
ASYGO7KETA-B ASYGO9KETA-B ASYG12KETA-B ASYG14KETA-B
Power supply 10230 V ~50 Hz
Available voltage range 198—264 V
Capacity kW class 2.0 2.5 3.5 4.0
Input power w 23 27 27 33
Running current A 0.20 0.24 0.24 0.30
HIGH 650 700 700 770
Cooling MED 540 560 560 600
LOW 430 430 430 450
. QUIET 270 270 270 280
fan Airflow rate HIGH mofh 720 750 770 300
Heating MED 580 610 640 660
LOW 460 470 520 520
QUIET 330 330 330 340
Type x Q'ty Crossflow fan x 1
Motor output w 30 49
HIGH 38 40 40 43
Cooling MED 33 34 35 36
LOW 29 29 30 30
QUIET 21 21 21 21
Sound pressure level *! HIGH dB (A) T e e 44
Heating MED 35 36 38 39
LOW 31 31 33 33
QUIET 22 22 22 24
Cooling 54 55 57
Sound power level Heating dB (A) 6 57 | 58 )
. Main1: 210 x 670 x 26.6
Dimensions (H x W x D) mm m:::; ﬂg X g;g . gg'g Main2: 112 x 670 x 20.0
) ) Sub: 84 x 670 x 13.3
. Main1: 1.2
Fin pitch mm Maint: 1.2 Main2: 1.1
Main2: 1.1
Heat exchanger type Sub: 1.4
. Main1: 2 x 10
Rows x Stages '\,/\l/laalmz:_zzxxyo Main2: 2 x 7
’ Sub: 1 x4
Pipe type Copper tube
Fin type Aluminum
Material Polystyrene
KETA; White + Pearl white (painted)
Enclosure Color Approximate color of Munsell N 9.25/
KETA-B; Dark Gray + Silver (painted)
Approximate color of Munsell 0.5P 3.5/0.2
Dimensions Net 295 x 950 x 230
(Hx W x D) Gross mm 284 x 1,027 x 357
. Net 11.0 11.5
Weight Gross kg 14.5 I 15.0
) Liquid ) @6.35 (D1/4)
Connection pipe Size Gas mm (in) 39,52 (33/8)
Method Flare
Drain hose Material PP + HDPE
Tip diameter mm 213.8 (1.D.), @15.0 to @16.8 (O.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30
Remote controller type Wireless (Option: Wired, Mobile app*? [FGLair™])

NOTES:

« *1: Sound pressure level:

« The protective function might work when using it outside the operation range.

— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.
« *2: Available on Google Play™ store or on App Store®. Optional WLAN adapter is also required. For details, refer to the setting manual.
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Model name ASYGO7KETE ASYGO9KETE ASYG12KETE ASYG14KETE
ASYGO7KETE-B ASYGO9KETE-B ASYG12KETE-B ASYG14KETE-B
Power supply 10 230 V ~50 Hz
Available voltage range 198—264 V
Capacity kW class 2.0 25 3.5 4.0
Input power W 23 27 27 33
Running current A 0.20 0.24 0.24 0.30
HIGH 650 700 700 770
Cooling MED 540 560 560 600
LOW 430 430 430 450
. QUIET 270 270 270 280
Fan Airflow rate HIGH mh 720 750 770 800
Heating MED 580 610 640 660
LOW 460 470 520 520
QUIET 330 330 330 340
Type x Q'ty Crossflow fan x 1
Motor output w 30 49
HIGH 38 40 40 43
Cooling MED 33 34 35 36
LOW 29 29 30 30
QUIET 21 21 21 21
Sound pressure level *! HIGH dB (A) e e, e a
Heating MED 35 36 38 39
LOW 31 31 33 33
QUIET 22 22 22 24
Cooling 54 55 57
Sound power level Heating dB (A) 5 57 | 5 )
. Main1: 210 x 670 x 26.6
Dimensions (H x W x D) mm MZIEQ ﬂg . g;g . gg'g Main2: 112 x 670 x 20.0
: : Sub: 84 x 670 x 13.3
. Main1: 1.2
Fin pitch mm Maint: 1.2 Main2: 1.1
Main2: 1.1
Heat exchanger type Sub: 1.4
. Main1: 2 x 10
Rows x Stages '\:Aa;rcz:;zzxxyo Main2: 2 x 7
Sub: 1 x4
Pipe type Copper tube
Fin type Aluminum
Material Polystyrene
KETE; White + Pearl white (painted)
Enclosure Color Approximate color of Munsell N 9.25/
KETE-B; Dark Gray + Silver (painted)
Approximate color of Munsell 0.5P 3.5/0.2
Dimensions Net 295 x 950 x 230
(HxWxD) Gross mm 284 x 1,027 x 357
. Net 11.0 1.5
Weight Gross kg 45 I 15.0
. Liquid X @6.35 (D1/4
Connection pipe Size Gas mm (in) @9.52 263/8;
Method Flare
Drain hose Material PP + HDPE
Tip diameter mm 213.8 (1.D.), @15.0 to @16.8 (O.D.)
Cooling °C 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30
Remote controller type Wireless (Option: Wired, Mobile app*2 [FGLair™])

NOTES:

« *1: Sound pressure level:

« The protective function might work when using it outside the operation range.

— These are the measured values in the manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.
« *2: Available on Google Play™ store or on App Store®. Optional WLAN adapter is also required. For details, refer to the setting manual.

2-4. Wall mounted type
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2-5. Ceiling type

Model name ABYG18KRTA
Power supply 10 230 V ~50 Hz
Available voltage range 198—264 V
Capacity kW class 5.0
Input power W 37
Running current A 0.21
HIGH 840
Cooling MED 790
LOW 710
. QUIET 650
o Airflow rate HIGH m3/h 530
Heating MED 790
LOW 710
QUIET 650
Type x Q'ty Sirocco x 2
Motor output W 50
HIGH 38
Cooling MED 36
LOW 33
. QUIET 31
Sound pressure level HIGH dB (A) 38
. MED 36
Heating oW 33
QUIET 31
Cooling 53
Sound power level Heating dB (A) 53
Dimensions (H x W x D) mm 294 x 715 x 39.9
Fin pitch mm 1.30
Heat exchanger type Rows x Stages 3x14
Pipe type Copper
Fin type Aluminum
Material Steel sheet
Enclosure Color White
Approximate color of Munsell N9.25/
Dimensions |Net 235 x 1,080 x 705
(HxWxD) [Gross mm 330 x 1,165 x 825
. Net 24
Weight Gross kg 33
) . Liquid ) 26.35 (D1/4)
(p:‘i?)r;nectlon Size IGas mm (in) 512,70 (@112)
Method Flare
Drain hose Material PVC
Tip diameter mm @25 (1.D.), @32 (0.D.)
. Cooling © 18 to 32
Operation range %RH 80 or less
Heating °C 16 to 30
Remote controller type Wired remote controller, Wireless remote controller, Mobile app*3 (FGLair™)

NOTES:
« Specifications are based on the following conditions:

— Pipe length: 5 m, Height difference: 0 m. (Between outdoor unit and indoor unit.)
« Protective function might work when using it outside the operation range.
+ *:Sound pressure level:

— Measured values in manufacturer’s anechoic chamber.

— Cooling: Indoor temperature of 27 °CDB/19 °CWB, and outdoor temperature of 35 °CDB/24 °CWB.
— Heating: Indoor temperature of 20 °CDB/15 °CWB, and outdoor temperature of 7 °CDB/6 “CWB.

— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.

2-5. Ceiling type
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w w
o o
- =
s 2-6. Floor type e
- -l
o o
«» Model name AGYGO09KVCA AGYG12KVCA AGYG14KVCA ]
E E Power supply 230V ~ 50 Hz E E
= ) Available voltage range 198—264 V DO
» = Capacity KW class 25 35 40 0=
Input power W 16 20 23
Running current A 0.15 0.18 0.20
HIGH 530 600 650
Cooling MED 440 490 520
LOW 360 380 400
. QUIET 270 270 270
o Airflow rate HIGH m3h =30 530 550
Heating MED 460 510 540
LOW 380 410 430
QUIET 270 270 270
Type x Q'ty Cross flow fan x 2
Motor output W 16 x 2
HIGH 39 42 44
Cooling MED 34 36 38
LOW 28 30 31
. QUIET 22 22 22
Sound pressure level HIGH dB (A) 39 o) a7
Heating MED 35 38 39
LOW 30 32 33
QUIET 22 22 22
Cooling 52 55 56
Sound power level Heating dB (A) 5 5 6
Dimensions (H x W x D) mm 378 x 550 x 26.6
Fin pitch 1.2
Heat exchanger type Rows x Stages 2x18
Pipe type Copper tube
Fin type Aluminum
Material Polystyrene
Enclosure Color White
Dimensions Net 600 x 740 x 200
(Hx W x D) Gross mm 700 x 820 x 310
. Net 14
Weight Gross kg 18
) Liquid X 26.35 (D1/4
Connection pipe Size Gas mm (in) 29.52 EQS/B;
Method Flare
Drain hose Material PP + LLDPE
Tip diameter mm ©13.8 (1.D.), @15.8 to @16.7 (O.D.)
. Cooling i 18 to 32
Operation range %RH 80 or less
Heating °C 30 or less
Remote controller type Wireless (Wired, Simple mobile app [option])
NOTES:
« Specifications are based on the following conditions:
— Cooling: Indoor temperature of 27 °CDB/19 °CWB, and outdoor temperature of 35 °CDB/24 °CWB.
— Heating: Indoor temperature of 20 °CDB/15 °CWB, and outdoor temperature of 7 °CDB/6 °CWB.
— Pipe length: 5 m, Height difference: 0 m. (Between outdoor unit and indoor unit.)
« Protective function might work when using it outside the operation range.
« *:Sound pressure level:
— Measured values in manufacturer’s anechoic chamber.
— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.

-23.
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3. Dimensions

3-1. Compact cassette type

B Models: AUXGO7KVLA, AUXGO9KVLA, AUXG12KVLA,

AUXG14KVLA, and AUXG18KVLA

Grid type grille

620

Hanging bolt position

Unit: mm
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530
== T %
] -] 5
= = 5
5 g | g2
- 8 | _ | 38| 8¢
8 ol 2 | 3°
) o > 5 O
8 T
D,. 1 [-4
EE=\r E——
\IR receiver -
. _\ Drain hose
View A B
146
285 285 183 40
B :> [ © C
| =il S ~ l 7 ;
C d % Z 4 L ;_IEIE . -
| | | g
* = ) i
- Ceiling Control Box
fom o %-‘: =
& Views View C
A
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3-1. Compact cassette type 3. Dimensions
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w w
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F @ Installation space requirement -
g Unit: mm 5
55 55
2> 2D
» = o=
Strong and durable ceiling
.
[
o 262
©© or more
\
v lw\l Iz
"‘ 7R
1,000
= or more 1,000
1,800 or more
ormore (

Obstruction

717 Z.

Maximum height from floor to ceiling (Unit: mm)

07 and 09 models | 12 or larger models
Standard 2,700
High ceiling — | 3,000

3-way direction setting:

Unit: mm
100 or more*

Tt

vy

vy

NOTES:
* To set “3-direction”, optional Air outlet shutter plate (UTR-YDZB) must be installed, and the “out-
let-direction” need to be switched to “3-way” by remote controller.
*When installing the indoor unit, be careful about the maintenance space.
* In 3-way outlet mode, changing of ceiling height setting by function setting 20 is prohibited.
(Ceiling height setting [function setting 20] is allowed to be changed only in 4-way outlet mode.)

_25-
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3-2. Mini duct type

B Models: ARXGO7KSLAP, ARXGO9KSLAP, ARXG12KSLAP, and
ARXG14KSLAP

w 1]
o o
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= =
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

Unit: mm

174
[&
lgr‘
153
@)

Rear view X
View A
EE ” ” Drain port
0|8
: L,
=]
= e
F—+ | u
o
| P 100 x 6 = 600 | ®
' 650 ' 49
752 | 56 | 78
i 49 66 i
Top view 85 92 Side view
169
5 43
——— & =
SN ' il [
— —_— — =:1]
33 d Pm
650 ' I 1
665 E E
700 ¢
Front view Bottom view
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w 1]
o o
E B Model: ARXG18KSLAP E
z g
L9 Unit: mm 7
EF =
z3 775 52 o
3= | =
<« e g o
N~ ™
- Y | ¥ NIES
=t = — N~
Rear view
View A
=) ( e
Drain port
0 b o
[qV] [Te]
Ao [T ) &) N
’ I ) S
I e e ] —— ——— —————_ | PEF—+
o
| P 100 x 8 = 800 | @
850 49
‘ 952 ‘ 56 78
. | 49 66
Top view | 85 92 Side view
169
5 43
— = o
S|
L 33 o _ ; _
850 T - ]
864
900
Front view Bottom view
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@ Installation space requirement

Provide sufficient installation space for product safety.
Unit: mm
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Strong and durable ceiling
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Z
Left

side '

150 400
or more* or more

Indoor unit

Right
side

s

*: 400 or more when drain from drain pipe

* When intaking air from back: * When intaking air from bottom:

300 or more
7 P Z
| 5 ormore i

100 or more

225 or more

20 or more

N

Service access Ceiling

2,500 or more
(When no ceiling)

Floor 7%//

® Maintenance space requirement
For future maintenance and service access, provide sufficient maintenance space.

NOTE: Do not place any wiring or illumination in the maintenance space, as they will impede ser-

vice.
Unit: mm

Service space

400 or more

\ o
* o
5 E
€ o
5 D\ 8
S =)
® X\

5 rgzzgzgzgir_‘_‘lzii N
~ Control box

Service access

*: More than 100 when intaking air from bottom

Top view

.28 -
3-2. Mini duct type 3. Dimensions
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3-3. Slim duct type

B Models: ARXGO7KLLAP, ARXGO09KLLAP, ARXG12KLLAP, and

ARXG14KLLAP

3-3. Slim duct type

Unit: mm
574 51I
—— — A
=
9, :
NS NG N . i
-— % ﬁ
. — || SNCH— VIeW A
Rear view ~
a . I Drain port ’ -
N~ -
[s2]
A 3 I
fe ) € " @
— 3|0 o5
e @ o — ©
r— o < N
=] Q I
3
— 1| 1
100 x 6 = 600 47
650 55 78
734 89
48 119
) 82 167 Side view
Top view
= ]
0 43 q -\
(e} —= 5
r—
- D E
| | | o Fg
o| ©f 0 =
—| | — ™~ :Iﬂl I °
i |
| 20
650 ' i
664 ]
700
i B
Front view
Bottom view
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w w
o o
F B Model: ARXG18KLLAP .
5 i
_ % Unit: mm _ %
z5 z5
55 . a 55
o= 774 51 oS
——= —— Ry o
< Q| =8
- % 5 ~ g .ﬁ
Rear view | View A
—_— iew
5 @ - - - M E
- Drain port o
E (G . i" =
o
Al e 3 = \QD &
T 5"; B b 0' [l < E)
- € ©
< N
e ST S
©
1 — —— T
100 x 8 = 800 47
850 55 78
' 934 il 89
Top view 87 119
56 167 Side view

198
168
151

850

864
900

= U'é?g%

Front view

res]
==

Bottom view

-30 -
3-3. Slim duct type 3. Dimensions



FUJITSU GENERAL LIMITED
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F @ Installation space requirement F
o o
s Provide sufficient installation space for product safety. &
- - = -
= g . . =
z é In ceiling-concealed installations: 3 é
s Unit: mm il
300 or more
Strong and durable ceiling 7
7,
77 . ) 20 or more
Indoor unit g - °
Left Right [
. . 5 . 0
side =N side é: M 0
2 —
% N 0 or;norel ° 5 Z
Bl 1 / g8
150 400 Service access Ceiling 5|2
or more or more 8 5
(LQ <
=
Floor 727

® Maintenance space requirement
For future maintenance and service access, provide sufficient maintenance space.

NOTE: Do not place any wiring or illumination in the maintenance space, as they will impede ser-

vice.
Unit: mm
| _ Service access
@ Unit
/ | Control box
o o 2
o5 S ¢
| E - E
5 © 400
f) or more
Service space
-31- 3. Dimensions
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d 3-4. Wall mounted type F
5% B Models: ASYGO7KGTB, ASYG09KGTB, ASYG12KGTB, and ;“5"
ASYG14KGTB

Unit: mm

| 834 | _ 215

(7 D\ E—

T o= J \&[ 7

3.0 _
(834)
Outline of indoor unit 327
273 273 54

220
(270)

for pipe inlet @65 for pipe inlet @65

-32-
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o 1]
= o
E @ Installation space requirement E
% Provide sufficient installation space for product safety. 5
E E Unit: mm E
2D =
0= >
. :
o \ o
£ ! g
o] | 1S
3 | 5
i 2
]
]
]
|

40 or more / ‘ 70 or more
Wall hook bracket

107 or more Outline of the indoor unit

183 or more

1,500 or more

The flare connection
part should be installed
outdoors.

1,800 or more
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d W Models: ASYGO7KGTE, ASYGO9KGTE, ASYG12KGTE, and
ASYG14KGTE Z
% ;l | 834 | L 215 % ;I
> = \/ \\ D o> =

270

1 , — === 7

373.5 3.0
4175 =
448
(834)
67 327 327 113
Outline of indoor unit
= — — .0
i ) R
o o . = 4 = — o .
o o H ﬂ o ’g
o/ H H Yooooo 5 55T 600000 v = e o
ST (7 el e
@ | wi=ll] M e
for pipe inlet @65 for pipe inlet @65
62 62
50 344 356 84
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w w
o o
F @ Installation space requirement -
- -
& Provide sufficient installation space for product safety. s
- - -
z5 Unit: mm ar
2D =2
&S =
o s A
o [0
£ S
5 €
o S}
m Al
N~
M
40 or more Wall hook bracket 70 or more
107 or more Outline of the indoor unit 183 or more

1,500 or more

The flare connection
part should be installed
outdoors.

1,800 or more
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B Model: ASYG18KMTB

Unit: mm

w w
o o
> >
- -
= E
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

980 240

S
)

280

MAN

&7
A

77 413 400 90

Qutline of indoor unit

v I IR - - - - T m———— i
SO0 S 00 OO o HOHOH]
of|oflo]]o 6000 = o000 = o eollollo
coo0dooo
o ° olle|lo
i)

s B BT I €
[= 2 I\
I;I — —
— = (=
o :} 9323351 XXX
| re e oo ol = [|l= ° °ff° |
ol [ — ] [ — _
Ewiml | 0 [0 cococococococoooo TS SIE coo0000000 TR
| =
[0 - 5
[ = ™
o LA 01
H

J,,LL _ g \?UJH%/ i _¥
for pipe inlet @65 for pipe inlet @65

72 115
61 429 417 73
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w w
o o
F @ Installation space requirement -
S S
& Provide sufficient installation space for product safety. s
[ -— = —
S g Unit: mm Z g
o= o=
0 A e S P N '/
5 ' 005 oo . o
1 1 —
c ! I - - ! £
o . o eeescsessse =T, = ' )
w 1 H 1 =
' ] P ' ~
l~ . o e
40 or more Wall hook bracket ‘ 70 or more
Outline of the indoor unit
117 or more 160 or more

LS
1,500 or more
/]
]
[0
S The flare connection
E part should be installed
© outdoors.
o
o
@
-37-
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B Model: ASYG18KMTE

Unit: mm
980 240

w w
a o
> >
~ -
E E
= -
o o
@ ?
= =
= -
=) >
= =

3-UNIT
3-UNIT

S
< /!
280 T

\

AN

\_ T /
M 7 3  — A
417
482
510
_77 413 400 90

QOutline of indoor unit

o AR
(s 1l Uellel |
1 ° H H H ﬂ :H>“ o e:m: H Z z o oflle
T e o By
Jifi i 1 32—
o* 0 (o o0 0 of [ | )
iy L —— = - - - _ — = - 40
52 for pipe inlet @65 for pipe inlet @65 91 79
60_| 430 418
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w w
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F @ Installation space requirement -
§ Provide sufficient installation space for product safety. §,
Er EF
| Z 1
32 Unit: mm 22
/ 0 /
o i
2 n
S s
3 ? i ? S
s v
40 or more | Wall hook bracket /
70 or more
117 or more Outline of the indoor unit
160 or more

1,500 or more

2

AN

The flare connection
part should be installed
outdoors.

1,800 or more
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B Models: ASYGO7KMTB, ASYG09KMTB, ASYG12KMTB,
ASYG14KMTB, ASYG07KMCC, ASYG09KMCC, ASYG12KMCC,
and ASYG14KMCC
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3-UNIT

Unit: mm

| 834 222

~

J

il
\

270

ﬁ

3.0

(834)
Outline of indoor unit 327
273 273 54
L© _ _ _ _ _ _ _ _
) A i
R — — ...0— O UU
‘sunarosxser M wees o 00 0 0 0
s (TN oh e o s L T D 10 E L — e zz |
ol |0 — =
N S ~
o o S
|
<
84

for pipe inlet @65 for pipe inlet @65
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o 1]
= o
E @ Installation space requirement E
% Provide sufficient installation space for product safety. 5
E E Unit: mm E
2D =
0= >
. :
o \ o
£ ! g
o] | 1S
3 | 5
i 2
]
]
]
|

40 or more / ‘ 70 or more
Wall hook bracket

107 or more Outline of the indoor unit

183 or more

1,500 or more

The flare connection
part should be installed
outdoors.

1,800 or more
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B Models: ASYGO7KMCE, ASYGO9KMCE, ASYG12KMCE, and
ASYG14KMCE

Unit: mm

w w
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= E
| .|
o o
@ @
= =
- .|
2 2
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3-UNIT
3-UNIT

834 | 222

270

. \——l - \B
359 30
418
492
(834)
67 327 327 113

Outline of indoor unit
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N
N
H
A
H
_ -
7 2
I
g}/ .
(270)

2 = =\ IE;
for pipe inlet @65 for pipe inlet @65
62 62
50 344 356 84
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w w
o o
F @ Installation space requirement -
- -
& Provide sufficient installation space for product safety. s
- - -
z5 Unit: mm ar
2D =2
&S =
o s A
o [0
£ S
5 €
o S}
m Al
N~
M
40 or more Wall hook bracket 70 or more
107 or more Outline of the indoor unit 183 or more

1,500 or more

The flare connection
part should be installed
outdoors.

1,800 or more
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B Models: ASYGO7KETA, ASYGO9KETA, ASYG12KETA,
ASYG14KETA, ASYGO7KETA-B, ASYGO9KETA-B,
ASYG12KETA-B, ASYG14KETA-B, ASYGO7KETE,
ASYGO9KETE, ASYG12KETE, ASYG14KETE, ASYGO7KETE-B,
ASYGO9KETE-B, ASYG12KETE-B, and ASYG14KETE-B
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3-UNIT
3-UNIT

Unit: mm

950 230

295

% mm—ﬂﬂﬁ T j‘J/
e ——
7
373.5 a0
417.5 30 |
448
(950)
Outline of indoor unit 327
273 273 4
[Te]
o
%‘E o —.._ 0 010
o mmmuaffgos 0 ©C©°oyYooo
-;annm“nn Fesa EyETEORXY ol .
8 f— I = . = — _ 8
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os] e ok
™ | (FF s e o
\ / | I / g
mul - J @
Q \ 63 182 182 63 /
106 346 356 142
forppe inlet @65 foM/
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o 1]
= o
E @ Installation space requirement E
% Provide sufficient installation space for product safety. 5
E E Unit: mm E
2D =
0= >
2 ;
o \ o
£ ! g
o] | 1S
3 | 5
| 5
]
]
]
|

40 or more . / ‘ 40 or more
Wall hook bracket

166 or more Outline of the indoor unit

211 or more

1,500 or more

The flare connection
part should be installed
outdoors.

1,800 or more
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3-5. Ceiling type
H Model: ABYG18KRTA
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3-UNIT

Unit: mm

1,080
923
[ 1 1 )
U
L |
Yo
o
3 1 1 2
||| .
11—
o - G
© 0 | | | |
( 8l o S g - ] | B g
A <
4984 125 103
Side view Top view
349
181
145 313
119 98 89
EEE 2
0~ — i
N g ©
A \ \) ° o
] - e o
2100-mm hole
Rear view
Suspension bolt pitch
75 923 75
) ) Dimensions
Indoor unit (Top view) (Space required for installation)
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o
—

=

q

290 }_1l5»
v

===

\ / /

The length of the bolt

— | hereis 30 mm.
Indoor unit
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w w
o o
d M Installation space requirement -
§ Unit: mm ;,
[ -— = —
2 é Ceiling 3 'é
(3] / ™
/ \ Indoor unit \ Z
.
-
[ ) 7
3;or m;re Ceiling 2&) or m;re

(0]

o o ﬁ 0 or more

o 1S

E 5

o = 8

S S

Q ~

N - '_'._
Obstruction

Floor

Required ceiling height varies according to the ceiling mode setting of function setting No. 20.

Ceiling height (m)
Ceiling mode Standard High ceiling
18 model 2.7 3.5

. -47 - ' )
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4 3-6. Floor type E
M4 @ Models: AGYGO9KVCA, AGYG12KVCA, and AGYG14KVCA .
- g Unit: mm ‘:"’ g

200

=| [7F

600

d

Side view

740

Front view
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@ Installation space

iE

80 or more

=

50 or more

(7

150 or below from the floor

<M
\\

80 or more

=

Unit: mm

PROHIBITED

KGrating

T

/N WARNING
» The appliance shall be installed, operated and stored in a room with a floor area larger than X
m2.
Amount of refrigerant charge Minimum room area
M (kg) X (m?)
M<1.22 -

1.22<M<1.23 12.99

1.23<M=<1.50 19.31

1.50 <M< 1.75 26.28

1.75<M=<20 34.33

20<M=25 53.63

25<M<3.0 77.23

3.0<M<35 105.12
35<M=<4.0 137.29

(IEC 60335-2-40)

3-6. Floor type
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4. Wiring diagrams
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4-1. Compact cassette type

B Models: AUXGO7KVLA, AUXGO9KVLA, AUXG12KVLA,
AUXG14KVLA, and AUXG18KVLA

1 TRANS BOARD D'SFLC*'\"Y BOARD
™ pounte. | —— 1 2 -
| T0 RATE< 5=, T0 REWITE o N(J?N_WP%E\R 234567 ETS]
CONROL _  {— | cowTRoL 2 e [T2[3[4[56[7]819]
lNON%I;gLR\EIZED o5 | %EME > (PRl SLETELIER
o < o iy e R
- — =1 GREEN
WL < — Fos|— a2 BRSBECMCCE —
HIRE <= — o= = [12[3]4]5]6]7[89] 4
HURITD = @ﬁ_ham;: 1 (TR OO e s
XN _ 0 s | RMGE 3T = [2][3]4]5] [TT2[3[4]5[6[7[8[oal 2] [T]2]3]4]
= 5 (2 [ [21314] ST [2[3[4]
£ TERMINAL s g‘gHg |
= %< o~ 2P @M | i [T2[3[4]
%J 2]2],, ST M t ([2[5]#
PONER SUPPLY < 10 = EM%%g 3[3) 3] WIRELESS
70 QUTDOOR UNIT —lw [ 474 4] LAN ADAPTER
< 1oSRIALE {575 8[5(5 5
(INDOGR WNIT) =TS EpE ég B (OPTION)
51 ovw sply BlEMIETZE e
Sl i [SlaMIESrS 2M2M2ln, THERMISTOR (PIPE TEWP.)
g% ww«m 42
= ooz &1, R S sy
o= Sy T (e B2 I | FLOAT SWITCH
8[8] st oo . B =
ooat o wor () lafE T2 B s o T %]
TS zzm‘zz gEZ THERMISTOR  (ROOM TEWP.)
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4-2. Mini duct type and Slim duct type

B Models: ARXGO7KSLAP, ARXGO9KSLAP, ARXG12KSLAP,
ARXG14KSLAP, ARXG18KSLAP, ARXGO7KLLAP,
ARXGO9KLLAP, ARXG12KLLAP, ARXG14KLLAP, and

w 1]
o o
> >
- -
= =
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

ARXG18KLLAP
i TRANS BOARD
————— DISPLAY BOARD
T T0RMTE< _ o= 10 REWOTE 2l NON-POLAR (OPTION) o
| covtRoL _  F=—={! coNTRoL = 2-NIRE
= —[o= 4 o [112]314]5[6]7]B[9]
| LR o LI X M EEEERIERE NAMBEEHEE
JOVPOLRIZD L, TERM;PDAL | [1Z[3[4]5[6[7[8[o o -
T0 ROWTE < — [O= . o2 [2[3[«slel7els] I =
CONTROL é——o:s—'_wm_aggg%g§ (12[3[4[516[71819] ey
PURIZD — o] B il - CONTROL BOARD
(Ei N — = w2 fﬂ%
A 215 CN1
= TERMINAL [1]2 4|5| |1|2|3|4|5|6|’7|8|9|10|11|12| 2 3 4
- = Q<= Jo — S|BAK %g 7] i tl TEST WLAN adapter,
i soy < o = sp ity B ﬁy szg“pzﬁize“
T0 QUTDOOR UNIT —w 144 7 7
= o = b
(INo0DR WNIT) L U S B S LOUVER{UP/D0WN) (0PTIOK)
11 PONER SUPPLY u z 111]
%% o ol 5 522, THERMISTOR (HEAT EX. MID TEWP.)
FAN MOTOR = BAK 141412 id g 3[3}%
- 5[5 == w4 =
YELLOW 111
%% WA el 8 2ZQ\I FLONT ST
L] 1] 1] 33 i
s(2 2|2|e — -
I BLACK
A o ek (o T2 5% 315 s T o 2T eRiIsToR (rooi Tew., )
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4-3. Wall mounted type

B Models: ASYGO7KGTB, ASYG09KGTB, ASYG12KGTB, and
ASYG14KGTB

w 1]
o o
> >
- -
= =
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

CONTROL
BOARD |
1]
12 |
TERMINAL g % TO COMMUNICATION
&1 PCB (OPTION)
6
7|
THERMISTOR
(PIPE TEMP.)
1 BLACK
GREEN = [2[2 2 M5
= O R @ ®E1 5 [3]3 ] BLAKK
TERM INAL 44 [BLACK CAAA) ]
— - THERMISTOR
T—RED_f73 (ROOM TEWP. )
2 2]2
2 13 WHITE o1
o 2 WHITE 57T WH I TE
S| = [5l— WHITET=1 2 o [ R TE L PYROELECTRIC
| 5 5 WHITEFeTe1 © = 12128 W 5F 121 SENSOR BOARD
° S = WHITE =12 © [3]3 3
S WHITE |17
B WHITEFgTg STLWHITE =
o (212 WHITE 5 TO WIRELESS
RED z 313 WHITE 3 LAN ADAPTER
K STwHITE o (OPTION)
2(2
aE
44| 2 EX
5(5| © >
606 =
FAN MOTOR 717 13 ]
4
5]
RED] 5 8] TEST
7
202 .
YELLOW [3737 ~ 18|
z 9
414 © ﬁ
STEPPING 5|5 ]
MOTOR il
(UP/DOIN) 12
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w w
o o
> . =
F B Models: ASYGO7KGTE, ASYGO09KGTE, ASYG12KGTE, and F
Z ASYG14KGTE 2
EE Eg
53 CONTROL 7] 33
&= BOARD &S
» Bl 2-WiRE ReoTE
TERMINAL > |4
1 &= CONTROLLER (OPTION)
-3 BLACK =1 o
<t 313 Z BLACK(F’IPE TEMP.)
3 414 111
<~ —O—RED_I5T5 _ [2[ZfBLAK A
Z [5T3[BLACK
— 4]a] BEACK_CARRY
- GREEN THERMISTOR
=Q mH Q@ ¢F (ROOM TEMP.)
TERMINAL
— WHITE
[T —WHITES o U fere 1 pyRoELECTRIC
WHITE = [2]2 2 A
o % WHITE§§ 5 33WH|TE 3 SENSOR BOARD
S T WHITEF 7
e - WHITE o
Ql =[5 55| 2 11
Zl = [6—WHITERSTE| © w22 o
27— WITEFT HEE :|
= I8 WHITE FgTg Crala
5] WHITE Fo 1o
] WHITE —
10 10010 1]
RED (1= %
2(2 4
S
a[4] 2 Z[6] TEST
5|5 © 7]
FAN MOTOR o o
o
K
RED 115 o
2(2 ]
33| © K
STEPPING 5|5 g? OPTION
MOTOR o=
(UP/DOWN) [4]
T[] Ex ouT
2] (oeTioN)
ol 1]
;7 EX IN
51 (oPTION)
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w w
o o
4 W Model: ASYG18KMTB :
= 4
'_ﬁ CONTROL ,_<°_f.3
5K BOARD | s F
2> 1 ==
= R o=
TERMINAL 2 EH 2-WIRE REMOTE
& 51 CONTROLLER (OPTION)
6]
7]
THERMISTOR
(PIPE TEMP.)
T1BLACK
- [2[2Z} LA AR
=0 OCREEN g ) g [3T3]BLACK
EARTH BLACK
TERM INAL a4t BLACK (AR
— - THERMISTOR
[ el (ROOM TEMP.)
2 2|2
=y WHITE 573
= WHITE |+
S| = g WHITE[c1= 2
% S WHITE[ 11 O
s = WHITE =15
> = WHITE 12
53 WHITE Foto
= WH I TE 11
10 1010 o 212 3
=z
RED 15 S [3]3 o
o1 44
303
414 L‘Z.) Ex
5[5 © B3
6|6 k=
FAN MOTOR 717 K1
4]
5
RED (1 Z [6] TEST
7
2|2 e
YELLOW 575 8]
a[a] & 9
10
STEPPING 515 —
MOTOR 1

pury
N

(UP/DOWN)

CN8

OO WIN|—
DO HNIN[—
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& w
> o
> . &
F B Model: ASYG18KMTE :
s =
5 SN 5
32 g 25
= TERINAL (5| 2-WIRE REMOTE 33
1 S 51 CONTROLLER (OPTION)
< & |BLack 3
2 | wte P L7 THERMISTOR
T2 3131 2 sscx (P1PE TEMP.)
3 4|4 K
<O {575 - [2[2}BLACK A
Z [5T3]BLACK
o 412 BLACK E 5??3
~ L GREEN THERMISTOR
RN (ROOM TENP. )
TERMINAL
= WHITE
% WHITE ; ;
€ 3] WHITE ;373
S WHITE
o| @ |4 414
2| > [5] WHITE 515 % T
SIS e WHITERTH B o3z _
1S B wWHITES S22 :|
Y WHITE FoTg © A
9 WHITE I
Al WHITE |
10 10[10 1]
RED T3 %
2|2 7
313 < 5
41412 % [6] TEST
5|5 © 7]
FAN HOTOR o g
i
11
RED T 2
2|2 T
33 '2 1—
44| © wl7]
STEPPING 5[5 12 oPTION
WOTOR 513
(UP/DONN) 4]
11 S[] Ex out
2[2] . B2 (TioN)
33 5 |
ie S B IN
2t &3] (oPTion)
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F B Models: ASYGO7KMTB, ASYG09KMTB, ASYG12KMTB, and .
5 ASYG14KMTB 2
E R X
55‘ CONTROL §5l
o = BOARD &=
TERMINAL
<____(1> BLACK T3
<____(2> WH I TE § § = %
2 RED [ ° H
—+——0 5|5 4]
s 51 TO COMMUNICATION
L © el PCB (OPTION)
= 7]
<O R PR ews B
TERMINAL 9]
[1] (THERMISTOR)
2 |2 PIPE TEMP.
= [ WHITE
S % N WHITE ;; TT71BLACK
S| = [F—N\—HIESSTS 3 |2 2‘%
z2| 3 el W WHITER 2 S [B3F 02
°l & =1 W WHITEF 1 © 2 4‘4@J
e \WHITE [oT5 THERMISTOR
2 717 (ROOM TEMP.)
oy WHITE
221« TalWHITE 12 T0 WIRELESS
aTil & Z [SrS|WHITE I51 LAN ADAPTER
515 O IrriWHITE 5  (OPTION)
166
RED K 1
22l o 2
33|z & [3] TEST
4|4 4
STEPPING 5[5 5
MOTOR
(UP/DOMN)
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F B Models: ASYGO7KMCC, ASYG09KMCC, ASYG12KMCC, and -
B ASYG14KMCC 2
g E g
E CONTROL Z3
© = BOARD &=
TERMINAL
<____<1> BLACK 15
2]2 ER
<____<% WHITE 573 % %
3 RED [+ 3]
~—+—0 5|5 4
o 151 10 COMMUNICATION
1 © s PCB (OPTION)
= 7
<O gy QT gw B
TERMINAL 9]
1] THERMISTOR
o & (PIPE TEMP.)
= S 11 TT71BLACK
g| @ 14 212 < [2[7]BLACK CANS
S| = 2 33| ., 3 f33]BLACK
5| 5 | 4141 F 4 T2 BLACK
217 5[5 —QQQBJ
18 6]6 THERMISTOR
o 7]7 (ROOM TEMP.)
11
2[2 NEE WHITE
33| <= [2]2 WHITE 5 TO WIRELESS
2[4l & 3 [3[3|WHITE 57 LAN ADAPTER
5[5 ST WHITE |5y (OPTION)
6|6
RED =17 1
22| 0 4 [2
3[3]z 3 [3] TEST
414 4
STEPPING 5|5 5
MOTOR
(UP/DOWN)
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4-3. Wall mounted type 4. Wiring diagrams
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w 1]
o o
E B Models: ASYGO7KMCE, ASYG09KMCE, ASYG12KMCE, and E
: ASYG14KMCE 2
EE Eg
53 CONTROL 7 23
s s BOARD g
2Bl 2-WIRE REMOTE
TERMINAL = |4
7 5 5] CONTROLLER (OPTlON)
I BLACK 115 a
<_'_§ ii z —+ BLACK(PlPE TEMP.)
-0 RED =75 - 22 BLACK @
Z [55|BLACK
5 4[4 BLACK AR
GREEN THERMISTOR
TERMINAL
— WHITE
% WHITE ; ;
2 Sl WHITEISTS
S L WHITEl TS
S| = [ MHITEFTE] 2 1
g 5 [(—MIERTE ©  whp o
°l S G WHITEST; BE :|
< gl WHITErSTg “rals
ol WHITElts
= WHITE —
19 10010 7]
RED [ %
2[2 4]
303 5
ala] 2 Z[6] TEST
5[5 © 7]
6|6 )
FAN MOTOR 17 E
10
K
RED 15 =
202 1
33| & Kl
STEPPING 5[5 21 oprion
MOTOR Ol
(UP/DOWN) 14
S Ex out
2] (oTIoN)
§% EXIN
515 (0eTioN)
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E B Models: ASYGO7KETA, ASYGO09KETA, ASYG12KETA, E
B ASYG14KETA, ASYGO7KETA-B, ASYG09KETA-B, 2
%; ASYG12KETA-B, and ASYG14KETA-B %;
3= &S
CONTROL
BOARD _ |
1
2]
TERMINAL © 51 2-WIRE REMOTE
3 fe{ CONTROLLER (OPTION)
6|
7]
THERMISTOR
(PIPE TEMP.)
T TT71BLACK
P S ) S 1 oy
EARTH o |3]|3
TERMINAL a[a] BLACK ARy |
THERMISTOR
(ROOM TEMP.)
1 WHITE 15
WH I TE
i a
S s WHITE[ 15
S| > =15 WHITE[-1:1 2
Z| = [6l6 WHITE '5T6] ©
& 15 WHITE ==
= 5g WHITE |51
sTo WHITESTg
100 WHITE 790 11
© 212 o
=G4
RED 1 e
2[2
33
4l4| 2 1]
5[5] © 2]
16|6 3
FAN NOTOR —15 o
5
= [6] TEST
RED 77 A
ORANGE |51 8]
YELLOW 3731 19 |
PINK I 3 %
steppING N—BLUE5T5 m
MOTOR —
(UP/DOWN)
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w w
o o
E Bl Models: ASYGO7KETE, ASYGO09KETE, ASYG12KETE, E
B ASYG14KETE, ASYGO7KETE-B, ASYGO09KETE-B, 2
% 5 ASYG12KETE-B, and ASYG14KETE-B % 5
32 a2
CONTROLT
BOARD B
- 3]
2 2-WIRE REMOTE
TERQ"NAL & CONTROLLER (OPTION)
5 BLACK 6
2 2|2 7 THERMISTOR
<~ —O—MITE TS 2 (PIPE TEWP.)
<~ —O—+FE2_[575 _ [2[ZfBLACK AN
% AE BLACK
204 BLACK { 555)
L
~ L GREEN THERMISTOR
= mm QT 9F (ROOM TEMP.)
TERMINAL
ER WHITE K
Y WHITE
g % WHITE § §
S G WHITERTS
S| = [ MHITEFTE] 2 1
2 S Bl MITERT S whiy -
°le L wHITER BE :|
< [g— WHITErgT “lale
91 WHITE 919
E WHITE1O10 I
RED T %
2|2 4|
313 < [8]
aale Z[e] TEST
55| © 7]
FAN WOTOR o o
o
11
RED P~
ORANGE ; ; 12
YELLOW |
P INK ii % LD1_
siEping \—BLUE[5T5 o5 orion
(UP/DONN) 4]
S ex our
Z[z] (opTIoN)
ol[1]
QI EX IN
515 (0eTioN)
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w 1]
o o
> . =
d 4-4. Ceiling type .
| -
o o
/2] 7))
Er B Model: ABYG18KRTA R
33 3=
1 TRANS. BOARD DISPLAY BOARD T MIE
T0 RENOTE CONTROL 3= 2-WIRE o e
(Ex. 1M 5 0 NANBBEREE
TERVINAL [([2]3[4]5]6]7[8[f O I
0 REMOTE CONTROL o —_—
NN-POLIRIZED < — [oms|—" 1242 [ REEN
— 5]3 1[2[3]4]5]6]7]8]9 L
) o HE 112[3]4]5]6]7]8]9 °
(EX |N) i 3 i CONTROL BOARD <+
OPTION — o~ AR o
- _\Mi3 N NG5 73
= [T725[75] nglglil |1|2|3|4|5|$€§|8|9|1o|11|12|
= GREEN — :
< - | Sl | [«f=
£ - _OTER,WNAL: BAK W2 =25 |2 g‘é ?‘i 2[3[4 TEST
= S - I: _glcngii |1|2|3|4|5|60’597|8|9|10|11|12|
PONER SUPPLY _ | IMIE (2 T MIE 7T
cummun = T_Z M EREE  apmib E.
e 3|3 MIE T5T5 INAND OUT W L
(INDOOR WNIT) < (O SIRIN =255 A rALEy w328 [EIAETE)
2[5[5 MEI515]8 STERPING elelol lolelolelole
il £ R PR RAR
<] WHITE —— . .
AN 1 T g 1 T T M )
4l4lg = 919 919 22
MOTOR wiLolsls m i oMo S[3y3eA (PIPE TEWP. )
S5 RSt [T (it 5T S50 o s
DRAIN PUKP ~ sl2[2] e (222 2l212] | I
Sz ML 3131Z Sie (OPTION)
(MOTOR) @ﬂﬁggg SR ot B[ ——,
OPTION T[T THERMISTOR
B hjua ] (ROOM TEWP.)
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a w
s o
= >
s 4-5. Floor type a
7 o
2 (/2]
EE Bl Models: AGYGO09KVCA, AGYG12KVCA, and AGYG14KVCA EF
3> 23
o= DISPLAY BOARD o=
P1000
6[5[4]3]2[1 CONTROL 8T8
Tl | O BB
P100T | 2313
9 WHITE i a
o1 WHITE 212
= Brwe 154 [0
= |7 313
2 glep a4z 27
S =[5y 1alsl=  [6]6
= 4] 6[6] =15/
cB WHITE 7/ =44
21— —18[8 33
1 919 ? %
T0 WIRELESS LAN ]
ADAPTER(OPTION) -
= 515
THERHISTR |, |= z[4]4
(PIPETEWP.) [T =23 STEPPING
212 MOTOR
ORAY 5151 — oK
RS o (DAVPER
wo - [B[8 LOCK LEFT)
BLACK [ 112 =[2]2
THERMISTOR =[3[3
(Roow TEWP.)  P4s L STEPPING
TEST| 4|2 MOTOR
SN 66 (DAPER
= BLACK g ; —- i 2 LOCK R|GHT)
BLUE = 2
22|z =|3]3
5@_/@1 1 2[2
= B 111
RENOTE CONTROL| 7 |2 [B[Bk STEPPING
WIT(OPTION) |4 = 42 MOTOR
o B - 22 (UP/DOMN)
2=
(OPTION) e
ELINT - (3~ STEPPING
(OPTION) % = MOTOR
e (DAVPER)
(OPTION) [1]= TMITE 1
BO Bl 212 20| 2
(PTION) [1]E  S[3[3HME3[3] &
BT [ Tl e e S
W b Bl
: S P5
(eTIOoN) [1)=
112[3]4|5 O
112[3]4]5 @
WIRING |, e
Q 2¢ 39 ;
DIAGRMM  ——
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5. Air velocity and temperature distributions

w 1]
o o
> >
- -
= =
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT

5-1. Compact cassette type
B Models: AUXGO7KVLA and AUXGO9KVLA

» Air velocity distribution

3-UNIT

Fan speed [ Operation mode |
HIGH | FAN |

Measuring conditions I

(m) Unit : m/s

Top view
Vertical airflow direction louver: up 00—

(m) Unit : m/s

Side view
Vertical airflow direction louver: up

4 3 2 1 0 1 2 3 4 (m)
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» Air velocity distribution

FUJITSU GENERAL LIMITED

Measuring conditions [ Fan speed [ Operation mode [ Outlet directions |
NOTE: Reference data [ HIGH | HEAT | 4-way air outlet |
Unit: m/s
(m)
2.7
25— —
| 20 2.0 |
2 15 15
Side view 10 10
Vertical airflow direction louver: down 0.5 0.5
0.25 0.25
1 —
0
4 3 2 1 0 2 3 4 (m)
» Air temperature distribution
Measuring conditions [ Fan speed [ Operation mode [ Outlet directions |
NOTE: Reference data [ HIGH | HEAT | 4-way air outlet |
(m) Unit: °C
2.7
25— —
2 30 30
28 28
Side view 2 2
Vertical airflow direction louver: down
24 24
11— —
22 22
0
4 3 2 1 0 2 3 4 (m)
- 64 -
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& w

& o

F Hl Model: AUXG12KVLA .

— |

5 « Air velocity distribution 5

é Measuring conditions I Fa: |5(§:ed I Opera;izr’:‘ mode I 'é
(m) Unit : m/s

Top view
Vertical airflow direction louver: up

0.25
1
(m) Unit: m/s
2.7
PR
// 267\
2 [ —
1.0
Side view
Vertical airflow direction louver: up
1 N
0.25 0.25
0 | | | | | | |
4 3 2 1 0 1 2 3 4 (m)
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L w
2 2
- » Air velocity distribution -
= =
~ Measuring conditions [ Fan speed [ Operation mode [ Outlet directions | -l
3'? NOTE:Reference data [ HIGH | HEAT | 4-way air outlet | ‘n,I',
= =
i ) i
2 Unit : m/s 2
= (m) =
2.7
25— —
o — —
. . 1.5 15
Side view
Vertical airflow direction louver: down 1.0 1.0
0.5 05
11— —
0.25 0.25
0
4 3 2 1 0 1 2 3 4 (m)
» Air temperature distribution
Measuring conditions [ Fan speed [ Operation mode [ Outlet directions |
NOTE:Reference data [ HIGH | HEAT | 4-way air outlet |
(m) Unit: °C
2.7
25— | | | | —
2 30 30
28 28
Side view 26 26
Vertical airflow direction louver: down
24 24
1 S pu—
22 22
0
4 3 2 1 0 1 2 3 4 (m)
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& w
& o
d W Model: AUXG14KVLA :
— |
5 « Air velocity distribution 5
EE E g
§ é Measuring conditions I Fa:lsg:ed I Opera;izr’:‘ mode I § 'é
(m) Unit : m/s

Top view
Vertical airflow direction louver: up

(m) Unit : m/s
2.7
2
2 1 1 |
Side view 05
Vertical airflow direction louver: up 0.5 -
1 .
0.25 0.25
0 | | | | | | |
4 3 2 1 0 1 2 3 4 (m)
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L w
2 2
- + Air velocity distribution -
= =
~ Measuring conditions [ Fan speed [ Operation mode [ Outlet directions | -l
3; NOTE:Reference data [ HIGH | HEAT | 4-way air outlet | ‘n,',

f v
= =
-l -l
2 Unit: m/s 2
= =

m ]

27 |
25 — —
2 |
Side view 1.0
Vertical airflow direction louver: down 05
1 0.25 |
. | ! | | |
4 3 0 1 2 3 4 (m)
» Air temperature distribution
Measuring conditions [ Fan speed [ Operation mode [ Outlet directions |
NOTE:Reference data [ HIGH | HEAT | 4-way air outlet |

(m) |_| Unit : °C
27

2 | | | ]
21— 30 ]
28
Side view 26
Vertical airflow direction louver: down 24
o 22 m
o | | | | |
4 3 2 1 0 1 2 3 4 (m)
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& w
3 o
F Bl Model: AUXG18KVLA :
s 4
- % Measuring conditions I Faglz’:ed I Opera;izrlll mode I Z?ZT\?D";OR(? I i ‘Z,
F 55
o (m) Unit: m/s > =
4
0.25
3
2

Top view
Vertical airflow direction louver: Upward 0

IN
w
N
-
-
N

3 4 (m)

(m) Unit: m/s

Side view
Vertical airflow direction louver: Upward

\
AR
/1Y)

/

N
\A\

0 4 3 2 1 0 1 2 3 4 (m)
(m) Unit: m/s
3 I

2 2

/
Side view / \
Vertical airflow direction louver: Downward
/ \N
1 [ 3 \
0.25 0.25
7/ 0.5 \ 0.5 \<
0 1

N

LR

N
w
N
N
w
D
E)
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5-2. Mini duct type
B Model: ARXGO7KSLAP

NOTE: This data is measured after installing optional Auto louver grille kit.
» Air velocity distribution

w 1]
o o
> >
- -
= =
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

) N [ Fan speed [ Operation mode |
Measuring conditions | HiGH | FAN |
(m) Unit: m/s

Top view
Vertical airflow direction louver: Up 0 2 > 1 |
Horizontal airflow direction louver: Center 0.5

2 I I I I I I I I I

0 1 2 3 4 5 6 7 8 9 10 (M)
(m) Unit: m/s
° 1
4 —

Top view
Vertical airflow direction louver: Up
Horizontal airflow direction louver: Left & Right

0 1 2 3 4 5 6 7 8 9 10 (M)

(m) Unit: m/s

Side view
Vertical airflow direction louver: Up 2
Horizontal airflow direction louver: Center
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5-2. Mini duct type 5. Air velocity and temperature distributions
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L w
g . e 3
- » Air velocity distribution -
[ [
| ) N [ Fan speed [ Operation mode | |
% Measuring conditions | HIGH | HEAT | ‘n,_)
- - = -
z5 Z5
22 (m) . 22
= 3 Unit: m/s =
[ [
25 CH
Side view 2 — —
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
1 1 —
0.5
0 | | | | | |
0 1 2 3 4 5 6 7 8 9 10 (M)
» Air temperature distribution
Measuring conditions I Fa:lz):ed I Operi‘t[i;):Tmode I

Unit: °C
Side view ]
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
| | | |
6 7 8 9 10 (m)
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FUJITSU GENERAL LIMITED

Bl Model: ARXGO9KSLAP

NOTE: This data is measured after installing optional Auto louver grille kit.

» Air velocity distribution

) N [ Fan speed [ Operation mode |
Measuring conditions | HIGH | FAN |
(m) Unit: m/s
2
[ [
1 = —
Top view
Vertical airflow direction louver: Up 0 ﬂ‘ 2 > 1 > 05 —
Horizontal airflow direction louver: Center H ’
1 [ —
2 I I I I I I I I I
0 1 2 3 4 5 6 7 8 9 10 (M)
(m) Unit: m/s
5

Top view
Vertical airflow direction louver: Up 0
Horizontal airflow direction louver: Left & Right

(m)

7 8 9 10 (M)

Unit: m/s

25 | L

x 0.5

Side view 2
Vertical airflow direction louver: Up 2
Horizontal airflow direction louver: Center

- -72-
5-2. Mini duct type

5. Air velocity and temperature distributions
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» Air velocity distribution

FUJITSU GENERAL LIMITED

) N [ Fan speed [ Operation mode
Measuring conditions | HIGH | HEAT
m .
( 3) Unit: m/s
[ [
25 L CT
Side view 2 — ]
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
1+ —
0.5
0 | | | | | | | |
0 1 2 3 4 5 6 7 8 9 10 (m)
» Air temperature distribution
) . [ Fan speed [ Operation mode
Measuring conditions | HIGH | HEAT
(m) Unit: °C
3
| I I I
25 30
28
Side view 2 — —
Vertical airflow direction louver: Down 26
Horizontal airflow direction louver: Center
1= 24 ]
22
0 | | | | | | |
1 2 3 4 5 6 7 8 9 10 (M)
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5-2. Mini duct type

5. Air velocity and temperature distributions
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& w

d W Model: ARXG12KSLAP

% NOTE: This data is measured after installing optional Auto louver grille kit. %

5 - Air velocity distribution 5

= Measuring conditions I FGEISGP:M I Opera;i/(i:‘ mode I =
(m) Unit: m/s

Top view
Vertical airflow direction louver: Up 0 2 ) 1 1
Horizontal airflow direction louver: Center 0.5

0 1 2 3 4 5 6 7 8 9 10 (m)
(m) Unit: m/s
5

Top view
Vertical airflow direction louver: Up 0
Horizontal airflow direction louver: Left & Right

0 1 2 3 4 5 6 7 8 9 10 (m)

(m) Unit: m/s
I — . S E—

Side view 2
Vertical airflow direction louver: Up 2
Horizontal airflow direction louver: Center
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5-2. Mini duct type 5. Air velocity and temperature distributions
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L w
e . e g
- » Air velocity distribution -
= =
| ) N [ Fan speed [ Operation mode | |
%. Measuring conditions | HIGH | HEAT | ‘nll_)
== ==
z5 Z5
22 (m) . 22
o = 3 Unit: m/s ™ =
[ [
2.5 |- C
Side view 2 [— —
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
1 - —
1
| | | 05] | | |
0
0 1 2 3 4 5 6 7 8 9 10 (m)
» Air temperature distribution
Measuring conditions I Fa:lz):ed I Operi‘t[i;):Tmode I

Unit: °C
Side view —
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
7 8 9 10 (M)
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5-2. Mini duct type 5. Air velocity and temperature distributions
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L w

o o

d B Model: ARXG14KSLAP :

o o
_ @ NOTE: This data is measured after installing optional Auto louver grille kit. - %
3 'é « Air velocity distribution g 'é
i an spee eration mode id

Measuring conditions I F HIGpH d I Op IEAN d I
(m) Unit: m/s

Top view
Vertical airflow direction louver: Up 0 '—T_~> 1 05 —
Horizontal airflow direction louver: Center ’

0 1 2 3 4 5 6 7 8 9 10 (m)

Unit: m/s
[ [

0.5

1 ]
Top view
Vertical airflow direction louver: Up S
Horizontal airflow direction louver: Left & Right c g

1 ]

0.5

0 1 2 3 4 5 6 7 8 9 10 (M)

(m) Unit: m/s

25—
1 0.5
Side view 2— —
Vertical airflow direction louver: Up

Horizontal airflow direction louver: Center
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5-2. Mini duct type 5. Air velocity and temperature distributions
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L w
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- » Air velocity distribution -
= =
| ) N [ Fan speed [ Operation mode | |
%. Measuring conditions | HIGH | HEAT | ‘nll_)
= =
5 5
m .
= ( 3) Unit: m/s =
I I I I
25  —

Side view 21— 2 —

Vertical airflow direction louver: Down

Horizontal airflow direction louver: Center

11— —
1 0.5
o | |1 |
0 1 2 3 4 5 6 7 8 9 10 (m)
* Air temperature distribution
Measuring conditions I Fa:lz):ed I Opere:iEo:Tmode I

Unit: °C
I
Side view ]
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
22
| | | | |
4 5 6 7 8 9 10 (m)
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5-2. Mini duct type 5. Air velocity and temperature distributions
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1] w
[+ 8 o
> . >
4 W Model: ARXG18KSLAP :
| |
5 NOTE: This data is measured after installing optional Auto louver grille kit. %
5 « Air velocity distribution 5
= - =
Measuring conditions I Falr_lust:ed I Operalzl/(::‘ mode I
(m) Unit: m/s
2
[ [
1 = |
Top view
Vertical airflow direction louver: Up 0 D 1 05 —
Horizontal airflow direction louver: Center '
1 —
2 I I I I I I I I I
0 1 2 3 4 5 6 7 8 9 10 (M)
(m) Unit: m/s
5
[ [
4 —
3 0.5 ]
2 —

Horizontal airflow direction louver: Left & Right

1 —
Top view i 4
Vertical airflow direction louver: Up

0.5

0 1 2 3 4 5 6 7 8 9 10 (M)

(m) Unit: m/s
| | | | | | [ [ [

25

Side view 2
Vertical airflow direction louver: Up 2
Horizontal airflow direction louver: Center
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5-2. Mini duct type 5. Air velocity and temperature distributions
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L w
g . e 3
- » Air velocity distribution -
= =
| ) N [ Fan speed [ Operation mode | |
%. Measuring conditions | HIGH | HEAT | ‘nll_)
== ==
23 23
r m . T
3= (3) Unit: m/s o =
I I
25| C
Side view 2 — —
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
1 = —
1
0 I 05 ] [ N |
0 1 2 3 4 5 6 7 8 9 10 (m)
» Air temperature distribution
Measuring conditions I Fa:lz):ed I Operi‘t[i;):Tmode I
(m) Unit: °C
3
[ [ [ [
25 30
Side view 2 — 28 —
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center 26
' 24 7
o | | 22| | |
1 2 3 4 5 6 7 8 9 10 (M)
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5-2. Mini duct type 5. Air velocity and temperature distributions
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5-3. Slim duct type
B Model: ARXGO7KLLAP

NOTE: This data is measured after installing optional Auto louver grille kit.
 Air velocity distribution

w 1]
o o
> >
- -
= =
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

) N [ Fan speed [ Operation mode |
Measuring conditions | HiGH | FAN |
(m) Unit: m/s

Top view
Vertical airflow direction louver: Up 0 2 > 1 |
Horizontal airflow direction louver: Center 0.5

2 I I I I I I I I I

0 1 2 3 4 5 6 7 8 9 10 (M)
(m) Unit: m/s
° 1
4 —

Top view
Vertical airflow direction louver: Up
Horizontal airflow direction louver: Left & Right

0 1 2 3 4 5 6 7 8 9 10 (M)

(m) Unit: m/s

Side view
Vertical airflow direction louver: Up 2
Horizontal airflow direction louver: Center
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5-3. Slim duct type 5. Air velocity and temperature distributions
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L w
g . e 3
- » Air velocity distribution -
[ [
| ) N [ Fan speed [ Operation mode | |
% Measuring conditions | HIGH | HEAT | ‘n,_)
- - = -
z5 Z5
22 (m) . 22
= 3 Unit: m/s =
[ [
25 CH
Side view 2 — —
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
1 1 —
0.5
0 | | | | | |
0 1 2 3 4 5 6 7 8 9 10 (M)
» Air temperature distribution
Measuring conditions I Fa:lz):ed I Operi‘t[i;):Tmode I

Unit: °C
Side view ]
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
| | | |
6 7 8 9 10 (m)
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5-3. Slim duct type 5. Air velocity and temperature distributions
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FUJITSU GENERAL LIMITED

B Model: ARXGO9KLLAP

NOTE: This data is measured after installing optional Auto louver grille kit.

» Air velocity distribution

) N [ Fan speed [ Operation mode |
Measuring conditions | HIGH | FAN |
(m) Unit: m/s
2
[ [
1 = —
Top view
Vertical airflow direction louver: Up 0 ﬂ‘ 2 > 1 > 05 —
Horizontal airflow direction louver: Center H ’
1 [ —
2 I I I I I I I I I
0 1 2 3 4 5 6 7 8 9 10 (M)
(m) Unit: m/s
5

Top view
Vertical airflow direction louver: Up 0
Horizontal airflow direction louver: Left & Right

(m)

7 8 9 10 (M)

Unit: m/s

25 | L

x 0.5

Side view 2
Vertical airflow direction louver: Up 2
Horizontal airflow direction louver: Center
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5. Air velocity and temperature distributions
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» Air velocity distribution

FUJITSU GENERAL LIMITED

) N [ Fan speed [ Operation mode
Measuring conditions | HIGH | HEAT
m .
( 3) Unit: m/s
[ [
25 L CT
Side view 2 — ]
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
1+ —
0.5
0 | | | | | | | |
0 1 2 3 4 5 6 7 8 9 10 (m)
» Air temperature distribution
) . [ Fan speed [ Operation mode
Measuring conditions | HIGH | HEAT
(m) Unit: °C
3
| I I I
25 30
28
Side view 2 — —
Vertical airflow direction louver: Down 26
Horizontal airflow direction louver: Center
1= 24 ]
22
0 | | | | | | |
1 2 3 4 5 6 7 8 9 10 (M)
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5-3. Slim duct type

5. Air velocity and temperature distributions
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& w

% l Model: ARXG12KLLAP %

% NOTE: This data is measured after installing optional Auto louver grille kit. %

5 - Air velocity distribution 5

= Measuring conditions I FGEISGP:M I Opera;i/(i:‘ mode I =
(m) Unit: m/s

Top view
Vertical airflow direction louver: Up 0 2 ) 1 1
Horizontal airflow direction louver: Center 0.5

0 1 2 3 4 5 6 7 8 9 10 (m)
(m) Unit: m/s
5

Top view
Vertical airflow direction louver: Up 0
Horizontal airflow direction louver: Left & Right

0 1 2 3 4 5 6 7 8 9 10 (m)

(m) Unit: m/s
I — . S E—

Side view 2
Vertical airflow direction louver: Up 2
Horizontal airflow direction louver: Center
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5-3. Slim duct type 5. Air velocity and temperature distributions
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L w
e . e g
- » Air velocity distribution -
= =
| ) N [ Fan speed [ Operation mode | |
%. Measuring conditions | HIGH | HEAT | ‘nll_)
== ==
z5 Z5
22 (m) . 22
o = 3 Unit: m/s ™ =
[ [
2.5 |- C
Side view 2 [— —
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
1 - —
1
| | | 05] | | |
0
0 1 2 3 4 5 6 7 8 9 10 (m)
» Air temperature distribution
Measuring conditions I Fa:lz):ed I Operi‘t[i;):Tmode I

Unit: °C
Side view —
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
7 8 9 10 (M)
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5-3. Slim duct type 5. Air velocity and temperature distributions
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L w

o o

F B Model: ARXG14KLLAP -

o o
_ @ NOTE: This data is measured after installing optional Auto louver grille kit. - %
3 'é « Air velocity distribution g 'é
i an spee eration mode id

Measuring conditions I F HIGpH d I Op IEAN d I
(m) Unit: m/s

Top view
Vertical airflow direction louver: Up 0 '—T_~> 1 05 —
Horizontal airflow direction louver: Center ’

0 1 2 3 4 5 6 7 8 9 10 (m)

Unit: m/s
[ [

0.5

1 - p—
Top view
Vertical airflow direction louver: Up 0 > |
Horizontal airflow direction louver: Left & Right \

2 — —
3 —
0.5
4 - —
5 | | | | | | | |
0 1 2 3 4 5 6 7 8 9 10 (M)
(m) Unit: m/s
3 | I I I [ I |
25—
N 1 0.5
Side view 2— —
Vertical airflow direction louver: Up 2
Horizontal airflow direction louver: Center
1 f— —
0 | | | | | | | | |
0 1 2 3 4 5 6 7 8 9 10 (m)
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5-3. Slim duct type 5. Air velocity and temperature distributions
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L w
e . e g
- » Air velocity distribution -
= =
| ) N [ Fan speed [ Operation mode | |
%. Measuring conditions | HIGH | HEAT | ‘nll_)
= =
5 5
m .
= ( 3) Unit: m/s =
I I I I
25  —

Side view 21— 2 —

Vertical airflow direction louver: Down

Horizontal airflow direction louver: Center

11— —
1 0.5
o | |1 |
0 1 2 3 4 5 6 7 8 9 10 (m)
* Air temperature distribution
Measuring conditions I Fa:lz):ed I Opere:iEo:Tmode I

Unit: °C
I
Side view ]
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
22
| | | | |
4 5 6 7 8 9 10 (m)
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5-3. Slim duct type 5. Air velocity and temperature distributions
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B Model: ARXG18KLLAP

NOTE: This data is measured installing the Auto louver grille kit (option).

Fan speed [ Operation mode |
HIGH | FAN |

w 1]
o o
> >
- -
= =
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

Measuring conditions I

* Air velocity distribution

(m) Unit: m/s

Top view
Vertical airflow direction louver: Up 0 2 1 0.5 ]
Horizontal airflow direction louver: Center ’

0 1 2 3 4 5 6 7 8 9 10 (m)

(m) Unit: m/s

0.5

Top view
Vertical airflow direction louver: Up 0 H —
Horizontal airflow direction louver: Left & Right

0 1 2 3 4 5 6 7 8 9 10 (m)

(m) Unit: m/s

o —
1 0.5
Side view 2 2 -

Vertical airflow direction louver: Up
Horizontal airflow direction louver: Center

o 1 2 3 4 5 8 7 8 9 10(m)
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5-3. Slim duct type 5. Air velocity and temperature distributions
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1] w
2 3
= . N [ Fan speed [ Operation mode | [
= Measuring conditions | HiGH | HEAT | =
- -l
3 3
s » Air velocity distribution -
zZ5 z5
22 i 22
e (m) Unit: m/s > =
3
I I
2.5 CH
Side view 2 - ]
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center 1
1
0 | F—T T051 N |

0 1 2 3 4 5 6 7 8 9 10(m)

» Air temperature distribution

Unit: °C
I I I

30

]
I 22

0 1 2 3 4 5 6 7 8 9 10(m)

Side view
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
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5-3. Slim duct type 5. Air velocity and temperature distributions
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5-4. Wall mounted type

B Models: ASYGO7KGTB, ASYG09KGTB, ASYGO7KGTE,
ASYGO09KGTE, ASYGO7KMTB, ASYG09KMTB, ASYG12KMTB,
ASYGO7KMCC, ASYG09KMCC, ASYG12KMCC, ASYG0O7KMCE,
ASYGO09KMCE, ASYG12KMCE, ASYGO7KETA, ASYGO09KETA,
ASYG12KETA, ASYGO7KETA-B, ASYGO9KETA-B,
ASYG12KETA-B, ASYGO7KETE, ASYGO09KETE, ASYG12KETE,
ASYGO7KETE-B, ASYGO9KETE-B, and ASYG12KETE-B

L w
o o
> >
- -
E =
| .|
o o
@ 9
= =
- .|
2 2
= =

3-UNIT
3-UNIT

) i [ Fan speed [ Operation mode |
|Measurlng conditions | HiGH | FAN |
(m) Unit: m/s
3
2
1 e B e M—
Top view — == —-t - T
Vertical airflow direction louver: Up 0 20 ) 1-0 \’ 05
Horizontal airflow direction louver: Center = \E:/ p
EEEES ST — e —— —
-1 e —_— P
-2
-3
0 1 2 3 4 5 6 7 8 9 10 (M)
(m) Unit: m/s
3
2
0.5
Top view -
Vertical airflow direction louver: Up = : -=
Horizontal airflow direction louver: Left & Right il N
0.5
-2
-3
0 1 2 3 4 5 6 7 8 9 10 (M)
(m) Unit: m/s
3
2.0
g /. Y AP SR P _
Side view - T~l~a
Vertical airflow direction louver: Up \,‘\> e — -~ N
Horizontal airflow direction louver: Center = 10 Te—
1 S~ - ~ 0.5
“‘~\.:\\~ — ’
<L 7
-< 7
0 Sl-o b
0 1 2 3 4 5 6 7 8 9 10 (m)
(m) Unit: m/s
3
2.0
2
Side view
Vertical airflow direction louver: Down \ N4
Horizontal airflow direction louver: Center \ NN
1 ) R \} S~
\ \\ ~\ ™ -
\ < \ M- - _
0 \ o5 10 ™~.] 05 [T==-<_
0 1 2 3 4 5 6 7 8 9 10 (m)

5-4. Wall mounted type B B 5. Air velocity and temperature distributions
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1] w
o o
> . >
F Bl Models: ASYG18KMTB and ASYG18KMTE F
| |
o M ] diti [ Fan speed [ Operation mode | o
u_? easuring conditions | HiGH | FAN | ci)
5 5
=2 =2
= (r131) Unit: m/s =
2
1 S P —————— -
Top view =T =" - T
Vertical airflow direction louver: Up 0 20 A 1-0 \’ 05
Horizontal airflow direction louver: Center i :>.¥ 1
-—-.-_\__:-ﬁ__- | o —
1 ————— —_— P
-2
-3
0 1 2 3 4 5 6 7 8 9 10 (M)
(m) Unit: m/s
3
2
) 0.5
Top view -
Vertical airflow direction louver: Up === : -=
Horizontal airflow direction louver: Left & Right ) T ~d
0.5
-2
-3
0 1 2 3 4 5 6 7 8 9 10 (M)
(m) Unit: m/s
3
2.0
]| /000 ) IO S _
Side view - T=l-a
Vertical airflow direction louver: Up \\\ T -——_ N
Horizontal airflow direction louver: Center = e — 1.0 T — ~ 05
1 S~ — ) :
-~ -~ - \ -—— L —_ /
S~<L 7
-~ - V4
0 S~ s,
0 1 2 3 4 5 6 7 8 9 10 (M)
(m) Unit: m/s
3
Side view
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center
0 L
0 1 2 3 4 5 6 7 8 9 10 (m)
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5-4. Wall mounted type 5. Air velocity and temperature distributions
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B Models: ASYG12KGTB, ASYG14KGTB, ASYG12KGTE,
ASYG14KGTE, ASYG14KMTB, ASYG14KMCC, ASYG14KMCE,
ASYG14KETA, ASYG14KETA-B, ASYG14KETE, and
ASYG14KETE-B

L w
o o
> >
- -
E =
| .|
o o
@ 9
= =
- .|
2 2
= =

3-UNIT
3-UNIT

) N [ Fan speed [ Operation mode |
Measuring conditions | HIGH | EAN |
(m) Unit: m/s
3
2
1 I et ———— e ——--
P P X X - -—
Top view - T | — -
Vertical airflow direction louver: Up 0 2.0 > 1-0 \' 0-5
Horizontal airflow direction louver: Center = ___}-—/ v
= — e ‘_;==‘_?—-_--—’ o
1 Jem==- -_—- -
2
3
0 1 2 3 4 5 6 7 8 9 10 (m)
(m) Unit: m/s
3
2

Top view
Vertical airflow direction louver: Up
Horizontal airflow direction louver: Left & Right

0 1 2 3 4 5 6 7 8 9 10 (M)
(m) Unit: m/s
3
2.0
2 — -l - o - - —— - = o o] o—
Side view k%‘h# = - ——,—
Vertical airflow direction louver: Up N I - ~
Horizontal airflow direction louver: Center \\ 1.0 > 0.5
1 S —
T
0 -
0 1 2 3 4 5 6 7 8 9 10 (m)
(m) Unit: m/s
3
2.0
2
Side view
Vertical airflow direction louver: Down \ X
Horizontal airflow direction louver: Center \ \‘\\
TN
\ K ‘\~ SS -
\ . N o~ - [
0 L105 N 1.0~ 05 |~ T T=--. L _
0 1 2 3 4 5 6 7 8 9 10 (M)
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5-4. Wall mounted type 5. Air velocity and temperature distributions
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a w
& o
> ags >
d 5-5. Ceiling type F
T -l
& o
® (/2]
F l Model: ABYG18KRTA E
2 2
= Measuring conditions I Fa:' IS(?:E‘d { Opera;iz:l mode I =

)

3

2

0.25

Top view 05
Vertical airflow direction louver: Up

Horizontal airflow direction louver: Center

(m)
4 = —-F
_—— | 025 P et
_— loe=a" 0.5
3 r =T
/" ==
2 - =T e
- - ~
14— 10
1% # = F — =
[ N ————e_ .7 — -
Top view = o= A - s C bl SR S s
Vertical airflow direction louver: Up 0 T hee el .
L= ~ -l Sso 7
Horizontal airflow direction louver: Left & Right S~ 22X [ e £ PSS LRl
1 ~esg-—F-----T" ~ Lo —1— =
s - S
-~
O S Rt P O P
2 << ===
N ~~-d
~ ‘\~__
3 y T==o
~__ AR 05
~—_] 025 s
4 4
0 1 2 3 4 5 6 7 8 9 10 11 12(m)
27 (m)
— == —T__ = =] — ~—
) \\:\\\ >0 - e R
Side view =42 S~o T2
Vertical airflow direction louver: Up [~~~ -4 1.0 N NN
~L ~~_ ~
Horizontal airflow direction louver: Center 1 ‘Q\ =< __ 05
. S
0 1 2 3 4 5 6 7 8 9 10 11 12(m)
2.7 (m)
NS 2.0
Side view FARN ?7\\ 1.0
Vertical airflow direction louver: Down \\\ \ ‘\X(
) ) - i FI AVANEY
Horizontal airflow direction louver: Center VW A4 33 — _
"Nl o ~~~l. ] - o T oTT—— .
. \\ . ———fe s 0.25 ~

0 1 2 3 4 5 6 7 8 9 10 11 12(m)
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5-5. Ceiling type 5. Air velocity and temperature distributions
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d 5-6. Floor type F
34 B Models: AGYG09KVCA, AGYG12KVCA, and AGYG14KVCA =
2D 2D
o = . L Fan speed Operation mode Fan select » =

Measuring conditions I AIGH I FAN I Upper and lower I
(m) Unit: m/s
2
1 0.5

1.0
Top view \ T .
Vertical airflow direction louver: Up 0

Z '
Horizontal airflow direction louver: Center }\ 4

UPPER LOWER

1 2 3 4(m)
Unit: m/s
Top view
Vertical airflow direction louver: Up
Horizontal airflow direction louver: Left & Right
3 4(m)
(m) Unit: m/s
3

Side view
Vertical airflow direction louver: Up
Horizontal airflow direction louver: Center

4(m)
(m) Unit: m/s
3
Side view 2
Vertical airflow direction louver: Down
Horizontal airflow direction louver: Center 1 1.0
—~ 0.5
1 2 3 4 (m)
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5-6. Floor type 5. Air velocity and temperature distributions
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6. Fan performance

NOTE: Airflow and capacity/outlet temperature curve data are measured based on the same condi-
tions mentioned in "Specifications".
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3-UNIT
3-UNIT

6-1. Mini duct type
H Model: ARXGO7KSLAP

60
50
— Quiet (SP mode 00) SP mode 03
E upper limit
E 40 Quiet (Normal SP) | N
2 |
% Quiet (SP mode 03) -
5 ,/ Hi (SP mode 03)
o 30 pras
© ’,’ Normal SP upper limit
17} %
w /,' SP mode 00 upper limit
c 20 /
2
x — SP mode 03
w lower limit
10 Hi (Normal SP)
Hi (SP mode 00)
0
300 500 600 700
Airflow (m3/h)
Available airflow rate range (High level)
D
60 !
1
1
1
1
1
50 ;
. 1
© |
o ]
1
o) .
s 40 Hi (SP mode 03) | !
7 1
7] 1
o |
S 1
;(S—; 30 Hi (SP mode 02) .
® i
o 1
£ :
o 20 Hi (Normal SP) i
= h ]
- i
1
1
10 Hi (SP mode 00) |
i
1
1
1
0
300 400 500 600 700

Airflow (m3/h)

*1: Available airflow rate range when Auto louver grille (option) is installed.
Fan speed: HIGH
Vertical airflow direction louver: Up

-95-
6-1. Mini duct type 6. Fan performance



FUJITSU GENERAL LIMITED

® Characteristics of air volume and capacity

» Cooling
140

w w
o o
> >
- -
= E
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

120

_—
100 /./
-

Capacity

0]
o

[e2]
o

Capacity (%)

40

20

300 400 500 600 700
Airflow (m3/h)
* Heating
140

120

100 —0—

Capacity

[ee)
o

(@]
o

Capacity (%)

40

20

300 400 500 600 700
Airflow (m3/h)
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w w
o o
> . >
F B Model: ARXGO9KSLAP -
— |

K o0 ;

z5 5

=) =)

0= =
50
;‘_E Quiet (SP mode 00) SP mode 03
E 40 } upper limit /,~
7 Quiet (Normal SP) P
7 e Hi (SP mode 03)
a 30 ~ Quiet (SP mode 03) <
17 uie mode es o
ﬁ . SP mode 00 upper limit sSp mo_de_ 03
% /Normal SP upper limit lower limit
£ 2 =N\
g% -4
ﬁj __
P H| (Normal SP)
10 e &
Sp T b Hi (SP mode 00)
0
300 500 600 700
Airflow (m3/h)
Available airflow rate range (High level)
) ' *q
[} < >
60
50
40 Hi (SP mode 03)
30 Hi (SP mode 02) |

Hi (Normal SP)

20 \

External static pressure (Pa)

10 Hi (SP mode 00)
0
300 400 500 600 700
Airflow (m3/h)

*1: Available airflow rate range when Auto louver grille (option) is installed.
Fan speed: HIGH
Vertical airflow direction louver: Up
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® Characteristics of air volume and capacity

» Cooling
140
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3-UNIT
3-UNIT

120

100 /

80 Capacity |

60

Capacity (%)

40

20

300 400 500 600 700
Airflow (m3/h)
* Heating
140

120

100 — —

80 Capacity

60

Capacity (%)

40

20

300 400 500 600 700
Airflow (m3/h)
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w w
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> . >
d W Model: ARXG12KSLAP :
d o
7 60 &
- - = -
zZ5 zh5
55 55
» = o=
50
. SP mode 03
limit
é_ﬁ/ upper limi
£ 40 Quiet \ .\
3> ul e
2 (SP mode 03) Rigl Hi (SP mode 03)
s Quiet / e
o (Normal SP) _-7 Normal SP
= 30 —— o7 upper limit
® QS“F',et 46 00) L | SP mode 03
© ( m° ° _~" SP mode 00 Hi Iower limit
% 20 25 upper limit | Normal SP)
‘.>-<' \[ / r” ‘—” \
L f _ -~ \
. \/ - \N (SP mode 00)—|
0
300 400 500 600 800
Airflow (m3/h)
Available airflow rate range (High level)
< =
60 |
)
)
)
)
50 :
)
—_ )
© ]
o ]
\é 40 Hi (SP mode 03) !
S \:
2]
[} )
0 :
3 30 Hi (SP mode 02) .
I :
2] )
T :
c 20 Hi (Normal SP) 1
[0} ]
= \i
w ]
)
10 Hi (SP mode 00)
—\ :
\\:
)
)
0
300 400 500 600 700 800

Airflow (m3/h)

*1: Available airflow rate range when Auto louver grille (option) is installed.
Fan speed: HIGH
Vertical airflow direction louver: Up
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® Characteristics of air volume and capacity

» Cooling
140

w L
o o
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3-UNIT
3-UNIT

120

=
100 ___——‘r—(—_
-

80 Capacity

60

Capacity (%)

40

20

300 400 500 600 700 800
Airflow (m3/h)
* Heating
140

120

100 —_—

80 Capacity

60

Capacity (%)

40

20

300 400 500 600 700 800
Airflow (m3/h)

-100 -
6-1. Mini duct type 6. Fan performance



FUJITSU GENERAL LIMITED

6-1. Mini duct type

*

—

Fan speed: HIGH
Vertical airflow direction louver: Up

Airflow (m3/h)
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: Available airflow rate range when Auto louver grille (option) is installed.
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d W Model: ARXG14KSLAP :
3 3
& 80 @
EE Es
53 Hi (SP mode 05) 33
&S 70 / e
4
7/
. SP mode 05 o \/
®© 60 upper limit /
o
~ Quiet \\/,
g (SP mode 00) ol
| 1
a 50 Quiet /' Nomal SP
g (Nomal SP) L, upper limit
7
Q 40 / Quiet o7 \ Hi (Normal SP) —
% (SP mode 05) = - | SP mode 05
© 30 / -% SP mode 00\, -1 lower limit
= \ / upper limit X \ N
g N
3 _a-
w 20 — Hi i
) :\ (SP mode 00)
10 \
0
300 400 500 600 700 800 900
Airflow (m3/h)
Available airflow rate range (High level)
< >
]
80
70 Hi (SP mode 05) \
L 60 Hi (SP mode 04)
: | |
=}
§ 50 Hi (SP mode 03) \
s
S 40 Hi (SP mode 02)
) [
® ‘ Hi (Normal SFI’)
g 30 Hi (SP mode 01) } =
2
x
w20 Hi (SP mode 00) +—N\—— —
10 \ O
0
300 400 600 700 800 900

6. Fan performance
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® Characteristics of air volume and capacity

» Cooling
140
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3-UNIT
3-UNIT

120

100 ___q<:4r—”"'

0]
o

Capacity

D
o

Capacity (%)

40

20

300 400 500 600 700 800 900
Airflow (m3/h)
* Heating
140

120

100 —

Capacity ———

@
o

D
o

Capacity (%)

40

20

0
300 400 500 600 700 800 900
Airflow (m3/h)
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L w
o o
> . >
d B Model: ARXG18KSLAP :
z z
[ 2 % [ 2
23 23
» = 70 =
— 60 SP mode 05 | Hi (SP mode 05)
© upper limit 2
a AN <
o ol AN
5 50 Quiet (SP mode 05) 7
7 ~
o .~
S 40 o SP mode 05 \
2 Quiet (Normal SP) L7 lower limit \
: ] N
< 30 |- Quiet _-7 — <
c (SP mode 00) e Normal SP _+”
QQ s upper limit 2N Hi (Normal SP
g \ J- PP P ( )
w20 = P Hi (SP mode 00) |
gl e tae SP mode 00
4= upper limit
10 i 5 —‘T’ ‘\ N\
0 N | | \ \
300 400 500 600 700 800 900 1,000 1,100
Airflow (m3/h)
Available airflow rate range (High level)
< =z
l€———>
80 ;
[}
[}
.
70 '
[}
i
g:; 60 Hi (SP mode 05) \ i
~ 1
g 50 Hi (SP mode 04) | \
? \
[} [}
9 |
a 40 Hi (SP mode 03) [ \
0 1
E \\: N
n ; |
§ 30 Hi (SP mode 02) | ;
E II-Ii (Normal ISP) | \
)
w20 Hi (SP mode 01) el N
SN TN
|
10 Hi (SP mode 00) \
‘ N | N
0 AN
300 400 500 600 700 800 900 1,000 1,100

Airflow (m3/h)

*1: Available airflow rate range when Auto louver grille (option) is installed.
Fan speed: HIGH
Vertical airflow direction louver: Up
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® Characteristics of air volume and capacity

» Cooling
140
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3-UNIT
3-UNIT

120

100 ’d_

80 Capacity

60

Capacity (%)

40

20

0
300 400 500 600 700 800 900 1,000 1,100

Airflow (m3/h)

* Heating
140

120

100 _—4."'———’

80

Capacity

60

Capacity (%)

40

20

300 400 500 600 700 800 900 1,000 1,100
Airflow (m3/h)
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4 6-2. Slim duct type C
- -l
o o
7] 7]
EF B Model: ARXGO7KLLAP EF
=) 55
™= 110 o=
100
S — Hi (SP mode 09)
90 SP mode 09 | /
upper limit ¢
© 80 ‘ ~7 \
g-/ R ‘ & z”
o 0 Quiet (SP mode 09) /,' \\ /,Svp by
5 7 -7 mode
()] \‘<\ ’r' I ..
%) J ower limit
S 60 2 ~—— D4
o -
= 50 -
@ Normal SP
®© 40 upper limit
c N\
"2 30 Quiet (Normal SP) e \\
n - d\ 0 \L-" \<Hi (Normal SP)
20 | mO. e. hed ]
limit v Normal SP
Sl ITI \>, =N \ lower limited
10 TS P RS——
o | Quiet (SP mode 00)/\ Po= Hi (SP mode 00)
300 400 500 600 700
Airflow (m3/h)
Available airflow rate range (High level)
: *1
~“—
110
100
\
90
—~ \
g 80 Hi (SP mode 09)
o
5 70 | N
§ \ "] Hi (SP mode 08)
2 60
g ey Hi (SP mode 07)
i il
w
— Hi (SP mode 06
T 40 | N~ i }( mo ei )
g N Hi (SP mode 05)
w Hi (SP mode 02)__~, N | |
N o~ N Hi (SP mode 04)
20 Hi (SP mode 01) | |
| \ B |
10 Hi (SP mode 00) ‘ N Hi ‘(SP mode|03)
N\ [ Hi (Normal SP)
0 | |
300 400 500 600 700

Airflow (m3/h)

*1: Available airflow rate range when Auto louver grille (option) is installed.
Fan speed: HIGH
Vertical airflow direction louver: Up
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® Characteristics of air volume and capacity

» Cooling
120

-
100 e

nosss Capacity

w L
o o
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| .|
o o
@ @
= =
- .|
2 2
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3-UNIT
3-UNIT

[0}
o

Capacity (%)
3

40

20

400 500 600 700 800
Airflow (m3/h)
* Heating
120

100
’/

80

Capacity

60

Capacity (%)

40

20

400 500 600 700 800
Airflow (m3/h)
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F B Model: ARXG09KLLAP -
= 4
5 110 %
EE EF
23 100 — =
&S 0 - &=
; Hi (SP mode 09)
90 SP mode 09—~ ~
upper limit 4 \
T 80 , ™
< S
[0) - ," P e
5 70 [—Quiet (SP mode 09) 7
> ,
@ ‘\," \ P
© 60 \\\ \y <'SP mode 09
o \ L~ lower limit
= 50 ™ N
b \ 3 %
T 40 Normal SP N
GEJ upper limit \|_.-~"N
< 30 < N
w Quiet (Normal SP\) e \ \\(Hi (Norma‘ SP)
20 \ |
SP ‘ d oo‘ - \\ \ Hi‘(SP mode00)
mode "
10 | upp‘er limit ‘¥LA ______ N~ ‘ /
o |Quiet (SP mode 00 ‘ N \

300 400 500 600 700 800
Airflow (m3/h)

Available airflow rate range (High level)

< . >
110 = ’
100 ~
90 ~
S 80 ™N
= N Hi (sP mode 09)
S 70 1 N H |
a N Hi (SP mode 08)
2 60 NS 1 |
S Hi (SP mode 07)
§ N o
v [ Hi (SP mode 06)
 © X -
s .
230 Hi (SP mode 02) Hi (SP mode 05)
L | \
Hi (SP mode 01) | \
20 i i Hi (SP mode 04)
Hi (SP mode 00) \ \
10 \ Hi (SP mode 03)
| |
0 H \ Hi (Normal SP)
300 400 500 600 700 800

Airflow (m3/h)

*1: Available airflow rate range when Auto louver grille (option) is installed.
Fan speed: HIGH
Vertical airflow direction louver: Up
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® Characteristics of air volume and capacity

» Cooling
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400 500 600 700 800
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* Heating
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100 e
.—/
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400 500 600 700 800
Airflow (m3/h)
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F B Model: ARXG12KLLAP -
B 110 2
E R EE
23 100 SP mode 09 /’)\\ 23
&= upper limit __Hi (SP mode 09) o =
90 7

o0

o
/'
4

~
o
/|

’ -7
/ Fig
/ -

©

a

o

=}

2]

8 / -

& 60| Quiet (SP mode 09)| ~ Ko e 00
o 2 mode
2 50 ., e lower limit -
T 40 Normal SP LSl

c e .-

§ upper I|m|t\//,’\\/\\

3 30 | Quiet (Normal SP) { .-

N\
\i \ \\\\/ Hi (Normal ‘SP)

20 X
SP mode 00 \ .
10 upper limit >~ ) A(-“"\:\\\; \\>'<\HI (SP mode 0D)
(P moce 00) NN
Quiet (SP mode 00
0 \( ] H’ \
300 400 500 600 700 800
Airflow (m3/h)
Available airflow rate range (High level)
< . = >

110 | c
Hi (SP mode 09) ]
100 \ | B
Hi (SP mode 08)

| |

90 . \ \ L
Hi (SP mode 07) E
) | | C
o Hi (SP mode 06) : ‘\
o | | -
2 10 Hi (SP mode 05) . ‘\\\
3 \ | :
5 Hi (SP mode 04) : N
| modade .
2 5 \ \ :
2 Hi (SP mode 03) :
§ 40 Hi (Normal SP)‘ i B N
5 Hi (SP mode 02) : \
% 30 | |
i Hi (SP mode 01) : h N
| \ :
20 Hi (SP mode 00) ) ‘\\\
10 : N -
0 : \ ‘\
300 400 500 600 700 800

Airflow (m3/h)

*1: Available airflow rate range when Auto louver grille (option) is installed.
Fan speed: HIGH
Vertical airflow direction louver: Up
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F ® Characteristics of air volume and capacity -
g » Cooling g
55 120 55
355 - =3
™= o=
100 p— RN
e
Capacity
~ 80
>
2
S 60
®
Q.
S
40
20
0
500 600 700 800 900
Airflow (m3/h)
* Heating
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100 /.—g—"\
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~ 80
X
2
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®
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©
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0
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L w
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F B Model: ARXG14KLLAP -
= 4
o o
2 120 T e £
zh5 110 SP mode 09 _/ Z5
>3 upper limit Hi (SP mode 09) 22
100 >
E 90 7 .
% 80 " Quiet /"
§ 70 k (SP mode 09) //
5 \ |
9 60 /” ""
IS Nomal SP \ -
@ 50 [ upper limit—* P —-2"S SP mode 09 |
® 20 Lau ‘t ‘ X e lower limit
= - Quie < .-
5 (Nomal SP) | ,——’\ |
o 30 - . ,\—— N\ ,::<’ \ Hi (Normal SP) |
SP mode 00\‘.——” <] \____\ N \ | |
20 fupper limit N TN \ NN\ Hi (SP mode 00)
10 b ‘t i ‘\\ \\ N NN
uie
0 (SP mode 00)— \ \\ \\
300 400 500 600 700 800 900 1,000
Airflow (m3/h)
Available airflow rate range (High level)
< g >
120
110 \\
100 ANEA N

+

/l

80 Hi (SP mode 05)
Hi (‘SP o 04‘1) \ﬁ
70 i mode
ol \ N \ ‘ \\\
Hi (SP mode 03) N\ N\ :
60 : w i Hi (SP mode 09)
Hi (Normal SP) \\ N
50 Hi (SP mode 02) . — M Hi (SP mode 08)

|
Hi (SP mode 07)

External static pressure (Pa)

40 Hi ‘(SP mode 01)
30 Hi (‘SP m‘ode 0‘0)7 ”Hi‘(SP n!ode 06)
20
10 \N
. 2

300 400 500 600 700 800 900 1,000
Airflow (m3/h)

*1: Available airflow rate range when Auto louver grille (option) is installed.
Fan speed: HIGH
Vertical airflow direction louver: Up
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F ® Characteristics of air volume and capacity -
g » Cooling g
E E 120 5 E
2> 2D
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Capacit
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X
>
£ 60
®
Q.
S
40
20
0
600 700 800 900 1,000
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* Heating
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100 j<.-e-—f
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=
>
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®
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S
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0
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F B Model: ARXG18KLLAP -
3 3
& 110 ‘ &
[ - -
Z 5 100 SP mode 09 Z5
» = upper limit ,N\ 33
90 l l \ ~ " Hi (SP mode 09)
. Quiet (SP mode 09) .~ \
g 80 \ t/ \
[0}
5 70 \\
q) ’,r
= 60 : -t
8 J.-=""\ SP mode 09
= 50 Normal SP s lower limit
» upper limit /,/'
E 40 |Quiet (Normal SP) | __ > ‘\\ et
% 30 \, "\\\\\\
20 SP molqe'OO\\_&__ TN \ \\ Hi (Normal SP)
upper mﬁ»/_ — \\ DN AN \ ’L
10 | \\\\ \< Hi (SP mode 00)
o aviet (P mode 00) N \%( N\
600 700 800 900 1,000 1,100 1,200
Airflow (m3/h)
Available airflow rate range (High level)
5 & q
110 B
100
\ "
e — &
T 80 \ \ \
e | N
o :
— 70 u
2 \\ : Hi (SP mode 09)
o 6o ~ N 1
Q : Hi (SP mode 08
£ 50 NN ey
s Hi (Normal SP) NN\ Hi (SP mode 07)
2 - | 0o NN N R
o] 40 Hi (SP mode 02) N W T T 1
g | | \ \ Hi (SP mode 06)
£ 30 Hi (SP mode 01) \\ J ] |
L | | \ \ Hi (SP mode 05)
20 Hi (SP mode 00)] N \ } } |
. Hi (SP mode 04)
10 N — |
‘ = Hi (SP mode 03)
0 c \ \ I
600 700 800 900 1,000 1,100 1,200

Airflow (m3/h)

*1: Available airflow rate range when Auto louver grille (option) is installed.
Fan speed: HIGH
Vertical airflow direction louver: Up
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® Characteristics of air volume and capacity

» Cooling
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7. Airflow

Conversion factor:

« 1m3h =0.2778 I/s = 0.5886 CFM
« 36mdh=11s

« 1.699 m3/h =1 CFM

w w
o o
> >
- =
= =
| |
o o
9 9
= =
i |
2 =)
= =

3-UNIT
3-UNIT

7-1. Compact cassette type

Airflow
Model Operation mode Fan speed

m3/h IIs CFM

High 540 150 318

Cooling Med 490 136 288

Low 440 122 259

AUXGO7KVLA Quiet 390 108 230
AUXGO9KVLA High 540 150 318
Heating Med 490 136 288

Low 440 122 259

Quiet 390 108 230

High 610 169 359

Cooling Med 530 147 312

Low 470 131 277

Quiet 410 114 241

AUXG12KVLA High 610 169 359
Heating Med 530 147 312

Low 470 131 277

Quiet 410 114 241

High 680 189 400

Cooling Med 580 161 341

Low 490 136 288

Quiet 410 114 241

AUXG14KVLA High 790 219 465
Heating Med 680 189 400

Low 580 161 341

Quiet 450 125 265

High 680 189 400

Cooling Med 580 161 341

Low 490 136 288

Quiet 410 114 241

AUXG18KVLA High 790 219 465
Heating Med 680 189 400

Low 580 161 341

Quiet 450 125 265
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s 7-2. Mini duct type c
5 5
ER _ Airflow ER
55 Model Operation mode| Fan speed 55
o= m3/h I's CFM o =

High 550 153 324

Cooling Med 440 122 259

Low 390 108 230

Quiet 360 100 212

ARXGO7KSLAP High 550 153 324

Heating Med 550 122 259

Low 390 108 230

Quiet 360 100 212

High 600 167 353

Cooling Med 450 125 265

Low 400 111 235

Quiet 360 100 212

ARXGOIKSLAP High 600 167 353

Heating Med 450 125 265

Low 400 111 235

Quiet 360 100 212

High 650 181 383

Cooling Med 490 136 288

Low 430 119 253

Quiet 360 100 212

ARXG12KSLAP High 650 181 383

Heating Med 490 136 288

Low 430 119 253

Quiet 360 100 212

High 800 222 471

Cooling Med 640 178 377

Low 530 147 312

Quiet 360 100 212

ARXG14KSLAP High 800 222 471

Heating Med 640 178 377

Low 530 147 312

Quiet 360 100 212

High 940 261 553

Cooling Med 750 208 441

Low 540 150 318

Quiet 480 133 283

ARXGTBKSLAP High 940 261 553

Heating Med 750 208 441

Low 540 150 318

Quiet 480 133 283
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& 7-3. Slim duct type c
5 5
ER _ Airflow ER
55 Model Operation mode| Fan speed 55
o= m3/h I's CFM o =

High 550 153 324

Cooling Med 490 136 288

Low 470 131 277

Quiet 440 122 259

ARXGOTKLLAP High 550 153 324

Heating Med 490 136 288

Low 470 131 277

Quiet 440 122 259

High 600 167 353

Cooling Med 550 153 324

Low 500 139 294

Quiet 450 125 265

ARXGOSKLLAP High 600 167 353

Heating Med 550 153 324

Low 500 139 294

Quiet 450 125 265

High 650 181 383

Cooling Med 600 167 353

Low 550 153 324

Quiet 480 133 283

ARXGTZKLLAP High 650 181 383

Heating Med 600 167 353

Low 550 153 324

Quiet 480 133 283

High 800 222 471

Cooling Med 700 194 412

Low 600 167 353

Quiet 480 133 283

ARXGT4KLLAP High 800 222 471

Heating Med 700 194 412

Low 600 167 353

Quiet 480 133 283

High 940 261 553

Cooling Med 880 244 518

Low 820 228 483

Quiet 750 208 441

ARXGTEKLLAP High 940 261 553

Heating Med 880 244 518

Low 820 228 483

Quiet 750 208 441
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s 7-4. Wall mounted type C
5 5
ER _ Airflow ER
55 Model Operation mode| Fan speed 55
o= m3/h I's CFM o =

High 650 181 383

Cooling Med 540 150 318

Low 430 119 253

Quiet 270 75 159

ASYGOTKGTB High 720 200 424

Heating Med 580 161 341

Low 460 128 271

Quiet 330 92 194

High 700 194 412

Cooling Med 560 156 330

Low 430 119 253

Quiet 270 75 159

ASYGOSKGTB High 750 208 441

Heating Med 610 169 359

Low 470 131 277

Quiet 330 92 194

High 700 194 412

Cooling Med 560 156 330

Low 430 119 253

Quiet 270 75 159

ASYGIT2KGTB High 770 214 453

Heating Med 640 178 377

Low 520 144 306

Quiet 330 92 194

High 770 214 453

Cooling Med 600 167 353

Low 450 125 265

Quiet 280 78 165

ASYGT4KGTB High 800 222 471

Heating Med 660 183 388

Low 520 144 306

Quiet 340 94 200

High 650 181 383

Cooling Med 540 150 318

Low 430 119 253

Quiet 270 75 159

ASYGOTKGTE High 720 200 424

Heating Med 580 161 341

Low 460 128 271

Quiet 330 92 194

High 700 194 412

Cooling Med 560 156 330

Low 430 119 253

Quiet 270 75 159

ASYGOSKGTE High 750 208 441

Heating Med 610 169 359

Low 470 131 277

Quiet 330 92 194
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a o
- Airflow -
E Model Operation mode Fan speed =
a m3/h IIs CFM B
ER High 700 194 412 EF
32 . Med 560 156 330 22

Cooling Low 430 119 253

Quiet 270 75 159

ASYG12KGTE High 770 214 453

Heating Med 640 178 377

Low 520 144 306

Quiet 330 92 194

High 770 214 453

Cooling Med 600 167 353

Low 450 125 265

Quiet 280 78 165

ASYG14KGTE High 800 222 471

Heating Med 660 183 388

Low 520 144 306

Quiet 340 94 200

High 980 272 577

Cooling Med 810 225 477

Low 640 178 377

Quiet 510 142 300

ASYG18KMTB High 1,020 283 600

Heating Med 850 236 500

Low 640 178 377

Quiet 510 142 300

High 980 272 577

Cooling Med 810 225 477

Low 640 178 377

Quiet 510 142 300

ASYG18KMTE High 1,020 283 600

Heating Med 850 236 500

Low 640 178 377

Quiet 510 142 300

High 650 181 383

Cooling Med 540 150 318

Low 430 119 253

Quiet 270 75 159

ASYGOTKMTB High 720 200 424

Heating Med 580 161 341

Low 460 128 271

Quiet 330 92 194

High 700 194 412

Cooling Med 560 156 330

Low 430 119 253

Quiet 270 75 159

ASYGOKMTB High 750 208 441

Heating Med 610 169 359

Low 470 131 277

Quiet 330 92 194
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a o
- Airflow -
E Model Operation mode Fan speed =
a m3/h IIs CFM B
ER High 700 194 412 EF
32 . Med 560 156 330 22

Cooling Low 430 119 253

Quiet 270 75 159

ASYG12KMTB High 770 214 453

Heating Med 640 178 377

Low 520 144 306

Quiet 330 92 194

High 770 214 453

Cooling Med 600 167 353

Low 450 125 265

Quiet 280 78 165

ASYG14KMTB High 800 222 471

Heating Med 660 183 388

Low 520 144 306

Quiet 340 94 200

High 650 181 383

Cooling Med 540 150 318

Low 430 119 253

Quiet 320 89 188

ASYGOTKMCC High 720 200 424

Heating Med 580 161 341

Low 460 128 271

Quiet 330 92 194

High 700 194 412

Cooling Med 560 156 330

Low 430 119 253

Quiet 320 89 188

ASYGOKMCC High 750 208 441

Heating Med 610 169 359

Low 470 131 277

Quiet 330 92 194

High 700 194 412

Cooling Med 560 156 330

Low 430 119 253

Quiet 320 89 188

ASYG12KMCC High 780 217 459

Heating Med 640 178 377

Low 520 144 306

Quiet 330 92 194

High 770 214 453

Cooling Med 600 167 353

Low 450 125 265

Quiet 310 86 182

ASYG14KMCC High 820 228 483

Heating Med 660 183 388

Low 520 144 306

Quiet 340 94 200
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a o
- Airflow -
E Model Operation mode Fan speed =
a m3/h IIs CFM B
Med 0 50 o
» = ; =

Cooling Low 430 119 253

Quiet 320 89 188

ASYGOTKMCE High 720 200 424

Heating Med 580 161 341

Low 460 128 271

Quiet 330 92 194

High 700 194 412

Cooling Med 560 156 330

Low 430 119 253

Quiet 320 89 188

ASYGOIKMCE High 750 208 441

Heating Med 610 169 359

Low 470 131 277

Quiet 330 92 194

High 700 194 412

Cooling Med 560 156 330

Low 430 119 253

Quiet 320 89 188

ASYG12KMCE High 780 217 459

Heating Med 640 178 377

Low 520 144 306

Quiet 330 92 194

High 770 214 453

Cooling Med 600 167 353

Low 450 125 265

Quiet 310 86 182

ASYG14KMCE High 820 228 483

Heating Med 660 183 388

Low 520 144 306

Quiet 340 94 200

High 650 181 383

Cooling Med 540 150 318

Low 430 119 253

ASYGO7KETA Quiet 270 75 159

ASYGO7KETA-B High 720 200 424

Heating Med 580 161 341

Low 460 128 271

Quiet 330 92 194

High 700 194 412

Cooling Med 560 156 330

Low 430 119 253

ASYGO9KETA Quiet 270 75 159

ASYGO9KETA-B High 750 208 441

Heating Med 610 169 359

Low 470 131 277

Quiet 330 92 194
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a o
- Airflow -
E Model Operation mode Fan speed =
a m3/h IIs CFM B
Med 550 %5 =
» = ; =

Cooling Low 430 119 253

ASYG12KETA Quiet 270 75 159

ASYG12KETA-B High 770 214 453

Heating Med 640 178 377

Low 520 144 306

Quiet 330 92 194

High 770 214 453

Cooling Med 600 167 353

Low 450 125 265

ASYG14KETA Quiet 280 78 165

ASYG14KETA-B High 800 222 471

Heating Med 660 183 388

Low 520 144 306

Quiet 340 94 200

High 650 181 383

Cooling Med 540 150 318

Low 430 119 253

ASYGO7KETE Quiet 270 75 159

ASYGO7KETE-B High 720 200 424

Heating Med 580 161 341

Low 460 128 271

Quiet 330 92 194

High 700 194 412

Cooling Med 560 156 330

Low 430 119 253

ASYGO9KETE Quiet 270 75 159

ASYGO9KETE-B High 750 208 441

Heating Med 610 169 359

Low 470 131 277

Quiet 330 92 194

High 700 194 412

Cooling Med 560 156 330

Low 430 119 253

ASYG12KETE Quiet 270 75 159

ASYG12KETE-B High 770 214 453

Heating Med 640 178 377

Low 520 144 306

Quiet 330 92 194

High 770 214 453

Cooling Med 600 167 353

Low 450 125 265

ASYG14KETE Quiet 280 78 165

ASYG14KETE-B High 800 222 471

Heating Med 660 183 388

Low 520 144 306

Quiet 340 94 200
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w w
o o
> . =
s 7-5. Ceiling type E
2 B
ER Airflow L
55 Model Operation mode| Fan speed =3
© = m3/h Is CFM o =

High 840 233 494

— Med 790 219 465

9 Low 710 197 418

Quiet 650 181 383

ABYGT8KRTA High 840 233 494

Heatin Med 790 219 465

9 Low 710 197 418

Quiet 650 181 383
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L w
o o
> >
& 7-6. Floor type =
% 7
ER _ Airflow ER
55 Model Operation mode| Fan speed 55
o= m3/h I's CFM o =

High 530 147 312

Cooling Med 440 111 235

Low 360 100 212

Quiet 270 75 159

AGYGOSKVCA High 530 147 312

Heating Med 460 128 271

Low 380 106 224

Quiet 270 75 159

High 600 167 353

Cooling Med 490 136 288

Low 380 106 224

Quiet 270 75 159

AGYG12KVCA High 600 167 353

Heating Med 510 142 300

Low 410 114 241

Quiet 270 75 159

High 650 181 383

Cooling Med 520 144 306

Low 400 131 277

Quiet 270 75 159

AGYG14KVCA High 650 181 383

Heating Med 540 150 318

Low 430 119 253

Quiet 270 75 159
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8. Noise level curve
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8-1. Compact cassette type

Hl Model: AUXGO7KVLA
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8-2. Mini duct type

Hl Model: ARXGO7KSLAP
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8-3. Slim duct type

Hl Model: ARXGO7KLLAP
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8-4. Wall mounted type

l Models: ASYGO7KGTB and ASYGO07KGTE
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8-5. Ceiling type
Hl Model: ABYG18KRTA
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8-6. Floor type

Hl Model: AGYG09KVCA
® Cooling ® Heating
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4 9. Electrical characteristics .
% @
EE Wiring spec. of connection EE
22 Power suppl cable 22
o= (50 Hz, 23%va; Ll ALl (Indoor unit to outdoor o=
unit)
Input Crc?ss- Lir_nited
MCA FLA sectional wiring
Type Model name power area length
(A) (W) (A) (mm?) (m)
AUXGO7KVLA 0.19 18 0.15
AUXGO9KVLA 0.19 18 0.15
Compact cassette AUXG12KVLA 0.24 23 0.19 1.5 26
AUXG14KVLA 0.28 28 0.22
AUXG18KVLA 0.38 39 0.30
ARXGO7KSLAP 0.33 33 0.29
ARXGO9KSLAP 0.38 40 0.33
Mini duct ARXG12KSLAP 0.42 47 0.38 1.5 26
ARXG14KSLAP 0.67 72 0.58
ARXG18KSLAP 0.61 63 0.49
ARXGO7KLLAP 0.41 33 0.33
ARXGO9KLLAP 0.38 49 0.30
Slim duct ARXG12KLLAP 0.44 58 0.35 1.5 26
ARXG14KLLAP 0.64 76 0.51
ARXG18KLLAP 0.55 73 0.44
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w w
o o
E Wiring spec. of connection E
5 Power suppl cable 5
% (50 Hz, 23%va; LCLeTA L (Indoor unit to outdoor g‘l.)
& = Input Cross- Limited > =
MCA FLA sectional wiring
Type Model name e area length
(A) (W) (A) (mm?) (m)
ASYGO07KGTB 0.25 23 0.20
ASYGO9KGTB 0.30 27 0.24
ASYG12KGTB 0.30 27 0.24
ASYG14KGTB 0.37 33 0.29
ASYGO7KGTE 0.25 23 0.20
ASYGO9KGTE 0.30 27 0.24
ASYG12KGTE 0.30 27 0.24
ASYG14KGTE 0.37 33 0.29
ASYG18KMTB 0.44 38 0.35
ASYG18KMTE 0.44 38 0.35
ASYGO7KMTB 0.25 23 0.20
ASYGO9KMTB 0.30 27 0.24
ASYG12KMTB 0.30 27 0.24
ASYG14KMTB 0.38 33 0.30
ASYGO07KMCC 0.25 23 0.20
ASYGO09KMCC 0.30 27 0.24
ASYG12KMCC 0.30 27 0.24
ASYG14KMCC 0.38 33 0.30
ASYGO7KMCE 0.25 23 0.20
Wall mounted A5y GOgKMCE 0.30 27 0.24 1.5 26
ASYG12KMCE 0.30 27 0.24
ASYG14KMCE 0.38 33 0.30
ASYGO7KETA
ASYGO7KETA-B 0.25 23 0.20
ASYGO9KETA
ASYGO9KETA-B 0-30 27 0.24
ASYG12KETA
ASYG12KETA-B 0-30 27 0.24
ASYG14KETA
ASYG14KETA-B 0.38 3 0.30
ASYGO7KETE
ASYGO7KETE-B 0-25 23 0.20
ASYGO9KETE
ASYGO9KETE-B 0.30 27 0-24
ASYG12KETE
ASYG12KETE-B 0.30 27 0.24
ASYG14KETE
ASYG14KETE-B 0.38 33 0-30
Ceiling ABYG18KRTA 0.39 37 0.21 1.5 26
AGYGO09KVCA 0.19 16 0.15
Floor AGYG12KVCA 0.23 20 0.18 1.5 26
AGYG14KVCA 0.25 23 0.20

MCA: Minimum Circuit Ampacity = Maximum operating current (Full load)
FLA: Full Load Amperes (Fan motor)
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d 10. Safety devices .
a a
(2] (/2]
ER . Terminal ER
2 2 el m: Model name PCB* fuse Fan motor thermal protector thermal FI<_>at 22
type p switch © =
use
AUXGO7KVLA Activate: 100 £15°C
AUXGO9KVLA
Compact AUXGTORVIA Fan motor stop
cassette Reset: 95 £10°C
AUXGT4KVLA Fan motor restart
AUXG18KVLA
ARXGO7KSLAP
ARXGO9KSLAP
Mini duct ARXG12KSLAP Activate: 135 £15°C
ARXG14KSLAP
250V, 5A Fan motor stop — o
ARXGTEKSLAP Reset: 105 £15°C
ARXGO7KLLAP Fan motor restart
ARXGO9KLLAP
ARXG12KLLAP
Slim duct ARXG14KLLAP
Activate: 135 £15°C
Fan motor stop
ARXG1T8KLLAP Reset: 115 £15°C
Fan motor restart
ASYGO7KGTB Activate: 110 £15°C
Fan motor speed down
ASYGO9KGTB Reset: 110 £15°C
Fan motor speed recover
ASYG12KGTB Activate: 125 £10°C
Fan motor stop
ASYG14KGTB Reset: 100 £10°C
Fan motor restart
ASYGO7KGTE Activate: 110 £15°C
Fan motor speed down
ASYGO9KGTE Reset: 110 £15°C
Fan motor speed recover
ASYG12KGTE Activate: 125 £10°C
Fan motor stop
Wall mounted ASYG14KGTE 250V, 3.15A Reset: 100 £+10°C 102°C Off —
Fan motor restart
ASYG18KMTB Activate: 125 +24°C
Fan motor stop
ASYG18KMTE Reset: 100 £25°C
Fan motor restart
ASYGO7KMTB Activate: More than 95 °C
ASYGO09KMTB Fan motor speed down
Reset: 95 °C or less
ASYG12KMTB
Fan motor speed recover
Activate: 125 +10 °C
Fan motor stop
ASYG14KMTB Reset: 100 £10 °C
Fan motor restart
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F Indoor unit Rl Float F
E Model name PCB* fuse Fan motor thermal protector thermal . =
a type switch &
7] fuse 7
EE =
Z5 ASYGO7KMCC Z
55 55
o = ASYGO09KMCC =
ASYG12KMCC Activate: 170 *25_35°C
ASYG14KMCC Fan motor stop
ASYGO7KMCE Reset: 145 *25_43,°C -
ASYGO9KMCE Fan motor restart
ASYG12KMCE
ASYG14KMCE
ASYGO7KETA
ASYGO7KETA-B Activate: 110 £15°C
ASYGO9KETA Fan motor speed down
ASYGO9KETA-B Reset: 110 £15°C
ASYG12KETA Fan motor speed recover 102°C Off
Wall mounted | ASYG12KETA-B | 550y, 315 —
Activate: 125 +10°C
ASYG14KETA Fan motor stop
ASYG14KETA-B Reset: 110 £10°C
Fan motor restart
ASYGO7KETE
ASYGO7KETE-B Activate: 110 £15°C
ASYGO9KETE Fan motor speed down
ASYGO9KETE-B Reset: 110 £15°C
ASYG12KETE Fan motor speed recover 102°C Off
ASYG12KETE-B
Activate: 125 £10°C
ASYG14KETE Fan motor stop
ASYG14KETE-B Reset: 110 £10°C
Fan motor restart
Activate: 135 +15°C
Ceil ABYG18KRTA Fan motor stop 108°C Off
eling Reset: 105 +15°C
Fan motor restart
AGYGO09KVCA 250V, 3.15A Activate: 150 £15°C o
Fan motor sto
Floor AGYG12KVCA _ P 110°C Off
Reset: 120 £15°C
AGYG14KVCA
Fan motor restart

*: Printed Circuit Board
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11. External input and output
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11-1. Compact cassette type, Mini duct type, and Slim duct type

Exterior of the indoor unit PCB and the component location differ by the type of the indoor unit as
follows.

» Compact cassette type:

3-UNIT

Indoor unit PCB

] | [ Izm 8) U
- B —e
o [ ] EE‘ o

K F~—118

CN47
(Ext. out)
Terminal
® (Ext. in)
* Mini duct type, and Slim duct types:
—
O CN47 (Ext. out)
© g
IE= ==
Terminal (Ext. in)
a8
L d (&1
5 I] AL
[ d¥|®F
O M d [eF
Indoor unit PCB
O
O
External
External input and output Connector | Input select 'T‘p“t conne_:ct aik
signal (Optional
parts)
. Operation/Stop .
External input Forced stop Terminal | Dry contact Edge —
Operation status
External output |=- 0" Stalus . CN47 — — | uTY-xwzxzG
Indoor unit fan operation status
External heater output

11-1. Compact cassette type, Mini duct type, and Slim duct type
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l External input

With using external input function, some functions on this product can be controlled from an external
device.
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» “Operation/Stop” mode or "Forced stop" mode can be selected with function setting of indoor unit.
» A twisted pair cable (22AWG) should be used. Maximum length of cable is 150 m.
» The wire connection should be separate from the power cable line.

Indoor unit functions such as Operation/Stop can be done by using indoor unit terminals.
Terminal

g

*1: The switch can be used on the following condition: DC 12V to 24 V, 1 mA to 15 mA.

l External output

Use an external output cable with appropriate external dimension, depending on the number of ca-
bles to be installed.

» A twisted pair cable (22AWG) should be used. Maximum length of cable is 25 m.
* OQutput voltage: HighDC 12V 2V, Low 0 V.

» Permissible current: 50 mA

» For details, refer to "Combination of external input and output" on page 151.

® When indicator, etc. are connected directly

Example: Function setting 60 is set to "00"
__________________________ PCB

: H
- CN47
2

® When connecting with a device equipped with a power supply

Connected unit

Example: Function setting 60 is set to "00"

PCB
B e — T R e 1 +
! | Connected device ! ! 6[] i 1 cNa7
. I
! | (Operation status) ! X J ! -5
L= _ b=
Connected unit Relay

- 150 -
11-1. Compact cassette type, Mini duct type, and Slim duct type 11. External input and output



FUJITSU GENERAL LIMITED

l Combination of external input and output

By combining the function setting of the indoor unit, you can select various combinations of func-
tions.

Combination examples of external input and output are as follows:
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3-UNIT
3-UNIT

External input External output
Mode Function setting
Terminal CN47
0 60—00 Operation/Stop
1—8 60—01 to 60—08 (Setting prohibited)
9 60—09 Operation/Stop Error status
10 60—10 Operation/Stop Indoor unit fan operation status
11 60—11 Operation/Stop External heater output

NOTE: Input of Operation/Stop depends on the setting of function setting 46.
* 00: Operation/Stop mode 1 (R.C. enabled)
* 01: (Setting prohibited)
* 02: Forced stop
* 03: Operation/Stop mode 2 (R.C. disabled)

@ Input signal type

* Indoor unit
Input signal type is only "Edge".

Edge I I
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B Details of function

® Control input function
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* When function setting is "Operation/Stop" mode 1

Function setting External input Input signal Command
i Off — On Operation
46—00 Terminal o = Off St
On
Input off ﬁ T_l
Indoor unit Operation
Stop | -
Remote controller ; ; TO”
NOTES:

* The last command has priority.
* The indoor units within the same remote controller group operates in the same mode.

* When function setting is "Forced stop"” mode

Function setting External input Input signal Command
' Off — On Forced stop
46—02 Terminal 5 S OF =
On
Input :
" o—T 1L T
Forced stop : : —
Normal
. Operation —_— L
Indoor unit : .
Stop . . : 1 I;
Remote controller TOn TOn TOn
NOTES:

» When the forced stop is triggered, indoor unit stops and Operation/Stop operation by the re-
mote controller is restricted.

» When forced stop function is used with forming a remote controller group, connect the same
equipment to each indoor unit within the group.
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T * When function setting is "Operation/Stop” mode 2 -
E E
- -l
- 5 Function setting External input Input signal Command - %
=5 Off —» On Operation z5
DD S i 2D
5= 46—03 Terminal On = Off Stop (R.C. disabled) 55

On

Input 'f | 1‘1
Off | ' ' .
Operation
Indoor unit
Stop

(R.C. disabled)

Remote controller TOn TOff TOn

NOTE: When "Operation/Stop" mode 2 function is used with forming a remote controller group,
connect the same equipment to each indoor unit within the group.

@® Control output function

Function setting External output Output signal Command
Low — High Operation
60—00 CN47 High — Low Stop
The output is low when the unit is stopped.
Operation
Indoor unit Stop
High
CN47 9
Low
® Error status
Function setting External output Output signal Command
Low — High Error
60—09 CNa7 High — Low Normal

The output is ON when an error is generated for the indoor unit.

Error
Indoor unit
Normal
High
CN47 g
Low
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E ® Indoor unit fan operation status E
o o
o o
= g Function setting External output Output signal Command = :i_’
| . Z 1
23 60—10 CN47 Low — High Fan run 32
High — Low Fan stop
Output signal Condition
On : . . .
Cow — High The indoor unit fan is operating.
Off The fan is stopped or during cold air prevention.
High — Low During thermostat off when in dry mode operation.
Fan run
Indoor unit
Fan stop

High

CN47 9

Low

® External heater output

Function setting External output Output signal Command
Low — High Heater on
60—11 CN47 High — Low Heater off
Output signal Condition
Low — High

Heater turns on as shown in diagram of heating temperature

Off — On

Heater turns off as shown in diagram of heating temperature
High — Low + Other than Heating mode

» Error occurred

* Forced thermo off

» Fan stop protection

On — Off

Specifications of the signal output performance are as shown as follows:

Example¥When set temperature (Ts) is set at 22 °C;
* And room temperature (Tr) increase above 12 °C, signal output is on.
* And Tr increase above 21 °C, signal output is off.
* And Tr decrease below 19 °C, signal output is on.
* And Tr decrease below 10 °C, signal output is off.

Tr-Ts
Tr-Ts=-1"°C
Tr-Ts=-3 °C
Tr-Ts=-10 °C
Tr-Ts=-12°C
Off
The output also turns off in defrost operation.
- 154 -
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11-2. Wall mounted type (KGTB, 18-24KMTB, KETA, and KETA-
B)
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External input and output PCB

SW301 SW302 Rotary switch

CN314__ &«
1
CN313

— B

o

CN311 /EW
oN310— G

CN308

[
[
[
v
To CN6 on Indoor unit PCB

PCB External input External output | Connector | Input select sl?gpnuatl
Operation/Stop CN313/
Forced stop ) CN314 Dry contact/ | Edge/Pulse
) Apply voltage
External input |Forced thermostat off CN313 Edge
and output (UTY- Operation status CN310
XCSXZ2) Error status CN311

Indoor unit fan

. CN312
operation status

NOTE: KETA, KETA-B: External input and output PCB cannot be used with Wireless LAN adapter
simultaneously.
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l External input

With using external input function, some functions on this product can be controlled from an external
device.
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» “Operation/Stop” mode or "Forced stop" mode can be selected with function setting of indoor unit.
» A twisted pair cable should be used. Maximum length of cable is 150 m.
» The wire connection should be separate from the power cable line.

@® External input and output PCB

The indoor unit Operation/Stop can be set by using the input connector on the PCB.
* Input select:
Use either one of these types of connectors according to the application. (Both types of connec-
tors cannot be used simultaneously.)
— Dry contact
In case of internal power supply, set the slide switch of SW301 to "NON VOL" side.

Connected unit PCB
__________________________ , +
! 1
! | Connector
! " | (CN313)
| Input 1| ! -
__________________________ , +
! . 1
| | Connector
X 1 X (CN314)
| Input2| ! -

*1: The switches can be used on the following condition: DC 12 V to 24 V, 1 mA to 15 mA.

— Apply voltage
In case of external power supply, set the slide switch of SW301 to "VOL" side.

Connected unit PCB

| | 1

| ! —] Connector

: | " | i (CN313)

E Input 1I - Power supply2 * : i

E “ E 1

| Input 2| : 7 Connector

X X L — 1 (CN314)

s —L

*1: The switches can be used on the following condition: DC 12 V to 24 V, 1 mA to 15 mA.
*2: Make the power supply DC 12 to 24 V, 10 mA or more.
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l External output

Use an external output cable with appropriate external dimension, depending on the number of ca-
bles to be installed.
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® External input and output PCB

» A twisted pair cable (22AWG) should be used. Maximum length of cable is 25 m.
+ Output voltage: High DC 12 V+2 V, Low 0 V.

* Permissible current: 50 mA

» For details, refer to "Combination of external input and output" on page 158.

* When indicator or other components are connected directly:
Example: Function setting 60 is set to "00".

Connected unit PCB
| Resistor X __
1 | +
| : 1 | Connector
! LED 1 \{7y | “1 51 (CcN310)
' (Operation status) ¥ | [ 2]
: Resistor | —
| | +
| —(___1 : 1| Connector
: LED 2 7y - "5 (cN311)
X (Error status) SZ ! i
: Resistor | —
: 1 +
| ! 1| Connector
| LED 3 {74 ! "5 (cN312)
. (Indoor unit fan Vi ! i
, operation status) !
* When connecting with a device equipped with a power supply:
Example: Function setting 60 is set to "00".
Connected unit Relay PCB
S — | — ! + [—
i | Connected device 1 | | K ! 1| Connector
i | (Operation status) | | q/ ! - 7 (CN310)
| T ]
| | ! | L
— O i E——— ! + —
i | Connected device 2 | | ! $ ! 1] Connector
| (Error status) | | J : - 7 (CN311)
1 T |
| | ! e 1 b
—_ L D . + —
i I}
! Connected dgwce 3 — 3 . 1| connector
I (Indoor unit fan ! I (/ : — (CN312
I | operation status) ; ' : -1 o] ( )
1 ! | L
___________________ .| _—— - ———
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l Combination of external input and output

By combining the function setting of the indoor unit and rotary switch setting of the External input
and output PCB, you can select various combinations of functions.

Combination examples of external input and output are as follows:

. External input
Function External input
Mode . and output PCB External input and output PCB
setting (Rotary SW)
Y CN313 CN314 Signal type
0-1 60-00 1 Operatlon./Stop Not available Edge
Operation Stop Pulse
0-2 60-00 2 Forced Thermostat |\t vailable Edge
OFF
60-01 to : .
1—8 60-08 3-9,A (Setting prohibited)
9 60-09 B Forced gE,‘i‘rmOStat Not available Edge
10 60-10 C Forced ggﬁrmoStat Not available Edge
11 60-11 D Forced Thermostat |\t vailable Edge
OFF
Function Scrmal T External output
Mode . and output PCB External input and output PCB
setting (Rotary SW)
. CN310 CN311 CN312
0-1 60-00 1 Operation/Stop Error status '”d°°.r unit fan
operation status
0-2 60-00 2 Error status Indoor unit fan Not available
operation status
60-01 to : .
1—8 60-08 3-9A (Setting prohibited)
9 60-09 B Operation/Stop Indoor unit fan Not available
operation status
10 60-10 Operation/Stop Error status Not available
11 60-11 Operation/Stop Indoor unit fan Error status
operation status
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3-UNIT

NOTE: Input of Operation/Stop depends on the setting of function setting 46.
00: Operation/Stop mode 1 (R.C. enabled)
01: (Setting prohibited)
02: Forced stop
03: Operation/Stop mode 2 (R.C. disabled)
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@ Input signal type

External input and output PCB:
The input signal type can be selected.

Signal type (edge or pulse) can be switched by the DIP switch SW302 on the External input and out-
put PCB.
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The width of pulse must be
longer than 200 msec.

>

I

Edge Pulse
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B Details of function

® Control input function

1] L
o o
> >
- -
= =
| .|
o o
@ @
= =
- |
2 2
= =

3-UNIT
3-UNIT

* When function setting is "Operation/Stop" mode 1
— In the case of "Edge" input:

Function REET S €
. External input and External input Input signal | Command
setting /
output PCB
External input and Off - On Operation
46-00 60-00/1 output PCB CN313 On — Off Stop
CN313 on
Indoor unit Operation
Stop
Remote controller : : TOn
— In the case of "Pulse" input:
Function REET S €
. External input and External input Input signal | Command
setting /
output PCB
External input and CN313 Pulse Operation
46-00 60-00/1 output PCB CN314 Pulse Stop
On
CN313 |_ '| |'
Off .
on a L
CN314 ; |- ” | | |-
or s IS S |
Operation .
Indoor unit !
Stop : I
Remote controller TOn
NOTES:

* The last command has priority.
» The indoor units within the same remote controller group operates in the same mode.
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& * When function setting is "Forced stop"” mode -
'é — In the case of "Edge" input: 'n:'_
[72] (72
EE ) Rotary SW on =5
55 Function . . . 22
o = . External input and External input Input signal | Command ™=
SR output PCB
i ff F t
On

CN313 I I I : |
Off . : SR

Forced stop
Normal | .
.. Operation : :
Indoor unit : .
Stop : . - r
Remote controller TOn TOn TOn
— In the case of "Pulse" input:
. Rotary SW on
Function . . .
. External input and External input Input signal | Command
setting /
output PCB
External input and CN313 Pulse Forced stop
46-02 60-00/1 output PCB CN314 Pulse Normal
On
CN313 '| |' '|
Off
On

Forced stop
Normal
OpPeration mm— : : _
Indoorunit ' : o '
Stop
Remote controller TOn TOn TOn

NOTES:
» When the forced stop is triggered, indoor unit stops and Operation/Stop operation by the re-
mote controller is restricted.

* When forced stop function is used with forming a remote controller group, connect the same
equipment to each indoor unit within the group.
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T * When function setting is "Operation/Stop” mode 2 -
'é — In the case of "Edge" input: 'n:'_
R e
5 5 Function Rotary_SW on . : =z> =
o = . External input and External input Input signal | Command ™=
setting /
output PCB
External input and Off — On Operation
46-03 60-00/ 1 output PCB CN313 On — Off Stpp (R.C.
disabled)
On
CN313 ‘|: | ‘|: I
Off ' ' | e
Operation
Indoor unit .
Stop i
(R.C. disabled) ; § §
Remote contoller TOn TOff TO”
— In the case of "Pulse" input:
Function REIE S Ol
. External input and External input Input signal | Command
setting /
output PCB
External input and CN313 Pulse Operation
46- - 1
6-03 60-00/ output PCB CN314 Pulse Stop (R.C.
disabled)
On
CN313 ” |'| |'|
Off . ! .
on a -
CN314 ; |- ” ; ; ”
off . .
Operation .
Indoor unit !
Stop . .
(R.C. disabled) '
Remote controller TOn TOff TOn

NOTE: When "Operation/Stop" mode 2 function is used with forming a remote controller group,
connect the same equipment to each indoor unit within the group.
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- * Forced thermostat off function =
5 5
7 . Rotary SW on %
EE Function . . ) L8
Za setting / External input and External input Input signal | Command s H
22 output PCB 32
60-00/2 External inbut and outout Off — On Therg;fostat
60-09 /B xterna mI:p,)gBan outpu CN313 . |
60-10/C On — Off orma
operation

On
Input Off I |

On ; | i i
Compressor ' '
o || i

Room temp.

Set temp. . . ~— 7

NOTE: When the signal is received from another unit on the refrigerant circuit, there may be a de-
lay in thermostat off function at the unit.
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® Control output function
* Operation/Stop status
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11. External input and output

Function NEET S @) Output
setting / External input and External output sianal Command
9 output PCB 9
External input and output Off - On Operation
60-0071 PCB CN310 —5n = o Stop
The output is low when the unit is stopped.
Operation
Indoor unit
Stop
On
CN310
Off
* Error status
. Rotary SW on
Fsl:tltci::or; External input and External output CS):‘t:::It Command
9 output PCB 9
External input and output Off - On Error
60-00/1 PCB CN311 On — Off Normal
The output is ON when an error is generated for the indoor unit.
Error
Indoor unit
Normal
On
CN311—312
Off
* Indoor unit fan operation status
Function Rotary SW on External Output
setting/ input and output PCB 2N G signal (CETTETE
External input and output Off — On Fan run
60-00/1 PCB CN312 On — Off Fan stop
Output signal Condition
On . . . .
Low — High The indoor unit fan is operating.
Off The fan is stopped or during cold air prevention.
High — Low During thermostat off when in dry mode operation.
Fan run
Indoor unit
Fan stop
On
CN311—312
Off
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4 11-3. Wall mounted type (07-14KMTB and KMCC) "
- -l
o o
8 With using external input and output functions, this product can be operated inter-connectedly with -2
Z 5 an external device. z5
» = o=
Connector Input Output Remarks
CNAO1 Control input — s ; | input/outout
CNBO1 — Operation status output ee external inputoutpu
settings for details.
CNBO02 — Error status output

H External input

With using external input function, some functions on this product can be controlled from an external
device.

» “Operation/Stop” mode can be selected with function setting of indoor unit.

» A twisted pair cable (22AWG) should be used. Maximum length of cable is 150 m.

» The wire connection should be separate from the power cable line.

® Control input (Operation/Stop or Forced stop)

The air conditioner can be remotely operated by means of the following on-site work.

Unit operation is started at the following contents by adding the contact input of a commercial on/off
switch to a connector on the external control PCB and turning it on.

Unit operation Initial setting after power is on Starting mode other than initial setting
Operation mode Auto changeover Mode at previous operation
Set temperature 24 °C Temperature at previous operation
Airflow mode AUTO Mode at previous operation
Air direction (swing) Standard air direction (swing: off) Air direction at previous operation
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w w
- . ee gs o
T » Circuit diagram example a
E E
B Indoor unit « Contact capacity: DC 24 V or more, 10 5
= ,—l control PCB Communication kit Connected unit mA or more. = ,—l
Z5 prmrmrmimimimmem _ Z5
22 1 Example: Switch &« *: Make the distance from the PCB to 22
| 5 5 ! the connected unit within 10 m.
1 1 .
i i+ Use non-polar relays and switches.
1 1
i i
+ 1
i 10 m* i
T . J
. < “Sew 1
]
< < >
! Optional parts Locally purchased |

— When function setting is “Operation/Stop” mode

On I
Input signal |
Off
Operation
Indoor unit
Stop

— When function setting is “Forced stop” mode

. On .
Input signal Off . !
Forced stop I —
Command Normal  e— . e

Operation  ————
Stop

Indoor unit

Remote controller TOn Fn Fn

Remote control
operation invalidity

— When function setting is "Operation/Stop" mode 2

On
e S R S
Off ' ' | .
Operation
Indoor unit
Stop

(R.C. disabled)

Remote controller TOn TOff TO”

NOTE: When "Operation/Stop" mode 2 function is used with forming a remote controller
group, connect the same equipment to each indoor unit within the group.
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[ * Optional part >
= =
| |
_ 5 Part name Model name Exterior _ %
z g External input wire z g
o = External connect kit UTY-XWZXZ5 ] » =
Communication kit UTY-TWBXF2

* For operating the external function, the wall mounted type requires the communication kit in addi-
tion to the wire (UTY-XWZXZ5).
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l External output

With using external output function, operating status of this product can be transmitted to the exter-
nal device, and also, this product can be inter-connected with the external device.
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® Operation status output

Air conditioner operation status signal can be output.

» Circuit diagram example:
Indoor unit

control PCB Communication kit Connected unit

: Example: Relay unit

I

Example: Display :

|

S ° Relay i
\ power supply ||
° i

|

|

I
I
I
: <
| Optional parts

— *: Make the distance from the PCB to the connected unit within 10 m.
— Relay spec: Max. DC 24 V, 10 mA to less than 500 mA.

Locally purchased >{

Operation
Indoor unit
Stop
On
Output signal
Off
» Optional part:
Part name Model name Exterior
External output wire
External connect kit UTY-XWZXZ5
Communication kit UTY-TWBXF2

* For operating the external function, the wall mounted type requires the communication kit in addi-
tion to the wire (UTY-XWZXZ5).
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w w
o [
> >
F ® Error status output F
— |
pr Air conditioner error status signal can be output. o
Eg . . . Eg
z5 » Circuit diagram example: Z5
e Indoor unit e
control PCB Communication kit . Comnectedunit _
i I
I |Example: Relay unit Example: Display :
; I
. S ° Relay i
' \7 power supply ||
T el i
i i
i i
LS - - - - - . - - - - - - _—_-——-———_— 4
I
|
; <
I Optional parts Locally purchased

— *: Make the distance from the PCB to the connected unit within 10 m.
— Relay spec: Max. DC 24 V, 10 mA to less than 500 mA.

Error
Error status
Normal ' H
On l
Output signal
off H :
* Optional part:
Part name Model name Exterior
External output wire
External connect kit UTY-XWZXZ5 .
Communication kit UTY-TWBXF2

* For operating the external function, the wall mounted type requires the communication kit in addi-
tion to the wire (UTY-XWZXZ5).
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4 11-4. Wall mounted type (KGTE, KMTE, KMCE, KETE, and C
| |
5 KETE-B) 3
z5 z5
55 ; External input and output PCB 22
g (:::soor unit PCB ONAT (Ext o) X Inpu utpu 5=
(Ext. infout PCB) CN46 (Ext. in) SW301  SW302  Rotary switch

l:lD:ll:l EAaEacr

L Ta
H
O

70

CD

CN308
i Input
PCB External input External output | Connector | Input select signal
Operation/Stop
Forced stop - CN46 Dry contact Edge
Indoor unit Op:ratlor: s;tatus
— ror status CN47 _ _
Indoor unit fan
operation status
Operation/Stop CN313/
Forced stop _ CN314 Dry contact/ | Edge/Pulse
i Apply voltage
External input Forced thermostat off CN313 Edge
and output Operation status CN310/
UTY-XCSXZ2
( ) o Error stgtus CN311/ . _
Indoor unit fan CN312
operation status
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l External input

With using external input function, some functions on this product can be controlled from an external
device.

1] 1]
s S
- -
= =
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

» “Operation/Stop” mode or "Forced stop" mode can be selected with function setting of indoor unit.
+ A twisted pair cable should be used. Maximum length of cable is 150 m.
» The wire connection should be separate from the power cable line.

® Indoor unit

Indoor unit functions such as Operation/Stop can be done by using indoor unit connectors.

Connected unit PCB
| | -
| *1 ! Connector
: IO | . 2| (CN46)

*1: The switch can be used on the following condition: DC 12 V to 24 V, 1 mA to 15 mA.
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@ External input and output PCB

The indoor unit Operation/Stop can be set by using the input connector on the PCB.
* Input select:
Use either one of these types of connectors according to the application. (Both types of connec-
tors cannot be used simultaneously.)
— Dry contact
In case of internal power supply, set the slide switch of SW301 to "NON VOL" side.
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= E
| |
o o
@ @
= =
- .|
2 2
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3-UNIT
3-UNIT

Connected unit PCB
__________________________ , +
' . 1
! | Connector
| s ! 2| (CN313)
. Input 1| ! I3
__________________________ . +
' 1
: | Connector
! 1 | (CN314)
: Input2| ! 13

*1: The switches can be used on the following condition: DC 12V to 24 V, 1 mA to 15 mA.

— Apply voltage
In case of external power supply, set the slide switch of SW301 to "VOL" side.
Connected unit PCB
| i 1
! ! Connector
| * _ ! (CN313)
E Input 1| —{ Power supply2 * :
o E
! Input2| ! Connector
X X (CN314)

*1: The switches can be used on the following condition: DC 12 V to 24 V, 1 mA to 15 mA.
*2: Make the power supply DC 12 to 24 V, 10 mA or more.
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l External output

Use an external output cable with appropriate external dimension, depending on the number of ca-
bles to be installed.
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3-UNIT
3-UNIT

® Indoor unit

+ A twisted pair cable should be used. Maximum length of cable is 25 m.

* OQutput voltage: HighDC 12V 2V, Low 0 V.

* Permissible current: 50 mA

» For details, refer to "Combination of external input and output" on page 175

® When indicator or other components are connected directly
Example: Function setting 60 is set to "00"

Connected unit PCB
| Resistor E +
! —L_ 1 : 1| connector
. LeD ¥ ; 15 (cNa7)

® When connecting with a device equipped with a power supply

Example: Function setting 60 is set to "00"
Connected unit Relay PCB

I X I . +

i | Connected device ! K ! 1| Connector
| | (Operation status) X | </ X 2 (CN47)

| ! | !
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@ External input and output PCB

+ A twisted pair cable should be used. Maximum length of cable is 25 m.

+ Output voltage: High DC 12 V+2 V, Low 0 V.

* Permissible current: 50 mA

» For details, refer to "Combination of external input and output" on page 175

1] 1]
o o
> >
- -
E =
| |
o o
@ 9
= =
- .|
o ] 2
= =

3-UNIT
3-UNIT

* When indicator or other components are connected directly:
Example: Rotary SW on External input and output PCB is set to “1”.

Connected unit PCB
| Resistor X __
1 | +
: : 1| Connector
: LED 1 7 - 15| (cN310)
' (Operation status) Vi : i
| Resistor | I
| | +
i 4‘: : 1| Connector
: LED 2 {74 ' 15| (cN311)
X (Error status) SZ ! i
: Resistor | —
: 1 +
| X 1| Connector
! LED 3 {7y ! 15 eN312)
. (Indoor unit fan Vi ! i
, operation status) !
* When connecting with a device equipped with a power supply:
Example: Rotary SW on External input and output PCB is set to “1”.
Connected unit Relay PCB
| : | — ! + —
i | Connected device 1 [ | : 3 ! 1] Connector
' | (Operationstatus) | | 1 |JLI] ! -5 (eN310)
| | P | -
T | [ — ! + —
i | Connected device 2 | | : I ! 1] Connector
: (Error status) \ | q/ ! - 7 (CN311)
1 T 1 |
| | S — 1 b
T i §— o +
i !
! Connected d.ewce 3 — 3 , 1| connector
I (Indoor unit fan : I J ! — (cN312
: operation status) : ; : -12] ¢ )
!. __________________ ] . -4 I

-174 -
11-4. Wall mounted type (KGTE, KMTE, KMCE, KETE, and KETE-B) 11. External input and output



FUJITSU GENERAL LIMITED

l Combination of external input and output

By combining the function setting of the indoor unit and rotary switch setting of the External input
and output PCB, you can select various combinations of functions.

Combination examples of external input and output are as follows:

1] 1]
o o
> >
- -
= =
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

External input
Mode F::tfitrl‘zn Rgt‘;avry Indoor unit External input and output PCB
CN46 CN313 CN314
0-1 60—00 1 Opergtion/Stgp mode1 Operation/Stop Not available
(Function setting 46-00) Operation Stop
or
Forced stop
0-2 60-00 2 (Function setting 46-02) | Forced thermostat | ot 4 yailable
or OFF
Operation/Stop mode2
(Function setting 46-03)
1—8 60-01—08 | 3—9, A (Setting prohibited)
9 60-09 B Operation/Stop mode1
(Function setting 46-00)
or
I_=orced gtop Forced thermostat Not available
10 60-10 C (Function setting 46-02) OFF
or
Operation/Stop mode2
(Function setting 46-03)
11 60-11 D (Setting prohibited)
External output
Mode F::t(t:itrlrc;n Rgt‘;avry Indoor unit External input and output PCB
CN47 CN310 CN311 CN312
0-1 60-00 1 Operation/Stop | Operation/Stop Error status Indoor unit fan
operation status
0-2 60-00 2 Operation/Stop Error status Indoo_r unit fan Not available
operation status
1—8 60-01—08 | 3—9, A (Setting prohibited)
9 60-09 B Error status Olgg;ciirol:]n;tt;etlgs
indoor unit fan Operation/Stop Not available
10 60-10 C . Error status
operation status
11 60-11 D (Setting prohibited)

NOTE: Input of Operation/Stop depends on the setting of function setting 46.
00: Operation/Stop mode 1 (R.C. enabled)
01: (Setting prohibited)
02: Forced stop
03: Operation/Stop mode 2 (R.C. disabled)
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@ Input signal type

External input and output PCB:
The input signal type can be selected.

Signal type (edge or pulse) can be switched by the DIP switch SW302 on the External input and out-
put PCB.
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3-UNIT
3-UNIT

The width of pulse must be
longer than 200 msec.

>

I

Edge Pulse

- 176 -
11-4. Wall mounted type (KGTE, KMTE, KMCE, KETE, and KETE-B) 11. External input and output



FUJITSU GENERAL LIMITED

B Details of function

® Control input function
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3-UNIT
3-UNIT

* When function setting is “Operation/Stop” mode 1
— In the case of “Edge” input:

Function | Rotary SW on External . .
setting input and output PCB External input Input signal | Command
External input and Off - On Operation
46-00 1 output PCB CN313 —5n = on Stop
CN313 on
Indoor unit Operation
Stop
Remote controller : : TOn
— In the case of “Pulse” input:
Function | Rotary SW on External . .
setting input and output PCB External input Input signal | Command
46-00 y External input and CN313 Pulse Operation
output PCB CN314 Pulse Stop
On
CN313 |_ '| |'
Off .
on a L
CN314 ; |- ” | | |-
or s IS S |
Operation E
Indoor unit !
Stop : I
Remote controller TOn
NOTES:

* The last command has priority.
» The indoor units within the same remote controller group operates in the same mode.
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L w
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& * When function setting is “Forced stop” mode -
'é — In the case of “Edge” input: 'n:'_
(72} (/2]
% 5 Function | Rotary SW on External External input Input signal | Command % S
»= setting input and output PCB P P 9 » =
External input and Off - On Forced stop
46-02 1 output PCB CN313 On — Off Normal

On

CN313 I I I : |
Off . : SR

Forced stop
Normal |
Indoor unit  OPeration r-
Stop : } 1
Remote controller TOn TOn TOn

— In the case of “Pulse” input:

Function | Rotary SW on External . .
setting input and output PCB External input Input signal | Command
46-02 1 External input and CN313 Pulse Forced stop
output PCB CN314 Pulse Normal
On
CN313 '| |' '|
Off

On

Forced stop
Normal
OpPeration mm— : : _
Indoorunit ' : o '
Stop
Remote controller TOn TOn TOn

NOTES:
» When the forced stop is triggered, indoor unit stops and Operation/Stop operation by the re-
mote controller is restricted.
* When forced stop function is used with forming a remote controller group, connect the same
equipment to each indoor unit within the group.
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w w
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T * When function setting is “Operation/Stop” mode 2 r
5 — In the case of “Edge” input: N
@ @
% 5 Function | Rotary SW on External External input Input signal | Command % S
»= setting input and output PCB P P 9 » =
. Off - On Operation
External input and
46-03 ! output PCB CN313 1 on = off s;;zé:zac)'
On
CN313 ‘|t | ‘|: I
Off , , | v
Operation
Indoor unit
Stop

(R.C. disabled)
Remote contoller TOn TOff TO”

— In the case of “Pulse” input:

Function | Rotary SW on External

setting input and output PCB External input Input signal | Command

External input and CN313 Pulse Operation
46-03 1 Stop (R.C.
PCB
output PC CN314 Pulse disabled)
On
CN313 |'| |'| |'|
Off . ! !
or a o
CN314 5 |' |'| E | |-|
or i IS
Operation : : E '
Indoor unit ' :
Stop . : —
(R.C. disabled) ' :
Remote controller TOn TOff TOn

NOTE: When “Operation/Stop” mode 2 function is used with forming a remote controller group,
connect the same equipment to each indoor unit within the group.
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- * Forced thermostat off function =
E e
= 4
%. Rotary SW on Inout 5.,
EF Function setting / External input External input 1 Command 55
53 signal Zd
3= and output PCB 322
60-00 / 2 _ Off — On Thermostat
60-09 / B External input and CN313 off
output PCB 0 Off Normal
60-10 /7 C n— operation
On
Input Off I | I l
Compressor On
Off . j : :
Room temp.
Set temp. . . \r\/’ -

NOTE: When the signal is received from another unit on the refrigerant circuit, there may be a de-
lay in thermostat off function at the unit.
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® Control output function
* Operation/Stop status

Rotary SW on Outout
Function setting / External input External output si r'?al Command
and output PCB 9
60-00 / 1 . . Off — On Operation
60-00 / 2 Output of indoor unit CN47 on S Of Stop
60-00 / 1 .
Ooff - O 0] t
60-09 / B External input and N30 —on | peration
60-10 / C output PCB o Off St
60-11 / D n— op
The output is low when the unit is stopped.
Operation
Indoor unit Stop
On
CN47
Off
On
CN310
Off
» Error status
Rotary SW on Outout
Function setting / External input External output si rF:al Command
and output PCB g
. . Off - On Error
60-09 / B Output of indoor unit CN47 on 5 Of Normal
Off — On Error
60-00 /2 CN310 - S =0ff | Normal
60-00 / 1 External input and CN311 Off - On Error
60-10 / C output PCB On — Off Normal
Off — On Error
60-11 /D CN312 S =0f | Normal

The output is ON when an error is generated for the indoor unit.

Error
Indoor unit
Normal
On
CN47
Off
On
CN310—312
Off
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L w
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T * Indoor unit fan operation status >
5 5
& Rotary SW on &
e : . . Output =
s H Function setting / External input External output signal Command zhH
32 and output PCB g 22
: . Off - On Fan run
60-10 / C Output of indoor unit CN47 on S Of Fan stop
60-00 / 2
60-09 / B £ tormal mout and cnaqq | OfF—~On | Fanrun
60-11 / D xternat Input an On — Off | Fan stop
output PCB Off —» On Fan run
—
60-00 /1 CN312 On — Off Fan stop
Output signal Condition
On . . . .
Low — High The indoor unit fan is operating.
Off The fan is stopped or during cold air prevention.
High — Low During thermostat off when in dry mode operation.
Fan run
Indoor unit
an stop —
On :
CN47
Off
On :
CN311—312
Off
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N w
8 s
[ H H ~
4 11-5. Ceiling type c
E 0

= %' = 3'3

EE z 5

» = |:| Il |:| Rotary switch o =

:lm\:l s
SW1
CN65 CN47
(Ext.infout PCB) (Ext.out)
Terminal
(Ext.in)

Fig. Indoor unit PCB . .
Fig. External input and output PCB

External
PCB External input | External output | Connector | Input select IPpUt conn«_ect N
signal (Optional
parts)
ngﬁ'zgﬁtw — Terminal Dry contact Edge —
Operation status
. Error status
Indoor unit _
— Indoor unit fan CN47 — — | uTY-xwzxze
operation status
External heater
output
. Input 1/ Edge/
Operation/Stop Inrp)Jut ) D1y contacy Pu?se
Forced Apply voltage
External input |thermostat off Input 1 Edge
and output Operation status
(UTY-XCSX) Error status Output 1
— Indoor unit status | Output 2 — — —
External heater Output 3
output

H External input
With using external input function, some functions on this product can be controlled from an external
device.

» “Operation/Stop” mode can be selected with function setting of indoor unit.
» A twisted pair cable (22AWG) should be used. Maximum length of cable is 150 m.
» The wire connection should be separate from the power cable line.

® Indoor unit

Indoor unit functions such as Operation/Stop can be done by using indoor unit terminals.
Terminal

N

*1: The switch can be used on the following condition: DC 12V to 24 V, 1 mA to 15 mA.
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@ External input and output PCB

The indoor unit Operation/Stop can be set by using the input terminal on the PCB.
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3-UNIT
3-UNIT

@ Input select

Use either one of these types of terminals according to the application. (Both types of terminals
cannot be used simultaneously.)

* Dry contact
In case of internal power supply, set the slide switch of SW1 to "NON VOL" side.
PCB

1
2

Connected unit

*1: The switches can be used on the following condition: DC 12 V to 24 V, 1 mA to 15 mA.

» Apply voltage
In case of external power supply, set the slide switch of SW1 to "VOL" side.

PCB
ARk bk s ' 1
Y *1 : 2
I - +1
i Input 1| Input 2 I Power supply : C
1 *9 I

Connected unit

*1: The switches can be used on the following condition: DC 12 V to 24 V, 1 mA to 15 mA.
*2: Make the power supply DC 12 V to 24 V 10 mA or more.
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l External output

Use an external output cable with appropriate external dimension, depending on the number of ca-
bles to be installed.
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3-UNIT
3-UNIT

® Indoor unit

» A twisted pair cable (22AWG) should be used. Maximum length of cable is 25 m.

* OQutput voltage: HighDC 12V 2V, Low 0 V.

* Permissible current: 50 mA

» For details, refer to Chapter 11-5-3. "Combination of external input and output" on page 186.

® When indicator, etc. are connected directly

Example: Function setting 60 is set to "00"
__________________________ PCB

: H
- CN47
2

® When connecting with a device equipped with a power supply

Connected unit

Example: Function setting 60 is set to "00"

PCB
B e —— T R e 1 +
! | Connected device ! ! 6[] i 1 cNa7
. I
! | (Operation status) ! X J ! -5
L= _ b=
Connected unit Relay

® External input and output PCB

* A twisted pair cable (22AWG) should be used.
» Permissible voltage and current: DC5Vt030V/3A, AC30Vto250V/3A
» For details, refer to Chapter 11-5-3. "Combination of external input and output" on page 186.

Example PCB
- - - T T T TS TS TS TTTTT T T T T T T T 1
| I
| | Connected device 1 Power supply | T—'__é -
| T
! | (Operation status) I X 7 JET
| T
| ! —
| I
! | Connected device 2 Power supply — i py
E (Error status) : 4 —L_g/ |
| ! 1

Power suppl L

E Connected device 3 @ \ i_L—g, —
I [(Indoor unit fan . 6 [
' | operation status) E ——l——J —
|
| I
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l Combination of external input and output

By combining the function setting of the indoor unit and rotary switch setting of the External input
and output PCB, you can select various combinations of functions.

Combination examples of external input and output are as follows:

1] 1]
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3-UNIT
3-UNIT

External input External input
Function | and output Indoor unit .
Mode setting | PCB (Rotary Input External input and output PCB
= Terminal Input 1 Input 2 Signal type
i N ilabl E
0-1 | 60-00 1 Operation/Stop Opg;a;:ﬁc;;/o Snto" ot g‘t’g;ab © lei‘:
0-2 60-00 2 Operation/Stop Therrfw(c))rsc;z(tj OFF Not available Edge
60-01 to . -
1—8 60-08 3-9,A (Setting prohibited)
9 60-09 B Operation/Stop Ther;%;";’ oFf | Notavailable Edge
10 60-10 C Operation/Stop Therrljgsctz(’? OFF Not available Edge
11 60-11 D Operation/Stop Therrfw(c))rsc;z(tj OFF Not available Edge
ST e External output
Function | and output Indoor unit .
Mode setting PCB (Rotary Output External input and output PCB
sW) CN47 Output 1 Output 2 Output 3
0-1 60-00 1 Operation/Stop | Operation/Stop Error status J;::e\?;o%n;tt;?l?s
0-2 60-00 2 Operation/Stop Error status O'Sgg?;;}”;;?gs Extegrlja:LE;eater
60-01 to . -
1—8 60-08 3-9,A (Setting prohibited)
9 60-09 B Error status Operation/Stop Indoo_r unit fan -\ External heater
operation status output
10 60-10 C Indoo_r unit fan Operation/Stop Error status External heater
operation status output
11 60-11 D External heater Operation/Stop Indoo_r unit fan Error status
output operation status

NOTE: Input of Operation/Stop depends on the setting of function setting 46.

00: Operation/Stop mode 1 (R.C. enabled)
01: (Setting prohibited)

02: Forced stop

03: Operation/Stop mode 2 (R.C. disabled)
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@ Input signal type

* Indoor unit
Input signal type is only "Edge".
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Edge I I
» External input and output PCB

The input signal type can be selected.
Signal type (edge or pulse) can be switched by the DIP switch 2 (SW2) on the External input and

output PCB.
Edge I l

The width of pulse must be
longer than 200 msec.

>

Pulse
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B Details of function

® Control input function
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3-UNIT
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* When function setting is "Operation/Stop" mode 1
— In the case of "Pulse" input

Function L Sl
. External input and External input Input signal | Command
setting /
output PCB
External input and Input 1 Pulse Operation
46-00 60-00/1 output PCB Input 2 Pulse Stop
On
Input 1 |-| |-| |-|
Off . ! .
On - — I —
Input 2 '
Off
Operation .
Indoor unit !
Stop .
Remote controller TOn
NOTES:

* The last command has priority.
» The indoor units within the same remote controller group operates in the same mode.

-188 -
11-5. Ceiling type 11. External input and output



FUJITSU GENERAL LIMITED

L w
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& * When function setting is "Forced stop"” mode -
'é — In the case of "Edge" input 'n:'_
= : Rotary SW of = :
=) 5 Function 0 ary_ 0 . . =] 5
o = . External input and External input Input signal | Command ™=
setting /
output PCB
- Input of indoor unit Terminal Off — On Forced stop
On — Off Normal
46-02 -
60-00/ 1 External input and Input 1 Off - On Forced stop
output PCB On — Off Normal
On
Input I I I : |
Off : . I
Forced stop : : ——
Normal |
.. Operation : :
Indoor unit : .
Stop : . - r
Remote controller TOn TOn TOn
— In the case of "Pulse" input
. Rotary SW of
Function . . .
. External input and External input Input signal | Command
setting /
output PCB
External input and Input 1 Pulse Forced stop
46-02 60-00/1 output PCB Input 2 Pulse Normal
On
Input 1 |-| |-| |-|
Off
on a -
Input 2 5 |- |-| 5 5 |-
off E E E
Forced stop : I :
Normal —
Operation
Indoor unit ; |_
Stop : |
TOn

ETOn fOn

Remote controller

NOTES:
» When the forced stop is triggered, indoor unit stops and Operation/Stop operation by the re-
mote controller is restricted.

» When forced stop function is used with forming a remote controller group, connect the same
equipment to each indoor unit within the group.
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w w
o
E * When function setting is "Operation/Stop” mode 2 -
'é — In the case of "Edge" input 'n:'_
3 Rotary SW of 3
Z5 . otary o Z
2 2 Func_:tlon External input and External input Input signal | Command : 2
setting /
output PCB
Off - On Operation
- Input of indoor unit Terminal On — Off Stpp (R.C.
disabled)
46-03 .
External input and Off — On Operation
60-00/1 output PCB Input 1 On — Off St_op (R.C.
disabled)
On
Input ‘|: | ‘|: I
Off ' ' | —
Operation I I I I
Indoor unit .
Stop : i
(R.C. disabled) g g g
Remote controller TOn TOﬁ TOn
— In the case of "Pulse" input
Function LT S )
. External input and External input Input signal | Command
setting /
output PCB
. Input 1 Pulse Operation
External input and
46-03 60-00/ 1 Stop (R.C.
output PCB Input 2 Pulse disabled)
On
Input 1 |-| |-| |-
off . .
on a L
Input 2 |- |-| |-|
off . : .
Operation E
Indoor unit !
Stop : : I
(R.C. disabled) : '
Remote controller TOn TOﬁ TOn
NOTES:

* When "Operation/Stop" mode 2 function is used with forming a remote controller group, con-
nect the same equipment to each indoor unit within the group.
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® Forced thermostat off function

Function Rotary SW of External

setting/ input and output PCB External input Input signal | Command

L w
o o
> >
- -
e =
| |
o o
@ 9
= =
- .|
2 2
= =

3-UNIT
3-UNIT

60-00/2

ff Th ff
60-09/B External input and output Inout 1 Off —~ On ermostat o
60-10/C PCB P on _ Off Normal
60-11/D operation

On
Input Off I | I I
On | ] ! !
Compressor i ' I
Off : : : :

Room temp. v P

Set temp. D 4

NOTE: When the signal is received from another unit on the refrigerant circuit, there may be a
delay in thermostat off function at the unit.

® Control output function

Function Rotary SW of External

setting/ input and output PCB External output Output signal| Command
. . Low — High Operation
60-00/1,2 Output of indoor unit CN47 High = Low Stop
60-00 /1
ff — i
60-09/B External input and output © On Operation
Output 1
60-10/C PCB on — Off Sto
60-11/D p

The output is low when the unit is stopped.
Operation

Stop

Indoor unit

High
CN47 g
Low

On
Output 1

Off
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L w
o o
. @® Error status -
o o
% Functi Rotary SW of External %
= unction Ro . g 4
z g setting/ input and output PCB External output Output signal| Command z g
» = - o=
60-09/B Output of indoor unit CN47 LC.)W — High Error
High — Low Normal
Off - On Error
60-00/ 2 Output 1 on S OF Normal
60-00 / 1 External input and output Outout 2 Off - On Error
60-10/C PCB P On — Off Normal
Off - On Error
60-11/D Output 3 on S OF Normal

The output is ON when an error is generated for the indoor unit.

Error
Indoor unit
Normal
High
CN47 9
Low
On
Output 1, 2, 3
Off

® Indoor unit fan operation status

Function Rotary SW of External .
setting/ input and output PCB External output Output signal| Command
60-10/C Output of indoor unit cN47 | ow—High | Fanrun
High — Low Fan stop
60-00/2 Off —» On Fan run
60-09/B Output 2
External input and output P On — Off Fan stop
60-11/D
PCB Off - On Fan run
—
60-00 / 1 Output 3 on S OF Fan stop
Output signal Condition
On . . . .
Low — High The indoor unit fan is operating.
Off The fan is stopped or during cold air prevention.
High — Low During thermostat off when in dry mode operation.
Fan run
Indoor unit
Fan stop
High
CN47 g
Low
On
OQutput 2, 3
Off
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L w
o o
. @ External heater output -
o o
% Functi Rotary SW of External %
= unction Ro . =
z g setting/ input and output PCB External output Output signal| Command z g
» = - o=

. . Low — High Heater on

60-11/D Output of indoor unit CN47 High — Low Hoater off

60-00/2 .
60-09 / B External mggtBand output Output 3 Off - On Heater on
60-10/C On — Off Heater off
Output signal Condition
Low — High

Off — On Heater turns on as shown in diagram of heating temperature

Heater turns off as shown in diagram of heating temperature
High — Low » Other than Heating mode
On — Off * Error occurred
* Forced thermo off
» Fan stop protection

Specifications of the signal output performance are as shown as follows:

Example: When set temperature (Ts) is set at 22 °C;
* And room temperature (Tr) increase above 12 °C, signal output is on.
* And Tr increase above 21 °C, signal output is off.
* And Tr decrease below 19 °C, signal output is on.

* And Tr decrease below 10 °C, signal output is off.
Tr-Ts

Tr-Ts=-1"°C
Tr-Ts=-3 °C

Tr-Ts=-10 °C
Tr-Ts=-12 °C
Off

The output also turns off in defrost operation.
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11-6. Floor type

Indoor unit PCB
CN23 CN21 CN15

P190 |CN|CN | CN14 PCB
22 | 20

L]
OED@ BEEEEEE /T°
0

4 N o el

T = [

1] 1]
o o
> >
- -
= =
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

CI—1r—r—
),
] -
E@

o]
Mo 00 = f:b
—7 r~— CHAl Q
0% o
PCB External input External output Connector Input signal
Operation/Stop
Forced stop — CN14 Edge
Forced thermostat off CN15
Indoor unit (E)perat;o? status
B l:frsaii CN20/CN21/ B
ndoor unit fan CN22/CN23
operation status
External heater output

B External input

With using external input function, some functions on this product can be controlled from an external
device.

» “Operation/Stop” mode can be selected with function setting of indoor unit.
+ A twisted pair cable (22AWG) should be used. Maximum length of cable is 150 m.
* The wire connection should be separate from the power cable line.

® Indoor unit

Indoor unit functions such as Operation/Stop can be done by using indoor unit connectors.

Connected unit PCB
| - g
! *1 ! Connector
| I | 2 | (CN14/CN15)
| 7 : 3

*1: The switch can be used on the following condition: DC 12 V t024 V,1 mA to15 mA.
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l External output

Use an external output cable with appropriate external dimension, depending on the number of ca-
bles to be installed.

L w
o o
> >
- -
= E
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

® Indoor unit

+ A twisted pair cable (22AWG) should be used. Maximum length of cable is 25 m .

+ Output voltage: High DC 12V £2 V,Low 0 V.

* Permissible current: 50 mA

» For details, refer to Chapter 11-6-3. "Combination of external input and output" on page 196.

® When indicator or other components are connected directly

Example: Function setting 60 is set to "00"
Connected unit PCB

| | .
| i 1| Connector
. Lep 77 ; 5 | (CN20/CN21/CN22/CN23)

® When connecting with a device equipped with a power supply

Example: Function setting 60 is set to "00"
Connected unit Relay PCB

| : ! : +

i | Connected device ! BE I:I ! 1] Connector

| .

1 | (Operation status) X I J ! 2 (CN20/CN21/CN22/CN23)
| ! | |
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l Combination of external input and output

By combining the function setting of the indoor unit, you can select various combinations of func-
tions.
Combination examples of external input and output are as follows:

1] 1]
o o
> >
- -
= =
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

External input
Mode Func_tlon Indoor unit
setting
CN14 CN15
0 60-00 Forced thermostat Off
9 60-09 Operation/Stop (Function setting 46-00) Forced thermostat Off
10 60-10 or Forced thermostat Off
11 60-11 Forced stop (Function setting 46-02) Forced thermostat Off
12 60-12 Forced thermostat Off
External output
Mode Func_tlon Indoor unit
setting
CN20 CN21 CN22 CN23
0 60-00 | Operation/Stop Error status Indoor unit fan | External heater
operation status output
9 60-09 Error status Operation/Stop Indoo_r unit fan External heater
operation status output
10 60-10 Indoor unit fan Operation/Stop Error status External heater
operation status output
11 60-11 External heater Operation/Stop Indoo_r unit fan Error status
output operation status

NOTE: Input of Operation/Stop depends on the settingof function setting 46.
00: Operation/Stop mode 1 (R.C. enabled)
01:(Setting prohibited)
02: Forced stop
03: Operation/Stopmode 2 (R.C. disabled)

@ Input signal type

* Indoor unit
Input signal type is only "Edge".

Edge I I
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B Details of function

® Control input function

1] 1]
o o
> >
- -
= =
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

* When function setting is "Operation/Stop" mode 1
— In the case of "Edge" input

Mode Function setting External input Input signal | Command
- s |or= OO
—
0 |46-00 Input of indoor unit P
60-00 CN15 Off —» On Operation
On — Off Stop
CN15 on 1 ]’ |
Off
Indoor unit Operation
Stop
Remote controller : : TOn

* When function setting is "Forced stop" mode
— In the case of "Edge" input

Mode Function setting External input Input signal | Command
. CN14 Off - On |Forced stop
. . On — Off Normal
0 |[46-02 Input of indoor unit
60-00 CN15 Off - On |Forced stop
On — Off Normal
On

CN15 ;
off J l._J i 1_

Forced stop
Normal
Indoor unit  OPeration r-
Stop : 1
Remote controller TOn TOn TOn
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L w
E * When function setting is "Operation/Stop"mode 2 |§._-
5 — In the case of "Edge" input N
= %' = 5'3
g g Mode Function setting External input Input signal | Command g 'g
S = Off - On | Operation & =
- CNT4 1 on = off %tgzé:z(g
0 [46-03 Input of indoor unit O = On Operation
60-00 CN15 Stop (R.C.
On—Off | jisabled)
On
CN15 ‘|: | ‘|: I
Off ' ' | —
Operation
Indoor unit
Stop

(R.C. disabled)

Remote contoller TOn TOﬁ TOn
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w w
o o
F ® Control output function .
o o
pr * Operation/Stop status &
E g EE
=3 23
S = Mode Function setting External output 2:’;:::: Command & =
0 60-00 CN15 ng-a}ﬂgh Operation
. . High — Low Stop
Output of indoor unit g
0 60-00 CN20 Off — On Operation
On — Off Stop
The output is low when the unit is stopped.
Operation
Indoor unit Stop
High
CN15 9
Low
On
CN20
Off
* Error status
Mode Function setting External output cs):gg:lt Command
9 60-09 CN15 ng-alﬂgh Error
. . High — Low Normal
Output of indoor unit
0 60-00 CN21 Off — On Error
On — Off Normal

The output is ON when an error is generated for the indoor unit.

Error
Indoor unit
Normal
High
CN15 9
Low
On
CN21
Off
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L w
o o
T * Indoor unit fan operation status >
J J
) . . Output 7
5 F Mode Function setting External output signal Command 5 F
2 2 Low — High | Fanrun a 2
—
= 10 60-10 CN15 | g =
. . High — Low | Fan stop
Output of indoor unit
0 60-00 CN22 Off - On Fan run
On — Off Fan stop
Output signal Condition
On . . . .
Low — High The indoor unit fan is operating.
Off The fan is stopped or during cold air prevention.
High — Low During thermostat off when in dry mode operation.
Fan run
Indoor unit
Fan stop
High
CN15 9
Low
On
CN22
Off

+ Set point attainment status

NOTE: This function is valid only when function setting 96 is set to “01” (Primary unit) or “02” (Sec-
ondary unit).
When the room temperature does not reach the set point at a room due to the lower cooling per-
formance caused by external factor such as the outdoor temperature change, signal is output to
tell the attainment status of set point.

Mode Function setting External output 2:‘;2:: Command
On — Off Normal
12 60-12 Outputof indoor unit CN15 Off — On Se‘g point
attainment
Output signal Condition
Off Reached the set point. (Tr< Tsa + 0.5°C)
Unreached the set point. (Tr> Tsa + 2.5°C)
On However, even if the set point unreached,the signal will not be output for 7 minutes
after power is turned on.

When performing the server room control, both of the primary unit and secondary unit output the
set point attainment status if any of the unit is outputting alternative operation command.

Output: On
When starting operation* f

\ 7

Tr<Tsa+ 0.5°C

Tr>Tsa+ 2.5°C

Output: Off

*: When starting operation or resetting, judges the zone to descending direction.

- 200 - )
11-6. Floor type 11. External input and output



FUJITSU GENERAL LIMITED

® External heater output

* Installation configuration of individual connection
External heating device is installed individually. (No use of indoor unit fan)

iy

ON/OFF

w w
s s
= -
= E
- -l
o [
@ @
= =
5 ar
=) =)
= =

3-UNIT
3-UNIT

Example of heating device:
- Floor heating device i I

7N

ON / OFF

Example of heating device: [
- Floor heating device I

Example of heating device: |
- Floor heating device I

/A WARNING

* Design and install external heater appropriately with considering its protection.

* Inappropriate designing and installation of external heater may cause a fire by emitted heat
from the external heater.

» Fujitsu General Ltd. is not responsible for inappropriate designing or installation of external
heating device.
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w w
o . [
= » Auxiliary heater control 1 >
£ =
o 2
.2 Operation Condition .4
g g Heater on Heater is on as shown in following diagram of heating temperature. :E, 'g
» = - S

* Heater is off as shown in following diagram of heating temperature.
» Other than heating mode

Heater off  Error occurred

* Forced thermostat off

» Fan stop protection

— Temperature of heater on (Thon): Adjustable by function number 62 (Operating temperature
switching of external heaters).

— All control temperatures will shift by adjusting “Thon”.

Tr-Ts
Tr-Ts 2-1°C Tr: Room temperature
Tr-Ts (=Thon) < -3°C
Ts: Set temperature
Thon: Heater on temperature
Tr-Ts 2-10°C
Tr-Ts <-12°C
Off
Tr-Ts
Tr-Ts2-1°C Tr: Room temperature
Tr-Ts (=Thon) < -3°C
Ts: Set temperature
Thon: Heater on temperature
Tr-Ts 2 -10°C
Tr-Ts <-12°C
Off

Tr-Ts

/*

Tr-Ts 2 -1°C
Tr-Ts (=Thon) < -3°C
Tr: Room temperature
-— — — - — — — 7 Ts:
: mperatur
| S ° | s: Set temperature
b Tr-Ts < -12°C) Thon: Heater on temperature
A~

*: When room temperature stays in this zone for a specific time, auxiliary heater is turned on. For
details, refer to function number 71.

Example: When set temperature (Ts) is 22°C (Factory setting),

and room temperature (Tr) increases above 12°C, signal output is on.
and room temperature (Tr) increases above 21°C, signal output is off.
and room temperature (Tr) decreases below 19°C, signal output is on.
and room temperature (Tr) decreases below 10°C, signal output is off.
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12. Group connection

NOTE: Group control cannot be used together with Wireless LAN adapter.

w 1]
o o
> >
- -
= =
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

Installation procedure for group control system:
A number of indoor units can be operated at the same time using a single remote controller.

NOTE: When different type of indoor units (such as wall mounted type and cassette type, cassette
type and duct type, or other combinations) are connected using group control system, some
functions may no longer be available.

1. Connect up to 16 indoor units in a system.

| LU | | LU | | LU | | LU. |
).
B c U b E
A
Remote controller
A, B, C, D, E: Remote controller cable
Wiring length limitation A+B+C+D+E<500m

Example of wiring method

Indoor unit 1 Indoor unit 2 Indoor unit 3 Indoor unit 4

+L[{1]2 +4[{1]2 Li1|2 +L1]2
Bus wire

Remote

1
R
controller cable

E

Remote controller
Example of wiring method

Indoor unit 1 Indoor unit 2 Indoor unit 3  Indoor unit 4

-
—
N
w
-
N
N
w

L[1]2]3 L[1]2]3

1 Bus wire

/

Remote

2
R
controller cable

Remote controller
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2. Setthe R.C. address. (Function setting)

» Addresses will be automatically set when initially starting up this unit. In such a case, do not
change the remote controller address for the indoor unit, and keep it at the initial setting of
“00”.

* Only set addresses manually when using different numbers for addresses.
Set the R.C. address of each indoor unit using the function setting. (Refer to “Remote con-
troller address setting” in "Contents of function setting" on page 288.)
NOTES:
— Do not use the same setting value.

— Setting is reflected after the power is turned on again.
Also set the R.C. address for the remote controller. For details, refer to the remote controller
installation manual.
NOTE: In manual setting, connect up to 15 indoor units in a system.
Example of wiring method

w 1]
o o
> >
- -
= =
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

Indoor unit 1 Indoor unit 2 Indoor unit 3 Indoor unit 4
RCAD RC AD RCAD RCAD
[o1] [02] [03]
//// /\ // /\ // /\ -

17

Remote controller

Example of wiring method

Indoor unit 1 Indoor unit 2 Indoor unit 3 Indoor unit 4
RCAD RC AD RCAD RCAD
[o1] [02] [03]
i /\ i /\ /1] /\

777 177 7 T

A\
W

Remote controller

-204 -

12. Group connection



FUJITSU GENERAL LIMITED

13. Remote controller

1] 1]
o o
> >
- -
= =
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT

13-1. Wireless remote controller (AR-REW4E, AR-REM4E, and
AR-REB1E)

H Overview

3-UNIT

AR-REW4E
Signal
transmitter
( ~\
gg;;«ﬁ ﬁﬁg Hiig MODE button FAN button
10°C HEAT D =
button [] At T
oS3 - HEA @
©/10tHEAT  TEMP.  POWERFUL SWING button
— O o ECONOMY button —L e - J—
button \@ I3 SWING
OUTDOOR UNIT oo ,3
@) LOW NOISE button oo [ 3SET SET button
POWERFUL | | R (TR B
button TIMER oy NEXT -
)|t |
TIMER SETTING button s —— == WEEKLY button

Start/Stop P @ ON/OFF
button

SEND button /l ON/OFF button

SLEEP button

RESET button

TEST RUN button

2 ON/OFF

BACK button CLOCK ADJUST button

NOTE: Functions may differ by type of the indoor unit. For details, refer to the operation manual.

Display panel

Transmit indicator Temperature indicator

Mode indicator | MODE ATEIVIP. FAN
AUTO °= |AUTO T
| COOL "'"' =AY Fan speed indicator
DRY | jawg Sawg )77 |
FAN |J (0§ ry|=
HEAT | ==y @mV. <y | v
SWING L
LOW NOISE mode w Swing indicator
indicator ,@ __________ I A

{DWEEKLY ©ON/OFF OSLEEP:
\@EBI0 N0 TU WE TH FR SA SU!
SEND indicator Aol 4y - AV

Clock and Timer indicator

SENDJ| ON = OFF 0L L WwPM:
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To facilitate explanation, the accompanying illustration has been drawn to show all possible indicators;
in actual operation, however, the display will only show those indicators appropriate to the current oper-
ation.

L w
o o
> >
- -
= E
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT
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1] 1]
o o
- AR-REM4E -
= =
| |
o o
2 Signal 2
S =
% 5, transmitter —‘ SENSOR button :z> 5,
= ( ) o=
A0%o ﬁ“""‘o ;Ei% MODE button FAN button
10°C HEAT | e — )
button N
oSSR dE. BN /1
©©1102HEAT ~ TEMP.  POWERFUL SWING button
button \< > —-mcowomv SENSOR -—-z)swms
OUTDOOR UNIT s -
@ LOW NOISE button o) TRy SET button
POWERFUL i GWEEKLY [~ ©ON/OFF | | @SLEEP :'—
I e T Y |
button TIMER (sttne) | o | (vext ]
SETTING SEND ELVECT BACK
TIMER SETTING button WEEKLY button
ADJUST TEST RUN
Start/Stop =L
SEND button ON/OFF button
ol LA A
< SLEEP button
SELECT button
RESET button
\ J
NEXT button TEST RUN button
BACK button CLOCK ADJUST button

NOTE: Functions may differ by type of the indoor unit. For details, refer to the operation manual.

Display panel

Transmit indicator Temperature indicator
Mode indicator | MODE ATEMP. FAN
AUTO| =y s °I- |AUTO indi
| COOL ‘ " ' l_ aL Al 4 Fan speed indicator
DRY | vy jany )= |
FAN |J (0 ( ry|=
HEAT | =V @V, | v
SWING -
LOW NOISE mode ~ Swing indicator
indicator ,{EO_V‘L—WL,______,_I:’.--,
:@WEEKLYG)ON/OFF@)SLEEP:
08B MO TU WE TH FR SA SU: Clock and Timer indicator
SEND indicator TOBCLock ] g fwl
SENDON S OFF /Ty LY uPli

To facilitate explanation, the accompanying illustration has been drawn to show all possible indicators;
in actual operation, however, the display will only show those indicators appropriate to the current oper-
ation.
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1] 1]
o o
- AR-REB1E -
= =
o o
o o
- e
zZ5 zh5
3 2 Signal : 2
transmitter MODE button FAN button
s ~
MODE| TEMP, FAN 3 N - /_\_—/_ [
i (]
€00 E":,o @
10°C HEAT |_ n B
button b  am ECONOMY button MODE FAN SWING button
[cLock T Y T )
- —|—— SECONOMY W—J—
©10tHEAT  TEMP.  POWERFUL OUTDOOR UNIT T =
TEMP. O @ LOW NOISE button LOW NOISE ZSET SET button
button \® OTIMER
@ DL
POWERFUL — ON TIMER bUtton OCLOCKADJUST RESET
button OFF &V
OFF TIMER button
Start/Stop e
button = /\/
TIMER SELECT button
RESET button
SLEEP TIMER button
CLOCK ADJUST button
L ) | TIMER CANCEL button

NOTE: Functions may differ by type of the indoor unit. For details, refer to the operation manual.

Display panel
Temperature indicator } | Transmit indicator
l
MODE TEMP. FAN
ég'(l;? "'"' AUTO
P —
Mode indicator DRY | gavg Joo A — Fan speed indicator
FAN () () §-c|=
HEAT | =mV @V C| mw
LOW NOISE mod WING
ot {LOWNOISE] c) _____ Swing indicator
‘©ON/OFF®SLEEP:;
| Y (] Clock and Timer indicator
{ON*OFF LYLy-LILI _;

To facilitate explanation, the accompanying illustration has been drawn to show all possible indicators;
in actual operation, however, the display will only show those indicators appropriate to the current oper-
ation.
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1] 1]
o o
> >
|_ - - - |_
£ B Specifications E
2 5
55 ® Controller 55
a2 a2
Unit: mm
Top view
Y Yo —— g jnL
(ONONO)
O
< Q
—_— =
v J 1
61 . 17
Front view Side view
Size (Hx W x D) mm 205 x 61 x 17
Weight g 124 (without batteries)
® Holder
Unit: mm
48.5
55
- -
™ @35
(Hole)
2 ;‘E
K N
26.2
69.3
Front View Side View Bottom View
Size (H x W x D) mm 150 x 69.3 x 26.2
Weight g 27
- 209 -
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w w
a o
> . >
4 13-2. Wireless remote controller (AR-REW3E) c
& 7
2 HO i e 2
EF verview EE
o R} 22
» = P
ranendnal ] SENSOR button
- )
sons h’ég i MODE button FAN button
10°C HEAT WING _
button [ Tt ]
[sho] on55 - EHEL @
10¢HEAT ~ TEMP.  POWERFUL SWING button
TEMP. O /@ ECONOMY button —L (‘wove ) (gestsate] ran | I
2uter © OUTDOOR UNIT £
~ LOW NOISE button ldinios) = SET button
POWERFUL :@WEEKLV @ ON/OFF B8 &SLEEP -:—
- I e — )
S |2
SEND v L
TIMER SETTING button T s WEEKLY button
Start/Sto = :
outton s

SEND button /1 ON/OFF button
SEIiCT /\/

SLEEP button

RESET button
\

TEST RUN button

BACK button CLOCK ADJUST button

NOTE: Functions may differ by type of the indoor unit. For details, refer to the operation manual.

Display panel
Transmit indicator Temperature indicator
Mode indicator MODE| A TEMP. FAN
_égBOL "' "' °E AUTO Fan speed indicator
M S
HEAT ,-’ -’.L’ 7
SWING S
LOW NOISE mode = Swing indicator
indicator ,@_P_-__“,_cfn_,
:@)WEEKLY@)ON/OFFG)SLEEP:
— “-]-AB-E? VlE'I'H .F'E'E.A" m: Clock and Timer indicator
SEND indicator SEND:QN?_QF_F_,-t’!-._’ﬂ._'-_.’g_MBM:

To facilitate explanation, the accompanying illustration has been drawn to show all possible indicators;
in actual operation, however, the display will only show those indicators appropriate to the current oper-
ation.
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B Specifications

@® Controller

L w
o o
> >
- -
= E
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

Unit: mm

=

Top view

Y Y4 ——

]

205
O

LA /Am— 1
61 17

>

Front view Side view

Size (H x W x D) mm 205 x 61 x 17
Weight g 124 (without batteries)

® Holder

Unit: mm

48.5

5.5

106.8

150

>
71,35

69.3

Front View Side View Bottom View

Size (H x W x D) mm 150 x 69.3 x 26.2
Weight g 27
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4 13-3. Wireless remote controller (AR-REW2E) c
T a
2 HO i e 2
EE verview 4
55 55
™= =
Signal
transmitter
- )
A0 g g A MODE button FAN button
LBHgE
10°C HEAT | s!ﬁ:ag ~
button 1 ]
koS5 5. LA @
©10LHEAT  TEMP.  POWERFUL SWING button
TEMP. O /@ ECONOMY button —L @
button 3
\O OUTDOOR UNIT :] ¥ SET butt
@ LOW NOISE button e | utton
POWERFUL | OWEEKLY
button | MR T A [ NEXT -
TIMER SETTING button P WEEKLY button
Start/Stop o & @ON/OFF
o
SEND button | ON/OFF button
SELAECT /\/
v SLEEP button
SELECT button
RESET button
. J
NEXT button TEST RUN button
BACK
2 ON/OFF
BACK button CLOCK ADJUST button

NOTE: Functions may differ by type of the indoor unit. For details, refer to the operation manual.

Display panel

Transmit indicator

Mode indicator | M
A

- C

D

F

H

Temperature indicator

Fan speed indicator

LOW NOISE mode N /N Swing indicator
indicator ,[RV\LI]_O_'S_E__,__________I{_?_’\
:@WEEKLY@ON/OFF@SLEEP:
— J_]_?_El 0 Vl'E‘I'H .F,&'E.lt m: Clock and Timer indicator
SEND indicator SEND:QN?_QF_FQ_':_’E'_'-_-’QMEM:

To facilitate explanation, the accompanying illustration has been drawn to show all possible indicators;
in actual operation, however, the display will only show those indicators appropriate to the current oper-
ation.
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B Specifications

@® Controller

L w
o o
> >
- -
= E
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

Unit: mm

=

Top view

Y Y4 ——

]

205
O

LA /Am— 1
61 17

>

Front view Side view

Size (H x W x D) mm 205 x 61 x 17
Weight g 125 (without batteries)

® Holder

Unit: mm

48.5

5.5

106.8

150

>
71,35

69.3

Front View Side View Bottom View

Size (H x W x D) mm 150 x 69.3 x 26.2
Weight g 27
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4 13-4. Wireless remote controller (AR-REM7E) c
~ a
2 HO i e 2
EF verview s K
55 22
™= =
Signal
transmitter
(- i N
R3FS "l;”""e,; AbTo MODE button FAN button
RO S
10 °C HEAT T -
button [ ] T ]
el o328 3. BB @
©10tHEAT  TEMP.  POWERFUL SWING button
TEMP. O @ ECONOMY button —L @ o I
button ©
OUTDOOR UNIT
@ LOW NOISE button Goo) [ 3SET SET button
POWERFUL | | L
button %] SELAECT M
SETTING - T
TIMER SETTING button S WEEKLY button
ADJUST
Sarisior =
utton
SEND button I ON/OFF button
SELAEcT / \/
Fufsy v SLEEP button
) SELECT button
RESET button
NEXT
J

TEST RUN button

BACK button CLOCK ADJUST button

NOTE: Functions may differ by type of the indoor unit. For details, refer to the operation manual.
Display panel

Transmit indicator Temperature indicator

Mode indicator | MODE| A TEMP. FAN
AUTO| ey " OF AUTO Fan speed indicator
- | —
—§
—
-4
SWING
%

3
o
2%0
o
\__

Swing indicator

LOW NOISE mode T
indicator ,@L, ...... e S
IOWEEKLY ©ON/OFFSLEEP:
:l_]_B_E_]E! MO TU WE TH FR SA SU,

-~ N e Clock and Timer indicator
. . A CLOCK (] . AM?
SEND indicator SENDEON§0FF L.’HH':::::"MPM:

To facilitate explanation, the accompanying illustration has been drawn to show all possible indicators;
in actual operation, however, the display will only show those indicators appropriate to the current oper-
ation.
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B Specifications

@® Controller

L w
o o
> >
- -
= E
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

Unit: mm

=

Top view

Y Y4 ——

]

205
O

LA /Am— 1
61 17

>

Front view Side view

Size (H x W x D) mm 205 x 61 x 17
Weight g 124 (without batteries)

® Holder

Unit: mm

48.5

5.5

106.8

150

>
71,35

69.3

Front View Side View Bottom View

Size (H x W x D) mm 150 x 69.3 x 26.2
Weight g 27
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1] 1]
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4 13-5. Wireless remote controller (AR-RMB1E) c
: 2
== i ==
EF B Overview L
55 55
™= =
Signal
transmitter MODE button FAN button
R -
MODE| ‘TEMP.“E ‘iﬁ#’ 2
HEAT EBEE
10°C HEAT |_ = 1
button "’0”.@5“: ECONOMY button MODE FAN J— SWING button
ONEOHBEWHEW —|—— t21ECONOMY ()SW\NG —
TEMP " LO\(I)VUr:lrglgg%:Jt:ﬂI LOWNOISE $SET SET button
button 3 | ®TIMER
ON a SLEEP
Y R ‘ — SELVECT CANCEL
POWERFUL ON TIMER button — Towot
button | S0 @ TESTRUN  RESET
OFF &V
OFF TIMER button
Start/Stop = X
button SELVECT \\/\//—
TIMER SELECT button
SLEEP RESET button
SLEEP TIMER button
%— TEST RUN button
TIMER CANCEL button
CLOCK ADJUST button

NOTE: Functions may differ by type of the indoor unit. For details, refer to the operation manual.
Display panel

Transmit indicator

Temperature indicator

JOOSIA TP S,
Mode indicator COOL """ E I Fan speed indicator
M5
HEAT -’-’..’ —_§
SWING e
LOW NOISE mode - LN Swing indicator
indicator ,@_"_n_n_n_f_n_

_____

Clock and Timer indicator

To facilitate explanation, the accompanying illustration has been drawn to show all possible indicators;
in actual operation, however, the display will only show those indicators appropriate to the current oper-
ation.
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B Specifications

@® Controller

L w
o o
> >
- -
= E
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

Unit: mm

=

Top view

Y Y4 ——

]

205
O

LA /Am— 1
61 17

>

Front view Side view

Size (H x W x D) mm 205 x 61 x 17
Weight g 124 (without batteries)

® Holder

Unit: mm

48.5

5.5

106.8

150

>
71,35

69.3

Front View Side View Bottom View

Size (H x W x D) mm 150 x 69.3 x 26.2
Weight g 27
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4 13-6. Wireless remote controller (UTY-LNTY: Optional part) C
- -
o o
7 . 7
EF B Overview L
335 235
™= =
Signal
transmitter
F )
MODE button FAN button
MODE|) TEMP., :AL!:)
10°C HEAT|_ e
button T |
T GONOFFOSLEEP &/l
o222 30,80
©10cHEAT  TEMP.  ECONOMY MODE FAN
bT Et't""’- : GE: SWING button
ution Y/ ‘ SSET
W/l OTIMER L SET button
Economy | | r 1 on | | ON SELAECT SLEEP
button ON TIMER button DFF —L

TESTRUN RESET

clock
ADIUST =V

OFF
Start/Stop OFF TIMER button | | /\‘

button - L/ TN

TIMER SELECT button RESET button
SLEEP

SLEEP TIMER button

CANCEL
TIMER CANCEL button

TEST RUN button

CLOCK ADJUST button

NOTE: Functions may differ by type of the indoor unit. For details, refer to the operation manual.

Display panel
Transmit indicator Temperature indicator
I\AIIS_III_)IOE A TEMP.o- EGA_I[\IO
Mode indicator coOoL "' "' = =0 Fan speed indicator
M5
HEAT -’-’.L’ —3
%'YVING Swing indicator
P

_____

Clock and Timer indicator

To facilitate explanation, the accompanying illustration has been drawn to show all possible indicators;
in actual operation, however, the display will only show those indicators appropriate to the current oper-
ation.
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B Specifications

@® Controller

L w
o o
> >
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= E
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o o
@ @
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- .|
2 2
= =

3-UNIT
3-UNIT

Unit: mm

=

Top view

Y Y4 ——

]

205
O

LA /Am— 1
61 17

>

Front view Side view

Size (H x W x D) mm 205 x 61 x 17
Weight g 124 (without batteries)

® Holder

Unit: mm

48.5

5.5

106.8

150

>
71,35

69.3

Front View Side View Bottom View

Size (H x W x D) mm 150 x 69.3 x 26.2
Weight g 27
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13-7. IR receiver kit with Wireless remote controller (UTY-
LBTYM: Optional part)

H Overview

L w
o o
> >
- -
= E
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

Signal
transmitter
@ N
MODE button FAN button
10°C HEAT|_ e AN
button s ]
~ GoNOFFOSLEEP /1
owsoraB.-88.4
©10HEAT  TEMP.  ECONOMY MODE EAN
N\
TEMP. [SWING SWING button
button v ‘ prep Bl
W/l OTIMER L SET button
= y | ON a SLEEP
Economy | | ON |[[] SELECT
OFF v CANCEL
button ON TIMER button

TESTRUN RESET

OFF | AbIosT &y
Start/Stop OFF TIMER button | ! /\‘
button a
SELECT L/—\/
TIMER SELECT button RESET button
SLEEP

SLEEP TIMER button

TEST RUN button

CANCEL
TIMER CANCEL button

CLOCK ADJUST button

NOTE: Functions may differ by type of the indoor unit. For details, refer to the operation manual.

Display panel

Transmit indicator

Temperature indicator

Ao IA e

)
in di COOL

Mode indicator DR’X L'L'

>
P4

-0.

T
>
C'ﬂ
=
o

\_—
Qu

Fan speed indicator

SWING

Swing indicator

_____

Clock and Timer indicator

To facilitate explanation, the accompanying illustration has been drawn to show all possible indicators;
in actual operation, however, the display will only show those indicators appropriate to the current oper-
ation.
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B Specifications

@® Controller

L w
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> >
- -
= E
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o o
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= =
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2 2
= =

3-UNIT
3-UNIT

Unit: mm

=

Top view

Y Y4 ——

]

205
O

LA /Am— 1
61 17

>

Front view Side view

Size (H x W x D) mm 205 x 61 x 17
Weight g 124 (without batteries)

® Holder

Unit: mm

48.5

5.5

106.8

150

>
71,35

69.3

Front View Side View Bottom View

Size (H x W x D) mm 150 x 69.3 x 26.2
Weight g 27
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1] 1]
o o
E ® IR receiver E
o S
5 Unit: mm %
EE EE
5 = 115 185 13.6 57.4 13.6 :z> 3
o = | % 8.5 7.2 7.2 . © =

e A\ ] N Q

b
©
! T b
& g | 3
\ 17 =
Lo \
s | Y
/

. J L] PPN ) -

(83‘ N

Front view Side view Rear view ~

Size (H x W x D) mm 145 x 90 x 30
Weight g 150
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13-8. Wired remote controller (UTY-RNNYM: Optional part)

H Overview

w w
o o
> >
- -
= E
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

E START/STOP button

Starts and stops operation.

EH SET TEMP. button

@ LLLL) [
Selects the setting temperature.
El MODE button
i Selects the operating mode (AUTO &, HEAT £ ,FAN &,
B — —~ i = 1] COOL s, and DRY () ).
B e © B FAN button
B —— 0] C=Es 3 Selects the fan speed AUTO[EZE).QUIET _,, LOW =, ,
MMERDELETES  TIMER SET * £ ANTENANCE | ECONOMY —

B S == 4 12 MEDg,, and HIGHES ).

_d "D
10; 5| H ECONOMY (THERMO SENSOR) button
1) m Turns the economy-efficient mode on and off.

@ TIMER MODE (CLOCK ADJUST) button

Selects the timer mode (off timer, on timer, and
weekly timer). Sets the current time.

DAY (DAY OFF) button
16 [1920)13] Temporarily cancels one day timer.
H SET BACK button
Selects the set back timer.
E] Set time button
Pressed to set time.
TIMER DELETE button
Deletes the weekly timer schedule.

TIMER SET button
Sets the date, hour, minute, and on-off time.

Display panel

g
[©)

EIUEEES
°F [ 4

= AM . [O»] ]
7> M-8 BE =%
i TR =
>- 36 912151821 « E E”){-}

o)™

B2

8 SETTEMP START/STOP

10

11

NOTE: Functions may differ by type of the in-
door unit. For details, refer to the opera- [H Vertical airflow direction and swing button
tion manual. Push for 2 seconds to change the swing mode.

Horizontal airflow direction and swing but-
ton
Push for 2 seconds to change the swing mode.

FILTER RESET button

Operation lamp
Lights during operation and when the timer is on.

Timer and clock indicator
Operation mode indicator
Fan speed indicator
Operation lock indicator
Temperature indicator

EEN
~

Function indicators
Defrost indicator
©® Thermo sensor indicator
B Economy indicator
~ Vertical swing indicator
«» Horizontal swing indicator
B Filter indicator
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w w
o o
F B System diagram .
E E
- -
- % 1 remote controller: 2 remote controllers: - g:
E g Indoor unit Indoor unit :E, g
&S &=
A, B, C: Remote controller cable
A B C A<500mB+C<500m

Primary Secondary

Remote controller Remote controllers

B Electrical wiring

1 remote controller: 2 remote controllers:

Indoor unit Indoor unit

Remote Remote
controller controller

G 12 3 G| 12 3

PLROP? QA QR

G s .

e [1/2]3 1 (Red): 12 V e 1123 e |112]3) 1(Red):12V

G 2 (White): Signal G G 2 (White): Signal
3 (Black): COM Primary Secondary 3 (Black): COM

Remote controller Remote controllers
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w L
o o
d W Specifications -
- -
3 Dimensions and other specifications on the wired remote controller are as follows. 3
3= SE
22 Unit: mm 32
120
18
LU =
| | - [ a1
Front view Side view
Size (H x W x D) mm 120 x 120 x 18
Weight g 160
Cable length (accessory) m 10
Power \ 12
® Wiring specifications
Use Cable size Wire type Remarks

Remote controller cable 0.33 mm? (22 AWG) Polar 3-core  |Use sheathed PVC cable.

B Installation

Connection pattern of wired remote controller varies by the type of the connected indoor unit.

® When connecting to terminal block (for Compact cassette, Slim
duct, and Mini duct types)

Connect the end of remote controller cable directly to the exclusive terminal block.

M4 screw
\% Remote controller Outdoor unit or Power supply terminal
% Remote controller cable terminal block block or Remote controller terminal block
( PCB

Terminal block

NOTE: It may be failed if it is connected to the outdoor unit or the terminal block for power supply.
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L w
o o
F ® When connecting to Communication kit (for KM models in Wall -
3 mounted type) 2
= ==
z 'g When connecting the remote controller to optional Communication kit, follow the procedures men- z 'g
o = tioned below. o =

1. Modify the remote controller cable as follows:
» Use a tool to cut off the terminal on the end of the remote controller cable and then remove
the insulation from the cut end of the cable as shown in following figure.

» Connect the remote controller cable and connecting cable as shown in following figure.
» Be sure to insulate the connection between the cables.

N & Connecting
oE cable
g White
Red
White Black
Red //Insulated
connection

Remote controller cable
Black

2. Connect the remote controller cable.
« Connect the cable made in step 1. to the terminal*' of optional Communication kit.
« Connect the cable from the terminal*2 of Communication kit to the indoor unit PCB.

*1: CNCO1 on UTY-TWBXF2
*2: CNDO1 on UTY-TWBXF2

Terminal
(*2)
Connecting cable Terminal //

Remote controller cable i ) (( :|# |:|
% = =
]

Indoor unit PCB

Communication kit

Bl Required optional parts

Required optional parts for connecting the wired remote controller to the wall mounted type are

as follows.
Part name Model name
External connect kit UTY-TWBXF2
Communication kit UTY-XWZXZ5
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13-9. Wired remote controller (UTY-RLRY: Optional part)

H Overview

m—
) SU W0 TU VE TH [ SA
K EE o | 000
=2
< ¥ ®3
B—
O—
B
a
Display panel
12]
@ SU MO TU WE TH [FR] SA
-—
g | H I | mpog @
,- '-'.L' £
C »i =31 —1
Monitor mode screen
@
P w3
)
Setting screen
(Example: Airflow direction setting)

NOTE: Forindividual icons in Setting screen and
related functions, refer to the operation
manual.

Kl LED lamp (Operation indicator)

Lights while the indoor unit is operating. Blinks when an
error occurred.

H FAN button

Each time the button is pressed, fan speed switches as

follows:
Auto High Med Low Quiet
—

?%H?%Hf%‘%-%
@

]

E +, - buttons (Set temperature buttons)

Used to adjust temperature in Monitor mode screen.

+ button: Raise

- button: Lower

In Setting screen, used to select the setting items.
NOTE: When the operation mode is set to FAN, the tem-
perature cannot be adjusted.

ENTER button

Used to enter setting items and settings.
H Room temperature sensor (inside)
Senses ambient temperature of unit.

A <, > buttons

Used to select setting items during the setting item selec-
tion screen is displayed.

MENU button
Used to display the setting item selection screen.

] MODE button

Each time the button is pressed, operation mode switches
as follows:

Auto Cool Dry Fan Heat
E] On/Off button

Starts or stops the operation.
NOTE: On/Off button cannot be operated at screens other
than the Monitor mode screen.

[} Display panel
Displays Monitor mode screen or Setting screen.
Monitor mode screen is home screen of this controller,
and the basic operation is performed in this screen.
In Setting screen, several settings are adjustable.

[El Temperature indicator

[B Fan speed indicator
Clock indicator

[ Airflow direction indicator
[B Operation mode indicator
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w w
o o
F B System diagram =
E =
- -
_ % 1 remote controller: 2 remote controllers: %
g g Indoor unit Indoor unit g
&= S
A, B, C: Remote controller cable
A B C A<500mB+C<500m

Primary Secondary

Remote controller Remote controllers

B Electrical wiring

1 remote controller: 2 remote controllers:
Q Y1Y2[y3l Indoor unit é Indoor unit
When there is — When there is_
a functional a functional
grounding grounding
Remote controller
Remote controller Remote controller
Group control:
Indoor units
[Y1[Y2Y3 Y[Y2Y3 Y1[Y2Y3
NI R/ T
When there is W\ W\ |4

a functional grounding

Remote controller

NOTE: Group connection with Polar 3-wired remote controller is not allowed.
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L w
o o
d W Specifications -
o o
3 Dimensions and other specifications on the wired remote controller are as follows. 3
= ==
23 - 23
22 Unit: mm 232
30 J_ 33
Hole: 9 x 4.5 4
‘ ©
{o]
_ 120 . | -
- ] i~ =42
an i
i e
™ =+
w0 |
w 0
. \ 8 2
N [ce)
=
— — .
= )/ \
Hole: 6 x 4.5 Hole: 12.5 x 4.5
Front view Side view Rear view
Size (H x W x D) mm 120 x 120 x 17
Weight g 170
Power V 12
® Wiring specifications
Use Cable size Wire type Remarks
Non-polar 2-core
2 )
Remote controller cable 0.33t0 1.25 mm Twisted pair Use sheathed PVC cable.

H Installation

Connect the end of remote controller cable directly to the exclusive terminal block.

Functional earthing Terminal block
(If necessary)

[E=—————3I0
Indoor unit PCB

TINN T08INO9 LOW3Y 0L
Z ] v | €A 2A [ A

JVIviviv]

Remote controller cable
(Non-polar)

N3

NOTES:
» Layout of terminal block and PCB is varies depending on the type of indoor unit.
» Operation may fail if it is connected to the outdoor unit or the terminal block for power sup-
ply.
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@ 13-10. Wired remote controller (UTY-RVNYM: Optional part) F
33 M Overview 3
35 25
0= o=

Moniter Mo 10:00&
- il
n M Set temp. ][ Fan
26°c gg
High
lcon check: -+

— A B

07/ oy

ik
|
L Ll

El Display panel (with backlight)
E Screen switch button (Left)
El Menu button

I Cancel button

H Cursor button

@ Screen switch button (Right)
Power indicator

E] On/off button

E] Enter button

-230 -
13-10. Wired remote controller (UTY-RVNYM: Optional part) 30 13. Remote controller



w
o
>
-
E
-l
o
72}
s
-
-
2
=

3-UNIT

B System diagram

1 remote controller:

Indoor unit

Remote controller

B Electrical wiring

1 remote controller:

FUJITSU GENERAL LIMITED

2 remote controllers:

Indoor unit
A, B, C: Remote controller cable
B C A<500mB+C<500m
Primary Secondary

Remote controllers

2 remote controllers:

Indoor unit

Remote
controller

Indoor unit

Remote
controller

1.2 3 1.2 3
O 0O O CLQQ
N
11213 1 (Red): 12V 11213 11213 1 (Red): 12V
2 (White): Signal 2 (White): Signal
3 (Black): COM Primary Secondary 3 (Black): COM
Remote controller Remote controllers
B Controller combination
As for the combined usage of the controller, refer to following figures.
® Good
Indoor unit Indoor unit Indoor unit

/

\
\

A\

A\

]

=

]

B
1

2
o

| na

[, o
el
&l

R
G

UTY-RVNYM UTY-RVNYM

13-10. Wired remote controller (UTY-RVNYM: Optional part)

3]
gov

UTY-RVNYM UTY-RNNYM  UTY-RVNYM UTY-RSNYM
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1] 1]
o o
d W Specifications -
o S
% Unit: mm %
1 ™ B
23 120 213 22
n - 1 T .
o
N
@ < > ’
o/ oo
® v B
Front view Side view
Size (H x W x D) mm 120 x 120 x 21.3
Weight g 220
® Wiring specifications
Use Cable size Wire type Remarks
Remote controller cable 0.33 mm? Polar 3 core Use sheathed PVC cable.
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w w
o o
F H Installation (Remote control main unit) -
% Installation space: 5
EE Unit : mm SH
33 32
S
30
or more
30 30
ormore ormore
2 > (';/\ Z > /1
220 or
more*

NOTE: Secure enough space where a flat-blade screwdriver to remove the case can be inserted.

Installation procedures:
1. Process the remote controller cable.

Unit : mm
45
ibl
8
8,7 —omE- 1. 12V (Red)
— - 2. Signal (White)

—— I - 3. COM (Black)

2. Insert the flat-blade screwdriver and twist it slightly to separate the front case and rear case.
Hooks (2 places) Rear case

Flat screwdriver
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3. Attach the remote controller.
* When attaching to switch box:
a. Seal the wiring hole of the remote controller cable.

b. Put a remote controller cable through the hole of the rear case.
c. Fix the rear case by securing it with attached screws (2 places).

w
o
>
-
E
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o
72}
s
-
-
2
=

3-UNIT

w
o
>
-
=
-
o
@
e
-
2
=

3-UNIT

Seal the wiring hole of the remote controller
cable with putty.

Remote controller cable

,,

‘K Putty—|
:J

\ Screws  Trap

<

Box

Rear case

* When attaching to the wall directly:

a. Seal the wiring hole of the remote controller cable.
b. Put a remote controller cable through the back hole of the rear case of the main body.
c. Fix the rear case by securing it with attached screws (2 places).

Wall

|
|
|
0
i
iV
|
1

cable with putty.

/ Seal the wiring hole of the remote controller

‘K
Putty
J
\ Screws  Trap
* When routing the cable on-wall:

a. Cut off the cable guide of the front case with using a knife or a nipper.
b. Deburr the edge of the cable guide.

g4\%

Rear case

Front case
c. Fix the rear case by securing it with attached screws (2 places).

Remote controller cable

—
S Epoxy putty
‘K

:J w@
\%> Screws

Rear case
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w w
% 4. Connect the cable to the terminals on the front case. |§._-
£ Fix the cable together with the sheath with the cable tie. Cut off the excess cable tie. 5
2 &
g g Tightening torque g 'g
o = Terminal screw | 0.8t0 1.2 Nem o =

[( LT —

O

=)

1. 12V (Red) —=

:

2. Signal (White)\

b

3. COM (Black) —{l

( )

To avoid an excessive tension or pressure to the terminal block,
fix the remote controller cable with the cable tie properly.

Cable tie

Remote controller

cable (sheath) \

Hole for cable tie

2 mm
Good 7]« —— Prohibited

- J

A CAUTION

» Be careful to avoid breaking the cable by over-tightening the cable tie.
* When connecting the remote controller cables, do not over-tighten the screws.
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5. Attach the front case.
 Insert after adjusting upper part of front case.
* When insert the front case, do not pinch the cable.

‘ Front case

w w
o o
> >
- -
= E
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

Good Prohibited Prohibited Prohibited

1

/\ CAUTION
Insert the upper case firmly. If improperly attached, it will cause the upper case to fall off.

H Installation

Connection pattern of wired remote controller varies by the type of the connected indoor unit.

® When connecting to terminal block (for Compact cassette, Slim
duct, and Mini duct types)

Connect the end of remote controller cable directly to the exclusive terminal block.

M4 screw
\% Remote controller Outdoor unit or Power supply terminal
% Remote controller cable terminal block block or Remote controller terminal block
( PCB

Terminal block

NOTE: It may be failed if it is connected to the outdoor unit or the terminal block for power supply.
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L w
o o
F ® When connecting to Communication kit (for KM models in Wall -
3 mounted type) 2
= ==
z 'g When connecting the remote controller to optional Communication kit, follow the procedures men- z 'g
o = tioned below. o =

1. Modify the remote controller cable as follows:
» Use a tool to cut off the terminal on the end of the remote controller cable and then remove
the insulation from the cut end of the cable as shown in following figure.

» Connect the remote controller cable and connecting cable as shown in following figure.
» Be sure to insulate the connection between the cables.

N & Connecting
oE cable
g White
Red
White Black
Red //Insulated
connection

Remote controller cable
Black

2. Connect the remote controller cable.
« Connect the cable made in step 1. to the terminal*' of optional Communication kit.
« Connect the cable from the terminal*2 of Communication kit to the indoor unit PCB.

*1: CNCO1 on UTY-TWBXF2
*2: CNDO1 on UTY-TWBXF2

Terminal
(*2)
Connecting cable Terminal //

Remote controller cable i ) (( :|# |:|
% = =
]

Indoor unit PCB

Communication kit

Bl Required optional parts

Required optional parts for connecting the wired remote controller to the wall mounted type are

as follows.
Part name Model name
External connect kit UTY-TWBXF2
Communication kit UTY-XWZXZ5
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L w
o o
> " " >
4 13-11. Wired remote controller (UTY-RNRYZ*: Optional part) C
o o
7} . (7]
EF B Overview L
a3 >3
7 ) K Remote temperature sensor (inside)
H On/off button
Office 01 Fri 10:0001 Operable only while displaying the “Monitor mode” screen.
tdl 1 236 "6 " : H LED lamp (operation indicator)
i I Touch panel display

Room Temp. 26.0°C

) Status PMenu E Set te m pe I'atu re

| Operating temperature can be set.

@ Remote controller group name
I Mode
Operation mode can be set.
L B o B Status icons
E] Clock
Display panel [ Fan
B———— Fan speed can be set.
F——efice 01 A X Fitno——iF] il Room temperature
Mode Set Temp. Fan m Menu
8 @(l'.:ool 26 O Auto ® 10 Various settings can be set.
B « \J°C Status
Room Temp. 26.0°€——%&K Status of the indoor unit and error can be checked.
~ @ = . . H
OuPBls | sgu || mend—B NOTE: Functions may differ by type of the in-
13] door unit. For details, refer to the opera-
tion manual.
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w w
o o
F B System diagram =
E =
- -
_ % 1 remote controller: 2 remote controllers: %
g g Indoor unit Indoor unit g
&= S
A, B, C: Remote controller cable
A B C A<500mB+C<500m

Primary Secondary

Remote controller Remote controllers

B Electrical wiring

1 remote controller: 2 remote controllers:
Q Y1Y2[y3l Indoor unit é Indoor unit
When there is — When there is_
a functional a functional
grounding grounding
Remote controller
Remote controller Remote controller
Group control:
Indoor units
[Y1[Y2Y3 Y[Y2Y3 Y1[Y2Y3
NI R/ T
When there is W\ W\ |4

a functional grounding

Remote controller

NOTE: Group connection with Polar 3-wired remote controller is not allowed.
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w L
o o
> . gn . >
d B Specifications F
- =
3 Dimensions and other specifications on the wired remote controller are as follows. 3
EF . =
23 [Unit : mm] Z5
> E & S
120 20.4

( ) a

120

C D

== ) .

[Model name |[UTY-RNRYZ*
Display 3.8-inch FSTN LCD (255 % 160 dots) with touch panel
Dimensions (H x W x D) mm 120 x 120 x 20.4
Weight g 220
Input voltage Vv DC 12
Power consumption W Max. 0.3
Usage temperature range °C 0to 40
Usage humidity range % 20 to 90 (no condensation)
Storage temperature range °C -10 to 60
Storage humidity range % 20 to 90 (no condensation)
® Wiring specifications
Use Cable size Wire type Remarks
Non-polar 2-core
2 ’
Remote controller cable 0.33 to 1.25 mm Twisted pair Use sheathed PVC cable.

M Installation

Connect the end of remote controller cable directly to the exclusive terminal block.

Functional earthing Terminal block
(If necessary) /;:\7:::_»

EI=

= C=  p—
Remote controller cable { s ‘%6 ’ b Indoor unit PGB
(Non-polar) [ X g-‘ J:>

(B

NOTES:
» Layout of terminal block and PCB is varies depending on the type of indoor unit.

» Operation may fail if it is connected to the outdoor unit or the terminal block for power sup-
ply.
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13-12. Simple remote controller (UTY-RSNYM: Optional part)

H Overview

w w
a o
> >
= -
E E
| |
o o
2 ?
= =
- il
=) =)
= =

3-UNIT
3-UNIT

E START/STOP button

Starts and stops operation.

H Display backlight button

Lights during operation.

K Operation lamp

e T Lights during operation.
s 2|
A 3 FAN button
[ e 1 | Selects the fan speed (AUTOggp, HIGHN, 5 MEDy, 5
B— a3 g} a8 LOW, .. and QUIET,)
8 ni’ /"
B—k&43

SET TEMP. button

Selects the setting temperature.

MODE button

Selects the operating mode (AUTO(), COOLsk, DRYp,
FANSg, HEATZLY).

]

Standby indicator

Indicates during the oil recovery and defrosting operation.
Power source indicator

Indicates the main power is on.

Central control indicator

F [?F g Indicates when function is locked.

O é‘m Fan speed indicator

@] EBL-' '."°F Deletes the weekly timer schedule.
M. sess Ol Set temperature

@@ + Indicates error history number in error code history dis-
1 ]

play mode.
m * Indicates indoor unit address in address display mode.

Operating mode indicator

Display panel

=Y
(=]

Y
w

Indicator
* Upper:
— Indicates the error code in error code history display
mode and in self diagnosis mode.
— Indicates the refrigerant system address in address
display mode.
» Lower: Indicates the remote controller address in error
code history display mode, address display mode, and
self diagnosis mode.
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w w
o o
F B System diagram .
E E
- -
- % 1 remote controller: 2 remote controllers: - g:
E g Indoor unit Indoor unit :E, g
&S &=
A, B, C: Remote controller cable
A B C A<500mB+C<500m

Primary Secondary

Remote controller Remote controllers

B Electrical wiring

1 remote controller: 2 remote controllers:

Indoor unit Indoor unit

Remote Remote
controller controller

12 3 123
Q9 QR
N
1123 1 (Red): 12V 1123 1T213] 1 (Red): 12V
2 (White): Signal 2 (White): Signal
3 (Black): COM Primary Secondary 3 (Black): COM

Remote controller Remote controllers
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w L
o o
> . gn . >
d B Specifications F
- 3
3 Dimensions and other specifications on the wired remote controller are as follows. 3
= E =
3 BB
22 Unit: mm 332
75
;‘,g 14 hole x 2 11
= =
a (ST
€ (U
e
SE 0
haRsaaE P 5 e 60 Qo
[ E Y EIE) o T U
o/ ) i s ol e
— 8 N
(. r
' 2
\ A
hole x 2
Front View Side View Rear View
Size (H x W x D) mm 120 x 75 x 14
Weight g 90
Cable length (accessory) m 10
Power \ 12

® Wiring specifications

Use Size Wire type Remarks

Remote controller cable 0.33 mm? Polar 3 core |Use sheathed PVC cable.

M Installation

Connection pattern of wired remote controller varies by the type of the connected indoor unit.

® When connecting to terminal block (for Compact cassette, Slim
duct, and Mini duct types)

Connect the end of remote controller cable directly to the exclusive terminal block.

M4 screw
\% Remote controller Outdoor unit or Power supply terminal
% Remote controller cable terminal block block or Remote controller terminal block
( PCB

Terminal block

NOTE: It may be failed if it is connected to the outdoor unit or the terminal block for power supply.
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L w
o o
F ® When connecting to Communication kit (for KM models in Wall -
3 mounted type) 2
= ==
z 'g When connecting the remote controller to optional Communication kit, follow the procedures men- z 'g
o = tioned below. o =

1. Modify the remote controller cable as follows:
» Use a tool to cut off the terminal on the end of the remote controller cable and then remove
the insulation from the cut end of the cable as shown in following figure.

» Connect the remote controller cable and connecting cable as shown in following figure.
» Be sure to insulate the connection between the cables.

N & Connecting
oE cable
g White
Red
White Black
Red //Insulated
connection

Remote controller cable
Black

2. Connect the remote controller cable.
« Connect the cable made in step 1. to the terminal*' of optional Communication kit.
« Connect the cable from the terminal*2 of Communication kit to the indoor unit PCB.

*1: CNCO1 on UTY-TWBXF2
*2: CNDO1 on UTY-TWBXF2

Terminal
(*2)
Connecting cable Terminal //

Remote controller cable i ) (( :|# |:|
% = =
]

Indoor unit PCB

Communication kit

Bl Required optional parts

Required optional parts for connecting the wired remote controller to the wall mounted type are

as follows.
Part name Model name
External connect kit UTY-TWBXF2
Communication kit UTY-XWZXZ5
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E 13-13. Wired remote controller (UTY-RCRYZ1: Optional part) E
;% B Overview 5%
—H
1
cooL
it L=
« - "2H0 5
ﬁ‘ﬁi@" |
H urrLI.SH : 5""\”‘.5'
B—: T T__T 8f —0
a H
4

E] Display panel

Ed MODE button

Menu button

Il V. A buttons (Set temperature buttons)

H FAN button

@ On/off button

Wireless remote controller signal receiving section
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B System diagrams

» Single remote control

L w
o o
> >
- -
= E
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

Remote controller cable
A<500m

M Electrical wiring

1y2[y3 Indoor unit

=

o

Remote controller
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w w
o o
d W Specifications -
o o
% Unit: mm %
I ™ B
535 | 86 | 32 60 535
™= — =
&
S = Y A& & O o
Hole x 2 (for M4 screws)
Size (H x W x D) mm 86 x 86 x 32
Weight g 135
® Wiring specifications
Use Cable size Wire type Remarks
Remote controller 0.33 to 1.25 mm?2 , , .
cable (22 to 16 AWG) Non polar 2-core Use sheathed twist pair cable.

*: Use shielded cable (locally purchased) in accordance with the regional cable standard.

H Installation
» Connection pattern

NOTE: Connection pattern is different according to type of Indoor unit.

Indoor unit type Connection pattern
All cassette type
Al duc ttype Pattern A
All ceiling type
Compact floor type
Wall mounted type Pattern B

e Pattern A

1. Connect the end of remote controller cable directly to the exclusive terminal block.
2. Set the DIP switch (SW1) to “2WIRE” on the PCB of the indoor unit.

Terminal block

Functional grounding
[O]
(If necessary) \ 3] o= Indoor unit PCB
::;)_—:::::::_» w\:
;@ = ; [ s | [£]
Remote controller cable s / 2WIRE
(Non-polar) Set the DIP switch E 1
(SW1) to “2WIRE” 3WIRE
S Sw1

NOTES:
» Layout of terminal block and PCB is varies depending on the type of indoor unit.
» Operation may fail if it is connected to the outdoor unit or the terminal block for power
supply.
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e Pattern B

1. Use a tool to cut off the terminal on the end of the remote controller cable, and then remove
the insulation from the cut end of the cable as shown below.

V)ZO mm

Remote
controller cable
(Non-polar)

w w
o o
> >
- -
= E
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

2. Connect the remote controller cable and connecting cable as shown below. Be sure to insu-
late the connection between the cables.

White
Red

Connecting
cable
Insulated

connection Black

Cut and
insulate ~

3. Connect the remote controller cable to the connecting cable, and insert it to the connector.
Set the DIP switch (SW1) to “2WIRE” on the PCB of the indoor unit.

Remote
controller cable
(Non-polar)

o o W1 .

P Set the DIP switch

m m “® ”

m m (SW1) to “2WIRE
Connect to earth Functional grounding :
(ground) screw (If necessary) ::r:ggor unit

4—*::::::1:::‘.:’\‘/ @
Remote controller uz Connector CNC01
cable (Non-polar) Connecting cable  (onboard)

NOTE: Layout of terminal block and PCB is varies depending on the type of indoor unit.

Connector SwWi1
(adapter) Indoor unit
PCB
-
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13-14. Simple remote controller (UTY-RSRY and UTY-RHRY::
Optional parts)

1] 1]
o o
> >
- -
= =
| |
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

H Overview

K LED lamp

Lights during operation.

H Louver button

Adjusts the airflow direction.

H START/STOP button
Starts and stops operation.

1 FAN control button
Switches the fan speed as follows:

Auto High Med Low Quiet
w—F_.5 = =
H F _. F =Q

T &$ &% & T &% —]

) H Room temperature sensor (inside)
Display panel Senses ambient temperature of unit.

d Set temperature button
Selects the setting temperature. (18—30 °C [COOL], 10—

T - 30 °C [HEAT
ST el N e
3
¢

AUTOCOOLDRY FAN HEAT | SWING 0peration mode button*1
Switches the operation mode as follows:

& n

Auto *2 Cool Dry Fan*3  Heat *4
PO~ 4 % -1
Operating mode indicator
Airflow direction indicator
FAN speed indicator
Remote controller address indicator

iy

*1: Available only for UTY-RSR*.

*2: Not available for a heat pump model unless it is set up as
an administrative indoor unit.

*3: Not available for a heat pump model.

*4: Not available for a cooling-only model.

*5; Set the function setting of the indoor unit accordingly. &8 Filter sign *5
*6: During address display mode.

Status icons
@ Mode mismatch

& Defrost operation

}% Oil recovery operation

Tf] Under maintenance

A Error

() Special state

@ Conducting electricity

€ Emergency stop

Operation controlled

Forced stop

{BRemote controller sensor is enabled *>
Central controlled

-{-Setting temperature range is enabled
& Operation prohibited

Set temperature
Indicates indoor unit address. *©
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w w
o o
F B System diagram =
E =
- -
_ % 1 remote controller: 2 remote controllers: %
g g Indoor unit Indoor unit g
&= S
A, B, C: Remote controller cable
A B C A<500mB+C<500m

Primary Secondary

Remote controller Remote controllers

B Electrical wiring

1 remote controller: 2 remote controllers:
Q Y1Y2[y3l Indoor unit é Indoor unit
When there is — When there is_
a functional a functional
grounding grounding
Remote controller
Remote controller Remote controller
Group control:
Indoor units
[Y1[Y2Y3 Y[Y2Y3 Y1[Y2Y3
NI R/ T
When there is W\ W\ |4

a functional grounding

Remote controller

NOTE: Group connection with Polar 3-wired remote controller is not allowed.
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w w
a o
d W Specifications -
S -
3 Dimensions and other specifications on the wired remote controller are as follows. 3
3= SE
22 Unit: mm 32
30.0 30.0
75 Hole: 9 x 4.5
23.0
| 8
Hole: 6 x 4.5 Hole: 12.5 x 4.5
Front View Side View Rear View
Size (H x W x D) mm 120 x 75 x 19
Weight g 120
Cable length (accessory) m 10
Power \ 12
® Wiring specifications
Use Cable size Wire type Remarks

Non-polar 2-core,

. . Use sheathed PVC cable.
Twisted pair

Remote controller cable 0.33 to 1.25 mm?

M Installation

Connect the end of remote controller cable directly to the exclusive terminal block.

Functional earthing Terminal block
(If necessary) \ 77777

LA

[E————=I0

=
=
J:> Indoor unit PCB
=

LINN T04INOJ 3L0W3Y 0L
ZA

€A

Remote controller cable
(Non-polar)

l

N3

6

EEEEE

NOTES:
» Layout of terminal block and PCB is varies depending on the type of indoor unit.
» Operation may fail if it is connected to the outdoor unit or the terminal block for power sup-
ply.
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14. Function settings

To adjust the functions of this product according to the installation environment, various types of
function settings are available.

w L
o o
> >
- -
= =
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

NOTE: Incorrect settings can cause a product malfunction.

14-1. Compact cassette, Mini duct, Slim duct types indoor unit
(setting by DIP switch)

By using some components on the PCB, you can change the function settings.
Related components on the PCB and the applicable settings:

Component Setting content
1
SW100 g Remote controller address setting
DIP switch 4
1 Drainage function setting
SW101 2 Auto louver grille setting
3 Fan delay setting

B Component location

Components on the indoor unit main PCB used for the function settings are located as shown in
the following figure.

4 N\
(I

© 0

SW101 = =N

Soo3 T3
] | B

\ i
\ /
\ ’
N ’
N ’
N .
SS e AN
S~o - - /A \
I
’ \
\

)

- ~ ~ I
5100 J%
4 N —

7 N -

, \
7 \
7 \
/ \

\

T
1
1 ; O
T

0]

Vs
-
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l DIP switch setting

« SW100: Remote controller address setting
When operating a number of indoor units by using a wired remote controller, DIP switch set-
ting for assigning unit number to each indoor unit is required.

The slide switches are normally set to make the unit number 00.

w L
o o
> >
- -
= =
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

Remote Switch number
controller Factory setting
address 1 2 3 4
00 OFF OFF OFF OFF ¢
01 ON OFF OFF OFF
02 OFF ON OFF OFF
03 ON ON OFF OFF
04 OFF OFF ON OFF
05 ON OFF ON OFF
06 OFF ON ON OFF
07 ON ON ON OFF
08 OFF OFF OFF ON
09 ON OFF OFF ON
10 OFF ON OFF ON
11 ON ON OFF ON
12 OFF OFF ON ON
13 ON OFF ON ON
14 OFF ON ON ON
15 ON ON ON ON
00 01 02 <— Remote controller address
Indoor unit| | | | | | o o o

Remote controller

+ SW101-Switch 1: Drainage function setting

Switch 1 Drainage function Factory setting
ON Disabled
OFF Enabled ¢

+ SW101-Switch 2: Auto louver grille setting

When Auto louver grille kit (optional parts) is attached, set to “Enabled”.

Switch 2 Auto louver grille setting Factory setting
ON Enabled
OFF Disabled ¢

+ SW101-Switch 3: Fan delay setting

When the indoor unit is stopped while operating in conjunction with auxiliary heater, the indoor
unit fan operation will continue for 1 minute.

Switch 3 Fan delay Factory setting
ON Enabled
OFF Disabled ¢
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14-2. Indoor unit (setting by wireless remote controller)

A\ CAUTION

This setting changes the function settings used to control the indoor unit according to the installa-
tion conditions. Incorrect settings can cause a product malfunction.

w L
o o
> >
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o o
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= =
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2 2
= =

3-UNIT
3-UNIT

After the power is turned on, perform the “Function setting” according to the installation conditions
using the remote controller.

The settings may be selected between the following two: Function number or Setting number.
» Settings will not be changed if invalid numbers or setting numbers are selected.

B Preparation

Before connecting the power supply of the indoor unit, reconfirm following items:
» Piping air tight test and vacuuming have been performed firmly.

» There is no wiring mistake. Then, connect the power supply of the indoor unit.
Outdoor unit

///
Hi

/]
O O

77

Bl AR-REM4E (for Wall mounted type KGTB), AR-REW3E (for Wall
mounted type KGTE), AR-REW4E (for Wall mounted type KETA
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and KETE), AR-REW2E (for Wall mounted type KMTB and
KMTE), and AR-REMYE (for Floor type)

w L
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= =

3-UNIT
3-UNIT

@® Button name and function

During address setting mode, indoor unit reject the any operation command from remote con-

troller.
f )
\is
m _
LD Function number
|
Refer to Function details
on :
— Setting number
©10¢HEAT  TEMP.  POWERFUL Refer to Function details
10°C HEAT button —_— N — POWERFUL button
Changes the display digits Switches between the setting number
Ve (bottom line) and function number (top
line)
o SET TEMP. (A /\/ ) button
= The displayed number Increases and
e . decreases
MODE button 0 LM | (G L [
Transmits function mode oECONOMY | || SENS(RR [[{1>SwING
= START/STOP ( (b/I) button
LOW NOISE ZSET

Transmits function setting
OWEEKLY || ©ON/OFF || ©SLEEP

SETTING - NEXT
SELECT
v BACK
SEOSK OTESTRUN  RESET e RESET button
v
- J

NOTE: The number of buttons varies by the remote controller model.
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L w
o o
F ® Function setting procedure -
% 1. Connect the power supply of the outdoor unit. 5
s B 2. To enter the function setting mode, while holding down the POWERFUL and TEMP.A button, = or
a3 press the RESET button. 3
——— — r )
\is
——POWERFUL B 7
—TEMP.( ) A R oo
Q@
)
/1
Function setting
mode display

3.  Select the function number by pressing the /\ or the V buttons. Each time the 10 °C HEAT
button is pressed, it switches between the right digit and the left digit.

.
o e o
Al Sn an
LiLg 0 L
B i ™ ™
n o o
[T g o
©10¢HEAT TEMP.  POWERFUL ©10CHEAT  TEMP.  POWERFUL ©10THEAT  TEMP.  POWERFUL
® O O RO %%<3 O
) (% ©

Change digit Change digit

4. Proceed to the setting number by pressing the POWERFUL button. (To return to the function
number selection, press the POWERFUL button again.)

e —

]

3
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e
S
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5.  Select the function number by pressing the /\ or the Vv button. Each time the 10 °C HEAT but-
ton is pressed, it switches between the right digit and the left digit.

[ —— ———\
Change digit
‘-” an
| D T
i~ o
AL AL
©10¢HEAT  TEMP.  POWERFUL 2110THEAT  TEMP.  POWERFUL
O 6%§;> %% @ Q
~ ~ \\/\\
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i 6. Press the MODE button once to transmit the function mode information s
5 5
o o
z5 z5
55 35
o= o=
O/l
MODE | | ENERGY SAVING FAN
PROGRAM
t2IECONOMY > SWING
7.

Press the O/ button once to transmit the function setting information. 2 short beeps will be

emitted from the indoor unit when the signal is received correctly. If wrong code is set, no beep
sound will be emitted.

NOTE: pregs O /1 button within 30 seconds after pressing MODE button.

For the function details, refer to Chapter 14-5. "Function details" on page 288

8.  Exit the function setting mode by pressing the RESET button.

@ Setting up each indoor unit

Repeat step from 1. to 8. to set up each indoor unit. If the custom code is other than " steps from
1. to 2. and 8. need to be performed.
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@ Resetting the power after setting up all indoor units

Important:
* If the reset is not performed, function cannot be read correctly.

« After all the functions have been set, the circuit breaker needs to be switched off for at least 2
minutes.
— After the 2 minutes has passed, power can be restored.
— The set function is stored in the PCB and will remain in memory even when the power of in-
door unit is turned off.
However setting function is effective after disconnecting the power supply and then recon-
necting it.
* Record the latest configuration of the indoor unit function setting on a label, and put the label on
the unit so it can be used for after-sales service operations.
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3-UNIT
3-UNIT

Once the RESET button is pressed on the remote controller, the operation mode will be set to the
AUTO MODE.

Adjust the operation mode to either cooling or heating before starting the operation of the air condi-
tioner.

NOTE: |f custom code other than "H" is set, the remote control must be set accordingly to the in-
door unit setting.
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® Remote controller custom code setting

Custom code setting of wireless remote controller needs to be same as the setting of the indoor unit.
When you change the custom code setting of the wireless remote controller, do as follows:

1. Press the START/STOP button until only the clock is displayed on the display.
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(10THEAT  TEMP.  POWERFUL
O o0
©

2. Press the MODE button for at least 5 seconds to display the current custom code (initially set to
A).

mopE_| [estsam
PROGRAM

IECONOM \SOR

3. Pressthe TEMP. “ A “orthe “ vV ” button to change the custom code between N, N, N |

b

©110tHEAT  TEMP.  POWERFUL
\ %/
%
P o

@

»

Press the MODE button again to return to the clock display. The custom code will be changed.

 If no buttons are pressed within 30 seconds after the custom code is displayed, the system returns
to the original clock display. In this case, start again from step 1.

» The air conditioner custom code is set to A prior to shipment.
* If you do not know the air conditioner custom code setting, try each of the custom codes (n'::' N N
(g —»ﬁ) until you find the code which operates the air conditioner.
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B AR-REB1E (for Wall mounted type KMCC) and AR-RMB1E (for
Wall mounted type KMCE)
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@ Button name and function
During address setting mode, indoor unit reject the any operation command from remote con-

troller.
@ )
—
‘: 10
LiLg Function number
e
| Refer to Function details.
R I S .
Setting number
10CHEAT  TEMP.  POWERFUL Refer to Function details.
10°C HEAT button — B < 4 S POWERFUL button
Changes the displayed digits. Switches between the setting number
v . ;
(bottom line) and function number (top
line).
o/ TEMP. (A /\/ ) button
The displayed number Increases and
MODE button ————NODE FAN decreases.

Transmits function mode. EIECONOMY [DSWING

Start/Stop ( ()/I) button
Fixes function setting.

GUTo00RONT F
LOW NOISE ZSET

OTIMER
ON a SLEEP
SELECT
OFF v CANCEL

CLOCK ADJUST RESET o RESET button

=V

® Function setting procedure

1. Connect the power supply of the outdoor unit.

2. To enter the function setting mode, while holding down the POWERFUL and SET TEMP. A
buttons, press the RESET button.

-
N

1
L

/i

-
——
-‘

o

| POWERFUL

-
-

——SET TEMP. (A) B

210¢HEAT  TEMP.  POWERFUL
N

/1

Function setting
mode display
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(10THEAT  TEMP.  POWERFUL
N

10THEAT  TEMP.  POWERFUL

SN

(10THEAT  TEMP.  POWERFUL
N

b e

w w
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- 3.  Select the function number by pressing the /\ or the V buttons. Each time the 10°C HEAT -
'é button is pressed, it switches between the right digit and the left digit. 'nj'_
-2 Change digit pr— Change digit - 2
zZ5 z5
2 g ﬂ/ s \Q 2 g
= iy an an =
L Aul au
U
A oo o8 oo

4.  Proceed to the setting number by pressing the POWERFUL button. (To return to the function
number selection, press the POWERFUL button again.)

110¢HEAT  TEMP.  POWERFUL

5.  Select the function number by pressing the /A or the V button. Each time the 10°C HEAT but-
ton is pressed, it switches between the right digit and the left digit.

| Change digit |

\Jn 51
| 1]
Ay Ao

(10THEAT  TEMP.  POWERFUL
N N

N e

6. Press the MODE button once to transmit the function mode information.

REEET
J

O/l

MODE FAN
&E(ONOM?GQ >SWING
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7. Press the O/l button once to transmit the function setting information. 2 short beeps will be

emitted from the indoor unit when the signal is received correctly. If wrong code is set, no beep
sound will be emitted.
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©)10LHEAT  TEMP.  POWERFUL
A

v

o/l

NOTE: Press O/ button within 30 seconds after pressing MODE button.

For the function details, refer to Chapter 14-5. "Function details" on page 288.

8.  Exit the function setting mode by pressing the RESET button.

= R

RESET

Repeat step from 1. to 8. to set up each indoor unit. If the custom code is other than n'::' steps from
1. to 2. and 8. need to be performed.
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@ Resetting the power after setting up all indoor units

Important:
* If the reset is not performed, function cannot be read correctly.

« After all the functions have been set, the circuit breaker needs to be switched off for at least 2
minutes.
— After the 2 minutes has passed, power can be restored.
— The set function is stored in the PCB and will remain in memory even when the power of in-
door unit is turned off.
However setting function is effective after disconnecting the power supply and then recon-
necting it.
* Record the latest configuration of the indoor unit function setting on a label, and put the label on
the unit so it can be used for after-sales service operations.
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Once the RESET button is pressed on the remote controller, the operation mode will be set to the
AUTO MODE.

Adjust the operation mode to either cooling or heating before starting the operation of the air condi-
tioner.

NOTE: |f custom code other than "H" is set, the remote control must be set accordingly to the in-
door unit setting.
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® Remote controller custom code setting

Custom code setting of wireless remote controller needs to be same as the setting of the indoor unit.
When you change the custom code setting of the wireless remote controller, do as follows:

1. Press the START/STOP button until only the clock is displayed on the display.
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WE
[coci Ty B9y Ty ]
[ ]

MIN HEAT  TEMP.  POWERFUL

2.  Press the MODE button for at least 5 seconds to display the current custom code (initially set to
A).

A

(10THEAT  TEMP.  POWERFUL
N

v
W/l

MODF FAN

uccmw@ SSWING

3. Pressthe SET TEMP. “ A ” or the “ Vv ” button to change the custom code between RN

|
—I.

]

©110tHEAT  TEMP.  POWERFUL
A
v%
O/}Y\

r

4. Press the MODE button again to return to the clock display. The custom code will be changed.

WE
o
CHRTH

©110tHEAT  TEMP.  POWERFUL

* If no buttons are pressed within 30 seconds after the custom code is displayed, the system returns
to the original clock display. In this case, start again from step 1.

» The air conditioner custom code is set to A prior to shipment.

) L

+ If you do not know the air conditioner custom code setting, try each of the custom codes (- —ix —
[ —»:.') until you find the code which operates the air conditioner.
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Bl UTY-LNTY (for Compact cassette type) or AR-REJ1E (included
in UTY-LBTYM for Duct type)
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@ Button name and function
During address setting mode, indoor unit reject the any operation command from remote con-

3-UNIT

troller.
4 N
—
‘: 10
LiLg Function number
e
| Refer to Function details.
R I S .
Setting number
C10CHEAT  TEMP.  (ECONOMY Refer to Function details.
10°C HEAT button — B < N S ECONOMY button
Changes the displayed digits. Switches between the setting number
v . ;
(bottom line) and function number (top
line).
o/ TEMP. (A /\/ ) button
The displayed number Increases and
FAN decreases.

MODE button T eMoRE

Transmits function mode. [SWING

——  Start/Stop (()/]) button
Fixes function setting.

SSET

OTIMER
ON a SLEEP
SELECT
OFF v CANCEL

05K @TESTRUN  RESET em—g—! RESET button

=V

® Function setting procedure

1. Connect the power supply of the outdoor unit.

2.  To enter the function setting mode, while holding down the ECONOMY and SET TEMP. A
buttons, press the RESET button.

' (———ECONOMY

——SET TEMP. (A)

210¢HEAT  TEMP.  (%3ECONOMY
A
v

/1

Function setting
mode display
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©10tHEAT ~ TEMP. (%1ECONOMY
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€10CHEAT  TEMP.  ¢25ECONOMY
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10HEAT  TEMP.  (%ECONOMY
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- 3.  Select the function number by pressing the /\ or the V buttons. Each time the 10°C HEAT -
'é button is pressed, it switches between the right digit and the left digit. 'nj'_
-2 Change digit pr— Change digit - 2
zZ5 z5
2 g m/ s \Q 2 g
= "y an an =
LI Aul au
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4. Proceed to the setting number by pressing the ECONOMY button. (To return to the function
number selection, press the ECONOMY button again.)

€10THEAT - TEMP.  ¢ECONOMY

5.  Select the function number by pressing the /A or the V button. Each time the 10°C HEAT but-
ton is pressed, it switches between the right digit and the left digit.

| Change digit |

\Jn 51
| 1]
E Ao

(10THEAT  TEMP.  ¢ECONOMY

N e

6. Press the MODE button once to transmit the function mode information.

MODE FAN
% T SWING
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7. Press the O/l button once to transmit the function setting information. 1 short beep will be emit-
ted from the indoor unit or the IR receiver when the signal is received correctly. If wrong code is
set, no beep sound will be emitted.
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NOTE: press ©/1 putton within 30 seconds after pressing MODE button.

For the function details, refer to Chapter 14-5. "Function details" on page 288.

8.  Exit the function setting mode by pressing the RESET button.

RESET
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@ Setting up each indoor unit
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Repeat step from 1. to 8. to set up each indoor unit. If the custom code is other than " steps from
1. to 2. and 8. need to be performed.

® Resetting the power after setting up all indoor units
Important:

* If the reset is not performed, function cannot be read correctly.

» After all the functions have been set, the circuit breaker needs to be switched off for at least 2
minutes.

— After the 2 minutes has passed, power can be restored.

— The set function is stored in the PCB and will remain in memory even when the power of in-
door unit is turned off.

However setting function is effective after disconnecting the power supply and then recon-
necting it.

» Record the latest configuration of the indoor unit function setting on a label, and put the label on
the unit so it can be used for after-sales service operations.

Once the RESET button is pressed on the remote controller, the operation mode will be set to the
AUTO MODE.

Adjust the operation mode to either cooling or heating before starting the operation of the air condi-
tioner.

NOTE: |f custom code other than "H" is set, the remote control must be set accordingly to the in-
door unit setting.
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® Remote controller custom code setting

Custom code setting of wireless remote controller needs to be same as the setting of the indoor unit.
When you change the custom code setting of the wireless remote controller, do as follows:

1. Press the START/STOP button until only the clock is displayed on the display.

o
[

(©10tHEAT  TEMP.  tECONOMY
N

\%

(o

2.  Press the MODE button for at least 5 secohds to display the current custom code (initially set to
A).

3. Pressthe SET TEMP. “ A ” or the “ Vv ” button to change the custom code between RN N,

_{
—LL

h

©10tHEAT  TEMP.  (ECONOMY
N

N

/1

4.  Press the MODE button again to return to the clock display. The custom code will be changed.

o1 -
e -Lng

©10tHEAT  TEMP.  (SECONOMY
N

v

/1

MODE FAN

SWING

* If no buttons are pressed within 30 seconds after the custom code is displayed, the system returns
to the original clock display. In this case, start again from step 1.

» The air conditioner custom code is set to A prior to shipment.
+ If you do not know the air conditioner custom code setting, try each of the custom codes (n'::' N, N
[ —»ﬁ) until you find the code which operates the air conditioner.
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14-3. Indoor unit (setting by wired remote controller)

» The function settings of the control of the indoor unit can be changed by this procedure according
to the installation conditions. Incorrect settings can cause the indoor unit malfunction.

» After the power is turned on, perform the “Function setting” according to the installation conditions
using the remote controller.

+ The settings may be selected between the following two: Function number or Setting number.
» Settings will not be changed if invalid numbers or setting numbers are selected.
» This function cannot be used on the secondary units.
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B Preparation

Before connecting the power supply of the indoor unit, reconfirm following items:
* Piping air tight test and vacuuming have been performed firmly.

* There is no wiring mistake. Then, connect the power supply of the indoor unit.
Outdoor unit

=
U -

//
::, ( Indoor units

77 O (e}
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I FILTERRESET ) THERMO SENSOR (

® Function setting procedure

1.
2.

Connect the power supply of the outdoor unit.
Switch to the function setting mode.

w w
o o
> >
4 W UTY-RNNYM :
= 4
5 ; %
L ® Button name and function E 7
i i
55 . . . . . . 5>
&= During address setting mode, indoor unit reject the any operation command from remote controller. &=
SLLLLL )
Function number
Refer to Function details
[SUIMO) TU WE TH FR SA
- J
=4l |
Remote controller address —1—— HEdHE (XX Setting number
It fixes to 00. |_ Refer to Function details
[ §SETTEMR START/STOP
Coleden JL ]
@TIMERMODE DAY |- | SQFAN  @#0sMODE
Iy ——————— SET TEMP. “V” and “A” button
@ BSETBACK S/ /A o) . )
© Switches the setting number.
SET TIME “<” and “>” button  —7]
. ) TIMERDELETE  TIMER SET  EEIMANTENANCE  ECONOMY
Switches the function number. TIMER SET button

Transmits function setting

To enter the function setting mode, hold down the 3 buttons of SET TEMP. VvV, SET TEMP. A,

and FAN at the same time for 5 seconds or
ELLLLL N

]

L
8serTeve={y,  / smansTop

]

15T S0FAN %00 MODE

SU Mo TU wE [TH FR sA

ic- e

@TIMER MODEYN

oo oNor
OBSETBAK 3/
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TIMERDELETE  TIMER SET  EEIMANTENANCE  ECONOMY

R4 asec)

) FITERRESET  EITHERMOSENSOR

longer.

[SUI[O) TU WE TH FR SA
1

HEEHH

3.  Select the function number by pressing the SET TIME < or the SET TIME > button.

C8SETTENR STARTISTOP

P | w7 || m—

@TIMERMODE DAY | g@FAN

@200 MODE

oo S/Ces) A/

O [Re) (&= &3
TIMER DELETE N JENAE ECONOMY
N § -

\ © Mnafess mnesosasn

DAYOFF

4.

»

{60} TU}\TH FR SA
-

)
nnAan
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The display flashes during setting number selection.

| C8SETTENP STARTISTOP |

®#00 MODE

DAY OFF.

ST
O [Ee]

TIMERDELETE ~ TIMER SET  EEIMANTENANCE  ECONOMY

S/ /A i)

) FITERRESET  EITHERUOSENSOR

Select the setting number by pressing the SET TEMP. A or the SET TEMP. V button.

»

UM TU WE TH FR SA
-

HESH

# |

-271-

14-3. Indoor unit (setting by wired remote controller)

14. Function settings



FUJITSU GENERAL LIMITED

5. Confirm the setting by pressing the TIMER SET button.
The data will be transferred to the indoor unit.

| 8 SETTEMP STARTISTOP |

w7 |l —
@TIMERMODE DAY | | 30FAN  e#00MODE —@WE TH FR SA /
) 1 B3 =3 /
uuuuuu £y o
OBSETBAK (sEC)  ANN/4 > SEC) E . 3 G

. =/
[} T ] —

TIMERDELETE  TIMERSET B MANTENANCE  ECONOMY

AR Not good Good
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= =
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3-UNIT
3-UNIT

[SUI[O) TU WE TH FR SA [SUI[0) TU WE TH FR SA
29 - ‘ 2@ o ‘ ‘
b = o 5
go3n | HE= T
e Data is not set up on the indoor unit Data is correctly set up on the indoor unit
correctly (- is displayed.) (Flashing display changes to illuminated display.)

e Set up the data again according to the
procedure in step 5, 6 above.

Function details: Refer to Chapter 14-5. "Function details" on page 288.

6.  Exit the function setting mode by holding 3 buttons of SET TEMP. VvV, SET TEMP. N and FAN
at the same time.

ULLLL) |

7 SU MO TU WE fH) FR SA
8seTTene (| JaRTisTor
(/- w— 1285
' .
@TIMER MOD! | 5eraN exooMODE
> e

wwwww DAY OFF

OBSETBACK 3/C
=)

TIMERDELETE  TIMER SET  EEMANTENANCE  ECONOMY

T " b (

Normal mode display

If no button is pressed within 60 seconds after buttons mentioned above are pressed, it will au-
tomatically exit the function setting mode.

If you exit the function setting mode unintentionally during setting, enter the mode again ac-
cording to the procedure in step 2.

@ Setting up each indoor unit
Repeat the procedures from step 1 to 6, and set up the indoor units requiring function setting.

® Resetting the power after setting up function of all indoor units

NOTES:
* If the reset is not performed, function cannot be read correctly.
« After all the functions have been set, the circuit breaker needs to be switched off for at least 2
minutes.
— After the 2 minutes has passed, power can be restored.
— The set function is stored in the PCB and will remain in memory even when the power of in-
door unit is turned off.
However setting function is effective after disconnecting the power supply and then recon-
necting it.
» Record the latest configuration of the indoor unit function setting on a label, and put the label on
the unit so it can be used for after-sales service operations.
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@ Setting procedure by using wired remote controller
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The function number and the associated setting value are displayed on the LCD of the remote con-
troller. Follow the instructions written in the local setup procedure supplied with the remote controller,
and select appropriate setting according to the installation environment.

Before connecting the power supply of the indoor unit, reconfirm following items:
» Piping air tight test and vacuuming have been performed firmly.
* There is no wiring mistake.

1. Connect the power supply.
2. To activate the address setting mode, hold down the three buttons of “MENU”, “<*, and “EN-
TER” at the same time for 2 seconds or longer. Menu 2 setting screen is displayed.

s ™\

@ SU Mo TU WE [TH] FR sA
AM (71001
[ XN
@D
- 2
o7 D @2
9% MODE s 7% FAN N
y p N £
— A +\ @3 = 5]
¢ > —
@MENU \W JENTER

\

. J

3. Select the “13” in Menu 2 settings. Then press the “ENTER” button.

c3°
®

@3 =5
[OP4 :

9% MODE Yy 79 FAN
A - y . >
Yy \ 5 Ha

p
@MENU ) ENTER
) . |

4. Pressing the "+" or "-" button, select a remote controller address (select the indoor unit you
want to operate). Then press the "ENTER" button.

Remote controller address

-
L

.

(Oya!
9% MODE\ / 79 FAN ©- -
> —> . U
\ LIy A\
/@MENU\ /<J ENTER\ e n Ty

h ;Y @3 Bo
Example: When remote controller address “01” is selected.
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w w
o . . o
= 5.  Pressing the "+" or "-" button, to select the function number. Then press the "ENTER" button. &
= .

5 Function number 5
% b/ %
E g — | E g
Z 1 X ® \ Z 1
55 9% MODE F55 FAN - - o2 =g 22
32 Lo o, . i (30 > =

pu Nt

LIL(:- -

@) MENU < ENTER n !
=B

— ;v @3

6. Pressing the "+" or "-" button, to select the setting number. Then press the "ENTER" button.
Setting number

b/
9% MODE 79 FAN ©-' -' ,\— ~.
D i . HEE S
LiL(- -
@ MENU JENTER I 1
@5 =K
Example: Function number 30
Setting number 01
Error Good
@ N’ - ©' N
1) l,‘ 30 ) l.‘ mn
Ll - Ll
0 { i {
@43 [=E] @3 =K}
+ When the data was not set up on the indoor unit « When the data was normally set up on the indoor unit.

(" --"is displayed.)
- Set up the data again.

Pressing the "ENTER" button to return to the address selection screen.
If setting has been completed, pressing the "MENU" button to return to the Menu 2 item selec-
tion screen.

@ Setting up each indoor unit

Repeat the procedure from step 1 to 6, and set up the indoor units requiring function setting.

® Resetting the power after setting up function of all indoor units

NOTES:
+ If the reset is not performed, function cannot be read correctly.
» After all the functions have been set, the circuit breaker needs to be switched off for at least 2
minutes.
— After the 2 minutes has passed, power can be restored.
— The set function is stored in the PCB and will remain in memory even when the power of in-
door unit is turned off.
However setting function is effective after disconnecting the power supply and then recon-
necting it.
* Record the latest configuration of the indoor unit function setting on a label, and put the label on
the unit so it can be used for after-sales service operations.
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® Function setting procedure

1. Connect the power supply of the outdoor unit.
2. Switch to the function setting mode.
When [Menu button] is pressed twice while “Monitor” screen is displayed, it switches to the
“Submenu” screen. If [Menu button] is pressed while the “Submenu” screen is displayed, the
display returns to the “Monitor” screen.

Monitor Mo 10:00AM
mVew |
= < i >
b/l
& v

Submenu_[1/2)» Mo 10:00AM

( Date and time )
YScreen
Filter sign
R.C. sensor control Off
Room temp. display Off

Back: }x( Setting: <!

Press the [Screen switch button (Left)] and [Screen switch button (Right)] simultaneously for 5
seconds to switch to “Service” screen.

r

Submenu_[1/2»

Mo 10:00AM

((Date and time

v

Screen

Filter sign

R.C. sensor control
Room temp. display

Off
Off

Back: X( Setting: <!

SF

&

\

A

< [ J

v

7

0

b/

J

Service Mo 10:00AM

(Test run )
YFunction setting

Error history

|.U.address verification

Version

Back: X Setting:«!

Select [Function setting] with pressing the [Cursor button (Up/Down)], and press the [Enter but-

ton].

Service

Mo 10:00AM

JTest run

[Funcﬂon setting ]
YError history
I.U.address verification
Version
Back X Setting:«!
il A B
| >
b/
2 75

14-3. Indoor unit (setting by wired remote controller)
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R.C. Function Setting
address No. No.
4000 00 00

Cancel: ) OK:«J

{%&] Version

Error history [3]
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L w
% 3. Select the [Function No.] with pressing the [Cursor button (Left/Right)], and select the Function =
[
E No. to be set with pressing the [Cursor button (Up/Down)]. E
| .|
- % Function setting Mo 10:00AM - ?/IS
g g e A B R.C. Function Setting :E, g
e address No. No. e

® <« (J)» . 00 043003 00

3 é /1
/% Cancel: X( OK: ¢!
/ i« Version Error history [5]

4.  Select the [Setting No.] with pressing the [Cursor button (Left/Right)], and select the Setting No.
to be set with pressing the [Cursor button (Up/Down)].

Function setting Mo 10:00AM
) A B: R.C. Function Setting
address No. No.
® « () » 00 30 <3H
o/1

&

% Cancel: X( OK: ¢!

// ie] Version Error history [8]

5. Pressing the [Enter button], confirm the setting.
The data will be transferred to the indoor unit.

Function setting Mo 10:00AM
& A B R.C. Function Setting
addregs No\ / No\ /
@ < > —00— —30— -~EEl—
&/1 / N\ / N\ /' \
& v
Cancel: X[ OK:«d
{&] Version Error history [&]
Error
¢ Good
Function setting Mo 10:00AM Function setting Mo 10:00AM
R.C. Function Setting R.C. Function Setting
address No. No. address No. No.
00 30 el 00 30 0401

Cancel: X 0K:«J Cancel: X OK:«d

{&] Version Error history [&] {%&] Version Error history [&]

Function details: Refer to Chapter 14-5. "Function details" on page 288.
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w w
a . . O« . Ly . . . . o
- 6. When [Cancel button] is pressed twice while “Function setting” screen is displayed, it switches -
£ to the “Submenu” screen. 5
a ) \ 7
[ - -
z5 z5
2 g Function setting Mo 10:00AM 2 g
“ R.C. Function Setting ©
address  No. No. Submenu 1/2» Mo 10:00AM
& SN <01 ( Date and time )
~ Screen
AT S Error history 3] Filter sign
R.C. sensor control Off
Room temp. display Off
El A I; Back: 3x( Setting: <!

If no button is pressed within 60 seconds after buttons mentioned above are pressed, it will au-
tomatically exit the function setting mode.

If you exit the function setting mode unintentionally during setting, enter the mode again ac-
cording to the procedure in step 2.

@ Setting up each indoor unit
Repeat the procedures from step 1 to 6, and set up the indoor units requiring function setting.

® Resetting the power after setting up function of all indoor units

NOTES:
* If the reset is not performed, function cannot be read correctly.
« After all the functions have been set, the circuit breaker needs to be switched off for at least 2
minutes.
— After the 2 minutes has passed, power can be restored.
— The set function is stored in the PCB and will remain in memory even when the power of in-
door unit is turned off.
However setting function is effective after disconnecting the power supply and then recon-
necting it.
» Record the latest configuration of the indoor unit function setting on a label, and put the label on
the unit so it can be used for after-sales service operations.
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@ Setting procedure by using wired remote controller
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The function number and the associated setting value are displayed on the LCD of the remote con-
troller. Follow the instructions written in the local setup procedure supplied with the remote controller,
and select appropriate setting according to the installation environment.

Before connecting the power supply of the indoor unit, reconfirm following items:
» Piping air tight test and vacuuming have been performed firmly.
* There is no wiring mistake.

1. Connect the power supply.

2. When the “Function Setting” on the “Maintenance” screen is touched, the “Installer Password
Verification” screen is displayed. After enter the installer password, and touch the “OK”, “Func-
tion Setting” screen is displayed.

Maintenance Page 2/3 Function Setting

Tost Run gé(t:ﬁ r%ddress ’ [ Address [002-01] ]
[ Function No. [00] ]

Is'lé{tﬁ(g’dress Function Setting Setting No. [00]

{ Back H Poa H Pane \ \ [ Back H Setting ]

Address setting mode initial display

3.  Touch the “Address” on the “Function Setting” screen.

Function Setting

[Address [002-01] ]

{ Function No. \ \\ [00] J
Setting No. [00]

[ Back H Setting ]

4. “Address” screen is displayed. Select the address of the indoor unit whose function number is
be set by touching & or ¥. When setting at all the indoor units, touch “All”.
Address

All

Cancel | OK \\\

When the “OK” is touched, the display returns to the “Function Setting” screen.

5. Touch the “Function No.” on the “Function Setting” screen.
Function Setting

Address [002-01]
| |

001 |

Setting No. [00]
Back (ing

{ Function No.
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6. “Function No.” screen is displayed. Set the “Function No.” with & or ¥

Function No.
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v \
Cancel OK \7

When the “OK” is touched, the display returns to the “Function Setting” screen.

7.  Touch the “Function No.” on the “Function Setting” screen.

Function Setting
{Address [002-01] ]
 Function No. 1801 |

Setting No. [00]———, 1
{ Back { SettingNL

\§

NOTE: *1: When “All” is chosen by “5”, and different set up “Setting No.” from two or more indoor

units, “-” is displayed on “Setting No.”.

8.  Setting screen of “Setting No.” is displayed. Set the “Function No.” with & or ¥

Function Setting
Address [002-01]
Function No. [30]
d 0
0

Cancel OK \ \

Example: Function number: 30, Setting Number: 01
When the “OK” is touched, the “Function Setting” verification screen is displayed.
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9. Touch the “Yes” of the verification screen.

Function Setting
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Function setting will be performed. OK?

o [ ves §\

In case of “ERROR”

In case of “OK”

Function Setting Function Setting

{Address [002-01] ] [Address [002-01] ]

[ Function No. [30] ] { Function No. [30] ]
Setting No. ‘7[01]7 Setting No. [—7]

[ Back ] { Setting ] { Back ] [ Setting ]

When the data was not set up

on the indoor unit ( [-] is displayed.),

set up the data again according

to the procedure in step 4 to 7 above

10.  When the “Back” on the “Function Setting” screen is touched, the display returns to the “Mainte-

nance” screen.

When the data was normally set up
on the indoor unit

Function Setting

{Address [002-01] ]
[ Function No. [30] ]
Setting No. [01]

{ Ba Setting

@ Setting up each indoor unit

Repeat the procedure from step 1 to 6, and set up the indoor units requiring function setting.

® Resetting the power after setting up function of all indoor units

NOTES:
* If the reset is not performed, function cannot be read correctly.
« After all the functions have been set, the circuit breaker needs to be switched off for at least 2
minutes.
— After the 2 minutes has passed, power can be restored.
— The set function is stored in the PCB and will remain in memory even when the power of in-

door unit is turned off.
However setting function is effective after disconnecting the power supply and then recon-

necting it.
» Record the latest configuration of the indoor unit function setting on a label, and put the label on
the unit so it can be used for after-sales service operations.
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14-4. Indoor unit (setting by simple remote controller)

» The function settings of the control of the indoor unit can be changed by this procedure according
to the installation conditions. Incorrect settings can cause the indoor unit malfunction.

» After the power is turned on, perform the “Function setting” according to the installation conditions
using the remote controller.

+ The settings may be selected between the following two: Function number or Setting number.
» Settings will not be changed if invalid numbers or setting numbers are selected.
» This function cannot be used on the secondary units.
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B Preparation

Before connecting the power supply of the indoor unit, reconfirm following items:
* Piping air tight test and vacuuming have been performed firmly.

* There is no wiring mistake. Then, connect the power supply of the indoor unit.
Outdoor unit

=
U -

//
::, ( Indoor units

77 O (e}
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d H UTY-RSNYM 2
| 4
G - @

L @ Button name and function E 7
- |

== . . . . . . =)

&= During address setting mode, indoor unit reject the any operation command from remote controller. &=

Function number Setting number
Refer to Function details Refer to Function details
Ed o gl ]
Remote controller address -“””Uﬂ
It fixes to 00. _,— START/STOP button
E— Transmits function setting
FAN button ——E r|:;]
Each time this button is D BL| 3 SIS LG 2 e
pressed, the fan setting Switches the various numbers.
changes among “Remote
controller address,” “Function
number” and “Setting number.”

® Function setting procedure
1. Connect the power supply of the outdoor unit.

2. Switch to the function setting mode.

To enter the function setting mode, hold down the 3 buttons of SET TEMP. &, SET TEMP. ¥
and FAN at the same time for 5 seconds or longer.

/

Al
8
3
Function setting mode initial display

3. Press the FAN button.
The Function number indicator flashes. Then, press either the SET TEMP. & button or the
SET TEMP. ¥ button to set up the function number.

Function number

o
S5 [
@
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4. Select the setting number by pressing the SET TEMP. & or SET TEMP. ¥ button.
The setting number indicator flashes during setting number selection.
Setting number
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| @
*@3InH
®& S . i VI
\ ?

Example) Function number : 30, Setting number : 01

5.  Confirm the setting by pressing the TIMER SET button.
The data will be transferred to the indoor unit.

= §§
o ‘Ba .
W lGood
®

o .
RO,
wnRO0T. T
e Data is not set up on the indoor unit Data is correctly set up on
correctly (-- is displayed.) the indoor unit.

e Set up the data again according to the
procedure in step 3, 4 above.

Function details: Refer to Chapter 14-5. "Function details" on page 288.
6. Exit the function setting mode by pressing the 3 buttons of SET TEMP. &, SET TEMP. ¥, and

FAN at the same time for 5 seconds or longer.
After exiting the function setting mode, the display returns to the normal mode.

8
@ Normal mode display

If no button is pressed within 60 seconds after buttons mentioned above are pressed, it will au-
tomatically exit the function setting mode.

If you exit the function setting mode unintentionally during setting, enter the mode again ac-
cording to the procedure in step 2.

@ Setting up each indoor unit
Repeat the procedures from step 1 to 6, and set up the indoor units requiring function setting.
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® Resetting the power after setting up function of all indoor units

NOTES:
* If the reset is not performed, function cannot be read correctly.
» After all the functions have been set, the circuit breaker needs to be switched off for at least 2
minutes.
— After the 2 minutes has passed, power can be restored.
— The set function is stored in the PCB and will remain in memory even when the power of in-
door unit is turned off.
However setting function is effective after disconnecting the power supply and then recon-
necting it.
» Record the latest configuration of the indoor unit function setting on a label, and put the label on
the unit so it can be used for after-sales service operations.
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@ Setting procedure by using wired remote controller
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The function number and the associated setting value are displayed on the LCD of the remote con-
troller. Follow the instructions written in the local setup procedure supplied with the remote controller,
and select appropriate setting according to the installation environment.

Before connecting the power supply of the indoor unit, reconfirm following items:

» Piping air tight test and vacuuming have been performed firmly.

* There is no wiring mistake.

NOTE: Set only one Master remote controller.

1. Connect the power supply.

2. With “Monitor mode” screen displayed, press and hold the SET TEMP. A button and FAN V
button simultaneously for at least 2 seconds.

. =L
: . O N
(\l\:;l%%? LOEK/ER AUTO SWING
O/
N\ /\
[} 7% °

TEM= FAN o‘: SEU
~ N2 @ AUTO

3. The Menu 1 screen is displayed. Press and hold the SET TEMP. A button at least 2 seconds.
Setting mode selection screen is displayed.

Trrgly {
MODE LOUVER

/1
N\ S
' 7

TEMP. FAN

2 @ Fl' l'

4. Press the SET TEMP. /A or SET TEMP. V button to select F1 (Menu 2-F1) setting mode or F2
(Menu 2-F2) setting mode.

gl {3
MODE LOUVER

[OYA! -'
~ ol B R

[}
TEMT FAN

F1: Initial settings mode
F2: Maintenance settings mode

5. Press the O/l button. Setting item selection screen is displayed. (Item No. is displayed.)

Oesty
MODE LOUVER

/1 '
2\ N\
FAN

N7 @
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w L
o o
- 6. Select the item number to be set with the SET TEMP. A or SET TEMP. V button, and press -
E [
% the O/ button to switch to the setting screen. ‘5’5
E El [0} <7703 e ; EI
=T} MODE LOUVER 2>
0= M/ ' =
e » [
TEHW F/fﬁ .
v v ® TR | R | 3K

7. Select the “13” in Menu 2-F1 settings. Then, press the ©/I button.

;s %e: [
MODE LOUVER

b/ '
2\ N\
FAN

> ® i3

8. Select the 2-wire remote controller address with the SET TEMP. A\ or SET TEMP. V button.

Then press the O/1 button.

(97 %e] {3
MODE LOUVER
/1
AN N - e =
i £
TEMP. FAN
v Y ) ==
[&7s 770 fZe
MODE LOUVER
nn
N\ N\
] i u u
TEMI FAN
1]
? v @D 1]

Select the 2-wire remote controller
address (Ex. Select the 002-03)

9.  Set the function number with the SET TEMP. A or SET TEMP. V button. Then press the /I

button.
fa7:7%e] {3
MODE LOUVER
&/ |
ST

i 8
TEM= FAN n n
~ v @ /uu

Function number

10.  Set the setting number with the SET TEMP. A or SET TEMP. \ button. Then press the O/!
button.

;s %e: {3
MODE LOUVER

&b/
A W\ - e
i %
TEW? FAN
N A4 @D /

Setting number

(1]
(1}
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- 11.  Setting results are displayed after data transmission. -
= E
i UL LF i
[77) MODE LOUVER %)
EE b/ EE
= - =S k-
™= ' 7% o=

TEMP. FAN r“-

v @ L

12.  Press the O/l button to return to the 2-wire remote controller address selection screen of step
9. If setting has been completed, press the FAN V button to return to the Menu 2-F1 item se-
lection screen.

Usxsly {3
MODE LOUVER

[OYA]
~ O
[ £33
TEM= FAN
N AV

@ Setting up each indoor unit

Repeat the procedure from step 1 to 6, and set up the indoor units requiring function setting.

® Resetting the power after setting up function of all indoor units

NOTES:
* If the reset is not performed, function cannot be read correctly.
» After all the functions have been set, the circuit breaker needs to be switched off for at least 2
minutes.
— After the 2 minutes has passed, power can be restored.
— The set function is stored in the PCB and will remain in memory even when the power of in-

door unit is turned off.
However setting function is effective after disconnecting the power supply and then recon-

necting it.
* Record the latest configuration of the indoor unit function setting on a label, and put the label on
the unit so it can be used for after-sales service operations.
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14-5. Function details

B Contents of function setting
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Each function setting listed in this section is adjustable in accordance with the installation environ-
ment.

NOTE: Setting will not be changed if invalid numbers or setting values are selected.

® Function setting list

Functio Functions Compact | \yii duct | Slimduct | Ceiling Floor
n no. cassette

Remote controller

R 00 | address setting o o o _ _

2) 11 Filter sign ° ° ° ° °

3) 20 Ceiling height ° — — ° —

4) 22 Outlet directions ° — — — —

5) 26 Static pressure — ° ° — —
Horizontal louver

6) 28 direction swnch'mg for . . . o o
dew condensation
prevention
Room temperature

7) 30/31 |control for indoor unit ° ° ° ° °
sensor
Room temperature

8) 35/36 |control for wired remote ° ° ° ° —
controller sensor

9) 40 Auto restart ° ° ° ° °

10) 492 Room tem.pergture o o o o o
sensor switching

11) 44 Remote controller . R R . .
custom code

12) 46 External input control ° ° ° ° °
Room temperature

13) 48 sensor swi?ching (Aux.) * ° ° ° T
Indoor unit fan control

14) 49 for energy saving for ° ° ° ° —
cooling

15) 60 Switching functions for . R R . .
external output terminal
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w w
o o
- Functio Wall mounted =
= Functions E
5 n no. KGTB | KGTE | KMTB | KMTE | KMCC | KMCE | KETA | KETE g
EF Remote controller ==
53 R 00 |address setting * - ¢ - ¢ - ° - 53
2) 11 Filter sign ° ° ° ° ° ° ° °
3) 20 Ceiling height — — — — — — — —
4) 22 Outlet directions — — — — — — — —
5) 26 Static pressure — — — — — — — —
Horizontal louver
6) 28 direction swﬂch_mg for . . . . . . . o
dew condensation
prevention
Room temperature
7) 30/31 |control for indoor unit ° ° ° ° ° ° ° °
sensor
Room temperature
8) 35/36 |control for wired remote ° ° ° ° ° ° ° °
controller sensor
9) 40 Auto restart ° ° ° ° ° ° ° °
10) 42 Room tem_per_ature ° ° ° ° ° ° ° °
sensor switching
11) 44 Remote controller . . . . . . R .
custom code
12) 46 External input control ° ° ° ° ° ° ° °
13) 48 Room tem_pergture ° ° ° ° ° ° ° °
sensor switching (Aux.)
Indoor unit fan control
14) 49 for energy saving for ° ° ° ° ° ° ° °
cooling
15) 60 Switching functions for . . o o o R . R
external output terminal
*: For 07-14 models
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1) Remote controller address setting (for Wall-mounted type only)

NOTES:
» Because this setting is normally done automatically when 2-wire-type wired remote controller is
installed, setting is unnecessary.
» This setting is configurable only by wireless remote controller, but not configurable by Polar 3-
wired remote controller.
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Multiple indoor units can be operated by using one wired remote controller.
Set the unit number of each indoor unit.

Function number Setting value Setting description Factory setting

00 Unit no. 0 ¢
01 Unit no. 1
02 Unit no. 2
03 Unitno. 3
04 Unit no. 4
05 Unitno. 5
06 Unit no. 6
07 Unitno. 7

00 08 Unit no. 8
09 Unit no. 9
10 Unit no. 10
11 Unit no. 11
12 Unit no. 12
13 Unit no. 13
14 Unit no. 14
15 Unit no. 15

NOTES:

* When connecting Polar 3-wired remote controller, set the remote controller address in the order
of 0,1, 2, ..... ,and 15.

* When different type of indoor units (such as wall mounted type and cassette type, cassette type
and duct type, or other combinations) are connected using group control system, some func-
tions may no longer be available.

2) Filter sign

Select appropriate intervals for displaying the filter sign on the indoor unit according to the estimated
amount of dust in the air of the room.

If the indication is not required, select "No indication" (03).

Function number Setting value Setting description Factory setting
00 Standard
11 01 Long interval
02 Short interval
03 No indication ¢
Setting description | Compact cassette Mini duct Slim duct Wall mounted
Standard 2,500 hours 400 hours
Long interval 4,400 hours 1,000 hours
Short interval 1,250 hours 200 hours
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L w
E 3) Ceiling height (for Compact cassette type and Ceiling type only) |§._-
'é Select the appropriate ceiling height according to the place of installation. 'n:__
[72] (72
[ — = —_
5 g Function number Setting value Setting description Factory setting g g
o= 20 00 Standard . o =
01 High ceiling

For the specific height for each setting value, refer to “Installation space” in Chapter 3. "Dimensions"
on page 24.

In case of cassette type models:
The ceiling height values are for the 4-way outlet. Do not change this setting in the 3-way outlet
mode.

7,000 or 9,000 Btu/h models cannot be installed in high ceilings.Do not change this setting.

4) Outlet directions (for Compact cassette type only)
Select the appropriate number of outlet directions according to the installation conditions.

Function number Setting value Setting description Factory setting
00 4-way ¢
22 01 3-way
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5) Static pressure (for Mini duct type and Slim duct type)
Select the appropriate static pressure according to the installation conditions.

For mini duct type:

Function number

26

Setting value Setting description Factory setting

00 0 Pa

01 10 Pa

02 20 Pa

03 30 Pa

04 40 Pa

05 50 Pa
Standard

31 (10 Pa: 07; 09; 12 models, 15 Pa: 14; 18 .
models)

NOTES:

» Range of static pressure is different by model.

Model Range of static pressure
07, 09, 12 models 0to 30 Pa
14, 18 models 0 to 50 Pa

» Setting number in 07, 09, 12 models is “04 to 30”: Operation is same as that “03”.
» Setting number in 14, 18 models is “06 to 30”: Operation is same as that “05”.
» Setting number value cannot be set to 32 or more.

For slim duct type:

Function number

26

Setting value Setting description Factory setting
00 0 Pa
01 10 Pa
02 20 Pa
03 30 Pa
04 40 Pa
05 50 Pa
06 60 Pa
07 70 Pa
08 80 Pa
09 90 Pa
31 Standard (25 Pa) ¢

6) Horizontal louver direction switching for dew condensation prevention (for KE model in
Wall-mounted type only)

Automatically switches the position of the horizontal louver if the airflow direction is set at lower than
the dew condensation limit position in cooling or drying operation.

Select suitable adjustment position according to the customer’s preference.

Function number

Setting value

w
o
>
-
E
|
o
4
=
i
=2
=

3-UNIT

Setting description

Factory setting

28

00

Adjust to dew condensation limit position

¢

01 Adjust to cooling standard position
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7) Room temperature control for indoor unit sensor (for other than Floor type)

NOTE: If the remote sensor unit option is selected, perform this setting.

Depending on the installed environment, correction of the room temperature sensor may be re-
quired. Select the appropriate control setting according to the installed environment.

The temperature of the room temperature sensor is corrected as follows:
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Corrected temp. = Temp. of the room temp. sensor - Correction temp. value
Example of correction:

When the temperature of the room temp. sensor is 26°C and the setting value is “03”
(-1.0°C), corrected temp. will be 27°C (26°C - [-1.0°C]).

The temperature correction values show the difference from the Standard setting "00" (manufactur-
er's recommended value).

Function number Setting value Setting description Fact.ory
setting
00 Standard setting .
01 No correction 0.0 °C
02 -0.5°C
03 -1.0°C
04 -1.5°C
05 -2.0°C More cooling
06 -2.5°C Less heating
07 -3.0°C
30 31 08 -3.5°C

(For cooling) (For heating) 09 -4.0°C
10 +0.5°C
11 +1.0°C
12 +1.5°C
13 +2.0°C Less cooling
14 +2.5°C More heating
15 +3.0°C
16 +3.5°C
17 +4.0 °C
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8) Room temperature control for wired remote controller sensor (for other than Floor type)

Depending on the installed environment, correction of the wire remote temperature sensor may be
required. Select the appropriate control setting according to the installed environment.

To change this setting, set Function 42 to Both “01”.
Ensure that the Thermo Sensor icon is displayed on the remote controller screen.
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Function number Setting value Setting description Fact_ory
setting
00 Standard setting .
01 No correction 0.0°C
02 -0.5°C
03 -1.0°C
04 -1.5°C
05 -2.0 °C More cooling
06 -25°C Less heating
07 -3.0°C
35 36 08 -3.5°C

(For cooling) (For heating) 09 -4.0 °C
10 +0.5°C
11 +1.0°C
12 +1.5°C
13 +2.0°C Less cooling
14 +2.5°C More heating
15 +3.0 °C
16 +3.5°C
17 +4.0 °C

9) Auto restart
Enables or disables automatic restart after a power interruption.
Function number Setting value Setting description Factory setting
00 Enable ¢
40 01 Disable

NOTE: Auto restart is an emergency function such as for power outage etc. Do not attempt to use
this function in normal operation. Be sure to operate the unit by remote controller or exter-
nal device.

10) Room temperature sensor switching
When using the wired remote controller temperature sensor, change the setting to "Both" (01).

Function number Setting value Setting description Factory setting
00 Indoor unit ¢
42 01 Both

00: Sensor on the indoor unit is active.
01: Sensors on both indoor unit and wired remote controller are active.

NOTES:
* Remote controller sensor must be turned on by using the remote controller.

* When using the remote sensor unit, set to "00" or set to "01" and then select "indoor unit sen-
sor" from wired remote controller.

-294 -

14-5. Function details 14. Function settings



FUJITSU GENERAL LIMITED
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= 11) Remote controller custom code -
[ . [
- (Only for wireless remote controller) -
- 2 The indoor unit custom code can be changed. Select the appropriate custom code. - :L_’
E 3
© = Function number Setting value Setting description Factory setting © =
00 A ¢

01 B

44 02 C

03 D

12) External input control
"Operation/Stop" mode or "Forced stop" mode can be selected.

Function number Setting value Setting description Factory setting
00 Operation/Stop mode 1 .
46 01 (Setting prohibited)
02 Forced stop mode
03 Operation/Stop mode 2

NOTE: If this function is necessary, the rotary switch on the External input and output PCB should
be set to 1.

13) Room temperature sensor switching (Aux.) (for other than Floor type)

To use the temperature sensor on the wired remote controller only, change the setting to "Wired re-
mote controller" (01).
This function will only work if the function setting 42 is set at "Both" (01).

When the setting value is set to "Both" (00), more suitable control of the room temperature is possi-
ble by setting function setting 30 and 31 too.

Function number Setting value Setting description Factory setting
48 00 Both ¢
01 Wired remote controller

14) Indoor unit fan control for energy saving for cooling (for other than Floor type)

Enables or disables the power-saving function by controlling the indoor unit fan rotation when the
outdoor unit is stopped during cooling operation.

Function number Setting value Setting description Factory setting
00 Disable
49 01 Enable
02 Remote controller ¢

00: When the outdoor unit is stopped, the indoor unit fan operates continuously following the setting
on the remote controller.

01: When the outdoor unit is stopped, the indoor unit fan operates intermittently at a very low speed.
02: Enable or disable this function by remote controller setting.

NOTE: Set to "00" or "01" when connecting a remote controller that cannot set the Fan control for
energy saving function or connecting a network converter. To confirm if the remote con-
troller has this setting, refer to the operating manual of each remote controller.
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L w
% 15) Switching functions for external output terminal (For other than 18KMTB and KETA mod- |§._'
'é els in Wall-mounted type) 'nj'_
. g Functions of the external output terminal can be switched. For details, refer to “External input and . :i_’
5 " output”. g o
™= o=
Function number Setting value Setting description Factory setting
00 Operation status .
01—08 (Setting prohibited)
60 09 Error status
10 Indoor unit fan operation status
11 (Setting prohibited)
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14-6. Wired remote controller (UTY-RNNYM)

SWi1 Prohibited

SW2 Dual remote controller setting

DIP switch 1 SW3 Prohibited

SwW4 °F/°C switch

SW5 Prohibited

SW6 Memory backup setting

* Do not use DIP switch 2.

B Switch location

Front case (back side)

DIP switch 2 DIP switch 1

H DIP switch 1 setting

® SW2: Dual remote controller setting
Set the remote controller SW2 according to the following table.

Remote controller cable

123/

112]3 112]3
Primary unit Secondary
unit

Remote controller

® SW4: Switching temperature unit °F / °C

Displayed temperature unit can be switched between Fahrenheit (°F) and Celsius (°C).

Primary unit Secondary unit
Number of remote controller Factory setting
SW2 Sw2
1 (Normal) OFF — ¢
2 (Dual) OFF ON
Indoor unit

14-6. Wired remote controller (UTY-RNNYM)

Sw4 Fahrenheit (°F) / Celsius (°C) Factory setting
OFF °C .
ON °F
- 297 -
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w w
% ® SW6: Memory backup setting %
g Set to “ON” to use batteries for the memory backup. g
ER When batteries are not used, all of settings stored in memory will be deleted if there is a power ER
22 failure. 32
SW6 Memory backup Factory setting
OFF Disable ¢
ON Enable
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14-7. Wired remote controller (UTY-RVNYM)

SWA1 Memory backup setting
SW2 Dual remote controller setting

DIP switch 1
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B Switch location

DIP switch

T

Front case (back side)

ON

OFF

l DIP switch setting
® SW1: Memory backup setting

Set to “ON” to use batteries for the memory backup.
When batteries are not used, all of settings stored in memory will be deleted if there is a power

failure.
Swi1 Memory backup Factory setting
OFF Disable .
ON Enable

® SW2: Dual remote controller setting
Set the remote controller SW2 according to the following table.

Primary unit Secondary unit
Number of remote controller Factory setting
SW2 SW2
1 (Normal) OFF — ¢
2 (Dual) OFF ON
Indoor unit

Remote controller cable

123/

112[83 112[3
Primary unit Secondary
unit

Remote controller
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14-8. Wired remote controller (UTY-RLRY)

| DIP switch

|Memory backup setting
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B Switch location

Front case (back side)

Set the DIP switch to ON

OFF<>ON

H Dip switch setting

® SW1: Memory backup setting

Set to “ON” to use batteries for the memory backup.
When batteries are not used, all of settings stored in memory will be deleted if there is a power

failure.
Swi1 Memory backup Factory setting
OFF Disable .
ON Enable

14-9. Wired remote controller (UTY-RNRYZ*)

| DIP switch

|Memory backup setting

B Switch location

| Front case (back side)

Set the DIP switch to ON

OFF<&ON

l Dip switch setting

® SW1: Memory backup setting

Set to “ON” to use batteries for the memory backup.
When batteries are not used, all of settings stored in memory will be deleted if there is a power

failure.
Swi1 Memory backup Factory setting
OFF Disable ¢
ON Enable

14-8. Wired remote controller (UTY-RLRY)
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14-10. Simple remote controller (UTY-RSNYM)

SWA1 Prohibited
SW2 Dual remote controller setting
. SW3 °F/°C switch
DIP switch SW4 |Prohibited
SW5 Prohibited
SW6 Prohibited

B Switch location

DIP Switch

l DIP switch setting

® SW2: Dual remote controller setting
Set the remote controller SW2 according to the following table.

/

11213
Primary unit

11213
Secondary
unit

Remote controller

® SW3: Switching temperature unit °F / °C

Displayed temperature unit can be switched between Fahrenheit (°F) and Celsius (°C).

Primary unit Secondary unit
Number of remote controller Factory setting
SW2 SW2
1 (Normal) OFF — ¢
2 (Dual) OFF ON
Indoor unit
11273 Remote controller cable

14-10. Simple remote controller (UTY-RSNYM)

SW3 Fahrenheit (°F) / Celsius (°C) Factory setting
OFF °C .
ON °F
-301-
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15. Accessories
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15-1. Compact cassette type

B Models: AUXGO7KVLA, AUXGO9KVLA, AUXG12KVLA,
AUXG14KVLA, and AUXG18KVLA

Part name Exterior Q’ty Part name Exterior Q’ty

Operating manual 1 |Drain hose insulation

Operating manual
(CD-ROM) © 1 |Hose band

. Coupler heat insulation
Installation manual 1
(large)

Template (Carton top) Q 1 (C;?:;:?r heat insulation

9

W e §

M10 nut A () .
(with flange) u / 4 |Cable tie 2
M10 nut B ®
(with spring lock ) 4 |Wire cramper 1
washer) \-'/'

Drain hose M 1
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15-2. Mini duct type

B Models: ARXGO7KSLAP, ARXGO9KSLAP, ARXG12KSLAP, and
ARXG14KSLAP
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Part name Exterior Q’ty Part name Exterior Q’'ty

Operating manual 1 |Drain hose

Operating manual 4
(CD-ROM) e' 1 |Hose band

Installation manual @ 1 |Drain hose insulation B

4 Coupler heat insulation 1
[

Installation template N
(Carton top) 1 |Washer 8
Cable tie (large) / -
Cable tie (medium) / 3 Coupler heat insulation 1
(small)
. Insulation
Filter (small) % 2 (For electrical wiring) 2
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B Model: ARXG18KSLAP

Part name Exterior Q’ty Part name Exterior Q’ty

Operating manual 1 |Drain hose M 1

Operating manual
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1 |Hose band

(CD-ROM)

Installation manual 1 |Drain hose insulation B | 1

Installation template N

(Carton top) @ 1 |Washer 8
. Coupler heat insulation

Cable tie (large) 4 O_ 1

(|arge) ———

. . Coupler heat insulation

Cable tie (medium) / 3 (small) o ) 1

) Insulation
Filter (large) % 2 (For electrical wiring) 2
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15-3. Slim duct type

B Models: ARXGO7KLLAP, ARXGO9KLLAP, ARXG12KLLAP,
ARXG14KLLAP, and ARXG18KLLAP
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Part name Exterior Q’ty Part name Exterior Q’'ty
Operating manual 1 |Cable tie (Large) 4
Installation manual Cable tie (Small) 3

Installation template

O
(=)

Drain hose

Washer

Hose band

0

Coupler heat insulation

1 |Drain hose insulation B
(Large)

—

e
0

[

Coupler heat insulation

(Small) 1 |Remote controller

Filter (Small)
(For 9/12 models)

Filter (Large .
(For 1(8 mgdzals) % 2 |Tapping screw (R 2

2 |Remote controller cable

Eo
i
1
5
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4 15-4. Wall mounted type
34 M Models: ASYG07-14KGTB, ASYG07-14KMTB, and 3
ASYG07-14KMCC

Part name Exterior Q’ty Part name Exterior Q’'ty

Operating manual 1 |Cloth tape @ 1

Operating manual S .

(CD-ROM) @ 1 |Tapping screw (large) 5
Installation manual 1 |Tapping screw (small) O 2
Remote controller 1 |[Wall hook bracket 1
Battery 2 [|Filter holder 2

I IRITIIID]
R,

SO

Vg

Remote controller

holder 1 |Air cleaning filters
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d W Models: ASYGO7KGTE, ASYGO9KGTE, ASYG12KGTE, and
ASYG14KGTE :
% é Part name Exterior Q’ty Part name Exterior Q’ty ?’, 'é

Operating manual 1 |Cloth tape @ 1

(OCpS_rstionl\gjl)manual @ 1 |Tapping screw (large) 5

Installation manual @ 1 |Tapping screw (small) O 2
R e

Remote controller 1 |Wall hook bracket ; I HH[ nnnnn e ﬂ]z 1

Battery 2 |Filter holder 2

| HEEIRRRREEE
(L

Remote controller

holder 1 |Air cleaning filters
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w w
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d B Model: ASYG18KMTB :
pr o
o o
= 2 Part name Exterior Q'ty Part name Exterior Q'ty - :i_’
53 23
» = o=

Operating manual 1 |Tapping screw (large) @mmm 5

Installation manual 1 |Tapping screw (small) Q> 2

Remote controller

1 |Battery 2
@

Remote controller

Remol 1 |Filter holder 2
_ L [BEgdradzoed
Cloth tape 1 |Air cleaning filters Vil 1
""" G =....:.__0.__:....=":a: | 1

Wall hook bracket 3
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B Model: ASYG18KMTE
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Part name Exterior Q’ty Part name Exterior Q’ty
Operating manual 1 |Cloth tape @ 1
Operating manual S .

(CD-ROM) e' 1 |Tapping screw (large) 5
Installation manual 1 |Tapping screw (small) O 2
Remote controller 1 |[Wall hook bracket 1
Remote controller > |Filter holder >
holder

Battery 2 | Air cleaning filters (RESE R RRRE 1

Ly
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4 W Models: ASYGO7KMCE, ASYGO9KMCE, ASYG12KMCE, and
ASYG14KMCE ;
% é Part name Exterior Q’ty Part name Exterior Q’ty ?’, 'é

Operating manual 1 |Cloth tape @ 1

(OCpS_rstionl\gjl)manual @ 1 |Tapping screw (large) 5

Installation manual @ 1 |Tapping screw (small) O 2
R e

Remote controller 1 |Wall hook bracket ; I HH[ nnnnn e ﬂ]z 1

Battery 2 |Filter holder 2

| HEEIRRRREEE
(L

Remote controller

holder 1 |Air cleaning filters
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B Models: ASYGO7KETA, ASYGO09KETA, ASYG12KETA,
ASYG14KETA, ASYGO7KETA-B, ASYGO9KETA-B,
ASYG12KETA-B, ASYG14KETA-B, ASYGO7KETE,
ASYGO9KETE, ASYG12KETE, ASYG14KETE, ASYGO7KETE-B,
ASYGO9KETE-B, ASYG12KETE-B, and ASYG14KETE-B
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Part name Exterior Q’ty Part name Exterior Q’ty
Operating manual @ 1 |Cloth tape @ 1
Operating manual :

(CD-ROM) @ 1 |Tapping screw (large) 5

Installation manual @ 1 |Tapping screw (small) O 2

Remote controller 1 |Wall hook bracket 1

Battery , 2 |Filter holder 2

©

Remote controller ( . —_— (BERiR e ]

holder ‘ 1 Air cleaning filters 1
4 L

Template (for pipe 1

cover cutting)
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15-5. Ceiling type
B Model: ABYG18KRTA
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Part name Exterior Q’ty Part name Exterior Q’'ty

1 |Insulation

~
1 |orain hose @ |
Y
__—
=

Operating manual

Operating manual
(CD-ROM)

Installation manual 1 |Hose band

1 o 1V

Template 1 |[Cable tie (large) 4
M10 nut A (&) :
(with flange) N 4 |Cable tie (small) 1

M10 nut B

(with spring lock \@-‘ 4 hRsIr;(();;e controller cable @ 1
washer) = P

Washer \, 8 |Tapping screw (White) € 6
Coupler heat insulation .

(large) 1 |Tapping screw [P 3
Coupler heat insulation ) 1

(Sma“) /Y
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d 15-6. Floor type :
34 MW Models: AGYGO9KVCA, AGYG12KVCA, and AGYG14KVCA 3
2> 2D
22 22

Part name Exterior Q’ty Part name Exterior Q’'ty
Operating manual 1 gg?\;r;\ting manual (CD- ‘a' 1
Installation manual 1 |Cloth tape @ 1

Wall hook bracket

1 |Tapping screws (large) @m 9

Remote controller 1 |Tapping screws (small) Q> 2

ST TG
LR

Battery QU

2 | Air cleaning filters

Remote controller
holder
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16. Optional parts

16-1. Controllers
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M Lineup

Type
Indoor unit type Wireless remote controller

AR-REM4E AR-REM7E AR-REB1E AR-REW2E

Compact cassette — — — _
Mini duct — — — _
Slim duct — — — _

KGTB ° — — _

KGTE — — — _

07-14 model — — ° —
18 model — — —

KMTE — — _

KMCC — — ° —

KMCE — — — _

KETA — — — _

KETE — — — _

Ceiling — — — —

Floor — ° — _

KMTB

Wall
mounted

Type
Indoor unit type Wireless remote controller

AR-REW3E AR-REW4E AR-RMB1E UTY-LNTY

Compact cassette — — _
Mini duct — — — _
Slim duct — — — _

KGTB — — — _

KGTE ° — — _

07-14 model — — — _
18 model — — — _

KMTE — — — _

KMCC — — — _

KMCE — — ° _

KETA — ° — _

KETE — ° — _

Ceiling — — — —

Floor — — — _

KMTB

Wall
mounted
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Type
Indoor unit type Wired remote controller
UTY-RNNYM | UTY-RVNYM | UTY-RLRY | UTY-RNRYZ* | UTY-RCRYZ1
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3-UNIT
3-UNIT

Compact cassette
Mini duct

Slim duct o o o

KGTB — — o2 o2 o2

KGTE — — "2 "2 "2

KMTB 07-14 model o1 o1 — — —

18 model — — o2 o2 o2

mC\)IX?lltle d KMTE — — o2 o2 o2

KMCC o1 1 — — —

KMCE — — o2 o2 o2

KETA — — "2 o2 "2

KETE — — o2 o2 o2
Ceiling — — - - -

Floor — — =3 =3 =3

Type

IR receiver kit with Wireless
remote controller
UTY-LBTYM | UTY-LBTYH | UTY-RSNYM | UTY-RSRY UTY-RHRY

CompaCt Cassette _ _
Mini duct o _
Slim duct O —
KGTB — — — "2 -2
KGTE — —_— — s:jjj'e*2 e:jﬁj::-*2
07-14 model — — o — —
KMTB - .
18 model — — — 2 2

Wall KMTE — — — o2 2
mounted

KMCC — — M1 — —
KMCE — — — o2 "2
KETA — — — o2 o2

KETE — — — "2 o2
Ceiling — o — o o
Floor — — — 03 o3

Indoor unit type Simple remote controller

e: Accessory, «:: Optional, —: Not applicable

» *1: Optional Communication kit (UTY-TWBXF2) is necessary for the installation.
+ *2: Optional Communication kit (UTY-TWRXZ2) is necessary for the installation.
+ *3: Optional Communication kit (UTY-TWRXZ3) is necessary for the installation.
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16-1. Controllers

Exterior Part name Model name Summary
Easy finger touch operation with LCD
Wired remote UTY-RNRYZ* panel. _Bac_:kllt LCD enables easy
controller operation in a dark room.
Wire type: Non-polar 2-wire
High visibility and easy operation.
Wired i Room temperature can be accurately
Ire trelTo e UTY-RLRY |controlled using the built-in thermo
controfler Sensor.
Wire type: Non-polar 2-wire
Compact body and easy operation.
Compact wired Room temperature can be accurately
remote UTY-RCRYZ1 |controlled using the built-in thermo
controller sensor.
Wire type: Non-polar 2-wire
Large and full-dot liquid crystal screen,
, wide and large keys easy to press,
eredtrelrl’note UTY-RVNYM |user-intuitive arrow key.
- x e controfier Wire type: Polar 3-wire
<« | J > o
Room temperature can be controlled
Wired t by detecting the temperature
re trelrlno e UTY-RNNYM |accurately with built-in thermo sensor.
controfler Wire type: Polar 3-wire
i Compact remote controller
Bl . .
SAA A= concentrates on the basic functions
gggﬂﬂus%g Simol ¢ such as Start/Stop, fan control,
imple remote UTY-RSRY |temperature setting, and operation
gate ol controller
W/l mode.
3 i Wire type: Non-polar 2-wire
glooesn N Compact remote controller
“AA. A concentrates on the basic functions
R T Simple remote such as Start/Stop, fan control, and
b controller UTY-RHRY temperature setting.
N Wire type: Non-polar 2-wire
-316 -

16. Optional parts

L
o
>
|—
=
.|
o
@
=
.|
=)
=

3-UNIT




FUJITSU GENERAL LIMITED

Exterior Part name Model name Summary

Compact remote controller
concentrates on the basic functions
such as Start/Stop, fan control,
UTY-RSNYM |temperature setting, and operation
mode.

Wire type: Polar 3-wire
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Simple remote
controller

IR receiver kit . . .
with wireless Unit control is performed by wireless

- remote UTY-LBTYM |remote controller.

controller

IR receiver kit Unit control is performed by wireless
with wireless

1as ® UTY-LBTYH |remote controller.
remote

controller

Wireless remote UTY-LNTY Unit control is performed by wireless
controller remote controller.
NOTES:
» Available functions may differ by the remote controller. For details, refer to the operation manu-
al.

* When using the group controlling system of the wired remote controller, using Wireless LAN
adapter is prohibited.
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4 16-2. Cassette grille "
- -l
o o
7} . (7]
Er H Lineup L
Indoor unit type Model
Compact cassette UTG-UFYF-W

Part name Model name Summary

This cassette grille can be installed
Cassette grille | UTG-UFYF-W |appropriately on the grid type ceiling
common in the office.
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Type
Indoor unit tvpe Air outlet shutter | Insulation kit for | Fresh air intake | Half concealed
yp plate high humidity kit kit
UTR-YDZB UTZ-KXGC UTZ-VXAA UTR-STA
Compact cassette o o o —
Mini duct — — — _
Slim duct — — — _
KGTB — — — —_
KGTE — — — _
07-14 model — — — —
Wall KMTB 18 model — — — —
a KMTE — — — —
mounted
KMCC — — — _
KMCE — — — _
KETA — — — _
KETE — — — —
Ceiling — — — —
Floor — _ —
Type
. Auto louver grille kit Remote sensor unit el endiin
Indoor unit type controller
UTD-GXTA-W
UTD-GXTB-W UTY-XSZX UTY-TERX
Compact cassette — —
Mini duct
Slim duct
KGTB — — ;;j:;:.*z
KGTE _— —_— EI::I:-*Z
07-14 model — — :;j;j;:-*1
KMTB
18 model — — %2
wall KMTE — — o*2
mounted
KMCC - —_— EI:I:-*1
KMCE —_— —_— ;;::;;.*2
KETA _ _ ;;:;.*2
KETE — — s;jjj;:-*2
Ceiling — —
Floor — — s;jjj;:-*3
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Type

External input and output
PCB

UTY-XWZX | UTY-XWZXZ5 |UTY-XWZXZG | UTY-XCSXZ2 | UTY-XCSX

Compact cassette — — —
Mini duct — — o —_ —
Slim duct — — o — _

KGTB o — _ - —

KGTE o ) — o —

07-14 model — o — _ —
18 model — o — o —

KMTE i ) N o _

KMCC — o — — _

KMCE o o — - —

KETA — o — o —

KETE i e} _ o _

Ceiling — — o _

Floor — o — _ —

Indoor unit type External connect kit

w w
o o
> >
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= =
| .|
o o
@ @
= =
- .|
2 2
= =

3-UNIT
3-UNIT

KMTB

Wall
mounted

Type

Modbus

Indoor unit type KNX converter Network converter
converter

UTY-VKSX UTY-VTGX UTY-VTGXV UTY-VMSX

Compact cassette
Mini duct
Slim duct

KGTB O3 %2 %2

KGTE o %2 %2

07-14 model o el ¥

KMTB

18 model o o2 o2
Wall o %2 %2

KMTE
mounted
KMCC o o*1 o*1

KMCE o o*2 o*2
KETA o o2 o2
KETE o %2 %2
Ceiling - -

Floor o %3 %3
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Type
Indoor unit type Communication kit Air cleaning filter

UTY-TWBXF2 UTY-TWRXZ2 UTY-TWRXZ3 UTR-FA16-5

Compact cassette — — — _
Mini duct — — — —
Slim duct _ — — —

KGTB — o — —

KGTE — o — —

07-14 model o — — —
18 model — — —

KMTE — o — —

KMCC o _ —

KMCE — —

KETA _ — —

KETE — o — —

Ceiling — — — —

Floor — — - —

w w
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3-UNIT
3-UNIT

KMTB

Wall
mounted

Type
Indoor unit type Wireless LAN adapter*4

UTY-TFSXWA1 UTY-TFSXF2 UTY-TFSXZ1

Compact cassette — —
Mini duct — —
Slim duct — —

KGTB o - —_

KGTE —_ o —

07-14 model o — —
18 model — o —_

KMTE — o —

KMCC o — _

KMCE — o _

KETA —_ i —_

KETE — o —

Ceiling — —

Floor — —

KMTB

Wall
mounted

e:Accessory, =:: Optional, —: Not applicable

» *1: Optional Communication kit (UTY-TWBXF2) is necessary for the installation.
» *2: Optional Communication kit (UTY-TWRXZ2) is necessary for the installation.
+ *3: Optional Communication kit (UTY-TWRXZ3) is necessary for the installation.

* *4: For details of WLAN control, refer to “Design & Technical manual” or “Setting manual” of
WLAN control system.

NOTE: Combined use of MODBUS converter, KNX converter, and Wireless LAN adapter is not al-
lowed.
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B Parts
Exterior Part name Model name Summary
Remote sensor Thermo-sensor for sensing the
| unit UTY-XSZX |temperature of arbitrary place in the
room.
Width: 683 mm
Auto louver | 5 yraw |For 07,09, 12, and 14 models
grille kit
Auto louver Width: 883 mm
. . TD-GXTB-W
grille kit UTD-G For 18 model
R Air cleaning filter can be mounted to
W——— Air cleaning filter| UTR-FA16-5 ; )
T the indoor unit.
E Use to connect with various peripheral
= Externall UTY-XWZX devices and air conditioner PCB.
El connect kit
EE Required when external device is
e Externall UTY-XWZXZ5 connected.
connect kit
Y=
Use to connect with various peripheral
E% Externall UTY-XWZXZG devices and air conditioner PCB.
connect kit For control output port.
Air outlet shutter UTR-YDZB Ir?stallled at the a!r outlet when 3-
plate directions mode is performed.
By attaching Fresh-air intake kit to the
Fresh-air intake indoor unit, it can be taken in fresh air
kit UTZ-VXAA of up to 10% of “high” air volume of
the indoor unit.
Install when the under-roof condition is
Insulation for expected to be the humidity of over
high humidity UTZKXGC 80% and the temperature of over
30 °C.
Half cor_wcealed UTR-STA Used for the indoor unit installing of
kit half concealed.
-322-
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Exterior

Part name

Model name

Summary

w
o
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3-UNIT

Communication
kit

UTY-TWBXF2

Use to connect with optional devices
and air conditioner PCB.

External input

Use to connect with external devices
and air conditioner PCB.

and output PCB UTY-XCSX
. Use to connect with external devices
External input . "
and output PCB UTY-XCSXZ2 |and air conditioner PCB.
Commu_nlcatlon UTY-TWRXZ3 Use to connect Non-polar 2-core wired
kit remote controller.
Commu_nlcatlon UTY-TWRXZ2 Use to connect Non-polar 2-core wired
kit remote controller.
Remotely manage an air conditioning

_ system using mobile devices such as

wday smartphones and tablets.

. For connection indoor unit with UART

o] W'rae(';zste"rAN UTY-TFSXZ1 |interface.

@ Appropriate application for each region
is required to use this option. For

—U details, contact FGL sales company.

2 Remotely manage an air conditioning

°°°°°° system using mobile devices such as

ik Wireless LAN UTY-TESXW1 smartph_ones an<_j taplets. .

5 adapter Appropriate application for each region
is required to use this option. For
details, contact FGL sales company.
Remotely manage an air conditioning
system using mobile devices such as

Wireless LAN smartphones and tablets.
adapter UTY-TFSXF2 |Appropriate application for each region

is required to use this option. For
details, contact FGL sales company.

16-3. Others
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Exterior Part name Model name Summary
For connection between indoor unit

Modbus UTY-VMSX with UART interface and a Modbus
converter open network.

For connection between indoor unit
KNX converter UTY-VKSX with UART interface and a KNX open

network.

This converter is required when

Network UTY-VTGX connecting single split system to VRF
converter network system.

Network This converter is required when
converter UTY-VTGXV connecting single split system to VRF
(AC power network system.

supply)

Air conditioner switching can be
External switch UTY-TERX controlled by connecting other external

controller

sensor switches.

-324 -
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17. Indoor unit installation precautions

NOTE: The information listed below are general precautions.
Some models also include items that do not apply.
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3-UNIT
3-UNIT

17-1. Places where prohibited for use

» Places where there is a danger of combustible gas leakage.

» Places where sulfur gas, chlorine gas, acid, alkali, or other matter which effects equipment is gen-
erated.

» Places where there is a lot of oil splash and steam such as kitchen or machinery room.
» Places where machinery which generates high frequencies is used.

» Ocean beaches and other areas where there is a lot of salt.

» Places where carbon fibers or any kind of powder suspended in the air.

* Inside of vehicles, ships, and other conveyances.

» Places where voltage fluctuations are large such as a factory.

17-2. Points to remember when installing

» The product shall be installed at a place which can withstand the weight and vibration of the in-
door.

» To allow maintenance after refrigerant piping, drain piping, and electric wiring connection and in-
stallation, provide an installation service space and an inspection port, as required.
*Installation service space is shown on "Dimensions" on page 24.

» Be careful when installing the unit at the following places.

Condition Contents Countermeasures (Reference)
When the If the indoor unit is installed where the installation height 1. Switch the setting to the high
ceiling is high. |given in the installation manual is exceeded, the ceiling mode.

temperature difference between the floor and ceiling of the | 2. Install a circulator.

room will be large and the heating effect will be poor. 3. Arrange the furniture in the
Moreover, even if the indoor unit is installed within the room so that it does not
installation height, a similar phenomena will occur when obstruct the hot air.
installed in a room in which the doors are opened and
closed frequently and hot air circulation is obstructed by
furniture such as desks or chairs.

When lower When the lower level of the room is a semi-open space
level directly such as warehouse or parking lot the surface temperature
contacts the of the flooring will become low and the radiation of cold
outside air. from the floor will increase.

In this case, even if the room temperature is suitable, you
may feel the foot level is cold.

When the When an indoor unit is installed in a position where the 1. Adjust the louver fins or take
airflow outlet airflow will directly contact people, a draft may be other measures matched to the
distribution is  |felt. site.

poor. In addition, when there are obstructions in the path of the 2. Change the indoor unit outlet.

intake and outlet airflow, the air distribution may become
extremely bad.
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Condition Contents Countermeasures (Reference)
When inside the |When the indoor unit is installed where the inside of the 1. Add heat insulating material to
ceiling is high  |ceiling is 30 °C RH80% or greater, the dew point the outside of the indoor unit
temperature temperature of the outer perimeter may become higher cabinet.
and high than the cabinet surface temperature and moisture will *Regarding the cassette type,
humidity. condense on the surface of the cabinet and water drops use of optional High humidity

may fall inside the room. ("Figure 17-1 Moist air curve")
In addition, the humidity may vary considerably the same
as when the inside of the ceiling is close to hermetically
sealed and used as the outside air intake path.

correspondence kit is
recommended.

2. Strengthen the heat insulating
material of the refrigerant
piping and drain piping too.
("Figure 17-2 Work method
when reinforcing the heat
insulation of on-site piping")

3. When the humidity inside the
ceiling changes considerably,
install a ventilation port.

When using an
external duct.

When using an external duct to take in new fresh air, etc.,
condensation may form on the surface of the duct due to
the effect of the outside air temperature and the humidity
inside the ceiling.

Always perform heat insulation
processing.

(Heat insulating material: Glass wool
25 mm thick or more.)

When the
remote
controller
installation site
is bad.

If the cold or warm air blown out from the air conditioner
directly contacts the thermostat section of the remote
controller, the outlet temperature of the air conditioner may
be sensed and room temperature control will be different
from the room temperature, and “not cooled” or “not
heated” or other trouble may occur.

In addition, there is the possibility that the same kind of
trouble may also occur when the remote controller is
effected by direct sunlight.

1. Install the remote controller
where it will not be directly
exposed to the cold or hot air.

2. Install the remote controller
where it will not be directly
exposed to sunlight or strong
lighting.

When
installation
environment is
quiet.

When the wall mounted type was installed in a bedroom,
living room, or other quiet place, the sound of the
refrigerant flow may be sensed as noise and must be
taken into account.

1. Plan installation of a model
with external expansion valve.

2. Plan installation of a branch
box farther from indoor unit.

3. Plan installation using another
air conditioner.

When installing
duct type in
ceiling chamber
system.

In the case of the ceiling chamber system (duct is not
installed at indoor unit inlet side and room air is sucked
into the indoor unit through the inside of the ceiling), the
thermistor inside the indoor unit may not correctly detect
the room temperature.

* Heating operation: Room is not heated because the
indoor unit is easily turned off by the thermostat.

» Cooling operation: Room is too cold because the indoor
unit is difficult to turn off by the thermostat.

Replace the indoor unit thermistor
with optional Remote sensor unit,
and install the sensor where the
room temperature can be correctly
detected.

When the outlet
air is sucked in
at duct type.

Cooling operation does not cool the room and heating
operation does not heat the room because the short
circuited indoor unit is not turned on by the thermostat.

1. Reconsider the ventilation port
construction.

2. Replace the indoor unit
thermistor with optional
Remote sensor unit, and install
the sensor where the room
temperature can be correctly
detected.

When using the
wireless remote
controller.

Signals may not be received when using it in a room
illuminated by an inverter fluorescent lamp.

Turn on the fluorescent lamp and
check if the indoor unit receives the
signals from the remote controller. If
the indoor unit does not receive the
signals, consult an authorized
service personnel.

When installing
the inverter

type.

It may generate noise in TV sets, stereos and PCs.

The inverter type should be installed
at a sufficient distance from these
equipments.
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:: Condition which ":
S5 requires addition 5
o of outside heat o
g insulation :é’
3 SAANSNANNNASANNNNS 3
= =

Relative humidity 80 %

Dry bulb temperature 30 °C

Figure 17-1 Moist air curve

Slit of heat insulating material ) Heat insulation reinforcement material
facing upward Flare connection (|5c4ly purchased)
\ \ [
\ / g
_ Toindoor unit
L~ L LT /
Covered gas R / %
pipe (heat [ ‘ o
insulation i
strengthened) / /\ /J/ 7 U
= \
~
1 e
Heat insulating material ~ Small exposed part Binding material it tightly
(locally purchased) of copper pipe is desirable. (purpose is to cover the sealant)

Figure 17-2 Work method when reinforcing the heat insulation of on-site piping
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Part 2. OUTDOOR UNIT
(3 UNITS TYPE)

MULTI-SPLIT TYPE:

AOYG18KBTA3
AOYG24KBTA3
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1. Specifications

Type

Inverter heat pump

« Specifications are based on the following conditions:
— Power source of specifications: 230 V

*2: Sound pressure level
— Measured values in manufacturer’s anechoic chamber.

For other combination, refer to the combination table.

« This data is based on EN 14511 standard.

— Pipe length: 5 m, Height difference: 0 m [Outdoor unit—Indoor unit]

— Cooling: Indoor temperature of 27.0 °CDB/19.0 °CWB, and outdoor temperature of 35 °CDB/24.0 °CWB.
— Heating: Indoor temperature of 20.0 °CDB/15.0 °CWB, and outdoor temperature of 7.0 °CDB/6.0 °CWB.
*1: Maximum operating current is the total current of the indoor unit and the outdoor unit.

The protective function might work when using it outside the operation range.

Model name AOYG18KBTA3 AOYG24KBTA3
Power source 230 V 50 Hz
Available voltage range 198—264V
A . . Wall mounted \Wall mounted
Standard combination of indoor unit ASYGO7KMCC x3 ASYGO7KMCC
ASYGO9KMCC %2
kW 54 6.8
Cooling Rated Bwh 18,400 23,200
Min—Max kW 1.8—7 1.8—8.5
Capacity Btu/h 6,100—23,800 6,100—29,000
Rated kW 6.8 8.0
Heating Btu/h 23,200 27,300
Min.—Max kW 2.0—8.0 2.0—9.2
Btu/h 6,800—27,300 6,800—31,400
Cooling Rated 1.13 1.74
Input power Max. KW 1.90 2.65
Heating Rated 1.39 1.82
Max 1.85 2.35
Cooling Rated 5.1 7.7
Current Heating Rated A 62 81
EER Cooling 4.78 3.90
COP Heating kWikw 4.89 4.40
Starting current A 6.2 8.1
Maximum operating current *! A 12.0 14.5
Type x Q'ty Propeller x 1
. Coolin 2,220 2,270
Fan Airflow rate liHeating m3/h 2160 2730
Motor output W 49 49
Sound pressure level *2 EZ:::!:’ dB (A) :g gg
. . Main1: 672 x 881 x 18.1
Dimension (Hx W x D) mm MZinZ: 272 x 221 x 12.12
Fin pitch 1.3
Heat exchanger Rows x Stages m:::; : i gg
Pipe type (Material) Copper tube
Fin type (Material) Aluminum
Type DC twin rotary
Compressor Motor output | W 1,200
. Type R32 (675
Refrigerant C)r;arge | g T 8(00 )
X i Type RmMG68AF
Refrigerant oil Amount | P 550
Material Steel sheet
Enclosure Color Beige
(Approximate color of Munsell 10YR 7.5/1.0 NN)
Dimensions Net 716 x 820 x 315
(HxWx D) Gross mm 890 x 1,027 x 445
. Net 46
Weight Gross kg 56
Size Liquid mm (in) @6.35 (21/4) x 3
Gas ©9.52 (3/8) x 3 | ©9.52 (23/8) x 2, @12.70 (@1/2) x 1
Method Flare
Pre-charge length (Total) 30
Maximum length (Total) 50
Connection Maximum length (Each) 25
pipe Minimum length (Total) 10
Minimum length (Each) m 25
Maximum height difference between outdoor
unit and each indoor units. 15
ngimum height difference between indoor 10
units.
) Cooling o -10 to 46
Operation range Heating C 51024
Drain h Material PP
rain hose Tip diameter [ mm 13.0 (1D.), 016.0 to 316.8 (O.D.)
NOTES:

— Because of the surrounding sound environment, the sound levels measured in actual installation conditions might be higher than the specified values here.
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Specifications for ErP Lot10

Model name AOYG18KBTA3 AOYG24KBTA3
Energy efficiency class E::::Z (Average) /::

Pdesign EZZ::?; (Average) kw 55.:)1 ((-31?) :Cc)) :.f ((i% a"?:))
EEE)E ﬁz:ltli:g (Average) KWhikWh i?g 328
Annual energy consumption SEE (Average) kWh/a 1?5:6 1%:36
Sound power level %' HIGH dB (A) 2? 2_1,
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iImensions

2.D

AOYG18KBTA3 and AOYG24KBTA3

2-1. Models

Unit: mm

EV1aMyZ-8LOA0V

1INN ¥0O0A.LNO

uone|jejsul oy
$}0q 40 yold

_ 0ee

EVL1aMye-81OA0V

1INN ¥00A.LNO
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600
Pitch of bolts for installation

4-M10 hole

Top view

315

16

99

820
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Side view

Front view

Side view
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891
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Drain port @42

Side view (Valve part)

Bottom view

2. Dimensions
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3. Installation space

3-1. Models: AOYG18KBTA3 and AOYG24KBTA3

B Space requirement
Provide sufficient installation space for product safety.

/\ CAUTION

Keep the space shown in the installation examples.

If the installation is not performed accordingly, it could cause a short circuit and result in a lack of
operating performance.
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® Single outdoor unit installation
* When the upper space is open:

Unit: mm

Obstacles at rear only Obstacles at rear and sides

<‘/\ \A)
100 or more 100 or more 100 or more

250 or more

Obstacles at front Obstacles at front and rear

\)%) or more

* When an obstruction in the upper space:

100 or more

S
\‘%O or more

Unit: mm

Obstacles at rear and above Obstacles at rear, sides, and above

Max. y\
600 or more

Max. 200

600 or more

100 or more

100 or more 100 or more

250 or more

3-1. Models: AOYG18KBTA3 and AOYG24KBTA3 - 333 - 3. Installation space
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@® Multiple outdoor unit installation

» Provide at least 250 mm of space between the outdoor units if multiple units are installed.
* When routing the piping from the side of an outdoor unit, provide space for piping.

* No more than 3 units must be installed side by side.
When 4 units or more are arranged in a line, provide the space as shown in the following ex-

) ample “When an obstruction in the upper space:”. )
£ E
22 . 28
2 * When the upper space is open: z S
S 82
gy Unit: mm oo
3< 32

Obstacles at rear only Obstacles at front only
200 or more >1,000 or more
Obstacles at front and rear
200 or more
1,000 or more
* When an obstruction in the upper space:
Unit: mm

Obstacles at rear and above.

Max. 300

1,500 or more

00 or more

-334 -
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® Outdoor units installation in multi-row

Unit: mm

Single parallel unit arrangement Multiple parallel unit arrangement

(3] (32]
3 3
4 4

X X
3 s 3
88 // 100 or more 88
E > E >
3 2 2 1,000 or more 3 2

> 200 or more
500 or more
200 or more
250 or more ‘
200 or more

NOTES:
* |f the space is larger than stated above, the condition will be the same as when there is no ob-

stacle.
* When installing the outdoor unit, be sure to open the front and left side to obtain better operation

efficiency.
/\ CAUTION

* Do not install the outdoor unit in two-stage where the drain water could freeze. Otherwise the
drainage from the upper unit may form ice and cause a malfunction of the lower unit.

* When the outdoor temperature is 0 °C or less, do not use the accessory drain pipe and drain
cap. If the drain pipe and drain cap are used, the drain water in the pipe may freeze in extremely
cold climate. (For reverse cycle model only.)

* In area with heavy snowfall, if the inlet and outlet of the outdoor unit is blocked with snow, it
might become difficult to get warm, and it is likely to cause product malfunction. Construct a
canopy and a pedestal, or place the unit on a high stand that is locally installed.

3-1. Models: AOYG18KBTA3 and AOYG24KBTA3 -335- 3. Installation space
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4. Refrigerant circuit

4-1. Models: AOYG18KBTA3 and AOYG24KBTA3

IHo
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ch Sh
% | THiw 2%
X o [ [ X o
+ es
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58 switch & THeo 3¢
O < - = B CONDENSER = O <

o = g
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4 =

T — < >

3 =5

3 = STRAINER
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ACCUMMULATOR
O_C)
4-WAY VALVE

I X{Churging MUFFLER Charging |
Valve Valve

EXPANSION EXPANSION EXPANSION
VALVE VALVE VALVE

THPo- THPO- THPo- THPo- THPo- THPO-

STRAINER STRAINER STRAINER

<
<
<l

THes THei THei
AT EXCHANGE AT EXCHANGE AT EXCHANGE

INDOOR UNIT A~ INDOOR UNIT B INDOOR UNIT C

i W THERMISTOR(DISCHARGE. TEWP.) The M- THERMISTOR(ROOM TEWP. )

Tho l: THERMISTOR(OUTDOOR TEWP. ) Thell: THERMISTOR(PIPE TEWP.)

Theolll - THERMISTOR(PIPE TEWP.) il THERMISTOR(HEAT EXCHANGER MIDOLE TEWP. )
the W THERMISTOR(COMPRESSOR TEWP. )
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5. Wiring diagram

5-1. Models: AOYG18KBTA3 and AOYG24KBTA3
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6. Capacity table

6-1. Combinations
Hl Model: AOYG18KBTA3

™ )
5 ¥
4 - 4
>3 ® Cooling >3
X o X o
o} [oF:
8 6 Combination of indoor unit Rt acTvporcechling fotelicanecity Input power (kW) Seasonal data 8 (‘3
= > door unit (kW) (kw) = >
8 2 Room Room (\IIEVIIEVF\{I) 8 2
5 . Pdesign SEER Energy effi-

; . ;] Total ; . 3 Min. | Rated | Max. Min. | Rated | Max. (kW? (kKWh/KWh) cienc’-;’,yclass

7 7 — 14 2.00 2.00 — 1.8 4.00 5.0 0.35 0.86 1.35 4.65 4.0 8.3 A++

7 9 — 16 2.00 2.50 — 1.8 4.50 57 0.35 1.03 1.54 4.36 45 8.2 A++

7 12 — 19 1.99 3.41 — 1.8 5.40 6.8 0.35 1.41 1.85 3.83 54 8.0 A++

7 14 — 21 1.80 3.60 — 1.8 5.40 7.0 0.35 1.41 1.90 3.83 5.4 8.0 A++

9 9 — 18 2.50 2.50 — 1.8 5.00 6.4 0.35 1.23 1.74 4.06 5.0 8.1 A++

9 12 — 21 2.31 3.09 — 1.8 5.40 7.0 0.35 1.41 1.90 3.83 5.4 8.0 A++

9 14 — 23 2.11 3.29 — 1.8 5.40 7.0 0.35 1.41 1.90 3.83 54 8.0 A++

12 12 — 24 2.70 2.70 — 1.8 5.40 7.0 0.35 1.41 1.90 3.83 54 8.0 A++

12 14 — 26 2.49 291 — 1.8 5.40 7.0 0.35 1.41 1.90 3.83 54 8.0 A++

14 14 — 28 2.70 2.70 — 1.8 5.40 7.0 0.35 1.41 1.90 3.83 54 8.0 A++

7 7 7 21 1.80 1.80 1.80 1.8 5.40 7.0 0.35 1.13 1.90 4.78 5.4 8.6 A+++

7 7 9 23 1.64 1.64 212 1.8 5.40 7.0 0.35 1.13 1.90 4.78 54 8.6 At++

7 7 12 26 1.45 1.45 2.50 1.8 5.40 7.0 0.35 1.13 1.90 4.78 5.4 8.6 A+++

7 7 14 28 1.35 1.35 2.70 1.8 5.40 7.0 0.35 1.13 1.90 4.78 54 8.6 A+++

7 9 9 25 1.52 1.94 1.94 1.8 5.40 7.0 0.35 1.13 1.90 4.78 54 8.6 Attt

7 9 12 28 1.35 1.74 2.31 1.8 5.40 7.0 0.35 1.13 1.90 4.78 54 8.6 A+++

7 9 14 30 1.26 1.62 2.52 1.8 5.40 7.0 0.35 1.13 1.90 4.78 54 8.6 A+++

9 9 9 27 1.80 1.80 1.80 1.8 5.40 7.0 0.35 1.13 1.90 4.78 5.4 8.6 A+++

9 9 12 30 1.62 1.62 2.16 1.8 5.40 7.0 0.35 1.13 1.90 4.78 54 8.6 At++

NOTES:

« 7:7,000 Btu/h, 9: 9,000 Btu/h, 12: 12,000 Btu/h, 14: 14,000 Btu/h

* The above is the value for connecting with wall-mounted type indoor unit.

» 2 or more indoor units should be connected.

Cooling: Indoor temperature of 27 °CDB/19 °CWB and outdoor temperature of 35 °CDB.
Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)

The total ability of connected indoor unit is from 14,000 Btu/h up to 30,000 Btu/h.
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® Heating

Rated capacity for each in- Total capacity

Combination of indoor unit door unit (kBtu/h) (kBtu/h) Input power (kW) cop Seasonal data
Room Total Room Min. | Rated | Max. Min. | Rated | Max | ') | Pdesign SCOLNN |En=loVistis

1 3 2 1 2 3 (kW) (kWh/kWh) |ciency class

7 7 — 14 2.40 2.40 — 2.0 4.80 56 0.25 1.00 1.30 4.80 4.0 72 A+

7 9 — 16 2.40 3.00 — 2.0 540 64 0.25 121 148 445 70 12 A+

) 7 12 — 19 2.40 4.20 — 2.0 6.60 76 0.25 1.66 176 3.98 50 20 A+ )

= = 7 12 — 21 227 453 — 2.0 6.80 8.0 0.25 177 185 384 50 70 A+ = g
Zo 9 9 — 18 3.00 3.00 — 2.0 6.00 72 025 1.44 167 717 75 71 A+ Z0o
= 9 12 — 21 2.91 3.89 — 2.0 6.80 8.0 0.25 177 1.85 3.84 50 70 A+ o X
el 9 3 @ | — | 3 | 266 | 444 — 20 5.80 80 025 | 177 | 185 | 384 50 30 A & §
o 12 12 — 24 3.40 3.40 — 2.0 6.80 8.0 0.25 177 1.85 3.84 50 70 A+ o=
g 9 12 12 — 26 314 3.66 — 2.0 6.80 8.0 0.25 177 1.85 384 50 70 A+ o ‘>9_
) 1 14 — 28 3.40 3.40 — 2.0 6.80 8.0 0.25 177 185 384 50 70 A+ >0
o< 7 7 7 21 227 227 227 2.0 6.80 8.0 025 1.39 1.85 7.89 50 77 A+ o<

7 7 9 23 2.07 2.07 2.66 2.0 6.80 8.0 0.25 139 185 789 50 77 AT

7 7 12 26 183 1.83 314 2.0 6.80 8.0 0.25 1.39 1.85 4.89 50 77 A+

7 7 1 28 .70 170 340 2.0 6.80 8.0 0.25 1.39 185 789 50 77 A+

7 9 9 25 .90 2.45 245 2.0 6.80 3.0 025 139 185 4.89 50 47 A+

7 9 12 28 .70 2.19 2.91 2.0 6.80 8.0 025 1.39 185 7.89 50 77 A+

7 9 12 30 759 2.04 317 20 6.80 8.0 025 139 185 789 50 77 At

9 9 9 27 227 227 227 2.0 6.80 8.0 0.25 139 1.85 4.89 50 77 A+

9 9 12 30 2.04 2.04 272 2.0 6.80 8.0 0.25 1.39 185 789 50 47 A+

NOTES:

« 7:7,000 Btu/h, 9: 9,000 Btu/h, 12: 12,000 Btu/h, 14: 14,000 Btu/h

» The above is the value for connecting with wall-mounted type indoor unit.

* 2 or more indoor units should be connected.

* Heating: Indoor temperature of 20 °CDB, and outdoor temperature of 7 °CDB/6 “CWB.
Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)

The total ability of connected indoor unit is from 14,000 Btu/h up to 30,000 Btu/h.
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B Model: AOYG24KBTA3

® Cooling

Combination of indoor unit Rat?: d(:::fra::i): (f:‘;‘;;ach Total(:(:a;))acny Input power (kW) EER Seasonal data

© Room Room ) ) (WIW) Pdesign SEER Energy effi- )
- < ; 2 1 Total — . 3 Min. Rated | Max. | Min. Rated | Max. (kwti] (KWHKWH) ciencgyclass .
% E 7 7 — 14 2.00 2.00 — 1.8 4.00 5.0 0.35 0.86 1.35 4.65 4.0 8.3 A++ % E
[ g 7 9 — 16 2.00 2.50 — 1.8 4.50 57 0.35 1.03 1.54 4.36 45 8.2 A++ N §
O w» 7 12 — 19 2.00 3.50 — 1.8 5.50 6.8 0.35 1.46 1.85 3.77 55 8.0 A++ O
8 6 7 14 — 21 2.00 4.00 — 1.8 6.00 75 0.35 1.73 2.20 3.48 6.0 7.6 A++ 8 6
= > 7 18 — 25 1.90 4.90 — 1.8 6.80 8.5 0.35 2.26 2.65 3.01 6.8 6.9 A++ = >
8 2 9 9 — 18 2.50 2.50 — 1.8 5.00 6.4 0.35 1.23 1.74 4.06 5.0 8.1 A++ 8 2

9 12 — 21 2.50 3.50 — 1.8 6.00 7.5 0.35 1.73 2.20 3.48 6.0 7.6 A++

9 14 — 23 2.50 4.00 — 1.8 6.50 8.2 0.35 2.04 2.46 3.19 6.5 7.2 A++

9 18 — 27 2.27 4.53 — 1.8 6.80 8.5 0.35 2.26 2.65 3.01 6.8 6.9 A++

12 12 — 24 3.40 3.40 — 1.8 6.80 8.5 0.35 2.26 2.65 3.01 6.8 6.9 A++

12 14 — 26 3.14 3.66 — 1.8 6.80 8.5 0.35 2.26 2.65 3.01 6.8 6.9 A++

12 18 — 30 2.72 4.08 — 1.8 6.80 8.5 0.35 2.26 2.65 3.01 6.8 6.9 A++

14 14 — 28 3.40 3.40 — 1.8 6.80 8.5 0.35 2.26 2.65 3.01 6.8 6.9 A++

14 18 — 32 2.98 3.82 — 1.8 6.80 85 0.35 2.26 2.65 3.01 6.8 6.9 A++

7 7 7 21 2.00 2.00 2.00 1.8 6.00 75 0.35 1.37 2.20 4.37 6.0 8.6 A+++

7 7 9 23 2.00 2.00 2.50 1.8 6.50 8.2 0.35 1.59 2.46 4.08 6.5 8.5 At+++

7 7 12 26 1.83 1.83 3.14 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 A+++

7 7 14 28 1.70 1.70 3.40 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 A+++

7 7 18 32 1.49 1.49 3.82 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 A+++

7 9 9 25 1.90 2.45 2.45 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 A+++

7 9 12 28 1.70 2.19 291 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 At++

7 9 14 30 1.59 2.04 3.17 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 A+++

7 9 18 34 1.40 1.80 3.60 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 At+++

7 12 12 31 1.54 2.63 2.63 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 A+++

7 12 14 33 1.44 247 2.89 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 A+++

7 14 14 35 1.36 2.72 272 1.8 6.80 85 0.35 1.74 2.65 3.90 6.8 8.5 A+++

9 9 9 27 2.27 227 2.27 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 A+++

9 9 12 30 2.04 2.04 272 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 At+++

9 9 14 32 1.91 1.91 2.98 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 A+++

9 9 18 36 1.70 1.70 3.40 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 A+++

9 12 12 33 1.86 247 247 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 A+++

9 12 14 35 1.75 2.33 272 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 A+++

12 12 12 36 2.27 227 2.27 1.8 6.80 8.5 0.35 1.74 2.65 3.90 6.8 8.5 At++

NOTES:

« 7:7,000 Btu/h, 9: 9,000 Btu/h, 12: 12,000 Btu/h, 14: 14,000 Btu/h, 18: 18,000 Btu/h

» The above is the value for connecting with wall-mounted type indoor unit.

* 2 or more indoor units should be connected.

Cooling: Indoor temperature of 27 °CDB/19 °CWB and outdoor temperature of 35 °CDB.
Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)

The total ability of connected indoor units is from 14,000 Btu/h up to 36,000 Btu/h.
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® Heating

Combination of indoor unit Rated ;:z:tl::;)i/tf&rvs)a ohin- Total(:(:;zaclty Input power (kW) cop Seasonal data
Room Total Room Min. | Rated | Max. Min. | Rated | Max | ') | Pdesign FEER || By i

1 2 3 1 2 3 (kW) (kWh/kWh) |ciency class

7 7 — 14 2.40 2.40 — 2.0 4.80 56 0.25 1.00 1.30 4.80 4.0 72 A+

7 9 — 16 2.40 3.00 — 2.0 540 64 0.25 121 148 445 70 12 A+

) 7 12 — 19 2.40 4.20 — 2.0 6.60 76 0.25 1.66 176 3.98 50 20 A+ )

= = 7 12 — 21 2.40 7.80 — 2.0 7.20 84 0.25 1.86 2.07 387 54 70 A+ = g
Zm 7 18 — 25 2.16 554 = 20 7.70 92 025 2.01 235 383 58 70 A+ =Zo
= 9 9 — 18 3.00 3.00 — 2.0 6.00 72 0.25 1.44 167 717 45 71 A+ o X
el 9 g 2 | — | 21 | 300 | 420 — 20 720 84 025 | 18 | 207 | 387 54 70 AT & §
o 9 1 — 23 2.96 474 — 2.0 7.70 92 0.25 2.01 2.35 3.83 58 70 A+ o=
g 9 9 18 — 27 257 513 — 2.0 7.70 92 0.25 2.01 2.35 3.83 58 70 A+ o ‘>-?
) 12 12 - 24 3.85 3.85 - 20 7.70 92 025 2.01 235 383 58 40 A+ >0
o< 12 12 — 26 355 715 — 2.0 7.70 92 0.25 2.01 2.35 3.83 58 70 A+ o<

12 18 — 30 3.08 162 — 2.0 7.70 92 0.25 2.01 235 383 58 70 A+

1 1 — 28 385 3.85 — 2.0 7.70 92 0.25 2.01 2.35 3.83 58 70 A+

14 18 — 32 337 433 — 2.0 7.70 92 0.25 2.01 235 3.83 58 70 A+

7 7 7 21 2.40 2.40 2.40 2.0 7.20 84 025 161 2.07 448 54 47 A+

7 7 9 23 2.40 2.40 3.00 2.0 7.80 92 0.25 176 2.35 742 58 76 A+

7 7 12 26 215 215 3.70 20 8.00 92 0.25 182 235 440 6.0 16 A+

7 7 1 28 2.00 2.00 2.00 2.0 8.00 92 0.25 1.82 2.35 4.40 6.0 76 A+

7 7 8 32 175 175 450 2.0 8.00 92 0.25 182 235 4.40 6.0 16 A+

7 9 9 25 224 2.88 2.88 2.0 8.00 92 0.25 1.82 2.35 4.40 6.0 76 A+

7 9 12 28 2.00 257 343 2.0 8.00 92 0.25 1.82 2.35 4.40 6.0 76 A+

7 9 1 30 187 2.40 373 20 8.00 92 025 182 235 4.40 6.0 16 A+

7 9 8 34 165 212 723 2.0 8.00 92 0.25 1.82 2.35 440 6.0 76 A+

7 12 12 31 .80 3.10 3.10 2.0 8.00 92 0.25 182 235 440 6.0 76 AT

7 12 1 33 1.70 2.91 3.39 2.0 8.00 92 0.25 1.82 2.35 4.40 6.0 76 A+

7 12 1 35 160 3.20 3.20 2.0 8.00 92 0.25 1.82 235 4.40 6.0 16 A+

9 9 9 27 267 267 267 2.0 8.00 92 025 1.82 2.35 4.40 6.0 76 A+

9 9 12 30 2.40 2.40 3.20 2.0 8.00 92 0.25 1.82 2.35 740 6.0 76 A+

9 9 14 32 225 225 3.50 2.0 8.00 92 0.25 182 235 440 6.0 16 A+

9 9 8 36 2.00 2.00 2.00 2.0 8.00 92 0.25 1.82 2.35 4.40 6.0 76 A+

9 12 12 33 218 2.91 2.91 2.0 8.00 92 0.25 182 235 4.40 6.0 16 A+

9 12 14 35 2.06 2.74 3.20 2.0 8.00 92 0.25 1.82 2.35 4.40 6.0 76 A+

12 12 12 36 267 267 267 2.0 8.00 92 0.25 1.82 2.35 440 6.0 16 A+

NOTES:

« 7:7,000 Btu/h, 9: 9,000 Btu/h, 12: 12,000 Btu/h, 14: 14,000 Btu/h, 18: 18,000 Btu/h

* The above is the value for connecting with wall-mounted type indoor unit.

* 2 or more indoor units should be connected.

» Heating: Indoor temperature of 20 °CDB, and outdoor temperature of 7 °CDB/6 “CWB.
Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)

The total ability of connected indoor units is from 14,000 Btu/h up to 36,000 Btu/h.
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6-2. Cooling capacity

NOTE: Values mentioned in the table are calculated based on the maximum capacity.

B Model: AOYG18KBTA3

2 Indoor temperature 2
E = IndoorunitconnectalNa 00 temperature 18.0 °CDB 21.0 °CDB 23.0 °CDB 27.0 °CDB 29.0 °CDB 32.0 °CDB E =
1] ing capacity Z 0
=k 12.0 °CWB 15.0 °CWB 16.0 °CWB 19.0 °CWB 21.0 °CWB 23.0 °CWB S>X
g g kBtu/h °CDB TC P TC P TC P TC T3 TC P TC P % g
O ~10.0 55 0.8 6.2 0.89 65 0.90 7.0 0.91 75 0.92 77 0.92 O
= 9 0.0 55 1.04 6.2 1.06 65 1.07 7.0 1.08 75 1.10 77 1.10 a ‘5?
20 50 55 111 6.2 113 65 114 7.0 1.16 75 117 77 117 20
O < 0.0 55 121 6.2 123 65 124 7.0 125 75 127 77 128 O <

15.0 55 112 6.2 114 65 114 7.0 1.16 75 117 77 118
30 20.0 55 1.05 6.2 1.07 65 1.07 7.0 7.09 75 710 77 110
25.0 55 1.28 6.2 1.31 65 132 7.0 133 75 135 77 135
30.0 55 148 6.2 150 65 151 7.0 153 75 155 77 156
350 55 1.84 6.2 187 65 1.89 7.0 191 75 1.93 77 1.94
20.0 79 175 55 1.78 58 1.80 6.2 1.82 66 1.84 68 1.85
6.0 72 1.66 78 169 50 771 54 172 58 174 6.0 175
10.0 55 0.88 6.2 0.89 65 0.90 7.0 0.91 75 0.92 77 0.92
0.0 55 1.04 6.2 1.06 65 1.07 7.0 1.08 75 110 77 7.10
50 55 111 6.2 113 65 114 7.0 1.16 75 117 77 117
10.0 55 121 6.2 123 65 1.24 7.0 125 75 127 77 128
15.0 55 112 6.2 114 65 114 7.0 116 75 117 77 118
28 20.0 55 1.05 6.2 1.07 65 1.07 7.0 1.09 75 110 77 110
25.0 55 128 6.2 131 65 132 7.0 133 75 135 77 135
30.0 55 1.48 6.2 150 65 151 7.0 153 75 155 77 156
35.0 55 184 6.2 187 65 1.89 7.0 191 75 1.93 77 194
200 2.9 175 55 178 58 1.80 62 1.82 66 1.84 68 185
6.0 72 1.66 738 1.69 50 171 54 172 58 174 6.0 175
~10.0 55 0.88 6.2 0.89 65 0.90 7.0 0.91 75 0.92 77 0.92
0.0 55 1.04 6.2 1.06 65 1.07 7.0 1.08 75 1.10 77 1.10
50 55 111 6.2 113 65 114 7.0 1.16 75 117 77 147
10.0 55 121 6.2 123 65 1.24 7.0 1.25 75 127 77 1.28
15.0 55 112 6.2 114 65 114 7.0 1.16 75 117 77 718
27 200 55 1.05 6.2 107 65 107 7.0 7.09 75 710 77 710
25.0 55 1.28 6.2 1.31 65 132 7.0 133 75 135 77 135
30.0 55 148 6.2 150 65 151 7.0 153 75 155 77 156
35.0 55 1.84 6.2 187 65 1.89 7.0 191 75 1.93 77 1.94
0.0 79 175 55 1.78 58 1.80 6.2 1.82 66 1.84 68 1.85
6.0 42 1.66 48 1.69 50 171 54 172 58 174 6.0 175
10.0 55 0.88 6.2 0.89 65 0.90 7.0 0.91 75 0.92 77 0.92
0.0 55 1.04 6.2 7.06 65 107 7.0 1.08 75 710 77 .10
5.0 55 111 6.2 113 65 114 7.0 1.16 75 117 77 117
10.0 55 121 6.2 123 65 1.24 7.0 125 75 127 77 128
15.0 55 112 6.2 114 65 114 7.0 1.16 75 117 77 118
26 20.0 55 1.05 6.2 1.07 65 1.07 7.0 1.09 75 .10 77 1.10
25.0 55 128 62 731 65 132 7.0 133 75 135 77 135
30.0 55 1.48 6.2 150 65 151 7.0 153 75 155 77 156
35.0 55 184 6.2 187 65 1.89 7.0 191 75 1.93 77 194
200 ) 175 55 178 58 1.80 6.2 1.82 6.6 1.84 68 1.85
6.0 72 1.66 138 1.69 50 171 54 172 58 174 6.0 175
~10.0 55 0.88 6.2 0.89 65 0.90 70 0.91 75 0.92 77 0.92
0.0 55 1.04 6.2 1.06 65 1.07 7.0 1.08 75 110 77 1.10
50 55 111 6.2 113 65 114 7.0 1.16 75 117 77 147
10.0 55 121 6.2 123 65 124 7.0 125 75 127 77 128
15.0 55 112 6.2 114 65 114 7.0 1.16 75 17 77 118
25 20.0 55 1.05 6.2 1.07 65 1.07 7.0 1.09 75 1.10 77 110
25.0 55 1.28 6.2 1.31 65 132 7.0 133 75 135 77 135
30.0 55 148 6.2 150 65 151 7.0 153 75 155 77 156
35.0 55 1.84 6.2 1.87 65 1.89 7.0 191 75 1.93 77 1.94
40,0 79 175 55 1.78 58 1.80 6.2 1.82 66 184 68 1.85
6.0 42 1.66 48 1.69 50 171 54 172 538 174 6.0 1.75
~10.0 55 0.88 6.2 0.89 65 0.90 7.0 0.91 75 0.92 77 0.92
0.0 55 1.04 6.2 1.06 65 1.07 7.0 1.08 75 110 77 .10
50 55 111 6.2 113 65 114 7.0 1.16 75 117 77 117
10.0 55 121 6.2 123 65 1.04 7.0 125 75 127 77 128
15.0 55 112 6.2 114 65 114 7.0 1.16 75 117 77 118
24 20.0 55 1.05 6.2 1.07 65 1.07 7.0 1.09 75 1710 77 7.10
25.0 55 1.28 6.2 1.31 65 132 7.0 133 75 135 77 135
30.0 55 1.48 6.2 150 65 151 7.0 153 75 155 77 1.56
35.0 55 184 62 187 65 1.89 7.0 191 75 193 77 194
200 7.9 175 55 1.78 58 1.80 6.2 1.82 66 1.84 68 185
6.0 72 1.66 138 1.69 50 171 54 172 58 174 6.0 175
10.0 55 0.88 6.2 0.89 65 0.90 7.0 0.91 75 0.92 77 0.92
0.0 55 1.04 6.2 1.06 65 1.07 7.0 1.08 75 .10 77 110
50 55 111 6.2 113 65 114 7.0 1.16 75 117 77 117
10.0 55 121 6.2 123 65 124 7.0 125 75 127 77 128
15.0 55 112 6.2 114 65 114 7.0 1.16 75 117 77 718
23 20.0 55 1.05 6.2 1.07 65 1.07 7.0 1.09 75 1.10 77 1.10
25.0 55 128 6.2 1.31 65 132 7.0 133 75 1.35 77 135
30.0 55 148 6.2 150 65 151 7.0 153 75 155 77 156
35.0 55 1.84 6.2 187 65 1.89 7.0 191 75 1.93 77 1.94
20.0 79 175 55 178 58 1.80 6.2 1.82 66 184 68 1.85
6.0 42 1.66 ) 1.69 50 171 54 172 58 174 6.0 175
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Indoor temperature
'"d"if];“c“a';:gi't‘;“" Outdoor temperature 18.0 °CDB 21.0 °CDB 23.0 °CDB 27.0 °CDB 29.0 °CDB 32.0 °CDB
12.0 °CWB 15.0 °CWB 16.0 °CWB 19.0 °CWB 21.0 °CWB 23.0 °CWB

kBtu/h °CDB TC P TC P TC P TC P TC P TC P

0.0 55 0.88 6.2 0.89 65 0.90 7.0 0.91 75 0.92 77 0.92

0.0 55 1.04 6.2 7.06 65 707 7.0 1.08 75 710 77 710

5.0 55 111 6.2 113 65 114 7.0 1.16 75 117 77 117

10.0 55 121 6.2 123 65 124 7.0 125 75 127 77 128
o 15.0 55 112 6.2 114 65 114 7.0 1.16 75 117 77 118 o
< 21 20.0 55 1.05 6.2 1707 65 .07 7.0 1.09 75 710 77 710 <
E B 25.0 55 .28 62 31 65 732 70 733 75 35 77 735 E b
Sy 30.0 55 148 6.2 150 65 751 7.0 153 75 155 77 156 Sy
S 35.0 55 1.84 6.2 187 65 189 70 191 75 193 77 194 xS
0O 200 ) 175 55 178 58 1.80 6.2 1.82 6.6 184 68 185 O ®
8 ® 76.0 72 166 78 769 5.0 171 54 172 58 174 6.0 175 8 ®
= > 0.0 53 0.84 6.0 0.86 64 0.86 68 0.87 73 0.88 75 0.89 = >
8 2 0.0 53 1.00 6.0 1.02 64 103 68 1.04 73 1.05 75 1.06 8 2

5.0 53 107 6.0 7.09 64 710 68 711 73 112 75 713

10.0 53 1.16 6.0 118 6.4 1.19 638 1.20 73 122 75 122

15.0 53 107 6.0 7.09 6.4 710 68 711 73 112 75 713

19 200 53 1.00 6.0 1.02 64 1.03 68 1.04 73 1.05 75 1.06

25.0 53 123 6.0 125 64 126 68 128 73 129 75 130

300 53 147 6.0 144 64 145 68 147 73 148 75 149

35.0 53 176 6.0 179 64 781 68 183 73 185 75 186

0.0 77 168 53 771 56 172 6.0 174 64 176 66 177

6.0 47 159 53 162 56 163 6.0 165 64 167 66 168

0.0 5.0 0.79 57 0.80 6.0 0.81 64 0.82 68 0.83 71 0.83

0.0 5.0 0.94 57 0.96 6.0 0.97 64 0.98 68 0.99 71 0.99

50 5.0 1.00 57 1.02 6.0 103 6.4 1.04 68 1.05 71 1.06

10.0 5.0 1.09 57 711 6.0 112 64 113 68 114 71 715

15.0 5.0 1.00 57 1.02 6.0 1.03 64 1.04 68 1.05 71 1.06

18 20.0 5.0 0.94 57 0.96 6.0 0.97 6.4 0.98 638 0.99 71 7.00

25.0 5.0 116 57 118 6.0 119 6.4 1.20 68 121 71 122

30.0 5.0 133 57 135 6.0 136 6.4 138 68 139 71 140

35.0 5.0 166 57 168 6.0 170 64 172 68 174 71 175

400 74 158 50 1.60 53 162 57 164 6.1 165 6.2 1.66

6.0 74 150 50 152 53 154 57 155 6.1 157 6.2 158

0.0 25 0.70 51 0.71 53 0.72 57 073 6.1 0.73 63 0.74

0.0 75 0.83 51 0.85 53 0.86 57 0.87 6.1 0.88 63 0.88

5.0 15 0.89 51 0.91 53 0.91 57 0.92 6.1 0.93 63 0.94

10.0 75 0.97 51 0.98 53 0.99 57 1.00 6.1 .01 63 1.02

5.0 75 0.89 51 0.91 53 0.91 57 0.02 6.1 0.93 63 0.94

16 20.0 45 0.84 5.1 0.85 53 0.86 57 0.87 6.1 0.88 63 0.88

25.0 75 1.02 51 .04 53 1.05 57 1.06 6.1 17.07 63 7.08

30.0 75 1.18 5.1 1.20 53 121 57 122 6.1 1.24 63 124

35.0 75 147 51 149 53 751 57 152 6.1 154 63 155

0.0 70 140 75 142 77 143 5.0 145 54 147 56 147

6.0 70 133 75 135 77 136 50 138 54 139 56 140

0.0 39 0.63 74 0.64 77 0.65 5.0 0.65 53 0.66 55 0.66

0.0 39 0.75 14 0.76 77 0.77 50 0.78 53 0.79 55 0.79

5.0 39 0.80 74 0.81 77 0.82 5.0 0.83 53 0.84 55 0.84

0.0 39 0.87 74 0.88 77 0.89 5.0 0.90 53 0.91 55 0.92

15.0 39 0.80 74 0.82 77 0.82 5.0 0.83 53 0.84 55 0.85

14 20.0 39 0.75 74 0.77 77 077 5.0 0.78 53 0.79 55 0.79

25.0 39 0.92 74 0.94 47 0.95 5.0 0.96 53 0.97 55 0.97

30.0 39 1.06 74 7.08 77 7.09 50 110 53 711 55 112

35.0 39 132 14 134 47 135 5.0 137 53 1.39 55 139

400 35 126 39 128 ] 129 a4 130 47 132 79 133

6.0 35 719 39 721 ] 122 74 124 77 125 79 126

NOTES:

* TC: Total Capacity (kW), IP: Input Power (kW)
» Values mentioned in the table are based on the following conditions:
— Power source of specifications: 230 V
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
» 2 or more indoor units should be connected.
The total ability of connected indoor unit is from 14,000 Btu/h up to 30,000 Btu/h.
Input in the table are calculated based on the maximum indoor unit input combinations.
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FUJITSU GENERAL LIMITED

® Compact cassette type
Model: AUXGO7KVLA

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
» -10.0 1.96 1.32 2.22 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 2.44 -
< -5.0 1.96 1.32 222 1.51 2.34 1.74 2.50 1.95 2.67 2.13 2.76 244 <«
E E 0.0 1.96 1.32 2.22 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 2.44 E E
5% 5.0 1.96 1.32 2.22 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 244 =4
[ § 10.0 1.96 1.32 2.22 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 2.44 4 §
O w» 15.0 1.96 1.32 2.22 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 2.44 O
8 6 20.0 1.96 1.32 222 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 2.44 8 (‘3
= > 25.0 1.96 1.32 222 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 2.44 = >
8 <Ot 30.0 1.96 1.32 2.22 1.51 2.34 1.74 2.50 1.95 2.67 2.13 2.76 244 8 2

35.0 1.96 1.32 222 1.51 2.34 1.74 2.50 1.95 2.67 213 276 2.44

40.0 1.74 1.05 1.97 1.19 2.08 1.37 2.23 1.54 2.38 1.69 245 1.94

46.0 1.51 0.78 1.71 0.89 1.80 1.03 1.93 1.16 2.06 1.26 212 1.45

Model: AUXGO9KVLA

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
-5.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
0.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
5.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
10.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
15.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
20.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
25.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
30.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
35.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
40.0 2.23 1.32 2.52 1.51 2.66 1.74 2.85 1.95 3.04 213 3.14 2.45
46.0 1.93 0.99 218 1.13 2.30 1.30 2.46 1.46 2.63 1.60 272 1.83

Model: AUXG12KVLA

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 2.22 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 4.74 4.10
-5.0 3.37 222 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 4.74 4.10
0.0 3.37 222 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 4.74 4.10
5.0 3.37 222 3.81 2.53 4.02 291 4.30 3.27 4.60 3.57 4.74 4.10
10.0 3.37 222 3.81 253 4.02 2.91 4.30 3.27 4.60 3.57 474 4.10
15.0 3.37 2.22 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 474 4.10
20.0 3.37 222 3.81 2.53 4.02 291 4.30 3.27 4.60 3.57 4.74 4.10
25.0 3.37 2.22 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 4.74 4.10
30.0 3.37 222 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 4.74 4.10
35.0 3.37 2.22 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 474 4.10
40.0 3.00 1.76 3.39 2.00 3.57 2.30 3.83 2.59 4.09 2.83 4.22 3.24
46.0 2.60 1.31 2.93 1.50 3.09 1.72 3.31 1.94 3.54 212 3.65 243

Model: AUXG14KVLA

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
-5.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
0.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
5.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
10.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
15.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
20.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
25.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
30.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
35.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
40.0 3.26 1.81 3.68 2.06 3.88 2.37 4.16 2.66 4.44 2.91 4.58 3.34
46.0 2.82 1.35 3.19 1.54 3.36 1.77 3.60 1.99 3.84 2.18 3.96 2.50

NOTES:
* TC: Total Capacity (kW), SHC: Sensible Heat Capacity (kW)
+ Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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® Mini duct type
Model: ARXGO7KSLAP

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
» -10.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 -
< -5.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 <«
E E 0.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 E E
5% 5.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 =4
[ § 10.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 4 §
O w» 15.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 O
8 6 20.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 8 (‘3
= > 25.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 = >
8 <Ot 30.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 8 2

35.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 276 2.51

40.0 1.74 1.07 1.97 1.22 2.08 1.41 2.23 1.58 2.38 1.73 245 1.99

46.0 1.51 0.80 1.71 0.92 1.80 1.06 1.93 1.19 2.06 1.30 212 1.49

Model: ARXGO9KSLAP

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.61 2.84 1.83 2.99 211 3.20 2.37 3.42 2.59 3.53 2.97
-5.0 2.51 1.61 2.84 1.83 2.99 2.11 3.20 2.37 3.42 2.59 3.53 297
0.0 2.51 1.61 2.84 1.83 2.99 2.1 3.20 2.37 3.42 2.59 3.53 2.97
5.0 2.51 1.61 2.84 1.83 2.99 211 3.20 2.37 3.42 2.59 3.53 2.97
10.0 2.51 1.61 2.84 1.83 2.99 211 3.20 2.37 3.42 2.59 3.53 2.97
15.0 2.51 1.61 2.84 1.83 2.99 211 3.20 2.37 3.42 2.59 3.53 2.97
20.0 2.51 1.61 2.84 1.83 2.99 2.11 3.20 2.37 3.42 2.59 3.53 2.97
25.0 2.51 1.61 2.84 1.83 2.99 2.1 3.20 2.37 3.42 2.59 3.53 297
30.0 2.51 1.61 2.84 1.83 2.99 211 3.20 2.37 3.42 2.59 3.53 297
35.0 2.51 1.61 2.84 1.83 2.99 211 3.20 2.37 3.42 2.59 3.53 2.97
40.0 2.23 1.27 2.52 1.45 2.66 1.67 2.85 1.88 3.04 2.05 3.14 2.35
46.0 1.93 0.95 218 1.09 2.30 1.25 2.46 1.40 2.63 1.54 272 1.76

Model: ARXG12KSLAP

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
-5.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
0.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
5.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 474 3.99
10.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 474 3.99
15.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 474 3.99
20.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
25.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
30.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 474 3.99
35.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 474 3.99
40.0 3.00 1.71 3.39 1.95 3.57 2.24 3.83 2.52 4.09 2.76 4.22 3.16
46.0 2.60 1.28 2.93 1.46 3.09 1.68 3.31 1.89 3.54 2.06 3.65 2.36

Model: ARXG14KSLAP

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.66 225 4.14 2.56 4.36 2.95 4.67 3.32 4.99 3.63 5.15 4.15
-5.0 3.66 225 4.14 2.56 4.36 2.95 4.67 3.32 4.99 3.63 5.15 4.15
0.0 3.66 2.25 4.14 2.56 4.36 2.95 4.67 3.32 4.99 3.63 5.15 4.15
5.0 3.66 225 4.14 2.56 4.36 2.95 4.67 3.32 4.99 3.63 5.15 4.15
10.0 3.66 2.25 4.14 2.56 4.36 2.95 4.67 3.32 4.99 3.63 5.15 4.15
15.0 3.66 225 4.14 2.56 4.36 2.95 4.67 3.32 4.99 3.63 5.15 4.15
20.0 3.66 225 4.14 2.56 4.36 2.95 4.67 3.32 4.99 3.63 5.15 4.15
25.0 3.66 225 4.14 2.56 4.36 2.95 4.67 3.32 4.99 3.63 5.15 4.15
30.0 3.66 225 4.14 2.56 4.36 2.95 4.67 3.32 4.99 3.63 5.15 4.15
35.0 3.66 2.25 4.14 2.56 4.36 2.95 4.67 3.32 4.99 3.63 5.15 4.15
40.0 3.26 1.78 3.68 2.03 3.88 2.34 4.16 2.63 4.44 2.87 4.58 3.29
46.0 2.82 1.33 3.19 1.52 3.36 1.75 3.60 1.97 3.84 2.15 3.96 2.46

NOTES:
* TC: Total Capacity (kW), SHC: Sensible Heat Capacity (kW)
+ Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m [Outdoor unit—Indoor unit]

- 345 -
6-2. Cooling capacity 345 6. Capacity table



FUJITSU GENERAL LIMITED

@ Slim duct type
Model: ARXGO7KLLAP

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
» -10.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 -
< -5.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 <«
E E 0.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 E E
5% 5.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 =4
[ § 10.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 4 §
O w» 15.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 O
8 6 20.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 8 (‘3
= > 25.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 = >
8 <Ot 30.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 8 2

35.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 276 2.51

40.0 1.74 1.07 1.97 1.22 2.08 1.41 2.23 1.58 2.38 1.73 245 1.99

46.0 1.51 0.80 1.71 0.92 1.80 1.06 1.93 1.19 2.06 1.30 212 1.49

Model: ARXGO9KLLAP

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
-5.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
0.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
5.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
10.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
15.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
20.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
25.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
30.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
35.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
40.0 2.23 1.32 2.52 1.51 2.66 1.74 2.85 1.95 3.04 213 3.14 2.45
46.0 1.93 0.99 218 1.13 2.30 1.30 2.46 1.46 2.63 1.60 272 1.83

Model: ARXG12KLLAP

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 2.27 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
-5.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
0.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
5.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
10.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 474 4.20
15.0 3.37 2.27 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 474 4.20
20.0 3.37 2.27 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
25.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
30.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
35.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 474 4.20
40.0 3.00 1.80 3.39 2.05 3.57 2.36 3.83 2.66 4.09 2.91 4.22 3.33
46.0 2.60 1.35 2.93 1.54 3.09 1.77 3.31 1.99 3.54 217 3.65 2.49

Model: ARXG14KLLAP

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.66 2.34 4.14 2.67 4.36 3.08 4.67 3.46 4.99 3.78 5.15 4.33
-5.0 3.66 2.34 4.14 2.67 4.36 3.08 4.67 3.46 4.99 3.78 5.15 4.33
0.0 3.66 2.34 4.14 2.67 4.36 3.08 4.67 3.46 4.99 3.78 5.15 4.33
5.0 3.66 2.34 4.14 2.67 4.36 3.08 4.67 3.46 4.99 3.78 5.15 4.33
10.0 3.66 2.34 4.14 2.67 4.36 3.08 4.67 3.46 4.99 3.78 5.15 4.33
15.0 3.66 2.34 4.14 2.67 4.36 3.08 4.67 3.46 4.99 3.78 5.15 4.33
20.0 3.66 2.34 4.14 2.67 4.36 3.08 4.67 3.46 4.99 3.78 5.15 4.33
25.0 3.66 2.34 4.14 2.67 4.36 3.08 4.67 3.46 4.99 3.78 5.15 4.33
30.0 3.66 2.34 4.14 2.67 4.36 3.08 4.67 3.46 4.99 3.78 5.15 4.33
35.0 3.66 2.34 4.14 2.67 4.36 3.08 4.67 3.46 4.99 3.78 5.15 4.33
40.0 3.26 1.86 3.68 212 3.88 2.44 4.16 2.74 4.44 2.99 4.58 3.43
46.0 2.82 1.39 3.19 1.58 3.36 1.82 3.60 2.05 3.84 2.24 3.96 2.57

NOTES:
* TC: Total Capacity (kW), SHC: Sensible Heat Capacity (kW)
+ Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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® Wall mounted type
Model: ASYGO7KGTB

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
» -10.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 -
< -5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 <«
E E 0.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 E E
5% 5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 =4
[ § 10.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 4 §
O w» 15.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 O
8 6 20.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 (‘3
= > 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 = >
8 <Ot 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2

35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 276 2.04

40.0 1.74 0.87 1.97 1.00 2.08 1.15 2.23 1.29 2.38 1.41 245 1.61

46.0 1.51 0.65 1.71 0.74 1.80 0.86 1.93 0.96 2.06 1.05 212 1.21

Model: ASYGO9KGTB

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 2.27 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.23 1.12 2.52 1.27 2.66 1.47 2.85 1.65 3.04 1.80 3.14 2.06
46.0 1.93 0.84 218 0.95 2.30 1.10 2.46 1.23 2.63 1.35 272 1.55

Model: ASYG12KGTB

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 3.00 1.50 3.39 1.71 3.57 1.97 3.83 2.21 4.09 242 4.22 277
46.0 2.60 1.12 2.93 1.28 3.09 1.47 3.31 1.66 3.54 1.81 3.65 2.08

Model: ASYG14KGTB

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
-5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
0.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
15.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
20.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
25.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
30.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
35.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
40.0 3.26 1.63 3.68 1.86 3.88 2.14 4.16 2.40 4.44 2.63 4.58 3.01
46.0 2.82 1.22 3.19 1.39 3.36 1.60 3.60 1.80 3.84 1.97 3.96 2.26
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Model: ASYGO7KGTE

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

-5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

0.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04
™ 5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ™
- S 10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 - '<_(
Zm 15.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 Zm
o 5 20.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ] 5
14 Y 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 14 N
8 ‘03 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2
ao 35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ao
'5 6 40.0 1.74 0.87 1.97 1.00 2.08 1.15 2.23 1.29 2.38 1.41 2.45 1.61 '5 S
o< 46.0 1.51 0.65 1.71 0.74 1.80 0.86 1.93 0.96 2.06 1.05 212 1.21 o<«

Model: ASYGO9KGTE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.23 1.12 2.52 1.27 2.66 1.47 2.85 1.65 3.04 1.80 3.14 2.06
46.0 1.93 0.84 218 0.95 2.30 1.10 2.46 1.23 2.63 1.35 272 1.55

Model: ASYG12KGTE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 3.00 1.50 3.39 1.71 3.57 1.97 3.83 2.21 4.09 242 4.22 277
46.0 2.60 1.12 2.93 1.28 3.09 1.47 3.31 1.66 3.54 1.81 3.65 2.08

Model: ASYG14KGTE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
-5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
0.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
15.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
20.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
25.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
30.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
35.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
40.0 3.26 1.63 3.68 1.86 3.88 2.14 4.16 2.40 4.44 2.63 4.58 3.01
46.0 2.82 1.22 3.19 1.39 3.36 1.60 3.60 1.80 3.84 1.97 3.96 2.26
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Model: ASYGO7KMTB

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

-5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

0.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04
™ 5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ™
- S 10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 - '<_(
Zm 15.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 Zm
o 5 20.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ] 5
14 Y 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 14 N
8 ‘03 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2
ao 35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ao
'5 6 40.0 1.74 0.87 1.97 1.00 2.08 1.15 2.23 1.29 2.38 1.41 2.45 1.61 '5 S
o< 46.0 1.51 0.65 1.71 0.74 1.80 0.86 1.93 0.96 2.06 1.05 212 1.21 o<«

Model: ASYGO9KMTB

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.23 1.12 2.52 1.27 2.66 1.47 2.85 1.65 3.04 1.80 3.14 2.06
46.0 1.93 0.84 218 0.95 2.30 1.10 2.46 1.23 2.63 1.35 272 1.55

Model: ASYG12KMTB

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 3.00 1.50 3.39 1.71 3.57 1.97 3.83 2.21 4.09 242 4.22 277
46.0 2.60 1.12 2.93 1.28 3.09 1.47 3.31 1.66 3.54 1.81 3.65 2.08

Model: ASYG14KMTB

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
-5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
0.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
15.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
20.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
25.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
30.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
35.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
40.0 3.26 1.63 3.68 1.86 3.88 2.14 4.16 2.40 4.44 2.63 4.58 3.01
46.0 2.82 1.22 3.19 1.39 3.36 1.60 3.60 1.80 3.84 1.97 3.96 2.26
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FUJITSU GENERAL LIMITED
Model: ASYGO7KMCC

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

-5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

0.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04
™ 5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ™
- S 10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 - '<_(
Zm 15.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 Zm
o 5 20.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ] 5
14 Y 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 14 N
8 ‘03 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2
ao 35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ao
'5 6 40.0 1.74 0.87 1.97 1.00 2.08 1.15 2.23 1.29 2.38 1.41 2.45 1.61 '5 S
o< 46.0 1.51 0.65 1.71 0.74 1.80 0.86 1.93 0.96 2.06 1.05 212 1.21 o<«

Model: ASYG09KMCC

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.23 1.12 2.52 1.27 2.66 1.47 2.85 1.65 3.04 1.80 3.14 2.06
46.0 1.93 0.84 218 0.95 2.30 1.10 2.46 1.23 2.63 1.35 272 1.55

Model: ASYG12KMCC

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 3.00 1.50 3.39 1.71 3.57 1.97 3.83 2.21 4.09 242 4.22 277
46.0 2.60 1.12 2.93 1.28 3.09 1.47 3.31 1.66 3.54 1.81 3.65 2.08

Model: ASYG14KMCC

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
-5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
0.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
15.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
20.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
25.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
30.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
35.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
40.0 3.26 1.63 3.68 1.86 3.88 2.14 4.16 2.40 4.44 2.63 4.58 3.01
46.0 2.82 1.22 3.19 1.39 3.36 1.60 3.60 1.80 3.84 1.97 3.96 2.26
- 350 -

6-2. Cooling capacity 6. Capacity table



FUJITSU GENERAL LIMITED
Model: ASYGO7KMCE

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

-5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

0.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04
™ 5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ™
- S 10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 - '<_(
Zm 15.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 Zm
o 5 20.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ] 5
14 Y 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 14 N
8 ‘03 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2
ao 35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ao
'5 6 40.0 1.74 0.87 1.97 1.00 2.08 1.15 2.23 1.29 2.38 1.41 2.45 1.61 '5 S
o< 46.0 1.51 0.65 1.71 0.74 1.80 0.86 1.93 0.96 2.06 1.05 212 1.21 o<«

Model: ASYGO9KMCE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.23 1.12 2.52 1.27 2.66 1.47 2.85 1.65 3.04 1.80 3.14 2.06
46.0 1.93 0.84 218 0.95 2.30 1.10 2.46 1.23 2.63 1.35 272 1.55

Model: ASYG12KMCE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 3.00 1.50 3.39 1.71 3.57 1.97 3.83 2.21 4.09 242 4.22 277
46.0 2.60 1.12 2.93 1.28 3.09 1.47 3.31 1.66 3.54 1.81 3.65 2.08

Model: ASYG14KMCE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
-5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
0.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
15.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
20.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
25.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
30.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
35.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
40.0 3.26 1.63 3.68 1.86 3.88 2.14 4.16 2.40 4.44 2.63 4.58 3.01
46.0 2.82 1.22 3.19 1.39 3.36 1.60 3.60 1.80 3.84 1.97 3.96 2.26
- 351 -

6-2. Cooling capacity 6. Capacity table



FUJITSU GENERAL LIMITED
Model: ASYGO7KETA, ASYGO7KETA-B

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

-5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

0.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04
™ 5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ™
- S 10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 - '<_(
Zm 15.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 Zm
o 5 20.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ] 5
14 Y 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 14 N
8 ‘03 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2
ao 35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ao
'5 6 40.0 1.74 0.87 1.97 1.00 2.08 1.15 2.23 1.29 2.38 1.41 2.45 1.61 '5 S
o< 46.0 1.51 0.65 1.71 0.74 1.80 0.86 1.93 0.96 2.06 1.05 212 1.21 o<«

Model: ASYGO9KETA, ASYG09KETA-B

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.23 1.12 2.52 1.27 2.66 1.47 2.85 1.65 3.04 1.80 3.14 2.06
46.0 1.93 0.84 218 0.95 2.30 1.10 2.46 1.23 2.63 1.35 272 1.55

Model: ASYG12KETA, ASYG12KETA-B

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 3.00 1.50 3.39 1.71 3.57 1.97 3.83 2.21 4.09 242 4.22 277
46.0 2.60 1.12 2.93 1.28 3.09 1.47 3.31 1.66 3.54 1.81 3.65 2.08

Model: ASYG14KETA, ASYG14KETA-B

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
-5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
0.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
15.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
20.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
25.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
30.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
35.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
40.0 3.26 1.63 3.68 1.86 3.88 2.14 4.16 2.40 4.44 2.63 4.58 3.01
46.0 2.82 1.22 3.19 1.39 3.36 1.60 3.60 1.80 3.84 1.97 3.96 2.26
- 352 -

6-2. Cooling capacity 6. Capacity table



FUJITSU GENERAL LIMITED
Model: ASYGO7KETE, ASYGO7KETE-B

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

-5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

0.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04
™ 5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ™
- S 10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 - '<_(
Zm 15.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 Zm
o 5 20.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ] 5
14 Y 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 14 N
8 ‘03 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2
ao 35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ao
'5 6 40.0 1.74 0.87 1.97 1.00 2.08 1.15 2.23 1.29 2.38 1.41 2.45 1.61 '5 S
o< 46.0 1.51 0.65 1.71 0.74 1.80 0.86 1.93 0.96 2.06 1.05 212 1.21 o<«

Model: ASYGO9KETE, ASYGO9KETE-B

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.23 1.12 2.52 1.27 2.66 1.47 2.85 1.65 3.04 1.80 3.14 2.06
46.0 1.93 0.84 218 0.95 2.30 1.10 2.46 1.23 2.63 1.35 272 1.55

Model: ASYG12KETE, ASYG12KETE-B

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 3.00 1.50 3.39 1.71 3.57 1.97 3.83 2.21 4.09 242 4.22 277
46.0 2.60 1.12 2.93 1.28 3.09 1.47 3.31 1.66 3.54 1.81 3.65 2.08

Model: ASYG14KETE, ASYG14KETE-B

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
-5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
0.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
5.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
10.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
15.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
20.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
25.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
30.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
35.0 3.66 2.06 4.14 2.35 4.36 2.70 4.67 3.04 4.99 3.32 5.15 3.80
40.0 3.26 1.63 3.68 1.86 3.88 2.14 4.16 2.40 4.44 2.63 4.58 3.01
46.0 2.82 1.22 3.19 1.39 3.36 1.60 3.60 1.80 3.84 1.97 3.96 2.26
NOTES:

» TC: Total Capacity (kW), SHC: Sensible Heat Capacity (kW)
+ Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)

6-2. Cooling capacity - 353 - 6. Capacity table
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® Floor type
Model: AGYGO9KVCA

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
» -10.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 -
< -5.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 <«
E E 0.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 E E
5% 5.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 =4
[ § 10.0 2.51 1.71 2.84 1.95 2.99 225 3.20 2.53 3.42 2.76 3.53 3.17 4 §
O w» 15.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 O
8 6 20.0 2.51 1.71 2.84 1.95 2.99 225 3.20 2.53 3.42 2.76 3.53 317 8 (‘3
= > 25.0 251 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 = >
8 <Ot 30.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 8 2

35.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17

40.0 2.23 1.36 2.52 1.55 2.66 1.78 2.85 2.00 3.04 2.19 3.14 2.51

46.0 1.93 1.02 218 1.16 2.30 1.33 2.46 1.50 2.63 1.64 2.72 1.88

Model: AGYG12KVCA

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
-5.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
0.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
5.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
10.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
15.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
20.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
25.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
30.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
35.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
40.0 3.00 1.71 3.39 1.95 3.57 224 3.83 2.52 4.09 2.76 4.22 3.16
46.0 2.60 1.28 2.93 1.46 3.09 1.68 3.31 1.89 3.54 2.06 3.65 2.36

Model: AGYG14KVCA

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
-5.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
0.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
5.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
10.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
15.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
20.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
25.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
30.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
35.0 3.66 2.28 4.14 2.60 4.36 2.99 4.67 3.36 4.99 3.68 5.15 4.21
40.0 3.26 1.81 3.68 2.06 3.88 2.37 4.16 2.66 4.44 2.91 4.58 3.34
46.0 2.82 1.35 3.19 1.54 3.36 1.77 3.60 1.99 3.84 218 3.96 2.50
NOTES:

» TC: Total Capacity (kW), SHC: Sensible Heat Capacity (kW)
* Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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B Model: AOYG24KBTA3

Indoor temperature
'"d"i‘r’l;"c';';:gi't‘;ec" Outdoor temperature 18.0 °CDB 21.0 °CDB 23.0 °CDB 27.0 °CDB 29.0 °CDB 32.0 °CDB
12.0 °CWB 15.0 °CWB 16.0 °CWB 19.0 °CWB 21.0 °CWB 23.0 °CWB

kBtu/h °CDB TC P TC P TC P TC P TC P TC P

-10.0 6.7 123 75 125 7.9 1.26 85 127 9.1 129 9.4 1.30
“ 0.0 6.7 146 75 149 7.9 150 85 152 9.1 154 9.4 155 .
- |<_t 5.0 6.7 1.56 75 1.59 7.9 1.60 8.5 1.62 9.1 1.64 9.4 1.65 - &
>m 10.0 6.7 1.70 75 173 7.9 174 85 176 9.1 178 9.4 179 >m
= 5 15.0 6.7 156 75 159 7.9 1.60 85 162 9.1 164 9.4 165 > 5
[\ 4PN 36 20.0 6.7 147 75 149 79 151 85 152 9.1 154 9.4 155 X
8 ® 25.0 6.7 1.80 75 183 7.9 1.84 85 187 9.1 1.89 9.4 1.90 8 ©
Ao 30.0 6.7 2.07 75 2.10 79 212 85 215 9.1 217 9.4 218 ao
l5 6 35.0 6.7 257 75 261 7.9 2.64 85 27 9.1 270 9.4 2.71 l5 5
o< 40.0 55 212 6.2 2.16 65 217 7.0 2.20 75 222 77 224 o<

46.0 43 167 438 1.70 5.1 1.71 55 173 58 175 6.0 1.76

-10.0 6.7 123 75 125 7.9 126 85 127 9.1 1.29 9.4 130

0.0 6.7 146 75 149 7.9 1.50 85 152 9.1 154 9.4 155

5.0 6.7 156 75 159 7.9 1.60 85 162 9.1 1,64 9.4 165

10.0 6.7 170 75 173 79 174 85 176 9.1 178 94 179

15.0 6.7 156 75 159 7.9 1.60 85 162 9.1 164 9.4 165

35 20.0 6.7 147 75 149 79 151 85 152 9.1 154 94 155

25.0 6.7 1.80 75 183 79 1384 85 187 9.1 1.89 9.4 1.90

30.0 6.7 2.07 75 2.10 7.9 212 85 2.15 9.1 217 9.4 218

35.0 6.7 257 75 261 79 264 85 27 9.1 270 9.4 2.71

40.0 55 212 6.2 2.16 6.5 217 7.0 2.20 75 222 77 2.24

46.0 43 167 48 170 5.1 171 55 173 58 175 6.0 1.76

-10.0 6.7 123 75 125 7.9 1.26 85 127 9.1 1.29 9.4 1.30

0.0 6.7 146 75 149 7.9 150 85 152 9.1 154 9.4 155

5.0 6.7 156 75 159 79 1.60 85 162 9.1 164 9.4 1.65

10.0 6.7 1.70 75 173 7.9 174 85 176 9.1 178 9.4 179

15.0 6.7 1.56 75 1.59 79 1.60 8.5 1,62 9.1 1.64 94 165

34 20.0 6.7 147 75 149 7.9 151 85 152 9.1 154 9.4 155

25.0 6.7 180 75 1.83 79 1.84 8.5 187 9.1 1.89 9.4 1.90

30.0 6.7 2.07 75 2.10 79 212 85 215 9.1 217 9.4 218

35.0 6.7 257 75 261 7.9 2.64 85 27 9.1 270 9.4 2.71

40.0 55 212 6.2 2.16 6.5 217 7.0 2.20 75 222 7.7 224

46.0 43 167 438 1.70 5.1 1.71 55 173 58 175 6.0 1.76

-10.0 6.7 123 75 125 79 126 85 127 9.1 129 94 130

0.0 6.7 146 75 149 7.9 1.50 85 152 9.1 154 9.4 155

5.0 6.7 156 75 159 7.9 1.60 85 162 9.1 164 9.4 1.65

10.0 6.7 1.70 75 173 7.9 174 85 176 9.1 178 9.4 179

15.0 6.7 156 75 159 7.9 1.60 85 162 9.1 164 9.4 165

33 20.0 6.7 147 75 149 79 151 85 152 9.1 154 94 155

25.0 6.7 1.80 75 183 7.9 1384 85 187 9.1 1.89 9.4 1.90

30.0 6.7 2.07 75 210 79 212 85 215 9.1 217 94 218

35.0 6.7 257 75 261 79 264 85 27 9.1 270 9.4 2.71

40.0 55 212 6.2 2.16 6.5 217 7.0 2.20 75 222 77 2.24

46.0 43 167 48 1.70 5.1 171 55 173 58 175 6.0 176

-10.0 6.7 123 75 125 7.9 1.26 85 127 9.1 1.29 9.4 1.30

0.0 6.7 146 75 149 79 150 85 152 9.1 154 94 155

5.0 6.7 156 75 159 7.9 1.60 85 162 9.1 164 9.4 1.65

10.0 6.7 1.70 75 173 7.9 174 85 176 9.1 178 9.4 179

15.0 6.7 156 75 159 7.9 1.60 85 162 9.1 164 9.4 1.65

32 20.0 6.7 147 75 149 7.9 151 85 152 9.1 154 9.4 155

25.0 6.7 1.80 75 1.83 79 1.84 8.5 187 9.1 1.89 9.4 1.90

30.0 6.7 2.07 75 2.10 7.9 212 85 2.15 9.1 217 9.4 218

35.0 6.7 257 75 2.61 79 2.64 85 27 9.1 270 94 2.71

40.0 55 212 6.2 2.16 6.5 217 7.0 2.20 75 222 7.7 224

46.0 43 167 438 1.70 5.1 1.71 55 173 58 175 6.0 1.76

-10.0 6.7 123 75 125 79 126 85 127 9.1 129 9.4 130

0.0 6.7 146 75 149 7.9 1.50 85 152 9.1 154 9.4 155

5.0 6.7 1.56 75 1.59 7.9 1.60 85 162 9.1 164 94 165

10.0 6.7 170 75 173 7.9 174 85 176 9.1 178 9.4 179

15.0 6.7 156 75 159 7.9 1.60 85 162 9.1 164 9.4 1.65

31 20.0 6.7 147 75 149 79 151 85 152 9.1 154 9.4 155

25.0 6.7 1.80 75 183 7.9 1384 85 187 9.1 1.89 9.4 1.90

30.0 6.7 2.07 75 210 79 212 85 215 9.1 217 94 218

35.0 6.7 257 75 261 7.9 2.64 85 27 9.1 270 9.4 2.71

40.0 55 212 6.2 216 65 217 7.0 2.20 75 222 77 224

46.0 43 167 48 1.70 5.1 171 55 173 58 175 6.0 176

-10.0 6.7 123 75 125 7.9 1.26 85 127 9.1 1.29 9.4 1.30

0.0 6.7 146 75 149 79 150 85 152 9.1 154 9.4 155

5.0 6.7 156 75 159 7.9 1.60 85 162 9.1 1.64 9.4 1.65

10.0 6.7 170 75 173 79 174 85 176 9.1 178 94 179

15.0 6.7 156 75 159 7.9 1.60 85 162 9.1 164 9.4 1.65

30 20.0 6.7 147 75 149 7.9 151 85 152 9.1 154 9.4 155

25.0 6.7 1.80 75 183 7.9 1.84 85 187 9.1 1.89 9.4 1.90

30.0 6.7 2.07 75 2.10 7.9 212 85 2.15 9.1 217 9.4 218

35.0 6.7 257 75 261 79 264 85 27 9.1 270 94 2.71

40.0 55 212 6.2 2.16 6.5 217 7.0 2.20 75 222 77 224

46.0 43 167 438 170 5.1 171 55 173 58 175 6.0 176

6-2. Cooling capacity - 355 - 6. Capacity table
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Indoor temperature
'"d"if];“c“a';:gi't‘;“" Outdoor temperature 18.0 °CDB 21.0 °CDB 23.0 °CDB 27.0 °CDB 29.0 °CDB 32.0 °CDB
12.0 °CWB 15.0 °CWB 16.0 °CWB 19.0 °CWB 21.0 °CWB 23.0 °CWB

kBtu/h °CDB TC P TC P TC P TC P TC P TC P

~10.0 6.7 123 75 1.25 7.9 1.26 85 127 9.1 1.29 94 1.30

0.0 67 1.46 75 1.49 79 150 85 152 9.1 154 94 155

5.0 6.7 156 75 159 7.9 1.60 85 1.62 9.1 164 94 1.65

10.0 67 170 75 173 79 174 85 176 9.1 1.78 94 179
o 15.0 6.7 156 75 159 7.9 160 85 162 91 1.64 94 165 o
< 28 20.0 67 147 75 1.49 79 151 85 152 9.1 154 94 155 P,
E B 25.0 6.7 1.80 75 183 7.9 164 85 187 91 1.89 94 1.90 E B
Sy 30.0 67 2.07 75 2.10 79 2.12 85 2.15 9.1 217 94 2.18 Sx
S 35.0 6.7 257 75 261 7.9 264 85 2.7 9.1 2.70 94 2.71 xS
0O 200 55 212 6.2 2.16 65 217 7.0 2.20 75 222 77 2.24 O ®
8 ® 6.0 73 167 78 1.70 51 171 55 173 58 175 6.0 176 8 b}
= > 10.0 67 123 75 125 79 126 85 127 9.1 129 94 730 = >
8 2 0.0 6.7 1.46 75 149 7.9 150 85 152 91 154 94 155 8 2

50 67 156 75 159 79 1.60 85 162 9.1 164 94 165

10.0 6.7 170 75 173 7.9 174 85 176 9.1 1.78 94 179

15.0 67 156 75 159 79 1.60 85 162 9.1 164 94 165

27 20.0 6.7 147 75 1.49 7.9 151 85 152 9.1 154 94 155

25.0 67 1.80 75 1.83 79 1.84 85 187 9.1 1.89 94 1.90

30.0 6.7 2.07 75 2.10 7.9 212 85 215 91 217 94 2.18

35.0 6.7 257 75 261 79 2.64 85 2.7 9.1 2.70 94 2.71

40,0 55 212 6.2 2.16 65 217 7.0 2.20 75 222 77 224

6.0 43 167 48 1.70 51 171 55 173 58 175 6.0 1.76

10,0 6.7 123 75 125 7.9 126 85 127 91 1.29 94 1.30

0.0 67 1.46 75 149 79 150 85 152 9.1 154 94 155

5.0 6.7 156 75 159 7.9 1.60 85 162 91 164 94 1.65

10.0 67 1.70 75 173 79 1.74 85 176 9.1 1.78 94 179

15.0 6.7 156 75 159 7.9 1.60 85 1.62 9.1 1.64 94 1.65

26 20.0 67 147 75 149 79 151 85 152 9.1 154 94 155

25.0 6.7 1.80 75 183 7.9 184 85 187 91 1.89 94 1.90

30.0 67 2.07 75 2.10 79 2.12 85 2.15 9.1 217 94 2.18

35.0 6.7 257 75 261 7.9 264 85 27 91 2.70 94 2.71

200 55 212 6.2 2.16 65 217 7.0 2.20 75 222 77 2.24

6.0 73 167 138 1.70 51 171 55 173 58 175 6.0 176

10.0 6.7 123 75 1.25 79 1.26 85 127 9.1 1.29 94 1.30

0.0 6.7 146 75 149 7.9 150 85 152 91 154 94 155

5.0 67 156 75 159 79 .60 85 162 9.1 164 94 165

10.0 6.7 170 75 173 7.9 174 85 176 91 1.78 94 179

15.0 67 156 75 159 79 1.60 85 162 9.1 164 94 165

25 20.0 6.7 147 75 1.49 7.9 151 85 152 9.1 154 94 155

25.0 67 1.80 75 1.83 79 1.84 85 1.87 9.1 1.89 94 7.90

30.0 6.7 2.07 75 2.10 79 212 85 215 91 217 94 218

35.0 67 257 75 261 79 2.64 85 2.7 9.1 2.70 94 2.71

40.0 55 212 6.2 2.16 65 247 7.0 2.20 75 222 77 224

6.0 43 167 48 1.70 51 171 55 173 58 175 6.0 1.76

~10.0 6.7 121 75 123 7.9 124 85 126 91 127 94 128

0.0 67 1.44 75 147 79 1.48 85 150 9.1 151 94 152

50 6.7 154 75 157 7.9 158 85 1.60 91 161 94 162

10.0 67 167 75 170 79 771 85 173 9.1 175 94 176

15.0 6.7 154 75 157 7.9 158 85 1.60 91 162 94 163

24 20.0 67 145 75 147 79 148 85 150 9.1 152 94 153

25.0 6.7 177 75 1.80 7.9 1.82 85 1.84 9.1 1.86 94 187

30.0 67 2.04 75 2.07 79 2.09 85 2.11 9.1 214 94 2.15

35.0 6.7 253 75 2.58 7.9 2.60 85 26 91 2.66 94 267

200 55 2.09 6.2 213 65 2.14 7.0 217 75 2.19 77 2.20

6.0 55 1.65 6.2 168 65 1.69 7.0 171 75 173 77 174

~10.0 6.4 1.16 73 118 77 719 82 1.20 88 122 9.0 122

0.0 64 138 73 141 77 142 82 143 38 145 9.0 146

5.0 6.4 147 73 150 77 151 82 153 88 155 9.0 155

10.0 64 1.60 73 163 77 164 82 1.66 88 1.68 9.0 1.69

15.0 6.4 1.48 73 150 77 751 82 153 38 155 9.0 156

23 20.0 64 1.39 73 141 77 142 82 1.44 88 145 9.0 1.46

25.0 64 170 73 173 77 174 82 176 88 1.78 9.0 179

30.0 64 1.95 73 7.99 77 2.00 82 2.02 88 2.05 9.0 2.06

35.0 64 242 73 247 77 2.49 82 25 88 254 9.0 2.56

40.0 53 2.00 6.0 2.04 6.3 2.05 6.7 2.08 72 2.10 74 211

6.0 53 158 6.0 1.60 63 162 67 1.64 72 1.65 74 1.66

~10.0 59 1.04 66 1.06 7.0 107 75 1.08 8.0 7.09 83 110

0.0 59 1.24 6.6 1.26 7.0 127 75 1.29 8.0 1.30 83 131

50 59 132 66 135 7.0 136 75 137 8.0 1.39 83 139

10.0 59 1.44 6.6 1.46 7.0 147 75 1.49 8.0 151 83 151

15.0 59 132 66 135 7.0 1.36 75 137 8.0 1.39 83 1.40

21 20.0 59 104 66 127 70 128 75 129 8.0 130 83 731

25.0 59 152 66 155 7.0 156 75 158 8.0 1.60 83 161

30.0 59 175 66 1.78 7.0 1.80 75 1.82 8.0 1.84 83 185

35.0 59 218 66 2.21 7.0 2.23 75 2.26 8.0 2.28 83 2.29

200 18 179 55 1.83 57 1.84 62 1.86 66 1.88 68 7.89

6.0 ) 141 55 1.44 57 145 6.2 147 66 1.48 68 1.49

-10.0 53 0.92 6.0 0.94 64 0.94 638 0.96 73 0.97 75 0.97

0.0 53 .10 6.0 112 64 113 68 114 73 115 75 116

5.0 53 117 6.0 119 64 1.20 6.8 121 73 123 75 123

10.0 53 127 6.0 129 64 1.30 68 132 73 133 75 134

15.0 53 117 6.0 119 6.4 1.20 6.8 122 73 123 75 1.04

19 20.0 53 1.10 6.0 112 64 113 68 114 73 115 75 116

250 53 135 6.0 137 6.4 138 68 1.40 73 141 75 142

30.0 53 155 6.0 158 64 159 68 161 73 163 75 164

35.0 53 193 6.0 1.96 64 798 68 2.00 73 2.02 75 2.03

20.0 74 159 7.9 162 52 163 56 1.65 6.0 167 6.2 1.68

6.0 14 125 79 127 52 129 56 1.30 6.0 1.31 6.2 132

6-2. Cooling capacity - 356 - 6. Capacity table
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Indoor temperature
'"d"i‘r’];“c“a';:gi't‘;“" Outdoor temperature 18.0 °CDB 21.0 °CDB 23.0 °CDB 27.0 °CDB 29.0 °CDB 32.0 °CDB
12.0 °CWB 15.0 °CWB 16.0 °CWB 19.0 °CWB 21.0 °CWB 23.0 °CWB

kBtu/h °CDB TC P TC P TC P TC P TC P TC P

~10.0 5.0 0.85 57 0.87 6.0 0.87 64 0.88 68 0.89 71 0.90

0.0 50 1.02 57 1.03 6.0 1.04 64 1.05 68 1.07 71 107

5.0 5.0 1.08 57 110 6.0 111 64 112 68 114 71 114

10.0 5.0 1.18 57 1.20 6.0 121 64 122 68 1.24 71 1.24
o 15.0 5.0 1.09 57 710 6.0 111 6.4 113 68 114 71 115 o
< 18 20.0 5.0 1.02 57 1.04 6.0 1.05 6.4 1.06 68 1.07 71 1.08 P,
E B 25.0 5.0 125 57 127 6.0 128 64 129 68 131 71 132 E B
Sy 30.0 5.0 1.44 57 1.46 6.0 147 6.4 1.49 68 151 71 151 Sx
S 35.0 50 178 5.7 181 6.0 183 6.4 1.85 6.8 187 7 188 xS
0O 200 41 1.47 47 150 4.9 151 53 153 56 154 58 155 O ®
8 ® 6.0 71 1.16 47 118 79 119 53 120 56 122 58 122 8 b}
= > 10.0 75 0.73 5.1 0.75 53 075 57 0.76 6.1 0.77 63 077 = >
8 2 0.0 75 0.87 51 0.89 53 0.90 57 0.91 6.1 0.92 63 0.92 8 2

50 15 0.93 5.1 0.95 53 0.96 57 0.97 6.1 0.98 63 0.98

10.0 45 1.01 5.1 1.03 53 1.04 57 1.05 6.1 1.06 63 1.07

15.0 15 0.93 5.1 0.95 53 0.96 57 0.97 6.1 0.98 63 0.99

16 200 75 0.88 51 0.89 53 0.90 57 0.91 6.1 0.92 63 0.93

25.0 45 1.07 5.1 1.09 53 .10 57 111 6.1 113 6.3 113

30.0 75 124 51 1.26 53 127 57 128 6.1 1.30 63 130

35.0 45 153 5.1 156 53 157 57 159 6.1 161 6.3 1.62

40,0 37 127 21 1.29 74 1.30 47 131 50 133 52 134

6.0 37 1.00 21 1.02 44 1.02 47 1.04 5.0 1.05 52 1.05

10,0 39 0.64 14 0.65 77 0.66 5.0 0.66 53 0.67 55 0.67

0.0 39 0.76 74 0.78 77 0.78 5.0 0.79 53 0.80 55 0.80

5.0 39 0.81 74 0.83 47 083 5.0 0.84 53 0.85 55 0.86

10.0 39 0.88 14 0.90 47 0.91 50 0.92 53 0.93 55 0.93

15.0 39 0.81 74 0.83 47 0.84 5.0 0.84 53 0.85 55 0.86

14 20.0 39 0.76 14 0.78 47 0.78 5.0 0.79 53 0.80 55 0.81

25.0 39 0.94 14 0.95 47 0.96 50 0.97 53 0.98 55 0.99

30.0 39 1.08 14 .10 g 711 5.0 112 53 113 55 114

35.0 39 134 ! 1.36 47 137 5.0 139 53 .40 55 141

200 32 1.10 36 112 38 113 41 1.15 a4 1.16 45 1.16

6.0 32 0.87 36 0.89 38 0.89 7 0.90 74 0.91 75 0.92

NOTES:

TC: Total Capacity (kW), IP: Input Power (kW)
+ Values mentioned in the table are based on the following conditions:
— Power source of specifications: 230 V
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
» 2 or more indoor units should be connected.
The total ability of connected indoor unit is from 14,000 Btu/h up to 36,000 Btu/h.
Input in the table are calculated based on the maximum indoor unit input combinations.

-357 -
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® Compact cassette type
Model: AUXGO7KVLA

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
» -10.0 1.96 1.32 2.22 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 2.44 -
< -5.0 1.96 1.32 222 1.51 2.34 1.74 2.50 1.95 2.67 2.13 2.76 244 <«
E E 0.0 1.96 1.32 2.22 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 2.44 E E
5% 5.0 1.96 1.32 2.22 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 244 =4
[ § 10.0 1.96 1.32 2.22 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 2.44 4 §
O w» 15.0 1.96 1.32 2.22 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 2.44 O
8 6 20.0 1.96 1.32 222 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 2.44 8 (‘3
= > 25.0 1.96 1.32 222 1.51 2.34 1.74 2.50 1.95 2.67 213 2.76 2.44 = >
8 <Ot 30.0 1.96 1.32 2.22 1.51 2.34 1.74 2.50 1.95 2.67 2.13 2.76 244 8 2

35.0 1.96 1.32 222 1.51 2.34 1.74 2.50 1.95 2.67 213 276 2.44

40.0 1.61 0.89 1.82 1.01 1.91 1.17 2.05 1.31 2.19 1.43 2.26 1.64

46.0 1.25 0.54 1.42 0.62 1.49 0.71 1.60 0.80 1.71 0.87 1.76 1.00

Model: AUXGO9KVLA

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
-5.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
0.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
5.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
10.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
15.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
20.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
25.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
30.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
35.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
40.0 2.06 1.12 2.32 1.28 245 1.47 2.62 1.66 2.81 1.81 2.89 2.08
46.0 1.61 0.68 1.81 0.78 1.91 0.90 2.05 1.01 2.19 1.10 2.26 1.26

Model: AUXG12KVLA

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 2.22 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 4.74 4.10
-5.0 3.37 222 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 4.74 4.10
0.0 3.37 222 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 4.74 4.10
5.0 3.37 222 3.81 2.53 4.02 291 4.30 3.27 4.60 3.57 474 4.10
10.0 3.37 222 3.81 253 4.02 2.91 4.30 3.27 4.60 3.57 4.74 4.10
15.0 3.37 2.22 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 4.74 4.10
20.0 3.37 222 3.81 2.53 4.02 291 4.30 3.27 4.60 3.57 4.74 4.10
25.0 3.37 2.22 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 4.74 4.10
30.0 3.37 222 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 474 4.10
35.0 3.37 2.22 3.81 2.53 4.02 2.91 4.30 3.27 4.60 3.57 4.74 4.10
40.0 2.76 1.49 3.12 1.70 3.29 1.96 3.53 2.20 3.77 2.40 3.89 275
46.0 2.16 0.91 2.44 1.03 2.57 1.19 2.75 1.34 2.94 1.46 3.03 1.68

Model: AUXG14KVLA

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.92 244 4.43 278 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
-5.0 3.92 244 4.43 278 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
0.0 3.92 2.44 4.43 278 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
5.0 3.92 2.44 4.43 2.78 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
10.0 3.92 2.44 4.43 278 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
15.0 3.92 244 443 278 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
20.0 3.92 244 4.43 278 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
25.0 3.92 244 4.43 278 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
30.0 3.92 244 4.43 2.78 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
35.0 3.92 2.44 4.43 2.78 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
40.0 3.21 1.64 3.63 1.87 3.83 2.15 4.10 242 4.38 2.65 4.52 3.03
46.0 2.51 1.00 2.84 1.14 2.99 1.31 3.20 1.47 3.42 1.61 3.53 1.85
- 358 -

6-2. Cooling capacity 6. Capacity table



FUJITSU GENERAL LIMITED

Model: AUXG18KVLA

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 4.80 291 5.42 3.31 5.72 3.81 6.12 4.28 6.54 4.69 6.74 5.37

-5.0 4.80 2.91 5.42 3.31 5.72 3.81 6.12 4.28 6.54 4.69 6.74 5.37

0.0 4.80 291 5.42 3.31 5.72 3.81 6.12 4.28 6.54 4.69 6.74 5.37
™ 5.0 4.80 2.91 5.42 3.31 572 3.81 6.12 4.28 6.54 4.69 6.74 5.37 ™
- S 10.0 4.80 2.91 5.42 3.31 5.72 3.81 6.12 4.28 6.54 4.69 6.74 5.37 - &
E o 15.0 4.80 291 5.42 3.31 5.72 3.81 6.12 4.28 6.54 4.69 6.74 5.37 E m
=) § 20.0 4.80 2.91 5.42 331 5.72 3.81 6.12 428 6.54 4.69 6.74 5.37 =) §
14 N 25.0 4.80 291 5.42 3.31 5.72 3.81 6.12 4.28 6.54 4.69 6.74 5.37 (14 N
8 2 30.0 4.80 2.91 5.42 3.31 5.72 3.81 6.12 4.28 6.54 4.69 6.74 5.37 8 g
ao 35.0 4.80 2.91 5.42 3.31 5.72 3.81 6.12 4.28 6.54 4.69 6.74 5.37 oo
'5 6 40.0 3.93 1.95 4.45 2.23 4.69 2.56 5.02 2.88 5.36 3.15 5.53 3.61 '5 6
o< 46.0 3.07 1.19 3.47 1.36 3.66 1.56 3.92 1.75 4.19 1.92 4.32 2.20 o«

NOTES:

» TC: Total Capacity (kW), SHC: Sensible Heat Capacity (kW)
* Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)

6-2. Cooling capacity - 359 - 6. Capacity table
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® Mini duct type
Model: ARXGO7KSLAP

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
» -10.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 -
< -5.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 <«
E E 0.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 E E
5% 5.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 =4
[ § 10.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 4 §
O w» 15.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 O
8 6 20.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 8 (‘3
= > 25.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 = >
8 <Ot 30.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 8 2

35.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 276 2.51

40.0 1.61 0.91 1.82 1.04 1.91 1.20 2.05 1.34 2.19 1.47 2.26 1.69

46.0 1.25 0.56 1.42 0.63 1.49 0.73 1.60 0.82 1.71 0.90 1.76 1.03

Model: ARXGO9KSLAP

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.61 2.84 1.83 2.99 211 3.20 2.37 3.42 2.59 3.53 2.97
-5.0 2.51 1.61 2.84 1.83 2.99 2.11 3.20 2.37 3.42 2.59 3.53 297
0.0 2.51 1.61 2.84 1.83 2.99 2.1 3.20 2.37 3.42 2.59 3.53 2.97
5.0 2.51 1.61 2.84 1.83 2.99 211 3.20 2.37 3.42 2.59 3.53 2.97
10.0 2.51 1.61 2.84 1.83 2.99 211 3.20 2.37 3.42 2.59 3.53 2.97
15.0 2.51 1.61 2.84 1.83 2.99 211 3.20 2.37 3.42 2.59 3.53 2.97
20.0 2.51 1.61 2.84 1.83 2.99 2.11 3.20 2.37 3.42 2.59 3.53 2.97
25.0 2.51 1.61 2.84 1.83 2.99 2.1 3.20 2.37 3.42 2.59 3.53 297
30.0 2.51 1.61 2.84 1.83 2.99 211 3.20 2.37 3.42 2.59 3.53 297
35.0 2.51 1.61 2.84 1.83 2.99 211 3.20 2.37 3.42 2.59 3.53 2.97
40.0 2.06 1.08 2.32 1.23 245 1.42 2.62 1.59 2.81 1.74 2.89 2.00
46.0 1.61 0.66 1.81 0.75 1.91 0.86 2.05 0.97 2.19 1.06 2.26 1.22

Model: ARXG12KSLAP

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
-5.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
0.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
5.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
10.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
15.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
20.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
25.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
30.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
35.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
40.0 2.76 1.45 3.12 1.65 3.29 1.90 3.53 2.14 3.77 2.34 3.89 2.68
46.0 2.16 0.88 2.44 1.01 2.57 1.16 2.75 1.30 2.94 143 3.03 1.63

Model: ARXG14KSLAP

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.92 2.41 443 274 4.67 3.16 5.00 3.55 5.35 3.88 5.51 4.45
-5.0 3.92 2.41 4.43 274 4.67 3.16 5.00 3.55 5.35 3.88 5.51 4.45
0.0 3.92 2.41 4.43 2.74 4.67 3.16 5.00 3.55 5.35 3.88 5.51 4.45
5.0 3.92 2.41 4.43 2.74 4.67 3.16 5.00 3.55 5.35 3.88 5.51 4.45
10.0 3.92 2.41 4.43 274 4.67 3.16 5.00 3.55 5.35 3.88 5.51 4.45
15.0 3.92 2.41 443 274 4.67 3.16 5.00 3.55 5.35 3.88 5.51 4.45
20.0 3.92 2.41 4.43 274 4.67 3.16 5.00 3.55 5.35 3.88 5.51 4.45
25.0 3.92 2.41 443 274 4.67 3.16 5.00 3.55 5.35 3.88 5.51 4.45
30.0 3.92 2.41 4.43 274 4.67 3.16 5.00 3.55 5.35 3.88 5.51 4.45
35.0 3.92 2.41 4.43 2.74 4.67 3.16 5.00 3.55 5.35 3.88 5.51 4.45
40.0 3.21 1.62 3.63 1.85 3.83 212 4.10 2.39 4.38 2.61 4.52 2.99
46.0 2.51 0.99 2.84 1.12 2.99 1.29 3.20 1.45 3.42 1.59 3.53 1.82
- 360 -
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Model: ARXG18KSLAP

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52

-5.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52

0.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52
™ 5.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 ™
- S 10.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 - r_(
Zm 15.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 Z o
o § 20.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 ] 5
14 Y 25.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 14 N
8 32 30.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 8 8
ao 35.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 ao
'5 6 40.0 3.93 2.01 4.45 2.29 4.69 2.64 5.02 2.96 5.36 3.24 5.53 3.71 '5 6
o< 46.0 3.07 1.22 347 1.40 3.66 1.61 3.92 1.80 4.19 1.97 4.32 2.26 o<«

NOTES:

» TC: Total Capacity (kW), SHC: Sensible Heat Capacity (kW)
* Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m [Outdoor unit—Indoor unit]
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@ Slim duct type
Model: ARXGO7KLLAP

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
» -10.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 -
< -5.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 <«
E E 0.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 E E
5% 5.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 =4
[ § 10.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 4 §
O w» 15.0 1.96 1.36 2.22 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 O
8 6 20.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 8 (‘3
= > 25.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 = >
8 <Ot 30.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 2.76 2.51 8 2

35.0 1.96 1.36 222 1.55 2.34 1.78 2.50 2.00 2.67 2.19 276 2.51

40.0 1.61 0.91 1.82 1.04 1.91 1.20 2.05 1.34 2.19 1.47 2.26 1.69

46.0 1.25 0.56 1.42 0.63 1.49 0.73 1.60 0.82 1.71 0.90 1.76 1.03

Model: ARXGO9KLLAP

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
-5.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
0.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
5.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
10.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
15.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
20.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
25.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
30.0 2.51 1.67 2.84 1.90 2.99 2.19 3.20 2.46 3.42 2.69 3.53 3.09
35.0 2.51 1.67 2.84 1.90 2.99 219 3.20 2.46 3.42 2.69 3.53 3.09
40.0 2.06 1.12 2.32 1.28 245 1.47 2.62 1.66 2.81 1.81 2.89 2.08
46.0 1.61 0.68 1.81 0.78 1.91 0.90 2.05 1.01 2.19 1.10 2.26 1.26

Model: ARXG12KLLAP

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 2.27 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
-5.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
0.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
5.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 474 4.20
10.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
15.0 3.37 2.27 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
20.0 3.37 2.27 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
25.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
30.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 474 4.20
35.0 3.37 227 3.81 2.59 4.02 2.99 4.30 3.35 4.60 3.67 4.74 4.20
40.0 2.76 1.53 3.12 1.74 3.29 2.01 3.53 2.26 3.77 247 3.89 2.83
46.0 2.16 0.93 2.44 1.06 2.57 1.22 2.75 1.37 2.94 1.50 3.03 1.72

Model: ARXG14KLLAP

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.92 251 4.43 2.86 4.67 3.29 5.00 3.70 5.35 4.05 5.51 4.64
-5.0 3.92 251 4.43 2.86 4.67 3.29 5.00 3.70 5.35 4.05 5.51 4.64
0.0 3.92 2.51 4.43 2.86 4.67 3.29 5.00 3.70 5.35 4.05 5.51 4.64
5.0 3.92 2.51 4.43 2.86 4.67 3.29 5.00 3.70 5.35 4.05 5.51 4.64
10.0 3.92 2.51 4.43 2.86 4.67 3.29 5.00 3.70 5.35 4.05 5.51 4.64
15.0 3.92 2.51 443 2.86 4.67 3.29 5.00 3.70 5.35 4.05 5.51 4.64
20.0 3.92 251 4.43 2.86 4.67 3.29 5.00 3.70 5.35 4.05 5.51 4.64
25.0 3.92 2.51 4.43 2.86 4.67 3.29 5.00 3.70 5.35 4.05 5.51 4.64
30.0 3.92 251 4.43 2.86 4.67 3.29 5.00 3.70 5.35 4.05 5.51 4.64
35.0 3.92 2.51 4.43 2.86 4.67 3.29 5.00 3.70 5.35 4.05 5.51 4.64
40.0 3.21 1.69 3.63 1.92 3.83 2.21 4.10 2.49 4.38 272 4.52 3.12
46.0 2.51 1.03 2.84 1.17 2.99 1.35 3.20 1.52 3.42 1.66 3.53 1.90
- 362 -
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Model: ARXG18KLLAP

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52

-5.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52

0.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52
™ 5.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 ™
- S 10.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 - r_(
Zm 15.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 Z o
o § 20.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 ] 5
14 Y 25.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 14 N
8 32 30.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 8 8
ao 35.0 4.80 2.99 5.42 3.41 5.72 3.92 6.12 4.41 6.54 4.82 6.74 5.52 ao
'5 6 40.0 3.93 2.01 4.45 2.29 4.69 2.64 5.02 2.96 5.36 3.24 5.53 3.71 '5 6
o< 46.0 3.07 1.22 347 1.40 3.66 1.61 3.92 1.80 4.19 1.97 4.32 2.26 o<«

NOTES:

» TC: Total Capacity (kW), SHC: Sensible Heat Capacity (kW)
* Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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® Wall mounted type
Model: ASYGO7KGTB

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
» -10.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 -
< -5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 <«
E E 0.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 E E
5% 5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 =4
[ § 10.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 4 §
O w» 15.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 O
8 6 20.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 (‘3
= > 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 = >
8 <Ot 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2

35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 276 2.04

40.0 1.61 0.74 1.82 0.84 1.91 0.97 2.05 1.09 2.19 1.20 2.26 1.37

46.0 1.25 0.45 1.42 0.51 1.49 0.59 1.60 0.67 1.71 0.73 1.76 0.83

Model: ASYGO9KGTB

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 2.27 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.06 0.95 2.32 1.08 245 1.24 2.62 1.40 2.81 1.53 2.89 1.75
46.0 1.61 0.58 1.81 0.66 1.91 0.76 2.05 0.85 2.19 0.93 2.26 1.07

Model: ASYG12KGTB

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 2.76 1.27 3.12 1.45 3.29 1.67 3.53 1.88 3.77 2.06 3.89 2.35
46.0 2.16 0.78 2.44 0.89 2.57 1.02 2.75 1.14 2.94 1.25 3.03 143

Model: ASYG14KGTB

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
-5.0 3.92 2.20 4.43 251 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
0.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
15.0 3.92 2.20 443 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
20.0 3.92 2.20 4.43 251 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
25.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
30.0 3.92 2.20 4.43 251 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
35.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
40.0 3.21 1.48 3.63 1.69 3.83 1.95 4.10 2.19 4.38 2.39 4.52 2.74
46.0 2.51 0.90 2.84 1.03 2.99 1.18 3.20 1.33 3.42 1.46 3.53 1.67
-364 -
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Model: ASYGO7KGTE

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

-5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

0.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04
™ 5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ™
- S 10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 - '<_(
Zm 15.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 Zm
o 5 20.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ] 5
14 Y 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 14 N
8 ‘03 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2
ao 35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ao
'5 6 40.0 1.61 0.74 1.82 0.84 1.91 0.97 2.05 1.09 2.19 1.20 2.26 1.37 '5 S
o< 46.0 1.25 0.45 1.42 0.51 1.49 0.59 1.60 0.67 1.71 0.73 1.76 0.83 o<

Model: ASYGO9KGTE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.06 0.95 2.32 1.08 245 1.24 2.62 1.40 2.81 1.53 2.89 1.75
46.0 1.61 0.58 1.81 0.66 1.91 0.76 2.05 0.85 2.19 0.93 2.26 1.07

Model: ASYG12KGTE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 2.76 1.27 3.12 1.45 3.29 1.67 3.53 1.88 3.77 2.06 3.89 2.35
46.0 2.16 0.78 244 0.89 2.57 1.02 2.75 1.14 2.94 1.25 3.03 1.43

Model: ASYG14KGTE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
-5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
0.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 551 4.07
5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
15.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
20.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
25.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
30.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
35.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
40.0 3.21 1.48 3.63 1.69 3.83 1.95 4.10 2.19 4.38 2.39 4.52 2.74
46.0 2.51 0.90 2.84 1.03 2.99 1.18 3.20 1.33 3.42 1.46 3.53 1.67
- 365 -
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Model: ASYG18KMTB

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 5.22 6.74 5.98

-5.0 4.80 3.24 5.42 3.69 572 4.25 6.12 477 6.54 5.22 6.74 5.98

0.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 5.22 6.74 5.98
™ 5.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 5.22 6.74 5.98 ™
- S 10.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 5.22 6.74 5.98 - '<_(
Zm 15.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 5.22 6.74 5.98 Zm
o 5 20.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 5.22 6.74 5.98 ] 5
14 Y 25.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 5.22 6.74 5.98 14 N
8 ‘03 30.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 477 6.54 5.22 6.74 5.98 8 2
ao 35.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 5.22 6.74 5.98 ao
'5 6 40.0 3.93 2.18 4.45 2.48 4.69 2.86 5.02 3.21 5.36 3.51 5.53 4.02 '5 S
o< 46.0 3.07 1.33 3.47 1.51 3.66 1.74 3.92 1.96 4.19 2.14 4.32 245 o<«

Model: ASYG18KMTE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 5.22 6.74 5.98
-5.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 522 6.74 5.98
0.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 5.22 6.74 5.98
5.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 522 6.74 5.98
10.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 5.22 6.74 5.98
15.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 5.22 6.74 5.98
20.0 4.80 3.24 5.42 3.69 572 4.25 6.12 4.77 6.54 522 6.74 5.98
25.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 477 6.54 5.22 6.74 5.98
30.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 522 6.74 5.98
35.0 4.80 3.24 5.42 3.69 5.72 4.25 6.12 4.77 6.54 522 6.74 5.98
40.0 3.93 218 4.45 2.48 4.69 2.86 5.02 3.21 5.36 3.51 553 4.02
46.0 3.07 1.33 3.47 1.51 3.66 1.74 3.92 1.96 4.19 2.14 4.32 2.45
- 366 -

6-2. Cooling capacity 6. Capacity table



FUJITSU GENERAL LIMITED
Model: ASYGO7KMTB

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

-5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

0.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04
™ 5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ™
- S 10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 - '<_(
Zm 15.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 Zm
o 5 20.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ] 5
14 Y 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 14 N
8 ‘03 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2
ao 35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ao
'5 6 40.0 1.61 0.74 1.82 0.84 1.91 0.97 2.05 1.09 2.19 1.20 2.26 1.37 '5 S
o< 46.0 1.25 0.45 1.42 0.51 1.49 0.59 1.60 0.67 1.71 0.73 1.76 0.83 o<

Model: ASYGO9KMTB

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.06 0.95 2.32 1.08 245 1.24 2.62 1.40 2.81 1.53 2.89 1.75
46.0 1.61 0.58 1.81 0.66 1.91 0.76 2.05 0.85 2.19 0.93 2.26 1.07

Model: ASYG12KMTB

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 2.76 1.27 3.12 1.45 3.29 1.67 3.53 1.88 3.77 2.06 3.89 2.35
46.0 2.16 0.78 244 0.89 2.57 1.02 2.75 1.14 2.94 1.25 3.03 1.43

Model: ASYG14KMTB

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
-5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
0.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 551 4.07
5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
15.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
20.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
25.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
30.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
35.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
40.0 3.21 1.48 3.63 1.69 3.83 1.95 4.10 2.19 4.38 2.39 4.52 2.74
46.0 2.51 0.90 2.84 1.03 2.99 1.18 3.20 1.33 3.42 1.46 3.53 1.67
- 367 -

6-2. Cooling capacity 6. Capacity table



FUJITSU GENERAL LIMITED
Model: ASYGO7KMCC

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

-5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

0.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04
™ 5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ™
- S 10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 - '<_(
Zm 15.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 Zm
o 5 20.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ] 5
14 Y 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 14 N
8 ‘03 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2
ao 35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ao
'5 6 40.0 1.61 0.74 1.82 0.84 1.91 0.97 2.05 1.09 2.19 1.20 2.26 1.37 '5 S
o< 46.0 1.25 0.45 1.42 0.51 1.49 0.59 1.60 0.67 1.71 0.73 1.76 0.83 o<

Model: ASYG09KMCC

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.06 0.95 2.32 1.08 245 1.24 2.62 1.40 2.81 1.53 2.89 1.75
46.0 1.61 0.58 1.81 0.66 1.91 0.76 2.05 0.85 2.19 0.93 2.26 1.07

Model: ASYG12KMCC

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 2.76 1.27 3.12 1.45 3.29 1.67 3.53 1.88 3.77 2.06 3.89 2.35
46.0 2.16 0.78 244 0.89 2.57 1.02 2.75 1.14 2.94 1.25 3.03 1.43

Model: ASYG14KMCC

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
-5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
0.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 551 4.07
5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
15.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
20.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
25.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
30.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
35.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
40.0 3.21 1.48 3.63 1.69 3.83 1.95 4.10 2.19 4.38 2.39 4.52 2.74
46.0 2.51 0.90 2.84 1.03 2.99 1.18 3.20 1.33 3.42 1.46 3.53 1.67
- 368 -

6-2. Cooling capacity 6. Capacity table



FUJITSU GENERAL LIMITED
Model: ASYGO7KMCE

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

-5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

0.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04
™ 5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ™
- S 10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 - '<_(
Zm 15.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 Zm
o 5 20.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ] 5
14 Y 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 14 N
8 ‘03 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2
ao 35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ao
'5 6 40.0 1.61 0.74 1.82 0.84 1.91 0.97 2.05 1.09 2.19 1.20 2.26 1.37 '5 S
o< 46.0 1.25 0.45 1.42 0.51 1.49 0.59 1.60 0.67 1.71 0.73 1.76 0.83 o<

Model: ASYGO9KMCE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.06 0.95 2.32 1.08 245 1.24 2.62 1.40 2.81 1.53 2.89 1.75
46.0 1.61 0.58 1.81 0.66 1.91 0.76 2.05 0.85 2.19 0.93 2.26 1.07

Model: ASYG12KMCE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 2.76 1.27 3.12 1.45 3.29 1.67 3.53 1.88 3.77 2.06 3.89 2.35
46.0 2.16 0.78 244 0.89 2.57 1.02 2.75 1.14 2.94 1.25 3.03 1.43

Model: ASYG14KMCE

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
-5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
0.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 551 4.07
5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
15.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
20.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
25.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
30.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
35.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
40.0 3.21 1.48 3.63 1.69 3.83 1.95 4.10 2.19 4.38 2.39 4.52 2.74
46.0 2.51 0.90 2.84 1.03 2.99 1.18 3.20 1.33 3.42 1.46 3.53 1.67
- 369 -

6-2. Cooling capacity 6. Capacity table



FUJITSU GENERAL LIMITED
Model: ASYGO7KETA, ASYGO7KETA-B

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

-5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

0.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04
™ 5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ™
- S 10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 - '<_(
Zm 15.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 Zm
o 5 20.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ] 5
14 Y 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 14 N
8 ‘03 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2
ao 35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ao
'5 6 40.0 1.61 0.74 1.82 0.84 1.91 0.97 2.05 1.09 2.19 1.20 2.26 1.37 '5 S
o< 46.0 1.25 0.45 1.42 0.51 1.49 0.59 1.60 0.67 1.71 0.73 1.76 0.83 o<

Model: ASYGO9KETA, ASYG09KETA-B

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.06 0.95 2.32 1.08 245 1.24 2.62 1.40 2.81 1.53 2.89 1.75
46.0 1.61 0.58 1.81 0.66 1.91 0.76 2.05 0.85 2.19 0.93 2.26 1.07

Model: ASYG12KETA, ASYG12KETA-B

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 2.76 1.27 3.12 1.45 3.29 1.67 3.53 1.88 3.77 2.06 3.89 2.35
46.0 2.16 0.78 244 0.89 2.57 1.02 2.75 1.14 2.94 1.25 3.03 1.43

Model: ASYG14KETA, ASYG14KETA-B

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
-5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
0.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 551 4.07
5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
15.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
20.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
25.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
30.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
35.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
40.0 3.21 1.48 3.63 1.69 3.83 1.95 4.10 2.19 4.38 2.39 4.52 2.74
46.0 2.51 0.90 2.84 1.03 2.99 1.18 3.20 1.33 3.42 1.46 3.53 1.67
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Model: ASYGO7KETE, ASYGO7KETE-B

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC

-10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

-5.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04

0.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04
™ 5.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ™
- S 10.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 - '<_(
Zm 15.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 Zm
o 5 20.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ] 5
14 Y 25.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 14 N
8 ‘03 30.0 1.96 1.10 2.22 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 8 2
ao 35.0 1.96 1.10 222 1.26 2.34 1.45 2.50 1.63 2.67 1.78 2.76 2.04 ao
'5 6 40.0 1.61 0.74 1.82 0.84 1.91 0.97 2.05 1.09 2.19 1.20 2.26 1.37 '5 S
o< 46.0 1.25 0.45 1.42 0.51 1.49 0.59 1.60 0.67 1.71 0.73 1.76 0.83 o<

Model: ASYGO9KETE, ASYGO9KETE-B

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
-5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
0.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
5.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
10.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 2.27 3.53 2.61
15.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
20.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
25.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 342 227 3.53 2.61
30.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
35.0 2.51 1.41 2.84 1.61 2.99 1.85 3.20 2.08 3.42 227 3.53 2.61
40.0 2.06 0.95 2.32 1.08 245 1.24 2.62 1.40 2.81 1.53 2.89 1.75
46.0 1.61 0.58 1.81 0.66 1.91 0.76 2.05 0.85 2.19 0.93 2.26 1.07

Model: ASYG12KETE, ASYG12KETE-B

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
-5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
0.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
5.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
10.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
15.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
20.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
25.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
30.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 474 3.50
35.0 3.37 1.90 3.81 2.16 4.02 2.49 4.30 2.80 4.60 3.06 4.74 3.50
40.0 2.76 1.27 3.12 1.45 3.29 1.67 3.53 1.88 3.77 2.06 3.89 2.35
46.0 2.16 0.78 244 0.89 2.57 1.02 2.75 1.14 2.94 1.25 3.03 1.43

Model: ASYG14KETE, ASYG14KETE-B

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
-5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
0.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 551 4.07
5.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
10.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
15.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
20.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
25.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
30.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
35.0 3.92 2.20 4.43 2.51 4.67 2.89 5.00 3.25 5.35 3.55 5.51 4.07
40.0 3.21 1.48 3.63 1.69 3.83 1.95 4.10 2.19 4.38 2.39 4.52 2.74
46.0 2.51 0.90 2.84 1.03 2.99 1.18 3.20 1.33 3.42 1.46 3.53 1.67
NOTES:

» TC: Total Capacity (kW), SHC: Sensible Heat Capacity (kW)
+ Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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® Ceiling type
Model: ABYG18KRTA

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
" -10.0 4.80 2.99 5.42 3.41 572 3.92 6.12 4.41 6.54 4.82 6.74 552 "
< 5.0 4.80 2.99 5.42 3.41 572 3.92 6.12 441 6.54 482 6.74 552 <
'é E 0.0 4.80 2.99 5.42 3.41 572 3.92 6.12 4.41 6.54 4.82 6.74 552 'é E
S¥¢ 5.0 4.80 2.99 5.42 3.41 572 3.92 6.12 441 6.54 482 6.74 552 S¥
S 10.0 4.80 2.99 5.42 3.41 572 3.92 6.12 4.41 6.54 482 6.74 552 xS
O w» 15.0 480 2.99 5.42 341 572 3.92 6.12 4.41 6.54 4.82 6.74 552 O
8 b} 20.0 4.80 2.99 5.42 341 572 3.92 6.12 441 6.54 482 6.74 552 8 )
= > 25.0 4.80 2.99 5.42 3.41 572 3.92 6.12 4.41 6.54 482 6.74 5.52 = >
8 2 30.0 4.80 2.99 5.42 3.41 572 3.92 6.12 441 6.54 482 6.74 552 8 2

35.0 4.80 2.99 5.42 3.41 572 3.92 6.12 4.41 6.54 482 6.74 552

40.0 3.93 2.01 445 2.29 469 2.64 5.02 2.96 5.36 3.24 553 371

46.0 3.07 122 3.47 1.40 3.66 1.61 3.92 1.80 419 197 432 2.26

NOTES:
» TC: Total Capacity (kW), SHC: Sensible Heat Capacity (kW)
» Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)

-372 -
6-2. Cooling capacity 3 6. Capacity table



FUJITSU GENERAL LIMITED

® Floor type
Model: AGYGO9KVCA

Indoor temperature (°CDB / °CWB)
Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
» -10.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 -
< -5.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 <«
E E 0.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 E E
5% 5.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 =4
[ § 10.0 2.51 1.71 2.84 1.95 2.99 225 3.20 2.53 3.42 2.76 3.53 3.17 4 §
O w» 15.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 O
8 6 20.0 2.51 1.71 2.84 1.95 2.99 225 3.20 2.53 3.42 2.76 3.53 317 8 (‘3
= > 25.0 251 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 = >
8 <Ot 30.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17 8 2

35.0 2.51 1.71 2.84 1.95 2.99 2.25 3.20 2.53 3.42 2.76 3.53 3.17

40.0 2.06 1.15 2.32 1.31 2.45 1.51 2.62 1.70 2.81 1.86 2.89 213

46.0 1.61 0.70 1.81 0.80 1.91 0.92 2.05 1.04 2.19 1.13 2.26 1.30

Model: AGYG12KVCA

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0

(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
-5.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
0.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
5.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
10.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
15.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
20.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
25.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
30.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
35.0 3.37 2.16 3.81 2.46 4.02 2.83 4.30 3.18 4.60 3.48 4.74 3.99
40.0 2.76 1.45 3.12 1.65 3.29 1.90 3.53 2.14 3.77 2.34 3.89 2.68
46.0 2.16 0.88 2.44 1.01 2.57 1.16 275 1.30 2.94 1.43 3.03 1.63

Model: AGYG14KVCA

Indoor temperature (°CDB / °CWB)

Outdoor temperature
18.0/12.0 21.0/15.0 23.0/16.0 27.0/19.0 29.0/21.0 32.0/23.0
(°CDB) TC SHC TC SHC TC SHC TC SHC TC SHC TC SHC
-10.0 3.92 2.44 4.43 2.78 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
-5.0 3.92 244 4.43 2.78 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
0.0 3.92 2.44 4.43 278 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
5.0 3.92 2.44 4.43 2.78 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
10.0 3.92 2.44 4.43 2.78 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
15.0 3.92 2.44 4.43 2.78 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
20.0 3.92 244 4.43 2.78 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
25.0 3.92 2.44 4.43 2.78 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
30.0 3.92 244 4.43 2.78 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
35.0 3.92 2.44 4.43 2.78 4.67 3.20 5.00 3.60 5.35 3.94 5.51 4.51
40.0 3.21 1.64 3.63 1.87 3.83 215 4.10 242 4.38 2.65 4.52 3.03
46.0 2.51 1.00 2.84 1.14 2.99 1.31 3.20 1.47 3.42 1.61 3.53 1.85
NOTES:

» TC: Total Capacity (kW), SHC: Sensible Heat Capacity (kW)
* Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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6-3. Heating capacity

NOTE: Values mentioned in the table are calculated based on the maximum capacity.

B Model: AOYG18KBTA3

2 Indoor unit connecting G oren(: . Indoor temperature 2
E= capacity perature 16.0 °CDB 18.0 °CDB 20.0 °CDB 22.0 °CDB 24.0 °CDB E =
zh | ! ! f ! =
2 5 kBtu/h °CDB °CWB TC IP TC IP TC IP TC IP TC P o 5
g N -15.0 -16.0 6.4 3.03 6.3 3.09 6.1 3.15 59 3.21 5.8 3.28 g N
le) 2 -10.0 -11.0 7.2 3.21 71 3.27 6.9 3.34 6.7 3.41 6.5 3.47 le) 8
oo -5.0 -7.0 7.7 2.92 7.5 2.98 7.4 3.04 7.2 3.10 7.0 3.16 oo
'5 6 0.0 -2.0 8.4 2.60 8.2 2.66 8.0 2.71 7.8 2.77 7.6 2.82 '5 S
o< 30 5.0 3.0 8.4 2.02 8.2 2.07 8.0 2.1 7.8 2.15 7.6 2.19 o<

7.0 6.0 8.4 1.78 8.2 1.81 8.0 1.85 7.8 1.89 7.6 1.92
10.0 8.0 8.4 1.67 8.2 1.70 8.0 1.74 7.8 1.77 7.6 1.81
15.0 10.0 8.4 1.51 8.2 1.54 8.0 1.57 7.8 1.61 7.6 1.64
20.0 15.0 8.4 1.28 8.2 1.30 8.0 1.33 7.8 1.36 7.6 1.38
24.0 18.0 8.4 1.14 8.2 1.17 8.0 1.19 7.8 1.22 7.6 1.24
-15.0 -16.0 6.4 3.03 6.3 3.09 6.1 3.15 59 3.21 58 3.28
-10.0 -11.0 7.2 3.21 71 3.27 6.9 3.34 6.7 3.41 6.5 3.47
-5.0 -7.0 7.7 2.92 75 2.98 74 3.04 7.2 3.10 7.0 3.16
0.0 -2.0 8.4 2.60 8.2 2.66 8.0 2.7 7.8 2.77 7.6 2.82
28 5.0 3.0 8.4 2.02 8.2 2.07 8.0 2.1 7.8 2.15 7.6 2.19
7.0 6.0 8.4 1.78 8.2 1.81 8.0 1.85 7.8 1.89 7.6 1.92
10.0 8.0 8.4 1.67 8.2 1.70 8.0 1.74 7.8 1.77 7.6 1.81
15.0 10.0 8.4 1.51 8.2 1.54 8.0 1.57 7.8 1.61 7.6 1.64
20.0 15.0 8.4 1.28 8.2 1.30 8.0 1.33 7.8 1.36 7.6 1.38
24.0 18.0 8.4 1.14 8.2 1.17 8.0 1.19 7.8 1.22 7.6 1.24
-15.0 -16.0 6.4 3.03 6.3 3.09 6.1 3.15 5.9 3.21 5.8 3.28
-10.0 -11.0 7.2 3.21 71 3.27 6.9 3.34 6.7 3.41 6.5 3.47
-5.0 -7.0 7.7 2.92 7.5 2.98 74 3.04 72 3.10 7.0 3.16
0.0 -2.0 8.4 2.60 8.2 2.66 8.0 2.7 7.8 2.77 7.6 2.82
27 5.0 3.0 8.4 2.02 8.2 2.07 8.0 2.11 7.8 2.15 7.6 2.19
7.0 6.0 8.4 1.78 8.2 1.81 8.0 1.85 7.8 1.89 7.6 1.92
10.0 8.0 8.4 1.67 8.2 1.70 8.0 1.74 7.8 1.77 7.6 1.81
15.0 10.0 8.4 1.51 8.2 1.54 8.0 1.67 7.8 1.61 7.6 1.64
20.0 15.0 8.4 1.28 8.2 1.30 8.0 1.33 7.8 1.36 7.6 1.38
24.0 18.0 8.4 1.14 8.2 1.17 8.0 1.19 7.8 1.22 7.6 1.24
-15.0 -16.0 6.4 3.03 6.3 3.09 6.1 3.15 5.9 3.21 5.8 3.28
-10.0 -11.0 7.2 3.21 71 3.27 6.9 3.34 6.7 3.41 6.5 3.47
-5.0 -7.0 7.7 2.92 7.5 2.98 7.4 3.04 7.2 3.10 7.0 3.16
0.0 -2.0 8.4 2.60 8.2 2.66 8.0 271 7.8 2.77 7.6 2.82
2 5.0 3.0 8.4 2.02 8.2 2.07 8.0 2.1 7.8 2.15 7.6 2.19
7.0 6.0 8.4 1.78 8.2 1.81 8.0 1.85 7.8 1.89 7.6 1.92
10.0 8.0 8.4 1.67 8.2 1.70 8.0 1.74 7.8 1.77 7.6 1.81
15.0 10.0 8.4 1.51 8.2 1.54 8.0 1.57 7.8 1.61 7.6 1.64
20.0 15.0 8.4 1.28 8.2 1.30 8.0 1.33 7.8 1.36 7.6 1.38
24.0 18.0 8.4 1.14 8.2 1.17 8.0 1.19 7.8 1.22 7.6 1.24
-15.0 -16.0 6.4 3.03 6.3 3.09 6.1 3.15 5.9 3.21 5.8 3.28
-10.0 -11.0 7.2 3.21 71 3.27 6.9 3.34 6.7 3.41 6.5 3.47
-5.0 -7.0 7.7 2.92 7.5 2.98 7.4 3.04 7.2 3.10 7.0 3.16
0.0 -2.0 8.4 2.60 8.2 2.66 8.0 2.71 7.8 2.77 7.6 2.82
25 5.0 3.0 8.4 2.02 8.2 2.07 8.0 2.1 7.8 2.15 7.6 219
7.0 6.0 8.4 1.78 8.2 1.81 8.0 1.85 7.8 1.89 7.6 1.92
10.0 8.0 8.4 1.67 8.2 1.70 8.0 1.74 7.8 1.77 7.6 1.81
15.0 10.0 8.4 1.51 8.2 1.54 8.0 1.57 7.8 1.61 7.6 1.64
20.0 15.0 8.4 1.28 8.2 1.30 8.0 1.33 7.8 1.36 7.6 1.38
24.0 18.0 8.4 1.14 8.2 1.17 8.0 1.19 7.8 1.22 7.6 1.24
-15.0 -16.0 6.4 3.03 6.3 3.09 6.1 3.15 5.9 3.21 5.8 3.28
-10.0 -11.0 7.2 3.21 71 3.27 6.9 3.34 6.7 3.41 6.5 3.47
-5.0 -7.0 7.7 2.92 7.5 2.98 7.4 3.04 7.2 3.10 7.0 3.16
0.0 -2.0 8.4 2.60 8.2 2.66 8.0 2.71 7.8 277 7.6 2.82
24 5.0 3.0 8.4 2.02 8.2 2.07 8.0 2.1 7.8 2.15 7.6 219
7.0 6.0 8.4 1.78 8.2 1.81 8.0 1.85 7.8 1.89 7.6 1.92
10.0 8.0 8.4 1.67 8.2 1.70 8.0 1.74 7.8 1.77 7.6 1.81
15.0 10.0 8.4 1.51 8.2 1.54 8.0 1.57 7.8 1.61 7.6 1.64
20.0 15.0 8.4 1.28 8.2 1.30 8.0 1.33 7.8 1.36 7.6 1.38
24.0 18.0 8.4 1.14 8.2 1.17 8.0 1.19 7.8 1.22 7.6 1.24
-15.0 -16.0 6.4 3.03 6.3 3.09 6.1 3.15 59 3.21 5.8 3.28
-10.0 -11.0 7.2 3.21 71 3.27 6.9 3.34 6.7 3.41 6.5 3.47
-5.0 -7.0 7.7 2.92 7.5 2.98 7.4 3.04 7.2 3.10 7.0 3.16
0.0 -2.0 8.4 2.60 8.2 2.66 8.0 2.71 7.8 2.77 7.6 2.82
23 5.0 3.0 8.4 2.02 8.2 2.07 8.0 2.1 7.8 2.15 7.6 2.19
7.0 6.0 8.4 1.78 8.2 1.81 8.0 1.85 7.8 1.89 7.6 1.92
10.0 8.0 8.4 1.67 8.2 1.70 8.0 1.74 7.8 1.77 7.6 1.81
15.0 10.0 8.4 1.51 8.2 1.54 8.0 1.57 7.8 1.61 7.6 1.64
20.0 15.0 8.4 1.28 8.2 1.30 8.0 1.33 7.8 1.36 7.6 1.38
24.0 18.0 8.4 1.14 8.2 1.17 8.0 1.19 7.8 1.22 7.6 1.24
-15.0 -16.0 6.4 3.03 6.3 3.09 6.1 3.15 59 3.21 58 3.28
-10.0 -11.0 7.2 3.21 71 3.27 6.9 3.34 6.7 3.41 6.5 3.47
-5.0 -7.0 7.7 2.92 75 2.98 74 3.04 72 3.10 7.0 3.16
0.0 -2.0 8.4 2.60 8.2 2.66 8.0 2.7 7.8 2.77 7.6 2.82
21 5.0 3.0 8.4 2.02 8.2 2.07 8.0 2.1 7.8 2.15 7.6 2.19
7.0 6.0 8.4 1.78 8.2 1.81 8.0 1.85 7.8 1.89 7.6 1.92
10.0 8.0 8.4 1.67 8.2 1.70 8.0 1.74 7.8 1.77 7.6 1.81
15.0 10.0 8.4 1.51 8.2 1.54 8.0 1.57 7.8 1.61 7.6 1.64
20.0 15.0 8.4 1.28 8.2 1.30 8.0 1.33 7.8 1.36 7.6 1.38
24.0 18.0 8.4 1.14 8.2 1.17 8.0 1.19 7.8 1.22 7.6 1.24
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Indoor unit connecting o N " Indoor temperature
- utdoor perature
capacity 16.0 °CDB 18.0 °CDB 20.0 °CDB 22.0 °CDB 24.0 °CDB

KkBtu/h °CDB °CWB C 1P ic P TC P TC 1P e P

15.0 -16.0 6.1 2.85 5.9 2.91 5.8 2.97 5.7 3.02 55 3.08

-10.0 1.0 6.9 3.02 6.7 3.08 6.5 314 6.4 320 6.2 327

5.0 7.0 7.3 275 72 2.80 7.0 2.86 6.8 2.92 6.6 2.97

0.0 2.0 8.0 245 78 250 76 255 74 2.60 7.2 2.66

19 5.0 3.0 8.0 1.90 738 1.94 76 1.98 7.4 2.02 72 2.06

7.0 6.0 8.0 167 738 171 76 174 74 178 7.2 181
2 10.0 8.0 8.0 157 738 1.60 76 164 74 167 72 1.70 2
[ 15.0 10.0 8.0 142 738 1.45 76 148 7.4 151 72 154 ™
Z g 20.0 15.0 8.0 120 78 123 76 125 74 128 72 1.30 Z E
xS 240 18.0 8.0 1.08 738 110 76 112 7.4 114 72 117 xS
O o -15.0 -16.0 5.8 2.71 5.6 2.76 55 2.82 5.4 2.88 5.2 2.93 oo
O -10.0 1.0 6.5 2.87 6.3 2.93 6.2 2.99 6.0 3.05 5.9 3.11 O =
E 9 5.0 7.0 6.9 261 6.8 267 6.6 272 6.5 277 6.3 2.83 E ‘5?
=No) 0.0 2.0 7.6 233 74 238 72 243 7.0 248 6.8 253 20
O < 18 5.0 3.0 7.6 181 74 1.85 72 1.89 7.0 192 6.8 1.96 O <

7.0 6.0 7.6 159 74 162 72 1.66 7.0 169 6.8 172

10.0 8.0 7.6 149 74 152 72 1.56 7.0 159 6.8 162

15.0 10.0 7.6 135 74 138 72 141 7.0 144 6.8 147

20.0 15.0 7.6 114 74 117 72 119 7.0 121 6.8 124

24.0 18.0 7.6 1.02 74 1.05 72 1.07 7.0 1.09 6.8 111

-15.0 -16.0 5.1 243 5.0 248 49 253 438 258 46 263

-10.0 1.0 5.8 257 5.6 263 55 268 5.4 273 5.2 279

5.0 7.0 6.2 234 6.0 239 5.9 2.44 5.7 249 5.6 254

0.0 20 6.7 2.09 6.6 213 6.4 2.18 6.2 222 6.1 227

16 5.0 3.0 6.7 162 6.6 1.66 6.4 1.69 6.2 173 6.1 1.76

7.0 6.0 6.7 143 6.6 1.46 6.4 149 6.2 151 6.1 154

10.0 8.0 6.7 134 6.6 137 6.4 1.40 6.2 142 6.1 1.45

15.0 10.0 6.7 121 6.6 124 6.4 126 6.2 129 6.1 131

20.0 15.0 6.7 1.02 6.6 1.05 6.4 1.07 6.2 1.09 6.1 111

24.0 18.0 6.7 0.92 6.6 0.94 6.4 0.96 6.2 0.98 6.1 1.00

15.0 -16.0 45 219 a4 224 43 228 42 233 41 237

-10.0 1.0 5.1 232 49 237 48 242 47 246 46 251

50 7.0 5.4 2.11 53 2.16 5.1 2.20 5.0 2.24 49 229

0.0 2.0 5.9 1.89 5.7 1.92 56 1.96 55 2.00 5.3 2.04

14 5.0 3.0 5.9 1.46 5.7 1.49 5.6 153 55 156 5.3 1.59

7.0 6.0 5.9 129 5.7 131 5.6 134 55 137 53 139

10.0 8.0 5.9 1.21 5.7 1.23 5.6 1.26 55 1.28 5.3 1.31

15.0 10.0 5.9 1.09 57 112 56 114 55 116 5.3 119

20.0 15.0 5.9 0.92 5.7 0.94 5.6 0.96 55 0.98 5.3 1.00

24.0 18.0 5.9 0.83 5.7 0.85 5.6 0.86 55 0.88 53 0.90

NOTES:

* TC: Total Capacity (kW), IP: Input Power (kW)
+ Values mentioned in the table are based on the following conditions:
— Power source of specifications: 230 V
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
» 2 or more indoor units should be connected.
The total ability of connected a indoor unit is from 14,000 Btu/h up to 30,000 Btu/h.
Input in the table are calculated based on the maximum indoor unit input combinations.
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® Compact cassette type
Model: AUXGO7KVLA

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TE
o -15.0 16.0 223 218 213 2.07 2.02 o
< -10.0 1.0 253 247 241 235 229 <
E B 50 70 2.70 2.64 258 251 245 E b
Sy 0.0 20 2.94 2.87 2.80 273 2.66 Sx
S 5.0 3.0 2.94 2.87 2.80 2.73 2.66 xS
O w» 7.0 6.0 2.94 2.87 2.80 273 2.66 O
8 ) 10.0 8.0 2.94 2.87 2.80 273 2.66 8 )
= > 15.0 10.0 2.94 2.87 2.80 2.73 2.66 = >
8 g 20.0 15.0 2.94 2.87 2.80 273 2.66 8 2

24.0 18.0 2.94 2.87 2.80 273 2.66

Model: AUXGO9KVLA

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 2.87 2.80 2.74 2.67 2.60
-10.0 -11.0 3.25 3.17 3.10 3.02 2.94
-5.0 -7.0 3.48 3.39 3.31 3.23 3.15
0.0 -2.0 3.78 3.69 3.60 3.51 3.42
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: AUXG12KVLA

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 3.83 3.74 3.65 3.56 3.47
-10.0 -11.0 4.33 4.23 4.13 4.02 3.92
-5.0 -7.0 4.64 4.53 4.42 4.31 4.20
0.0 -2.0 5.04 4.92 4.80 4.68 4.56
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: AUXG14KVLA

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 4.25 4.15 4.05 3.95 3.85
-10.0 -11.0 4.81 4.70 4.58 4.47 4.35
-5.0 -7.0 5.15 5.03 4.90 4.78 4.66
0.0 -2.0 5.60 5.46 5.33 5.20 5.06
5.0 3.0 5.60 5.46 5.33 5.20 5.06
7.0 6.0 5.60 5.46 5.33 5.20 5.06
10.0 8.0 5.60 5.46 5.33 5.20 5.06
15.0 10.0 5.60 5.46 5.33 5.20 5.06
20.0 15.0 5.60 5.46 5.33 5.20 5.06
24.0 18.0 5.60 5.46 5.33 5.20 5.06

NOTES:
+ TC: Total Capacity (kW)
+ Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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® Mini duct type
Model: ARXGO7KSLAP

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TE
o -15.0 16.0 223 218 213 2.07 2.02 o
< -10.0 1.0 253 247 241 235 229 <
E B 50 70 2.70 2.64 258 251 245 E b
Sy 0.0 20 2.94 2.87 2.80 273 2.66 Sx
S 5.0 3.0 2.94 2.87 2.80 2.73 2.66 xS
O w» 7.0 6.0 2.94 2.87 2.80 273 2.66 O
8 ) 10.0 8.0 2.94 2.87 2.80 273 2.66 8 )
= > 15.0 10.0 2.94 2.87 2.80 2.73 2.66 = >
8 g 20.0 15.0 2.94 2.87 2.80 273 2.66 8 2

24.0 18.0 2.94 2.87 2.80 273 2.66

Model: ARXGO9KSLAP

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 2.87 2.80 2.74 2.67 2.60
-10.0 -11.0 3.25 3.17 3.10 3.02 2.94
-5.0 -7.0 3.48 3.39 3.31 3.23 3.15
0.0 -2.0 3.78 3.69 3.60 3.51 3.42
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: ARXG12KSLAP

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 3.83 3.74 3.65 3.56 3.47
-10.0 -11.0 4.33 4.23 4.13 4.02 3.92
-5.0 -7.0 4.64 4.53 4.42 4.31 4.20
0.0 -2.0 5.04 4.92 4.80 4.68 4.56
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: ARXG14KSLAP

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 4.25 4.15 4.05 3.95 3.85
-10.0 -11.0 4.81 4.70 4.58 4.47 4.35
-5.0 -7.0 5.15 5.03 4.90 4.78 4.66
0.0 -2.0 5.60 5.46 5.33 5.20 5.06
5.0 3.0 5.60 5.46 5.33 5.20 5.06
7.0 6.0 5.60 5.46 5.33 5.20 5.06
10.0 8.0 5.60 5.46 5.33 5.20 5.06
15.0 10.0 5.60 5.46 5.33 5.20 5.06
20.0 15.0 5.60 5.46 5.33 5.20 5.06
24.0 18.0 5.60 5.46 5.33 5.20 5.06

NOTES:
+ TC: Total Capacity (kW)
+ Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m [Outdoor unit—Indoor unit]
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@ Slim duct type
Model: ARXGO7KLLAP

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TE
o -15.0 16.0 223 218 213 2.07 2.02 o
< -10.0 1.0 253 247 241 235 229 <
E B 50 70 2.70 2.64 258 251 245 E b
Sy 0.0 20 2.94 2.87 2.80 273 2.66 Sx
S 5.0 3.0 2.94 2.87 2.80 2.73 2.66 xS
O w» 7.0 6.0 2.94 2.87 2.80 273 2.66 O
8 ) 10.0 8.0 2.94 2.87 2.80 273 2.66 8 )
= > 15.0 10.0 2.94 2.87 2.80 2.73 2.66 = >
8 g 20.0 15.0 2.94 2.87 2.80 273 2.66 8 2

24.0 18.0 2.94 2.87 2.80 273 2.66

Model: ARXGO9KLLAP

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 2.87 2.80 2.74 2.67 2.60
-10.0 -11.0 3.25 3.17 3.10 3.02 2.94
-5.0 -7.0 3.48 3.39 3.31 3.23 3.15
0.0 -2.0 3.78 3.69 3.60 3.51 3.42
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: ARXG12KLLAP

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 3.83 3.74 3.65 3.56 3.47
-10.0 -11.0 4.33 4.23 4.13 4.02 3.92
-5.0 -7.0 4.64 4.53 4.42 4.31 4.20
0.0 -2.0 5.04 4.92 4.80 4.68 4.56
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: ARXG14KLLAP

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 4.25 4.15 4.05 3.95 3.85
-10.0 -11.0 4.81 4.70 4.58 4.47 4.35
-5.0 -7.0 5.15 5.03 4.90 4.78 4.66
0.0 -2.0 5.60 5.46 5.33 5.20 5.06
5.0 3.0 5.60 5.46 5.33 5.20 5.06
7.0 6.0 5.60 5.46 5.33 5.20 5.06
10.0 8.0 5.60 5.46 5.33 5.20 5.06
15.0 10.0 5.60 5.46 5.33 5.20 5.06
20.0 15.0 5.60 5.46 5.33 5.20 5.06
24.0 18.0 5.60 5.46 5.33 5.20 5.06

NOTES:
+ TC: Total Capacity (kW)
+ Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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® Wall mounted type
Model: ASYGO7KGTB

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TE
o -15.0 16.0 223 218 213 2.07 2.02 o
< -10.0 1.0 253 247 241 235 229 <
E B 50 70 2.70 2.64 258 251 245 E b
Sy 0.0 20 2.94 2.87 2.80 273 2.66 Sx
S 5.0 3.0 2.94 2.87 2.80 2.73 2.66 xS
O w» 7.0 6.0 2.94 2.87 2.80 273 2.66 O
8 ) 10.0 8.0 2.94 2.87 2.80 273 2.66 8 )
= > 15.0 10.0 2.94 2.87 2.80 2.73 2.66 = >
8 g 20.0 15.0 2.94 2.87 2.80 273 2.66 8 2

24.0 18.0 2.94 2.87 2.80 273 2.66

Model: ASYGO9KGTB

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 2.87 2.80 2.74 2.67 2.60
-10.0 -11.0 3.25 3.17 3.10 3.02 2.94
-5.0 -7.0 3.48 3.39 3.31 3.23 3.15
0.0 -2.0 3.78 3.69 3.60 3.51 3.42
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: ASYG12KGTB

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 3.83 3.74 3.65 3.56 3.47
-10.0 -11.0 4.33 4.23 4.13 4.02 3.92
-5.0 -7.0 4.64 4.53 4.42 4.31 4.20
0.0 -2.0 5.04 4.92 4.80 4.68 4.56
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: ASYG14KGTB

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 4.25 4.15 4.05 3.95 3.85
-10.0 -11.0 4.81 4.70 4.58 4.47 4.35
-5.0 -7.0 5.15 5.03 4.90 4.78 4.66
0.0 -2.0 5.60 5.46 5.33 5.20 5.06
5.0 3.0 5.60 5.46 5.33 5.20 5.06
7.0 6.0 5.60 5.46 5.33 5.20 5.06
10.0 8.0 5.60 5.46 5.33 5.20 5.06
15.0 10.0 5.60 5.46 5.33 5.20 5.06
20.0 15.0 5.60 5.46 5.33 5.20 5.06
24.0 18.0 5.60 5.46 5.33 5.20 5.06
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Model: ASYGO7KGTE

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC

-15.0 -16.0 2.23 218 213 2.07 2.02

-10.0 -11.0 2.53 2.47 2.41 2.35 2.29

-5.0 -7.0 2.70 2.64 2.58 2.51 245
™ 0.0 -2.0 2.94 2.87 2.80 273 2.66 ™
< 5.0 3.0 2.94 2.87 2.80 273 2.66 <
= - E -
Z o 7.0 6.0 2.94 2.87 2.80 273 2.66 Zm
=) 5 10.0 8.0 2.94 2.87 2.80 273 2.66 =) 5
14 N 15.0 10.0 2.94 2.87 2.80 273 2.66 (14 N
8 ‘02 20.0 15.0 2.94 2.87 2.80 2.73 2.66 8 2
ao 24.0 18.0 2.94 2.87 2.80 273 2.66 oo
= > = >
20 20
o< o<

Model: ASYGO9KGTE

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 2.87 2.80 2.74 2.67 2.60
-10.0 -11.0 3.25 3.17 3.10 3.02 2.94
-5.0 -7.0 3.48 3.39 3.31 3.23 3.15
0.0 -2.0 3.78 3.69 3.60 3.51 3.42
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: ASYG12KGTE

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.83 3.74 3.65 3.56 3.47
-10.0 -11.0 4.33 4.23 4.13 4.02 3.92
-5.0 -7.0 4.64 4.53 4.42 4.31 4.20
0.0 -2.0 5.04 4.92 4.80 4.68 4.56
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: ASYG14KGTE

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 4.25 4.15 4.05 3.95 3.85
-10.0 -11.0 4.81 4.70 4.58 4.47 4.35
-5.0 -7.0 5.15 5.03 4.90 4.78 4.66
0.0 -2.0 5.60 5.46 5.33 5.20 5.06
5.0 3.0 5.60 5.46 5.33 5.20 5.06
7.0 6.0 5.60 5.46 5.33 5.20 5.06
10.0 8.0 5.60 5.46 5.33 5.20 5.06
15.0 10.0 5.60 5.46 5.33 5.20 5.06
20.0 15.0 5.60 5.46 5.33 5.20 5.06
24.0 18.0 5.60 5.46 5.33 5.20 5.06
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Model: ASYGO7KMTB

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC

-15.0 -16.0 2.23 218 213 2.07 2.02

-10.0 -11.0 2.53 2.47 2.41 2.35 2.29

-5.0 -7.0 2.70 2.64 2.58 2.51 245
™ 0.0 -2.0 2.94 2.87 2.80 273 2.66 ™
< 5.0 3.0 2.94 2.87 2.80 273 2.66 <
= - E -
Z o 7.0 6.0 2.94 2.87 2.80 273 2.66 Zm
=) 5 10.0 8.0 2.94 2.87 2.80 273 2.66 =) 5
14 N 15.0 10.0 2.94 2.87 2.80 273 2.66 (14 N
8 ‘02 20.0 15.0 2.94 2.87 2.80 2.73 2.66 8 2
ao 24.0 18.0 2.94 2.87 2.80 273 2.66 oo
= > = >
20 20
o< o<

Model: ASYGO9KMTB

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 2.87 2.80 2.74 2.67 2.60
-10.0 -11.0 3.25 3.17 3.10 3.02 2.94
-5.0 -7.0 3.48 3.39 3.31 3.23 3.15
0.0 -2.0 3.78 3.69 3.60 3.51 3.42
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: ASYG12KMTB

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.83 3.74 3.65 3.56 3.47
-10.0 -11.0 4.33 4.23 4.13 4.02 3.92
-5.0 -7.0 4.64 4.53 4.42 4.31 4.20
0.0 -2.0 5.04 4.92 4.80 4.68 4.56
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: ASYG14KMTB

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 4.25 4.15 4.05 3.95 3.85
-10.0 -11.0 4.81 4.70 4.58 4.47 4.35
-5.0 -7.0 5.15 5.03 4.90 4.78 4.66
0.0 -2.0 5.60 5.46 5.33 5.20 5.06
5.0 3.0 5.60 5.46 5.33 5.20 5.06
7.0 6.0 5.60 5.46 5.33 5.20 5.06
10.0 8.0 5.60 5.46 5.33 5.20 5.06
15.0 10.0 5.60 5.46 5.33 5.20 5.06
20.0 15.0 5.60 5.46 5.33 5.20 5.06
24.0 18.0 5.60 5.46 5.33 5.20 5.06
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Model: ASYGO7KMCC

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC

-15.0 -16.0 2.23 218 213 2.07 2.02

-10.0 -11.0 2.53 2.47 2.41 2.35 2.29

-5.0 -7.0 2.70 2.64 2.58 2.51 245
™ 0.0 -2.0 2.94 2.87 2.80 273 2.66 ™
< 5.0 3.0 2.94 2.87 2.80 273 2.66 <
= - E -
Z o 7.0 6.0 2.94 2.87 2.80 273 2.66 Zm
=) 5 10.0 8.0 2.94 2.87 2.80 273 2.66 =) 5
14 N 15.0 10.0 2.94 2.87 2.80 273 2.66 (14 N
8 ‘02 20.0 15.0 2.94 2.87 2.80 2.73 2.66 8 2
ao 24.0 18.0 2.94 2.87 2.80 273 2.66 oo
= > = >
20 20
o< o<

Model: ASYG09KMCC

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 2.87 2.80 2.74 2.67 2.60
-10.0 -11.0 3.25 3.17 3.10 3.02 2.94
-5.0 -7.0 3.48 3.39 3.31 3.23 3.15
0.0 -2.0 3.78 3.69 3.60 3.51 3.42
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: ASYG12KMCC

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.83 3.74 3.65 3.56 3.47
-10.0 -11.0 4.33 4.23 4.13 4.02 3.92
-5.0 -7.0 4.64 4.53 4.42 4.31 4.20
0.0 -2.0 5.04 4.92 4.80 4.68 4.56
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: ASYG14KMCC

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 4.25 4.15 4.05 3.95 3.85
-10.0 -11.0 4.81 4.70 4.58 4.47 4.35
-5.0 -7.0 5.15 5.03 4.90 4.78 4.66
0.0 -2.0 5.60 5.46 5.33 5.20 5.06
5.0 3.0 5.60 5.46 5.33 5.20 5.06
7.0 6.0 5.60 5.46 5.33 5.20 5.06
10.0 8.0 5.60 5.46 5.33 5.20 5.06
15.0 10.0 5.60 5.46 5.33 5.20 5.06
20.0 15.0 5.60 5.46 5.33 5.20 5.06
24.0 18.0 5.60 5.46 5.33 5.20 5.06
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Model: ASYGO7KMCE

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC

-15.0 -16.0 2.23 218 213 2.07 2.02

-10.0 -11.0 2.53 2.47 2.41 2.35 2.29

-5.0 -7.0 2.70 2.64 2.58 2.51 245
™ 0.0 -2.0 2.94 2.87 2.80 273 2.66 ™
< 5.0 3.0 2.94 2.87 2.80 273 2.66 <
= - E -
Z o 7.0 6.0 2.94 2.87 2.80 273 2.66 Zm
=) 5 10.0 8.0 2.94 2.87 2.80 273 2.66 =) 5
14 N 15.0 10.0 2.94 2.87 2.80 273 2.66 (14 N
8 ‘02 20.0 15.0 2.94 2.87 2.80 2.73 2.66 8 2
ao 24.0 18.0 2.94 2.87 2.80 273 2.66 oo
= > = >
20 20
o< o<

Model: ASYGO9KMCE

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 2.87 2.80 2.74 2.67 2.60
-10.0 -11.0 3.25 3.17 3.10 3.02 2.94
-5.0 -7.0 3.48 3.39 3.31 3.23 3.15
0.0 -2.0 3.78 3.69 3.60 3.51 3.42
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: ASYG12KMCE

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.83 3.74 3.65 3.56 3.47
-10.0 -11.0 4.33 4.23 4.13 4.02 3.92
-5.0 -7.0 4.64 4.53 4.42 4.31 4.20
0.0 -2.0 5.04 4.92 4.80 4.68 4.56
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: ASYG14KMCE

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 4.25 4.15 4.05 3.95 3.85
-10.0 -11.0 4.81 4.70 4.58 4.47 4.35
-5.0 -7.0 5.15 5.03 4.90 4.78 4.66
0.0 -2.0 5.60 5.46 5.33 5.20 5.06
5.0 3.0 5.60 5.46 5.33 5.20 5.06
7.0 6.0 5.60 5.46 5.33 5.20 5.06
10.0 8.0 5.60 5.46 5.33 5.20 5.06
15.0 10.0 5.60 5.46 5.33 5.20 5.06
20.0 15.0 5.60 5.46 5.33 5.20 5.06
24.0 18.0 5.60 5.46 5.33 5.20 5.06
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Model: ASYGO7KETA, ASYGO7KETA-B

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC

-15.0 -16.0 2.23 218 213 2.07 2.02

-10.0 -11.0 2.53 2.47 2.41 2.35 2.29

-5.0 -7.0 2.70 2.64 2.58 2.51 2.45
™ 0.0 -2.0 2.94 2.87 2.80 273 2.66 ™
< 5.0 3.0 2.94 2.87 2.80 273 2.66 <
= - E -
Z o 7.0 6.0 2.94 2.87 2.80 273 2.66 Zm
=) 5 10.0 8.0 2.94 2.87 2.80 273 2.66 =) 5
14 N 15.0 10.0 2.94 2.87 2.80 273 2.66 (14 N
8 ‘02 20.0 15.0 2.94 2.87 2.80 2.73 2.66 8 2
ao 24.0 18.0 2.94 2.87 2.80 273 2.66 oo
= > = >
20 20
o< o<

Model: ASYGO9KETA, ASYG09KETA-B

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 2.87 2.80 2.74 2.67 2.60
-10.0 -11.0 3.25 3.17 3.10 3.02 2.94
-5.0 -7.0 3.48 3.39 3.31 3.23 3.15
0.0 -2.0 3.78 3.69 3.60 3.51 3.42
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: ASYG12KETA, ASYG12KETA-B

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.83 3.74 3.65 3.56 3.47
-10.0 -11.0 4.33 4.23 4.13 4.02 3.92
-5.0 -7.0 4.64 4.53 4.42 4.31 4.20
0.0 -2.0 5.04 4.92 4.80 4.68 4.56
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: ASYG14KETA, ASYG14KETA-B

Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 4.25 4.15 4.05 3.95 3.85
-10.0 -11.0 4.81 4.70 4.58 4.47 4.35
-5.0 -7.0 5.15 5.03 4.90 4.78 4.66
0.0 -2.0 5.60 5.46 5.33 5.20 5.06
5.0 3.0 5.60 5.46 5.33 5.20 5.06
7.0 6.0 5.60 5.46 5.33 5.20 5.06
10.0 8.0 5.60 5.46 5.33 5.20 5.06
15.0 10.0 5.60 5.46 5.33 5.20 5.06
20.0 15.0 5.60 5.46 5.33 5.20 5.06
24.0 18.0 5.60 5.46 5.33 5.20 5.06
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Model: ASYGO7KETE, ASYGO7KETE-B

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC

-15.0 -16.0 2.23 218 213 2.07 2.02

-10.0 -11.0 2.53 2.47 2.41 2.35 2.29

-5.0 -7.0 2.70 2.64 2.58 2.51 2.45
™ 0.0 -2.0 2.94 2.87 2.80 273 2.66 ™
- S 5.0 3.0 2.94 2.87 2.80 273 2.66 - S
Z o 7.0 6.0 2.94 2.87 2.80 273 2.66 Zm
=) 5 10.0 8.0 2.94 2.87 2.80 273 2.66 =) 5
14 N 15.0 10.0 2.94 2.87 2.80 273 2.66 (14 N
8 ‘02 20.0 15.0 2.94 2.87 2.80 2.73 2.66 8 2
ao 24.0 18.0 2.94 2.87 2.80 273 2.66 oo
= > = >
20 20
O < Model: ASYGO9KETE, ASYGO9KETE-B O <

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CwB) TC TC TC TC TC

-15.0 -16.0 2.87 2.80 2.74 2.67 2.60

-10.0 -11.0 3.25 3.17 3.10 3.02 2.94

-5.0 -7.0 3.48 3.39 3.31 3.23 3.15

0.0 -2.0 3.78 3.69 3.60 3.51 3.42

5.0 3.0 3.78 3.69 3.60 3.51 3.42

7.0 6.0 3.78 3.69 3.60 3.51 3.42

10.0 8.0 3.78 3.69 3.60 3.51 3.42

15.0 10.0 3.78 3.69 3.60 3.51 3.42

20.0 15.0 3.78 3.69 3.60 3.51 3.42

24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: ASYG12KETE, ASYG12KETE-B

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.83 3.74 3.65 3.56 3.47
-10.0 -11.0 4.33 4.23 4.13 4.02 3.92
-5.0 -7.0 4.64 4.53 4.42 4.31 4.20
0.0 -2.0 5.04 4.92 4.80 4.68 4.56
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: ASYG14KETE, ASYG14KETE-B

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 4.25 4.15 4.05 3.95 3.85
-10.0 -11.0 4.81 4.70 4.58 4.47 4.35
-5.0 -7.0 5.15 5.03 4.90 4.78 4.66
0.0 -2.0 5.60 5.46 5.33 5.20 5.06
5.0 3.0 5.60 5.46 5.33 5.20 5.06
7.0 6.0 5.60 5.46 5.33 5.20 5.06
10.0 8.0 5.60 5.46 5.33 5.20 5.06
15.0 10.0 5.60 5.46 5.33 5.20 5.06
20.0 15.0 5.60 5.46 5.33 5.20 5.06
24.0 18.0 5.60 5.46 5.33 5.20 5.06

NOTES:
+ TC: Total Capacity (kW)
* Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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® Floor type
Model: AGYGO9KVCA

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TE
o -15.0 16.0 2.87 2.80 274 267 2.60 o
< -10.0 1.0 3.25 317 3.10 3.02 2.94 <
E B 50 70 348 339 331 323 315 E b
Sy 0.0 20 378 3.69 3.60 351 342 Sx
S 5.0 3.0 378 3.69 3.60 351 3.42 xS
O w» 7.0 6.0 378 3.69 3.60 351 342 O
8 ) 10.0 8.0 378 369 360 351 342 8 )
= > 15.0 10.0 3.78 3.69 3.60 351 3.42 = >
8 2 20.0 15.0 378 3.69 3.60 351 342 8 2

24.0 18.0 3.78 369 3.60 351 342

Model: AGYG12KVCA

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 3.83 3.74 3.65 3.56 3.47
-10.0 -11.0 4.33 4.23 4.13 4.02 3.92
-5.0 -7.0 4.64 4.53 4.42 4.31 4.20
0.0 -2.0 5.04 4.92 4.80 4.68 4.56
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: AGYG14KVCA

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 4.25 4.15 4.05 3.95 3.85
-10.0 -11.0 4.81 4.70 4.58 4.47 4.35
-5.0 -7.0 5.15 5.03 4.90 4.78 4.66
0.0 -2.0 5.60 5.46 5.33 5.20 5.06
5.0 3.0 5.60 5.46 5.33 5.20 5.06
7.0 6.0 5.60 5.46 5.33 5.20 5.06
10.0 8.0 5.60 5.46 5.33 5.20 5.06
15.0 10.0 5.60 5.46 5.33 5.20 5.06
20.0 15.0 5.60 5.46 5.33 5.20 5.06
24.0 18.0 5.60 5.46 5.33 5.20 5.06

NOTES:
* TC: Total Capacity (kW)
+ Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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B Model: AOYG24KBTA3

Indoor unit connecting N " Indoor temperature
: Outdoor perature
capacity 16.0 °CDB 18.0 °CDB 20.0 °CDB 22.0 °CDB 24.0 °CDB

kBtu/h °CDB °CWB TC P TC P TC P iC P TC P

-15.0 -16.0 6.5 3.05 6.3 3.12 6.2 3.18 6.0 3.25 5.9 3.31

-10.0 -11.0 7.3 3.24 71 3.30 7.0 3.37 6.8 3.44 6.6 3.51

5.0 7.0 7.8 2.95 7.6 3.01 7.4 3.07 7.2 3.13 71 3.19
2 0.0 2.0 8.9 2.63 8.7 2.68 8.5 2.74 8.3 2.79 8.1 2.85 2
= E 6 5.0 3.0 9.7 2.56 9.4 2.61 9.2 267 9.0 272 8.7 277 = E
% [~ 7.0 6.0 9.7 2.25 9.4 2.30 9.2 2.34 9.0 2.39 8.7 2.44 % ™~
xS 10.0 8.0 9.7 2.11 9.4 2.16 9.2 2.20 9.0 2.24 8.7 2.29 rS
O 15.0 10.0 9.7 1.91 9.4 1.95 9.2 1.99 9.0 2.03 8.7 2.07 O
8 6 20.0 15.0 9.7 1.61 9.4 1.65 9.2 1.68 9.0 172 8.7 175 8 (‘3
= > 24.0 18.0 9.7 1.45 9.4 1.48 9.2 1.51 9.0 1.54 8.7 1.57 = >
20 -15.0 -16.0 6.5 3.05 6.3 3.12 6.2 3.18 6.0 3.25 5.9 3.31 20
O < -10.0 -11.0 7.3 3.24 71 3.30 7.0 3.37 6.8 3.44 6.6 3.51 O <

5.0 7.0 7.8 2.95 7.6 3.01 7.4 3.07 7.2 3.13 71 3.19

0.0 -2.0 8.9 2.63 8.7 2.68 8.5 2.74 8.3 2.79 8.1 2.85

35 5.0 3.0 9.7 2.56 9.4 2.61 9.2 2.67 9.0 2.72 8.7 2.77

7.0 6.0 9.7 2.25 9.4 2.30 9.2 2.34 9.0 2.39 8.7 2.44

10.0 8.0 97 2.11 9.4 2.16 9.2 2.20 9.0 224 8.7 2.29

15.0 10.0 9.7 1.91 9.4 1.95 9.2 1.99 9.0 2.03 8.7 2.07

20.0 15.0 9.7 1.61 9.4 1.65 9.2 1.68 9.0 172 8.7 1.75

24.0 18.0 9.7 1.45 9.4 1.48 9.2 1.51 9.0 1.54 8.7 1.57

-15.0 -16.0 6.5 3.05 6.3 3.12 6.2 3.18 6.0 3.25 5.9 3.31

-10.0 -11.0 7.3 3.24 71 3.30 7.0 3.37 6.8 3.44 6.6 3.51

5.0 7.0 7.8 2.95 7.6 3.01 7.4 3.07 7.2 3.13 71 3.19

0.0 -2.0 8.9 2.63 8.7 2.68 8.5 2.74 8.3 2.79 8.1 2.85

34 5.0 3.0 9.7 2.56 9.4 2.61 9.2 2.67 9.0 2.72 8.7 2.77

7.0 6.0 9.7 2.25 9.4 2.30 9.2 2.34 9.0 2.39 8.7 2.44

10.0 8.0 9.7 2.11 9.4 2.16 9.2 2.20 9.0 2.24 8.7 2.29

15.0 10.0 9.7 1.91 9.4 1.95 9.2 1.99 9.0 2.03 8.7 2.07

20.0 15.0 9.7 1.61 9.4 165 92 168 9.0 172 8.7 175

24.0 18.0 9.7 1.45 9.4 1.48 9.2 1.51 9.0 1.54 8.7 1.57

-15.0 -16.0 6.5 3.05 6.3 3.12 6.2 3.18 6.0 3.25 5.9 3.31

-10.0 -11.0 7.3 3.24 71 3.30 7.0 3.37 6.8 3.44 6.6 3.51

-5.0 -7.0 7.8 2.95 7.6 3.01 7.4 3.07 7.2 3.13 71 3.19

0.0 2.0 8.9 2.63 8.7 2.68 8.5 274 8.3 2.79 8.1 2.85

33 5.0 3.0 9.7 2.56 9.4 2.61 9.2 2.67 9.0 2.72 8.7 2.77

7.0 6.0 9.7 2.25 9.4 2.30 9.2 2.34 9.0 2.39 8.7 2.44

10.0 8.0 9.7 2.11 9.4 2.16 9.2 2.20 9.0 2.24 8.7 2.29

15.0 10.0 9.7 1.91 9.4 1.95 9.2 1.99 9.0 2.03 8.7 2.07

20.0 15.0 9.7 1.61 9.4 1.65 9.2 1.68 9.0 172 8.7 175

24.0 18.0 9.7 1.45 9.4 1.48 9.2 1:51 9.0 1.54 8.7 1.57

-15.0 -16.0 6.5 3.05 6.3 3.12 6.2 3.18 6.0 325 5.9 331

-10.0 -11.0 7.3 3.24 71 3.30 7.0 3.37 6.8 3.44 6.6 3.51

-5.0 -7.0 7.8 2.95 7.6 3.01 7.4 3.07 7.2 3.13 71 3.19

0.0 2.0 8.9 2.63 8.7 2.68 8.5 2.74 8.3 2.79 8.1 2.85

2 5.0 3.0 9.7 2.56 9.4 2.61 9.2 2.67 9.0 2.72 8.7 2.77

7.0 6.0 9.7 2.25 9.4 2.30 9.2 2.34 9.0 2.39 8.7 2.44

10.0 8.0 9.7 2.11 9.4 2.16 9.2 2.20 9.0 2.24 8.7 2.29

15.0 10.0 9.7 1.91 9.4 1.95 9.2 1.99 9.0 2.03 8.7 2.07

20.0 15.0 9.7 1.61 9.4 1.65 9.2 1.68 9.0 172 8.7 175

24.0 18.0 9.7 1.45 9.4 1.48 9.2 1.51 9.0 1.54 8.7 1.57

-15.0 -16.0 6.5 3.05 6.3 3.12 6.2 3.18 6.0 3.25 5.9 3.31

-10.0 -11.0 7.3 3.24 71 3.30 7.0 3.37 6.8 3.44 6.6 3.51

5.0 7.0 7.8 2.95 76 3.01 74 3.07 7.2 313 71 3.19

0.0 2.0 8.9 2.63 8.7 2.68 8.5 2.74 8.3 2.79 8.1 2.85

31 5.0 3.0 9.7 2.56 9.4 2.61 9.2 2.67 9.0 2.72 8.7 2.77

7.0 6.0 9.7 2.25 9.4 2.30 9.2 2.34 9.0 2.39 8.7 2.44

10.0 8.0 9.7 2.11 9.4 2.16 9.2 2.20 9.0 2.24 8.7 2.29

15.0 10.0 9.7 1.91 9.4 1.95 9.2 1.99 9.0 2.03 8.7 2.07

20.0 15.0 9.7 1.61 9.4 1.65 9.2 1.68 9.0 172 8.7 175

24.0 18.0 9.7 1.45 9.4 1.48 9.2 1.51 9.0 1.54 8.7 1.57

-15.0 -16.0 6.5 3.05 6.3 3.12 6.2 3.18 6.0 3.25 5.9 3.31

-10.0 -11.0 7.3 3.24 71 3.30 7.0 3.37 6.8 3.44 6.6 3.51

5.0 7.0 7.8 2.95 7.6 3.01 7.4 3.07 7.2 3.13 71 3.19

0.0 2.0 8.9 2.63 8.7 2.68 8.5 2.74 8.3 2.79 8.1 2.85

30 5.0 3.0 9.7 2.56 9.4 2.61 92 267 9.0 2.72 8.7 2.77

7.0 6.0 9.7 2.25 9.4 2.30 9.2 2.34 9.0 2.39 8.7 2.44

10.0 8.0 9.7 2.11 9.4 2.16 9.2 2.20 9.0 2.24 8.7 2.29

15.0 10.0 9.7 1.91 9.4 1.95 9.2 1.99 9.0 2.03 8.7 2.07

20.0 15.0 9.7 1.61 9.4 1.65 9.2 1.68 9.0 172 8.7 175

24.0 18.0 9.7 1.45 9.4 1.48 9.2 1.51 9.0 1.54 8.7 1.57

-15.0 -16.0 6.5 3.05 6.3 3.12 6.2 3.18 6.0 3.25 5.9 3.31

-10.0 -11.0 7.3 3.24 71 3.30 7.0 3.37 6.8 3.44 6.6 3.51

5.0 7.0 7.8 2.95 7.6 3.01 7.4 3.07 7.2 3.13 71 3.19

0.0 -2.0 8.9 2.63 8.7 2.68 8.5 2.74 8.3 2.79 8.1 2.85

28 5.0 3.0 9.7 2.56 9.4 2.61 9.2 2.67 9.0 2.72 8.7 2.77

7.0 6.0 9.7 2.25 9.4 2.30 9.2 2.34 9.0 2.39 8.7 2.44

10.0 8.0 9.7 2.11 9.4 2.16 9.2 2.20 9.0 224 8.7 2.29

15.0 10.0 9.7 1.91 9.4 1.95 9.2 1.99 9.0 2.03 8.7 2.07

20.0 15.0 9.7 1.61 9.4 1.65 9.2 1.68 9.0 172 8.7 175

24.0 18.0 9.7 1.45 9.4 1.48 9.2 1.51 9.0 1.54 8.7 1.57
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Indoor unit connecting N " Indoor temperature
. Outdoor perature
capacity 16.0 °CDB 18.0 °CDB 20.0 °CDB 22.0 °CDB 24.0 °CDB

KkBtu/h °CDB °CWB C 1P ic P TC P TC 1P e P

15.0 -16.0 65 3.05 6.3 3.12 6.2 3.18 6.0 325 5.9 3.31

-10.0 1.0 7.3 324 71 3.30 7.0 337 6.8 344 6.6 351

5.0 7.0 7.8 2.95 76 3.01 74 3.07 72 3.13 71 3.19

0.0 2.0 89 263 87 268 85 2.74 83 279 8.1 2.85

o7 5.0 3.0 9.7 256 9.4 2.61 9.2 267 9.0 272 8.7 277

7.0 6.0 9.7 225 9.4 2.30 9.2 234 9.0 239 87 244
2 10.0 8.0 9.7 211 9.4 2.16 9.2 2.20 9.0 224 8.7 229 2
[ 15.0 10.0 9.7 191 9.4 1.95 9.2 1.99 9.0 2.03 8.7 2.07 ™
Z g 20.0 15.0 97 161 94 1.65 92 168 9.0 172 8.7 175 Z E
xS 240 18.0 9.7 145 9.4 148 9.2 151 9.0 154 8.7 157 xS
O o -15.0 -16.0 6.5 3.05 6.3 312 6.2 3.18 6.0 325 5.9 3.31 oo
O -10.0 1.0 7.3 324 71 3.30 7.0 3.37 6.8 3.44 6.6 351 O =
E 9 5.0 7.0 7.8 2.95 76 3.01 74 3.07 72 3.13 7.1 3.19 E ‘5?
=No) 0.0 2.0 89 263 8.7 268 85 2.74 83 279 8.1 2.85 20
O < 2% 5.0 3.0 9.7 256 9.4 2.61 9.2 267 9.0 272 8.7 277 O <

7.0 6.0 9.7 225 9.4 2.30 9.2 234 9.0 239 87 244

10.0 8.0 9.7 211 9.4 2.16 9.2 2.20 9.0 224 8.7 229

15.0 10.0 9.7 191 9.4 1.95 9.2 1.99 9.0 2.03 87 2.07

20.0 15.0 9.7 161 9.4 165 92 168 9.0 172 8.7 175

24.0 18.0 9.7 145 9.4 148 9.2 151 9.0 154 8.7 157

-15.0 -16.0 65 3.05 6.3 312 6.2 3.18 6.0 325 5.9 3.31

-10.0 1.0 7.3 324 71 3.30 7.0 3.37 6.8 344 6.6 351

5.0 7.0 7.8 2.95 76 3.01 74 3.07 72 3.13 7.1 3.19

0.0 20 8.9 2.63 8.7 2.68 85 2.74 8.3 279 8.1 2.85

25 5.0 3.0 9.7 256 9.4 2.61 9.2 267 9.0 272 8.7 277

7.0 6.0 9.7 225 9.4 2.30 9.2 2.34 9.0 2.39 87 244

10.0 8.0 9.7 2.11 9.4 2.16 9.2 2.20 9.0 224 8.7 229

15.0 10.0 9.7 191 9.4 1.95 9.2 1.99 9.0 2.03 87 2.07

20.0 15.0 9.7 161 9.4 1.65 9.2 168 9.0 172 8.7 175

24.0 18.0 9.7 145 9.4 148 9.2 151 9.0 154 87 157

15.0 6.0 6.5 3.01 6.3 3.07 6.2 313 6.0 3.19 59 3.26

-10.0 1.0 7.3 3.18 71 3.25 7.0 332 6.8 338 6.6 3.45

50 7.0 7.8 2.90 76 2.96 74 3.02 72 3.08 7.1 314

0.0 2.0 89 259 8.7 264 85 2.70 83 275 8.1 2.80

” 5.0 3.0 9.7 252 9.4 257 9.2 2.62 9.0 268 8.7 273

7.0 6.0 9.7 2.21 9.4 2.26 9.2 2.31 9.0 235 8.7 2.40

10.0 8.0 9.7 2.08 9.4 212 9.2 2.16 9.0 2.21 8.7 225

15.0 10.0 9.7 1.88 9.4 1.92 9.2 1.96 9.0 2.00 87 2.04

20.0 15.0 9.7 159 9.4 162 9.2 1.66 9.0 1.69 8.7 172

24.0 18.0 9.7 142 9.4 145 9.2 148 9.0 151 87 154

15.0 -16.0 65 3.01 6.3 3.07 6.2 3.13 6.0 3.19 5.9 3.26

-10.0 1.0 7.3 3.18 71 325 7.0 332 6.8 338 6.6 3.45

50 70 78 2.90 76 2.96 74 3.02 72 3.08 71 3.14

0.0 2.0 89 259 8.7 2.64 85 2.70 83 275 8.1 2.80

- 5.0 3.0 9.7 252 9.4 257 9.2 262 9.0 2.68 8.7 273

7.0 6.0 9.7 2.21 9.4 2.26 9.2 231 9.0 235 8.7 2.40

10.0 8.0 9.7 2.08 9.4 212 9.2 2.16 9.0 2.21 8.7 225

15.0 10.0 9.7 188 9.4 1.92 9.2 1.96 9.0 2.00 8.7 2.04

20.0 15.0 9.7 1.59 9.4 162 9.2 1.66 9.0 1.69 8.7 172

24.0 18.0 9.7 142 9.4 145 9.2 148 9.0 151 87 154

15.0 -16.0 5.9 272 5.8 278 5.6 2.84 55 2.89 5.3 2.95

-10.0 1.0 6.7 2.88 6.5 2.94 6.3 3.00 6.2 3.06 6.0 312

5.0 70 71 262 6.9 268 6.8 2.73 6.6 279 6.4 2.84

0.0 2.0 8.1 234 79 239 77 2.44 76 249 74 254

o 5.0 3.0 8.8 2.28 8.6 2.33 8.4 2.38 8.2 242 8.0 247

7.0 6.0 838 2.00 86 2.05 84 2.09 8.2 213 8.0 217

10.0 8.0 8.8 1.88 8.6 1.92 8.4 1.96 8.2 2.00 8.0 2.04

15.0 10.0 838 1.70 86 174 84 178 8.2 181 8.0 185

20.0 15.0 8.8 144 8.6 147 8.4 1.50 8.2 153 8.0 1.56

24.0 18.0 8.8 129 86 132 84 134 8.2 137 8.0 1.40

-15.0 -16.0 5.3 244 52 2.49 5.1 254 5.0 259 438 264

-10.0 1.0 6.0 258 59 2.64 5.7 269 5.6 274 55 2.80

5.0 70 6.4 235 6.3 2.40 6.1 2.45 6.0 250 5.8 255

0.0 2.0 7.4 2.10 72 214 7.0 2.19 6.8 223 6.7 227

19 5.0 3.0 8.0 2.04 738 2.09 76 2.13 7.4 217 72 2.21

7.0 6.0 8.0 1.80 738 183 76 187 74 191 72 1.95

10.0 8.0 8.0 169 738 172 76 176 74 179 72 183

15.0 10.0 8.0 153 738 1.56 76 159 7.4 162 72 165

20.0 15.0 8.0 1.29 738 1.32 76 1.34 7.4 137 7.2 1.40

240 18.0 8.0 116 738 118 76 120 7.4 123 72 125

15.0 -16.0 5.1 230 49 234 438 2.39 47 2.44 46 249

-10.0 1.0 5.7 243 5.6 248 54 253 53 258 52 2.64

5.0 7.0 6.1 2.21 6.0 2.26 5.8 2.31 5.7 235 55 2.40

0.0 2.0 7.0 1.98 6.8 2.02 6.6 2.06 6.5 2.10 6.3 214

18 5.0 3.0 7.6 192 74 1.96 72 2.00 7.0 2.04 6.8 2.08

7.0 6.0 7.6 169 74 173 72 1.76 7.0 1.80 6.8 183

10.0 8.0 7.6 159 74 162 72 1.65 7.0 169 6.8 172

15.0 10.0 7.6 144 74 147 72 150 7.0 153 6.8 1.56

20.0 15.0 7.6 121 74 124 72 1.26 7.0 129 6.8 132

240 18.0 7.6 1.09 74 111 72 113 7.0 116 6.8 118

-15.0 -16.0 45 2.01 44 2.05 43 2.10 42 214 4.1 218

-10.0 1.0 5.1 213 5.0 2.18 48 222 47 227 46 2.31

5.0 7.0 5.4 1.94 53 1.98 52 2.02 5.0 2.06 49 210

0.0 20 6.2 173 6.0 177 5.9 1.80 5.8 184 56 1.88

16 5.0 3.0 6.7 1.69 6.6 172 6.4 176 6.2 179 6.1 183

7.0 6.0 6.7 148 6.6 151 6.4 154 6.2 157 6.1 161

10.0 8.0 6.7 1.39 6.6 142 6.4 1.45 6.2 148 6.1 151

15.0 10.0 6.7 1.26 6.6 1.29 6.4 131 6.2 134 6.1 137

20.0 15.0 6.7 1.06 6.6 1.09 6.4 111 6.2 113 6.1 115

240 18.0 6.7 0.95 6.6 0.97 6.4 0.99 6.2 101 6.1 103

- 388 -

6-3. Heating capacity 6. Capacity table



FUJITSU GENERAL LIMITED

Indoor unit connecting Outdoor ature Indoor temperature
capacity i 16.0 °CDB 18.0 °CDB 20.0 °CDB 22.0 °CDB 24.0 °CDB

KBtu/h °CDB °CWB TC P TC P TC P TC P TC P

5.0 16.0 39 177 38 781 38 184 37 188 36 192

0.0 1.0 74 187 73 791 72 1.95 ] 799 70 2.03

50 70 77 171 76 174 75 178 74 181 73 185

0.0 20 54 152 53 155 52 1759 5.0 162 79 165

" 50 30 59 148 57 151 56 154 55 158 53 161

7.0 6.0 59 130 57 133 56 136 55 138 53 141
2 10.0 8.0 59 122 57 125 56 127 55 130 53 132 2
= 15.0 10.0 59 711 57 713 56 715 55 118 53 120 =
Z g 20.0 15.0 59 0.94 57 0.95 56 0.97 55 0.99 53 1.01 Z E
S 24.0 18.0 59 0.84 57 0.86 56 0.87 55 0.89 53 0.91 3
X o o
82 o2
Qo NOTES: Qo
E > . = >
32  TC: Total Capacity (kW), IP: Input Power (kW) 32

» Values mentioned in the table are based on the following conditions:
— Power source of specifications: 230 V
— Pipe length: 5§ m, Height difference: 0 m (Outdoor unit—Indoor unit)
* 2 or more indoor units should be connected.
The total ability of connected a indoor unit is from 14,000 Btu/h up to 36,000 Btu/h.
* Input in the table are calculated based on the maximum indoor unit input combinations.
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® Compact cassette type
Model: AUXGO7KVLA

Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 1.97 1.92 1.88 1.83 1.78
-10.0 -11.0 2.23 2.18 213 2.07 2.02
-5.0 -7.0 2.38 2.32 2.27 2.21 215
0.0 -2.0 2.70 2.64 2.58 2.51 2.45
5.0 3.0 2.94 2.87 2.80 273 2.66
7.0 6.0 2.94 2.87 2.80 273 2.66
10.0 8.0 2.94 2.87 2.80 273 2.66
15.0 10.0 2.94 2.87 2.80 273 2.66
20.0 15.0 2.94 2.87 2.80 2.73 2.66
24.0 18.0 2.94 2.87 2.80 273 2.66
Model: AUXGO9KVLA
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 2.53 247 241 2.35 2.29
-10.0 -11.0 2.87 2.80 2.74 2.67 2.60
-5.0 -7.0 3.06 2.99 2.92 2.84 2.77
0.0 -2.0 3.48 3.39 3.31 3.23 3.15
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42
Model: AUXG12KVLA
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.38 3.30 3.22 3.14 3.06
-10.0 -11.0 3.83 3.74 3.65 3.56 3.47
-5.0 -7.0 4.08 3.99 3.89 3.79 3.69
0.0 -2.0 4.64 4.53 4.42 4.31 4.20
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56
Model: AUXG14KVLA
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.94 3.85 3.75 3.66 3.56
-10.0 -11.0 4.47 4.36 4.26 4.15 4.04
-5.0 -7.0 4.76 4.65 4.54 4.42 4.31
0.0 -2.0 5.41 528 5.15 5.02 4.89
5.0 3.0 5.88 5.74 5.60 5.46 5.32
7.0 6.0 5.88 5.74 5.60 5.46 5.32
10.0 8.0 5.88 5.74 5.60 5.46 5.32
15.0 10.0 5.88 5.74 5.60 5.46 5.32
20.0 15.0 5.88 5.74 5.60 5.46 5.32
24.0 18.0 5.88 5.74 5.60 5.46 5.32
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FUJITSU GENERAL LIMITED

Model: AUXG18KVLA

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC

-15.0 -16.0 4.66 4.55 4.44 4.32 4.21

-10.0 -11.0 5.28 5.16 5.03 4.91 4.78

-5.0 -7.0 5.63 5.50 5.36 5.23 5.09
. 0.0 2.0 6.39 6.24 6.09 5.94 5.79 .
< 5.0 3.0 6.95 6.79 6.62 6.45 6.29 <
[ E -
E o 7.0 6.0 6.95 6.79 6.62 6.45 6.29 E m
=] 5 10.0 8.0 6.95 6.79 6.62 6.45 6.29 o 5
14 N 15.0 10.0 6.95 6.79 6.62 6.45 6.29 (14 N
8 2 20.0 15.0 6.95 6.79 6.62 6.45 6.29 8 g
ao 24.0 18.0 6.95 6.79 6.62 6.45 6.29 oo
= > = >
32 32

< NOTES:

+ TC: Total Capacity (kW)
» Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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® Mini duct type
Model: ARXGO7KSLAP

FUJITSU GENERAL LIMITED

Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 1.97 1.92 1.88 1.83 1.78
-10.0 -11.0 2.23 2.18 213 2.07 2.02
-5.0 -7.0 2.38 2.32 2.27 2.21 215
0.0 -2.0 2.70 2.64 2.58 2.51 2.45
5.0 3.0 2.94 2.87 2.80 273 2.66
7.0 6.0 2.94 2.87 2.80 273 2.66
10.0 8.0 2.94 2.87 2.80 273 2.66
15.0 10.0 2.94 2.87 2.80 273 2.66
20.0 15.0 2.94 2.87 2.80 2.73 2.66
24.0 18.0 2.94 2.87 2.80 273 2.66
Model: ARXGO9KSLAP
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 2.53 247 241 2.35 2.29
-10.0 -11.0 2.87 2.80 2.74 2.67 2.60
-5.0 -7.0 3.06 2.99 2.92 2.84 2.77
0.0 -2.0 3.48 3.39 3.31 3.23 3.15
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42
Model: ARXG12KSLAP
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.38 3.30 3.22 3.14 3.06
-10.0 -11.0 3.83 3.74 3.65 3.56 3.47
-5.0 -7.0 4.08 3.99 3.89 3.79 3.69
0.0 -2.0 4.64 4.53 4.42 4.31 4.20
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56
Model: ARXG14KSLAP
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.94 3.85 3.75 3.66 3.56
-10.0 -11.0 4.47 4.36 4.26 4.15 4.04
-5.0 -7.0 4.76 4.65 4.54 4.42 4.31
0.0 -2.0 5.41 528 5.15 5.02 4.89
5.0 3.0 5.88 5.74 5.60 5.46 5.32
7.0 6.0 5.88 5.74 5.60 5.46 5.32
10.0 8.0 5.88 5.74 5.60 5.46 5.32
15.0 10.0 5.88 5.74 5.60 5.46 5.32
20.0 15.0 5.88 5.74 5.60 5.46 5.32
24.0 18.0 5.88 5.74 5.60 5.46 5.32
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FUJITSU GENERAL LIMITED

Model: ARXG18KSLAP

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC

-15.0 -16.0 4.66 4.55 4.44 4.32 4.21

-10.0 -11.0 5.28 5.16 5.03 4.91 4.78

-5.0 -7.0 5.63 5.50 5.36 5.23 5.09
. 0.0 2.0 6.39 6.24 6.09 5.94 5.79 .
< 5.0 3.0 6.95 6.79 6.62 6.45 6.29 <
[ E -
E o 7.0 6.0 6.95 6.79 6.62 6.45 6.29 E m
=] 5 10.0 8.0 6.95 6.79 6.62 6.45 6.29 o 5
14 N 15.0 10.0 6.95 6.79 6.62 6.45 6.29 (14 N
8 2 20.0 15.0 6.95 6.79 6.62 6.45 6.29 8 g
ao 24.0 18.0 6.95 6.79 6.62 6.45 6.29 oo
= > = >
32 32

< NOTES:

+ TC: Total Capacity (kW)
» Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m [Outdoor unit—Indoor unit]
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@ Slim duct type
Model: ARXGO7KLLAP

FUJITSU GENERAL LIMITED

Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 1.97 1.92 1.88 1.83 1.78
-10.0 -11.0 2.23 2.18 213 2.07 2.02
-5.0 -7.0 2.38 2.32 2.27 2.21 215
0.0 -2.0 2.70 2.64 2.58 2.51 2.45
5.0 3.0 2.94 2.87 2.80 273 2.66
7.0 6.0 2.94 2.87 2.80 273 2.66
10.0 8.0 2.94 2.87 2.80 273 2.66
15.0 10.0 2.94 2.87 2.80 273 2.66
20.0 15.0 2.94 2.87 2.80 2.73 2.66
24.0 18.0 2.94 2.87 2.80 273 2.66
Model: ARXGO9KLLAP
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 2.53 247 241 2.35 2.29
-10.0 -11.0 2.87 2.80 2.74 2.67 2.60
-5.0 -7.0 3.06 2.99 2.92 2.84 2.77
0.0 -2.0 3.48 3.39 3.31 3.23 3.15
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42
Model: ARXG12KLLAP
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.38 3.30 3.22 3.14 3.06
-10.0 -11.0 3.83 3.74 3.65 3.56 3.47
-5.0 -7.0 4.08 3.99 3.89 3.79 3.69
0.0 -2.0 4.64 4.53 4.42 4.31 4.20
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56
Model: ARXG14KLLAP
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.94 3.85 3.75 3.66 3.56
-10.0 -11.0 4.47 4.36 4.26 4.15 4.04
-5.0 -7.0 4.76 4.65 4.54 4.42 4.31
0.0 -2.0 5.41 528 5.15 5.02 4.89
5.0 3.0 5.88 5.74 5.60 5.46 5.32
7.0 6.0 5.88 5.74 5.60 5.46 5.32
10.0 8.0 5.88 5.74 5.60 5.46 5.32
15.0 10.0 5.88 5.74 5.60 5.46 5.32
20.0 15.0 5.88 5.74 5.60 5.46 5.32
24.0 18.0 5.88 5.74 5.60 5.46 5.32
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FUJITSU GENERAL LIMITED

Model: ARXG18KLLAP

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC

-15.0 -16.0 4.66 4.55 4.44 4.32 4.21

-10.0 -11.0 5.28 5.16 5.03 4.91 4.78

-5.0 -7.0 5.63 5.50 5.36 5.23 5.09
. 0.0 2.0 6.39 6.24 6.09 5.94 5.79 .
< 5.0 3.0 6.95 6.79 6.62 6.45 6.29 <
[ E -
E o 7.0 6.0 6.95 6.79 6.62 6.45 6.29 E m
=] 5 10.0 8.0 6.95 6.79 6.62 6.45 6.29 o 5
14 N 15.0 10.0 6.95 6.79 6.62 6.45 6.29 (14 N
8 2 20.0 15.0 6.95 6.79 6.62 6.45 6.29 8 g
ao 24.0 18.0 6.95 6.79 6.62 6.45 6.29 oo
= > = >
32 32

< NOTES:

+ TC: Total Capacity (kW)
» Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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FUJITSU GENERAL LIMITED

® Wall mounted type
Model: ASYGO7KGTB

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TE
o -15.0 16.0 197 192 188 183 178 o
< -10.0 1.0 223 218 213 2.07 2.02 <
E B 50 70 2.38 232 227 2.21 2.15 E b
Sy 0.0 20 2.70 264 258 251 245 Sx
S 5.0 3.0 2.94 2.87 2.80 2.73 2.66 xS
O w» 7.0 6.0 2.94 2.87 2.80 273 2.66 O
8 ) 10.0 8.0 2.94 2.87 2.80 273 2.66 8 )
= > 15.0 10.0 2.94 2.87 2.80 2.73 2.66 = >
8 g 20.0 15.0 2.94 2.87 2.80 273 2.66 8 2

24.0 18.0 2.94 2.87 2.80 273 2.66

Model: ASYGO9KGTB

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 253 2.47 2.41 2.35 2.29
-10.0 -11.0 2.87 2.80 2.74 2.67 2.60
-5.0 -7.0 3.06 2.99 2.92 2.84 2.77
0.0 -2.0 3.48 3.39 3.31 3.23 3.15
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: ASYG12KGTB

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 3.38 3.30 3.22 3.14 3.06
-10.0 -11.0 3.83 3.74 3.65 3.56 3.47
-5.0 -7.0 4.08 3.99 3.89 3.79 3.69
0.0 -2.0 4.64 4.53 4.42 4.31 4.20
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: ASYG14KGTB

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.94 3.85 3.75 3.66 3.56
-10.0 -11.0 4.47 4.36 4.26 4.15 4.04
-5.0 -7.0 4.76 4.65 4.54 4.42 4.31
0.0 -2.0 5.41 528 5.15 5.02 4.89
5.0 3.0 5.88 5.74 5.60 5.46 5.32
7.0 6.0 5.88 5.74 5.60 5.46 5.32
10.0 8.0 5.88 5.74 5.60 5.46 5.32
15.0 10.0 5.88 5.74 5.60 5.46 5.32
20.0 15.0 5.88 5.74 5.60 5.46 5.32
24.0 18.0 5.88 5.74 5.60 5.46 5.32
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Model: ASYGO7KGTE

FUJITSU GENERAL LIMITED

Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 1.97 1.92 1.88 1.83 1.78
-10.0 -11.0 2.23 2.18 213 2.07 2.02
-5.0 -7.0 2.38 2.32 2.27 221 215
0.0 -2.0 2.70 2.64 2.58 2.51 2.45
5.0 3.0 2.94 2.87 2.80 2.73 2.66
7.0 6.0 2.94 2.87 2.80 273 2.66
10.0 8.0 2.94 2.87 2.80 2.73 2.66
15.0 10.0 2.94 2.87 2.80 273 2.66
20.0 15.0 2.94 2.87 2.80 2.73 2.66
24.0 18.0 2.94 2.87 2.80 273 2.66
Model: ASYGO09KGTE
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 2.53 247 241 2.35 2.29
-10.0 -11.0 2.87 2.80 2.74 2.67 2.60
-5.0 -7.0 3.06 2.99 2.92 2.84 2.77
0.0 -2.0 3.48 3.39 3.31 3.23 3.15
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42
Model: ASYG12KGTE
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.38 3.30 3.22 3.14 3.06
-10.0 -11.0 3.83 3.74 3.65 3.56 3.47
-5.0 -7.0 4.08 3.99 3.89 3.79 3.69
0.0 -2.0 4.64 4.53 4.42 4.31 4.20
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56
Model: ASYG14KGTE
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.94 3.85 3.75 3.66 3.56
-10.0 -11.0 4.47 4.36 4.26 4.15 4.04
-5.0 -7.0 4.76 4.65 4.54 4.42 4.31
0.0 -2.0 5.41 528 5.15 5.02 4.89
5.0 3.0 5.88 5.74 5.60 5.46 5.32
7.0 6.0 5.88 5.74 5.60 5.46 5.32
10.0 8.0 5.88 574 5.60 5.46 5.32
15.0 10.0 5.88 5.74 5.60 5.46 5.32
20.0 15.0 5.88 5.74 5.60 5.46 5.32
24.0 18.0 5.88 5.74 5.60 5.46 5.32
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Model: ASYG18KMTB

FUJITSU GENERAL LIMITED

Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 4.66 4.55 4.44 4.32 4.21
-10.0 -11.0 5.28 5.16 5.03 4.91 4.78
-5.0 -7.0 5.63 5.50 5.36 523 5.09
0.0 -2.0 6.39 6.24 6.09 5.94 5.79
5.0 3.0 6.95 6.79 6.62 6.45 6.29
7.0 6.0 6.95 6.79 6.62 6.45 6.29
10.0 8.0 6.95 6.79 6.62 6.45 6.29
15.0 10.0 6.95 6.79 6.62 6.45 6.29
20.0 15.0 6.95 6.79 6.62 6.45 6.29
24.0 18.0 6.95 6.79 6.62 6.45 6.29
Model: ASYG18KMTE
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 4.66 4.55 4.44 4.32 4.21
-10.0 -11.0 528 5.16 5.03 4.91 4.78
-5.0 -7.0 5.63 5.50 5.36 523 5.09
0.0 -2.0 6.39 6.24 6.09 5.94 5.79
5.0 3.0 6.95 6.79 6.62 6.45 6.29
7.0 6.0 6.95 6.79 6.62 6.45 6.29
10.0 8.0 6.95 6.79 6.62 6.45 6.29
15.0 10.0 6.95 6.79 6.62 6.45 6.29
20.0 15.0 6.95 6.79 6.62 6.45 6.29
24.0 18.0 6.95 6.79 6.62 6.45 6.29
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Model: ASYGO7KMTB

FUJITSU GENERAL LIMITED

Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 1.97 1.92 1.88 1.83 1.78
-10.0 -11.0 2.23 2.18 213 2.07 2.02
-5.0 -7.0 2.38 2.32 2.27 221 215
0.0 -2.0 2.70 2.64 2.58 2.51 2.45
5.0 3.0 2.94 2.87 2.80 2.73 2.66
7.0 6.0 2.94 2.87 2.80 273 2.66
10.0 8.0 2.94 2.87 2.80 2.73 2.66
15.0 10.0 2.94 2.87 2.80 273 2.66
20.0 15.0 2.94 2.87 2.80 2.73 2.66
24.0 18.0 2.94 2.87 2.80 273 2.66
Model: ASYGO9KMTB
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 2.53 247 241 2.35 2.29
-10.0 -11.0 2.87 2.80 2.74 2.67 2.60
-5.0 -7.0 3.06 2.99 2.92 2.84 2.77
0.0 -2.0 3.48 3.39 3.31 3.23 3.15
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42
Model: ASYG12KMTB
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.38 3.30 3.22 3.14 3.06
-10.0 -11.0 3.83 3.74 3.65 3.56 3.47
-5.0 -7.0 4.08 3.99 3.89 3.79 3.69
0.0 -2.0 4.64 4.53 4.42 4.31 4.20
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56
Model: ASYG14KMTB
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.94 3.85 3.75 3.66 3.56
-10.0 -11.0 4.47 4.36 4.26 4.15 4.04
-5.0 -7.0 4.76 4.65 4.54 4.42 4.31
0.0 -2.0 5.41 528 5.15 5.02 4.89
5.0 3.0 5.88 5.74 5.60 5.46 5.32
7.0 6.0 5.88 5.74 5.60 5.46 5.32
10.0 8.0 5.88 574 5.60 5.46 5.32
15.0 10.0 5.88 5.74 5.60 5.46 5.32
20.0 15.0 5.88 5.74 5.60 5.46 5.32
24.0 18.0 5.88 5.74 5.60 5.46 5.32
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Model: ASYGO7KMCC

FUJITSU GENERAL LIMITED

Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 1.97 1.92 1.88 1.83 1.78
-10.0 -11.0 2.23 2.18 213 2.07 2.02
-5.0 -7.0 2.38 2.32 2.27 221 215
0.0 -2.0 2.70 2.64 2.58 2.51 2.45
5.0 3.0 2.94 2.87 2.80 2.73 2.66
7.0 6.0 2.94 2.87 2.80 273 2.66
10.0 8.0 2.94 2.87 2.80 2.73 2.66
15.0 10.0 2.94 2.87 2.80 273 2.66
20.0 15.0 2.94 2.87 2.80 2.73 2.66
24.0 18.0 2.94 2.87 2.80 273 2.66
Model: ASYG09KMCC
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 2.53 247 241 2.35 2.29
-10.0 -11.0 2.87 2.80 2.74 2.67 2.60
-5.0 -7.0 3.06 2.99 2.92 2.84 2.77
0.0 -2.0 3.48 3.39 3.31 3.23 3.15
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42
Model: ASYG12KMCC
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.38 3.30 3.22 3.14 3.06
-10.0 -11.0 3.83 3.74 3.65 3.56 3.47
-5.0 -7.0 4.08 3.99 3.89 3.79 3.69
0.0 -2.0 4.64 4.53 4.42 4.31 4.20
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56
Model: ASYG14KMCC
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.94 3.85 3.75 3.66 3.56
-10.0 -11.0 4.47 4.36 4.26 4.15 4.04
-5.0 -7.0 4.76 4.65 4.54 4.42 4.31
0.0 -2.0 5.41 528 5.15 5.02 4.89
5.0 3.0 5.88 5.74 5.60 5.46 5.32
7.0 6.0 5.88 5.74 5.60 5.46 5.32
10.0 8.0 5.88 574 5.60 5.46 5.32
15.0 10.0 5.88 5.74 5.60 5.46 5.32
20.0 15.0 5.88 5.74 5.60 5.46 5.32
24.0 18.0 5.88 5.74 5.60 5.46 5.32
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Model: ASYGO7KMCE

FUJITSU GENERAL LIMITED

Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 1.97 1.92 1.88 1.83 1.78
-10.0 -11.0 2.23 2.18 213 2.07 2.02
-5.0 -7.0 2.38 2.32 2.27 221 215
0.0 -2.0 2.70 2.64 2.58 2.51 2.45
5.0 3.0 2.94 2.87 2.80 2.73 2.66
7.0 6.0 2.94 2.87 2.80 273 2.66
10.0 8.0 2.94 2.87 2.80 2.73 2.66
15.0 10.0 2.94 2.87 2.80 273 2.66
20.0 15.0 2.94 2.87 2.80 2.73 2.66
24.0 18.0 2.94 2.87 2.80 273 2.66
Model: ASYG09KMCE
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 2.53 247 241 2.35 2.29
-10.0 -11.0 2.87 2.80 2.74 2.67 2.60
-5.0 -7.0 3.06 2.99 2.92 2.84 2.77
0.0 -2.0 3.48 3.39 3.31 3.23 3.15
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42
Model: ASYG12KMCE
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.38 3.30 3.22 3.14 3.06
-10.0 -11.0 3.83 3.74 3.65 3.56 3.47
-5.0 -7.0 4.08 3.99 3.89 3.79 3.69
0.0 -2.0 4.64 4.53 4.42 4.31 4.20
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56
Model: ASYG14KMCE
Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.94 3.85 3.75 3.66 3.56
-10.0 -11.0 4.47 4.36 4.26 4.15 4.04
-5.0 -7.0 4.76 4.65 4.54 4.42 4.31
0.0 -2.0 5.41 528 5.15 5.02 4.89
5.0 3.0 5.88 5.74 5.60 5.46 5.32
7.0 6.0 5.88 5.74 5.60 5.46 5.32
10.0 8.0 5.88 574 5.60 5.46 5.32
15.0 10.0 5.88 5.74 5.60 5.46 5.32
20.0 15.0 5.88 5.74 5.60 5.46 5.32
24.0 18.0 5.88 5.74 5.60 5.46 5.32
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FUJITSU GENERAL LIMITED
Model: ASYGO7KETA, ASYGO7KETA-B

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC

-15.0 -16.0 1.97 1.92 1.88 1.83 1.78

-10.0 -11.0 2.23 2.18 213 2.07 2.02

-5.0 -7.0 2.38 2.32 227 221 2.15
™ 0.0 -2.0 2.70 2.64 2.58 251 2.45 ™
< 5.0 3.0 2.94 2.87 2.80 273 2.66 <
== ==
Z o 7.0 6.0 2.94 2.87 2.80 273 2.66 Zm
=) 5 10.0 8.0 2.94 2.87 2.80 273 2.66 =) 5
14 N 15.0 10.0 2.94 2.87 2.80 273 2.66 (14 N
8 ‘02 20.0 15.0 2.94 2.87 2.80 2.73 2.66 8 8
ao 24.0 18.0 2.94 2.87 2.80 273 2.66 oo
= > = >
20 20
o< o<

Model: ASYGO9KETA, ASYG09KETA-B

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 253 2.47 241 2.35 2.29
-10.0 -11.0 2.87 2.80 2.74 2.67 2.60
-5.0 -7.0 3.06 2.99 2.92 2.84 2.77
0.0 -2.0 3.48 3.39 3.31 3.23 3.15
5.0 3.0 3.78 3.69 3.60 3.51 3.42
7.0 6.0 3.78 3.69 3.60 3.51 3.42
10.0 8.0 3.78 3.69 3.60 3.51 3.42
15.0 10.0 3.78 3.69 3.60 3.51 3.42
20.0 15.0 3.78 3.69 3.60 3.51 3.42
24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: ASYG12KETA, ASYG12KETA-B

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.38 3.30 3.22 3.14 3.06
-10.0 -11.0 3.83 3.74 3.65 3.56 3.47
-5.0 -7.0 4.08 3.99 3.89 3.79 3.69
0.0 -2.0 4.64 4.53 4.42 4.31 4.20
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: ASYG14KETA, ASYG14KETA-B

Indoor temperature (°CDB)
Outdoor temperature
16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.94 3.85 3.75 3.66 3.56
-10.0 -11.0 4.47 4.36 4.26 4.15 4.04
-5.0 -7.0 4.76 4.65 4.54 4.42 4.31
0.0 -2.0 5.41 5.28 5.15 5.02 4.89
5.0 3.0 5.88 5.74 5.60 5.46 5.32
7.0 6.0 5.88 5.74 5.60 5.46 5.32
10.0 8.0 5.88 574 5.60 5.46 5.32
15.0 10.0 5.88 5.74 5.60 5.46 5.32
20.0 15.0 5.88 5.74 5.60 5.46 5.32
24.0 18.0 5.88 5.74 5.60 5.46 5.32
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FUJITSU GENERAL LIMITED
Model: ASYGO7KETE, ASYGO7KETE-B

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TC

-15.0 -16.0 1.97 1.92 1.88 1.83 1.78

-10.0 -11.0 2.23 2.18 213 2.07 2.02

-5.0 -7.0 2.38 2.32 227 221 2.15
™ 0.0 -2.0 2.70 2.64 2.58 251 2.45 ™
- S 5.0 3.0 2.94 2.87 2.80 273 2.66 - S
Z o 7.0 6.0 2.94 2.87 2.80 273 2.66 Zm
=) 5 10.0 8.0 2.94 2.87 2.80 273 2.66 =) 5
14 N 15.0 10.0 2.94 2.87 2.80 273 2.66 (14 N
8 ‘02 20.0 15.0 2.94 2.87 2.80 2.73 2.66 8 2
ao 24.0 18.0 2.94 2.87 2.80 273 2.66 oo
= > = >
20 20
O < Model: ASYGO9KETE, ASYGO9KETE-B O <

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CwB) TC TC TC TC TC

-15.0 -16.0 2.53 247 2.41 2.35 2.29

-10.0 -11.0 2.87 2.80 2.74 2.67 2.60

-5.0 -7.0 3.06 2.99 2.92 2.84 2.77

0.0 -2.0 3.48 3.39 3.31 3.23 3.15

5.0 3.0 3.78 3.69 3.60 3.51 3.42

7.0 6.0 3.78 3.69 3.60 3.51 3.42

10.0 8.0 3.78 3.69 3.60 3.51 3.42

15.0 10.0 3.78 3.69 3.60 3.51 3.42

20.0 15.0 3.78 3.69 3.60 3.51 3.42

24.0 18.0 3.78 3.69 3.60 3.51 3.42

Model: ASYG12KETE, ASYG12KETE-B

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.38 3.30 3.22 3.14 3.06
-10.0 -11.0 3.83 3.74 3.65 3.56 3.47
-5.0 -7.0 4.08 3.99 3.89 3.79 3.69
0.0 -2.0 4.64 4.53 4.42 4.31 4.20
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: ASYG14KETE, ASYG14KETE-B

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CWB) TC TC TC TC TC
-15.0 -16.0 3.94 3.85 3.75 3.66 3.56
-10.0 -11.0 4.47 4.36 4.26 4.15 4.04
-5.0 -7.0 4.76 4.65 4.54 4.42 4.31
0.0 -2.0 5.41 5.28 5.15 5.02 4.89
5.0 3.0 5.88 5.74 5.60 5.46 5.32
7.0 6.0 5.88 5.74 5.60 5.46 5.32
10.0 8.0 5.88 574 5.60 5.46 5.32
15.0 10.0 5.88 5.74 5.60 5.46 5.32
20.0 15.0 5.88 5.74 5.60 5.46 5.32
24.0 18.0 5.88 5.74 5.60 5.46 5.32

NOTES:
+ TC: Total Capacity (kW)
* Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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® Ceiling type
Model: ABYG18KRTA

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TE
o -15.0 16.0 4.66 455 4.44 432 4.21 o
< -10.0 1.0 5.28 5.16 5.03 491 478 <
'é B 50 70 563 550 536 523 5.0 E b
Sy 0.0 20 6.39 6.24 6.09 5.94 5.79 Sx
S 5.0 3.0 6.95 6.79 6.62 6.45 6.29 xS
O w» 7.0 6.0 6.95 6.79 6.62 6.45 6.29 O
8 ) 10.0 8.0 6.95 6.79 6.62 6.45 6.29 8 )
= > 15.0 10.0 6.95 6.79 6.62 6.45 6.29 = >
8 2 20.0 15.0 6.95 6.79 6.62 6.45 6.29 8 2

24.0 18.0 6.95 6.79 6.62 6.45 6.29

NOTES:
» TC: Total Capacity (kW)
+ Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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® Floor type
Model: AGYGO9KVCA

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0

(°CDB) (°CWB) TC TC TC TC TE
o -15.0 16.0 253 247 2.41 2.35 229 o
< -10.0 1.0 2.87 2.80 274 267 2.60 <
E B 50 70 3.06 2.99 2.92 284 277 E b
Sy 0.0 20 348 3.39 3.31 323 315 Sx
S 5.0 3.0 378 3.69 3.60 351 3.42 xS
O w» 7.0 6.0 378 3.69 3.60 351 342 O
8 ) 10.0 8.0 378 369 360 351 342 8 )
= > 15.0 10.0 3.78 3.69 3.60 351 3.42 = >
8 2 20.0 15.0 378 3.69 3.60 351 342 8 2

24.0 18.0 3.78 369 3.60 351 342

Model: AGYG12KVCA

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 3.38 3.30 3.22 3.14 3.06
-10.0 -11.0 3.83 3.74 3.65 3.56 3.47
-5.0 -7.0 4.08 3.99 3.89 3.79 3.69
0.0 -2.0 4.64 4.53 4.42 4.31 4.20
5.0 3.0 5.04 4.92 4.80 4.68 4.56
7.0 6.0 5.04 4.92 4.80 4.68 4.56
10.0 8.0 5.04 4.92 4.80 4.68 4.56
15.0 10.0 5.04 4.92 4.80 4.68 4.56
20.0 15.0 5.04 4.92 4.80 4.68 4.56
24.0 18.0 5.04 4.92 4.80 4.68 4.56

Model: AGYG14KVCA

Indoor temperature (°CDB)
Outdoor temperature

16.0 18.0 20.0 22.0 24.0
(°CDB) (°CwB) TC TC TC TC TC
-15.0 -16.0 3.94 3.85 3.75 3.66 3.56
-10.0 -11.0 4.47 4.36 4.26 4.15 4.04
-5.0 -7.0 476 4.65 4.54 4.42 4.31
0.0 -2.0 5.41 5.28 5.15 5.02 4.89
5.0 3.0 5.88 5.74 5.60 5.46 5.32
7.0 6.0 5.88 5.74 5.60 5.46 5.32
10.0 8.0 5.88 5.74 5.60 5.46 5.32
15.0 10.0 5.88 574 5.60 5.46 5.32
20.0 15.0 5.88 5.74 5.60 5.46 5.32
24.0 18.0 5.88 5.74 5.60 5.46 5.32

NOTES:
* TC: Total Capacity (kW)
+ Values mentioned in the table are based on the following conditions:
— Pipe length: 5 m, Height difference: 0 m (Outdoor unit—Indoor unit)
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7. Capacity compensation rate for pipe length and height

difference
Height difference H
Indoor unit is higher than outdoor unit *! Indoor unit is lower than outdoor unit *2
Indoor unit Outdoor unit

s _

H

™ ™
o~ o~
m m
Sx e
& 3
(-] <]
O~ -
2o 25
e > = >
20 =Ne)
o< o<

Outdoor unit

Indoor unit

Connection pipe

Connection pipe

7-1. Models: AOYG18KBTA3 and AOYG24KBTA3

NOTE: Values mentioned in the table are calculated based on the maximum capacity.

B Indoor unit: 7,000 Btu/h

. Pipe length
Cooling m 25 5 10 15 20 25
. 15 — — — 0.956 0.942 0.928
£ Indoor unit is higher than 10 — — 0.977 0.963 0.950 0.936
f) outdoor unit *1 5 — 0.992 0.985 0.971 0.957 0.943
e 2.5 0.999 0.996 0.989 0.975 0.961 0.947
% 0 1.003 1.000 0.993 0.979 0.965 0.951
% -2.5 1.003 1.000 0.993 0.979 0.965 0.951
% Indoor unit is lower than -5 — 1.000 0.993 0.979 0.965 0.951
o) outdoor unit *2 -10 — — 0.993 0.979 0.965 0.951
* 15 — — — [ 0979 | 0.965 | 0.951
. Pipe length
Heating m 25 5 10 15 20 25
. 15 — — — 0.977 0.958 0.939
£ Indoor unit is higher than 10 — — 0.993 0.977 0.958 0.939
f) outdoor unit *1 5 — 1.000 0.993 0.977 0.958 0.939
e 2.5 0.990 1.000 0.993 0.977 0.958 0.939
% 0 0.990 1.000 0.993 0.977 0.958 0.939
% -2.5 0.988 0.997 0.991 0.975 0.956 0.937
% Indoor unit is lower than -5 — 0.995 0.988 0.972 0.953 0.934
o) outdoor unit *2 -10 — — 0.983 0.967 0.948 0.930
T -15 — — — 0.962 0.944 0.925
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B Indoor unit: 9,000 Btu/h

. Pipe length
Cooling m 25 5 10 15 20 25

_ 15 — — — 0.956 | 0.942 | 0.928

£ Indoor unit is higher than 10 — — 0.977 0.963 0.950 0.936
o2 T outdoor unit *1 5 — 0.992 | 0.985 | 0.971 | 0.957 | 0.943 - 2
5¢ g 25 | 1.003 | 0.996 | 0.989 | 0.975 | 0.961 | 0.947 z0
& S 0 1.007 | 1.000 | 0.993 | 0.979 | 0.965 | 0.951 Z S
95 3 25 1.007 | 1.000 | 0.993 | 0.979 | 0.965 | 0.951 Q5
'é § % Indoor unit is IO\_Ner than -5 — 1.000 0.993 0.979 0.965 0.951 % §

© outdoor unit *2 -10 — — 0.993 0.979 0.965 0.951

= 15 — — — [ 0979 | 0965 | 0.951

. Pipe length
Heating m 25 5 10 15 20 25

_ 15 — — — 0.977 | 0.958 | 0.939

£ Indoor unit is higher than 10 — — 0.993 0.977 0.958 0.939

T outdoor unit *1 5 — 1.000 | 0.993 | 0.977 | 0.958 | 0.939

Q 25 0.993 | 1.000 | 0.993 | 0.977 | 0.958 | 0.939

S 0 0.993 | 1.000 | 0.993 | 0.977 | 0.958 | 0.939

= 25 0.991 | 0.997 | 0.991 | 0.975 | 0.956 | 0.937

% Indoor unit is lower than -5 — 0.995 0.988 0.972 0.953 0.934

o outdoor unit *2 -10 — — 0.983 0.967 0.948 0.930

= 15 — — — 0962 | 0.944 | 0.925

B Indoor unit: 12,000 Btu/h

. Pipe length
Cooling m 25 5 10 15 20 25
R 15 — — — 0.933 | 0.899 | 0.859
£ Indoor unit is higher than 10 — — 0.970 0.940 0.906 0.866
:5 outdoor unit *1 5 — 0.992 | 0978 | 0.948 | 0913 | 0.873
e 25 1.010 | 0.996 | 0.982 | 0.952 | 0.917 | 0.876
g 0 1.014 1.000 | 0.986 | 0.956 | 0.921 0.880
% -2.5 1.014 1.000 | 0.986 | 0.956 | 0.921 0.880
% Indoor unit is lower than -5 — 1.000 0.986 0.956 0.921 0.880
D outdoor unit *2 -10 — — 0.986 | 0.956 | 0.921 0.880
* 15 — — — [ 0956 | 0921 | 0.880
: Pipe length
Heating m 25 5 10 15 20 25
R 15 — — — 0.975 | 0.957 | 0.940
£ Indoor unit is higher than 10 — — 0.990 0.975 0.957 0.940
:5 outdoor unit *1 5 — 1.000 | 0.990 | 0.975 | 0.957 | 0.940
e 25 0.995 1.000 | 0.990 | 0.975 | 0.957 | 0.940
g 0 0.995 1.000 | 0.990 | 0.975 | 0.957 | 0.940
% -2.5 0.993 | 0997 | 0.988 | 0.973 | 0.955 | 0.938
% Indoor unit is lower than -5 — 0.995 0.985 0.970 0.952 0.936
D outdoor unit *2 -10 — — 0.980 | 0.965 | 0.947 | 0.931
= -15 — — — 0.960 | 0.943 | 0.926
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B Indoor unit: 14,000 Btu/h

. Pipe length
Cooling m 25 5 10 15 20 25

_ 15 — — — 0.969 | 0.962 | 0.953

E Indoor unit is higher than 10 — — 0.982 | 0.977 | 0.970 | 0.961
2 T outdoor unit *1 5 — 0.992 | 0.990 | 0.985 | 0.977 | 0.968 L 2
z¢ 2 25 | 0998 | 0.996 | 0.994 | 0.989 | 0.981 | 0.972 Z3
& S 0 1.002 | 1.000 | 0.998 | 0.993 | 0.985 | 0.976 Z S
95 = 25 1.002 | 1.000 | 0.998 | 0.993 | 0.985 | 0.976 Q5
'é § % Indoor unit is lower than -5 — 1.000 0.998 0.993 0.985 0.976 % §

o outdoor unit *2 -10 — — 0.998 0.993 0.985 0.976

= 15 — — — [ 0993 | 0985 | 0976

. Pipe length
Heating m 25 5 10 15 20 25

_ 15 — — — 0.967 | 0.943 | 0.917

E Indoor unit is higher than 10 — — 0.990 | 0.967 | 0.943 | 0.917

T outdoor unit *1 5 — 1.000 | 0.990 | 0.967 | 0.943 | 0.917

Q 25 1.010 | 1.000 | 0.990 | 0.967 | 0.943 | 0.917

S 0 1.010 | 1.000 | 0.990 | 0.967 | 0.943 | 0.917

= 25 1.008 | 0.997 | 0.988 | 0.965 | 0.941 | 0.915

% Indoor unit is lower than -5 — 0.995 0.985 0.962 0.938 0.912

o outdoor unit *2 -10 — — 0.980 0.957 0.934 0.908

= 15 — — — 0.952 | 0.929 | 0.903

B Indoor unit: 18,000 Btu/h

. Pipe length
Cooling m 25 5 10 15 20 25

. 15 — — — 0.977 0.968 0.953
£ Indoor unit is higher than 10 — — 0.986 0.985 0.976 0.960
:5 outdoor unit *1 5 — 0.992 0.994 0.993 0.984 0.968
e 25 0.993 0.996 0.998 0.998 0.988 0.972
g 0 0.997 1.000 1.002 1.002 0.992 0.976
% -2.5 0.997 1.000 1.002 1.002 0.992 0.976
% Indoor unit is lower than -5 — 1.000 1.002 1.002 0.992 0.976
':?—:, outdoor unit *2 -10 — — 1.002 1.002 0.992 0.976

-15 — — — 1.002 0.992 0.976

: Pipe length
Heating m 25 5 10 15 20 25

. 15 — — — 0.964 0.939 0.913
£ Indoor unit is higher than 10 — — 0.988 0.964 0.939 0.913
:5 outdoor unit *1 5 — 1.000 0.988 0.964 0.939 0.913
e 25 1.008 1.000 0.988 0.964 0.939 0.913
g 0 1.008 1.000 0.988 0.964 0.939 0.913
% -2.5 1.006 0.997 0.986 0.962 0.937 0.911
% Indoor unit is lower than -5 — 0.995 0.983 0.959 0.934 0.908
¥ outdoor unit *2 -10 — — 0.978 0.954 0.930 0.904
= 15 — — — [ 0950 | 0925 | 0.899
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8. Additional charge calculation

8-1. Model: AOYG18KBTA3

- Refrigerant type R32 -
= Refrigerant amount | g 1,800 e &
Z0 Z o
5% . >3
5 Refrigerant charge g
5 Total pipe length m 30 or less 40 50 (Max.) 20 a/m Q5
5% Additional charge amount g 0 200 400 g 5%
0 < o<

8-2. Model: AOYG24KBTA3
Refrigerant type R32
Refrigerant amount | g 1,800
Refrigerant charge
Total pipe length m 30 or less 40 50 (Max.) 20 a/m
Additional charge amount g 0 200 400 9

- 409 -
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9. Airflow

9-1. Model: AOYG18KBTA3

. ® Cooling "
= e
4 4
> § m3/h 2,220 > §
S /s 617 S
ad CFM 1,307 =44
20 20
o< o<«

@ Heating
m3/h 2,160
s 600
CFM 1,271

9-2. Model: AOYG24KBTA3

® Cooling
m3/h 2,270
I/s 631
CFM 1,336
® Heating
m3/h 2,730
/s 758
CFM 1,607

-410 -
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10. Operation noise (sound pressure)

10-1. Noise level curve
H Model: AOYG18KBTA3

2 2
E l<E E
z 0 H H Z Qo
= ® Cooling ® Heating R
X o X o
0O «& 80 80 O «
oL o
0o = = 0o
= > ®© ®© = >
20 S ] o)
o< 70 I O«

o o
3 - NC-65 3 — NC-65
— . — .
= I = ~— | I
il 60 — i 60
@ — | | NC-60] @ — | [ NC-60]
=2 ———| NC-55] S | NC-55]
g % e — ] S 50'\ NC —— [ NCH0
g — | o) 2 e
— 40 o 40
) —— | NC-40 o — | NC-40
= I 5 [
@ NGC-35 @
3 —— 8 ——a]
5 30 5 30
[oN a o
S ———— | NC-30 > —— ] NC-30]
c c
3 =}
2 2 | Ne-25] 2 5 | Ne-25)
2 | ne20 g | No2o
o] Ke}
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O [&]
(] o]
0 0
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= =
© ©
= =l
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o o
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o I =} I
i 60 — T 60f —
© | ————NC-60] Q NN | ———NC-60]
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10-2. Sound level check point

Rear
Microphone Microphone
o — [

2 2
Er Airflow Er
z o Z o
> ¥ >3
& & o

[ 1= = o
(o (o B

O o
es Tm eS
32 | 3%

Side view Rear view

NOTE: Detailed shape of the actual outdoor unit might be slightly different from the one illustrated
above.

-412-

10-2. Sound level check point 10. Operation noise (sound pressure)



FUJITSU GENERAL LIMITED

11. Electrical characteristics

Model name AOYG18KBTA3 | AOYG24KBTA3
Power supply Voltage V 230 ~
Frequency Hz 50
2 Maximum operating current *1 A 12.0 14.5 2
= Starting current A 6.2 8.1 En
Z E Main fuse (Circuit breaker) current A 15 20 Z §
§ g Wiring spec, *2 Power cgble | mm? 25 § g
535 Connection |Cross-sectional area 1.5 53
O < cable *3 Limited wiring length m 26 0 <

*1: Maximum operating current is the total current of the indoor unit and the outdoor unit.

*2: Selected sample based on Japan Electrotechnical Standards and Codes Committee E0005. As
the regulations of wire size and circuit breaker differ in each country or region, select appropriate de-
vices complied to the regional standard.

*3: This is the wiring length in case voltage descent is less than 2%. When the wiring length be-
comes longer, select the wiring of a more larger diameter.

-413 -
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12. Safety devices

Type of ] Model
. Protection form
protection AOYG18KBTA3 AOYG24KBTA3
c tf 250V,5A 250V,5A
o . urrent fuse
Circuit protection (Main PCB) 250V, 20 A 250V, 25A
250V, 3.15A 250V, 3.15A
, 125 £10°C 125 £10°C
Activate
Fan motor Fan motor stop Fan motor stop
. Thermal protector S
protection Reset 120 £10°C 120 £10°C
ese Fan motor restart Fan motor restart
. Activate 110°C
Temperature thermistor Compressor stop
(Discharge temp.) After 7 minutes
Reset
Compressor restart
Activate — 108°C
) Compressor stop
Compressor Temperature thermistor After 3 minutes. and
tecti ttom t . ’
protection (Compressor bottom temp.) Reset o 80°C or less
Compressor restart
i Activate -20°C
Thermal protection program Compressor stop
(Outdoor temp.) 15°C
(Only in COOL or DRY mode) |Reset .
Compressor restart
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13. Function settings

13-1. Setting methods

/A WARNING

Never touch electrical components such as the terminal blocks or reactor except the switch on
the display board. It may cause a serious accident such as electric shock.

/\ CAUTION
» Once refrigerant charging is completed, be sure to open the valve prior to performing the
local settings. Otherwise, the compressor may fail.

» Discharge any static electricity from your body before touching the push switches. Never
touch any terminal or pattern of any parts on the control board.
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The positions of the switches on the outdoor unit control board are shown in the figure below.

4 A
[F OWER rroR MONITOR |
(GRN) (RED) A B € D

O O O0OO0O0O0

TEST RUN/
puMP powN| CHECK SET 1 ¥ SET

-415-
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Bl Setting method

Various settings can be adjusted by changing DIP switches and push switches on the PCB of

the outdoor unit.
LED display part

Q 2
== =
z< M (@) (3) 2 3
x & z3

< PO o
25 [FOWER ERROR MONITOR 35
=
32 GRN) REDD A B C D E F 32

TEST RUN/
pUMP DOWN| CHECK SET1 V¥ SET2 ¥
I o | O o |

)| (@)]|fnnn] 8

e~
[
I |

O

SW1  Sw2 DIP switch part

1. Be sure to disconnect the power supply or turn off the breaker.
2. Change the DIP switch setting according to the required setting.

-416 -
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B Description of display

LED lamp Function or operation method
» Turns on when the power supply is ON (Including
when error occurs).
1) |POWER/MODE G
2 (1) 8N |, Indicate the MODE by the number of flashes when 2
g E the installation function is active. g E
x N (2) |[ERROR Red Flashes at high-speed when there is an error. x N
[ o
o= A Red o=
o9 B Red » Displays the location and contents of errors when <B4
32 c Red there is an error. (Refer to Chapter 14-3. "Error code" 32
(3) [IMONITOR on page 426 for details.)
D Red . . .
£ Rod  Displays when check run is activated. (Refer to
€ Chapter 14-1. "Check run" on page 419 for details.)
F Red
Switch Function or operation method Factory setting
SWA Push * For the test run start and stop. .

» For the pump down start and stop.

» For when check run function is activated.
SW2 Push |* For displaying the check run. —
» For resetting the Automatic wiring correction memory.

SET1-1 DIP |For selecting cooling or heating during test operation. OFF
SET1-2 DIP |For switching SW1 operation. OFF
SET1-3 DIP |(Prohibited) OFF (Do not change)
SET1-4 DIP |For outdoor unit low noise operation function. OFF
SET2-1 DIP |For selecting outdoor unit low noise operation function. OFF
SET2-2 DIP |(Prohibited) OFF (Do not change)
3512:2 B:g Changing the current limit OFF

Be sure to disconnect the power supply or turn off the breaker before changing the DIP switch
setting.

_ -417 - o et
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13-2. Outdoor unit low noise operation function (option)

Change the outdoor unit low noise operation by using this setting.

A\ CAUTION

* When the low noise operation function is working, cooling and heating capacity will de-

crease.

* When changing the settings, explain to the customer beforehand that the capacity decreas-

es.

NOTES:

+ When SET1-4 is OFF, optional Central remote controller is required to use this function.

 When SET1-4 is ON, “Operation” and “Non-operation” mode of this function cannot be
switched from the Central remote controller.

SET1-4 Setting Factory setting
ON Continuous operation
OFF Follow the Centra! remote controller R
settings
SET2-1 Setting Factory setting
ON Lower
OFF Low ¢

13-3. Changing the current limit function

Change the outdoor unit current limit function by using this setting.

A\ CAUTION

* When the current limited function is working, cooling and heating capacity will decrease.
* When changing the settings, explain to the customer beforehand that the capacity decreases.

Current
SET2-3 SET2-4 Factory setting
AOYG18KBTA3 AOYG24KBTA3
OFF OFF Full .
ON OFF 10.0 A 120A
OFF ON 8.0A 105A

13-2. Outdoor unit low noise operation function (option)
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14. Check and test

14-1. Check run

» The check run is a function to screen and detect any wiring errors.

+ After carrying out the check run, you can use the automatic wiring correction function to correct the
wiring.

* Normal operation is possible without using the check run. In this case, use the test run or forced
cooling function of the indoor unit to confirm any wiring errors.
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B Things to confirm before starting the check run

To ensure safety, check that the following work, inspections and operations have been complet-
ed.

Check item Check column

Check that all work on the piping connecting the outdoor unit, indoor units has
been completed.

Check that all work on the wiring connecting the outdoor unit, indoor units has
been completed.

Is there a gas leakage? (At pipe connections [flange connections and brazed
areas]))

Is the system charged with the specified volume of refrigerant?

Is a breaker installed at the power supply cable of outdoor unit?

Are the wires connected to the terminals without looseness, and in accordance
with the specifications?

Is the 3-way valve of the outdoor unit open? (Gas pipe and liquid pipe)

Is the power supply connected for more than 12 hours?

N O O W

B Restrictions applicable when performing the check run

* When the check run starts, all indoor units connected to the outdoor unit will start to run automati-
cally. During the check run, you cannot check the operation of the indoor units separately. After
the check run, check the operation of the indoor units separately in normal operation.

* The check run can be used when the temperature is within the operable temperature of the air
conditioner.

* In the check run, the air conditioner will automatically switch between cooling and heating depend-
ing on the external temperature and internal temperature.

* The check run can be completed in about 30 minutes (cooling) or about 1 hour (heating), but may
take more depending on the external and internal temperature conditions etc.

* Do not conduct the check run with all the windows in the room closed.

Otherwise the room temperature could get too low or too high.

» Depending on the difference of the room temperature of each room, a judgment may be impossi-
ble.

» Check run is a special operation so there may be a noise louder than the normal refrigerant noise
or a creaking noise.

- 419 -
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B Operating procedure for check run

/\ CAUTION
Initiate check run after more than 12 hours after the power supply is connected.

NOTE: Be sure that the indoor unit and outdoor unit are not operating before starting the check
run.

1.  Press the CHECK switch for 3 seconds or more.

CHECK

2. The number of indoor units (and the places) connected through the communication lines is dis-
played.

* If the displayed number of units (places) and the installed number of units (places) is the
same, proceed to step 3.

* If the displayed number of units (places) and the installed number of units (places) is not the
same, shut off the power and check whether the indoor and outdoor communication lines are
properly connected.

* If there is no operation for 1 minute, the LED will return to the original display. (POWER/
MODE LED: ON)
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Example: When 4 indoor units (A to D) are connected

POWER
"Mobe ERROR MONITOR
(GRN) (RED) A B (o D E F

Ay
0000000
(2-blink)
3. Press the CHECK switch for 3 seconds or more again. Check run is initiated.

* When check run is initiated, all LEDs from A to F will flash. (Preliminary operation)
» The LED for each indoor unit will switch off in order as check for each unit is completed.

NOTE: To interrupt the check run, press the CHECK switch.

Example: When 4 indoor units (A to D) are connected

POWER
'mopk |ERROR MONITOR
(GRN) REDD A B € D E F
\ls N VASVASVAS VAN YAY Y,
@ OO0 Q0 00
71\ AAYAAYAAYAA XA A XA
(2-blink) \l/\l/\l/\l/\l/‘
C00000
ZINZ N2 N2\
\l/\l/\l/\l/‘
O O @00
AAYXAAXA A XA
\l/\l/\l/‘
ONONON W N |
I|\I|\I|\‘
N VANV
ONONONO)
AAXAR)
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4.  After the check run is completed, results will be displayed. Fill the displayed results in the result
table accordingly.
 If the connection is correct (Example: When 4 indoor units are connected)
After the number of connected units are displayed, the LED for each unit will light up in order

from A to D.

) POWER ERROR MONITOR "
.:E GRN) RED A B C D E F '=§
5 5x
& o \i/ Z o
S @ O0000®@0O0O0 oz
25 2N J 9 =44
39 @biny @ O O O 32

‘(78)
O .‘((2 )O
S
©C00eoO0
¥ s

+ If the connection is incorrect (Example: When connection of B and C of the 4 units are

reversed)
After the number of connected units are displayed, B and C will light up in reverse.
POWER
'mopk |ERROR MONITOR
(GRN) REDD A B C D E F
\l/
900006000
S
(2-blink) . O O O
¥ (79
0 0,8 0
Ol MON®
¥ (79

NOTES:
» Automatic wiring correction will not be completed if the power supply is disconnected while dis-
playing the results. To confirm the automatic wiring correction, be sure to carry out step 5.
* If frost is formed on the outdoor unit while displaying the results, automatic defrost function will
be operated. Proceed to step 5 after the defrost function is finished.

-421 -
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14-1. Check run
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[How to record the contents]

+ Fill the displayed results according to the following example.
Example: When piping A to D is connected but the wires for B and C are connected in reverse.

<Displayed results>

The LEDs will light up in 7 second intervals in the following order.

<Example of result table>

a. Write a e where the LEDs light up in the order that they light up.

POWER

"ooe [ERROR MONITOR

(GRN) (RED) A B c D E F
\ls

@ O00000O0O0
71\ (7s)

(2-blink)
o O‘O O

(7's)

NN NO

¥ (79)

0000

J s

(ONONON

A

N OO B WN

b. Based on the resul

ts of step (a), record as follows.

» Trace the dotted circle with a pen if multiple places light up.

» Write the order from A to D in which the LEDs lit up inside the circle.

A

®

A

Cc D

E

O

O

O

PR
1 1
\ 7

4

Cc D

E

F

©

=N
1 1
\ 7
A
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FUJITSU GENERAL LIMITED
c. Select the correction method.

Correct the wiring manually.*2
Proceed to step 6.

Use the Automatic wiring correction function.*1
Proceed to step 5.

Write down the same results in the label on the reverse side of the service panel.
The results recorded are needed at the time of servicing.

<Result Table>

O|O0|0|0|0|0|0O|>
O|0|O0|0|0|0|0|=
O|O0|O0|0|0|0O|0O|e
O|O0|O0|0|0|0|0O|e
O|O0|O0|0|O0|O0|O|m
O|O0|O|O|0|O|O|m

>
1w
o
110
1| m
I=m

o’
LGEN
o’
o’
LK
4
[REN
-
-
-

’
\
’
\
’
\

~ -~ -~

NOTES:

» *1: By using this function, the wiring is automatically corrected according to the piping.

» *2: When correcting the wiring manually, please disconnect the power supply or turn off the
breaker during results display, and then change the wiring manually according to the obtained
test results.

For example, in Example 1, the wirings connected to the terminals B and C is to be exchanged
manually.
5. During results display, press the CHECK switch for 3 seconds or more.
After LEDs A to F have lit in turn, all LEDs will light up indicating that the automatic wiring cor-
rection is completed.

POWER
"Mobe ERROR MONITOR
(GRN) (RED) A B c D E F

\l/
} S X X XXX X
(2-blink)

6. Disconnect the power supply or turn off the breaker and wait 10 minutes then turn the power
back on and perform test run.

NOTE: If you do not disconnect the power supply or turn off the breaker, normal operation is not
possible.

Notices:
« If an error occurs during check run it will be suspended. Correct the error and start check run
again.
 After the check run, if automatic wiring correction is carried out, the indoor unit’s position will be
modified to match the piping. (Note that the display of the optional remote controller changes.)

+ If you start check run again after the automatic wiring correction is finished, the modification will
be reset.

423 -
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B Failure indication of check-run judgment

The check run stops when there is an error, and the LED shows the relevant error indication. When
you encounter the errors described here, perform checking by using the cooling test run of the indoor

unit.
» Temperature out of range judgment
(3] ™
o POWER ERROR MONITOR e 2
z o Z o
> % (GRN) RED) A B C D E F 2%
xq : S 3
o N VRN 9%
53 @ COO©O000O0 535
0 < 71N s 0 <
(2-blink) biink
(High speed)

* Wiring/piping number difference

POWER
"mobe ERROR MONITOR
(GRN) (RED) A B c D E F

\l, 0 l 00 l

O O--O:-.O--G) OO0O0
, l \ l 00 l
(2-blink) bllnk

(High speed) OR

\ l , l 0‘: : 0“0 l

e O- -0".: -.0- -O O O
,l : 00 : 00 :
(2-blink) blink

(High speed)

B Redisplaying the results of check run

* When checking the content of automatic wiring correction, push the CHECK switch. The results of
the check run is displayed. You can compare the result that is recorded in step (4) of "Chapter
14-1-3. "Operating procedure for check run" on page 420".

+ If the automatic wiring correction is not completed, the POWER/MODE LED blinks twice and the
MONITOR LED turns off.

B Memory resetting of automatic wiring correction

/\ CAUTION
When relocating the unit, reset the memory beforehand, or the unit may not function normally.

1. Push the CHECK switch.
The LED lights as shown in “"Redisplaying the results of check run" on page 424”.

2. When the LED is on, press the CHECK switch for more than 3 seconds.

3. The LEDs from A to F light in sequence, and then all LEDs light to indicate the completion of
the memory resetting of automatic wiring correction.

4. Disconnect the power supply or turn off the breaker.

-424 -
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14-2. Test run

A\ CAUTION

Always connect the power supply 12 hours prior to the start of the operation in order to protect the
compressor.

1. Indoor unit

a. lIs the drain normal?
b. Is there any abnormal noise and vibration during operation?
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2. Outdoor unit

a. Is there any abnormal noise and vibration during operation?
b. Will noise, wind, or drain water from the unit disturb the neighbors?
c. lIsthere any gas leakage?

» Do not operate the air conditioner in the test running state for a long time.

» For the operation method of the test run for indoor unit and central remote controller, refer to
the operating manual and perform operation check.

B Test run method

Be sure to temporarily disconnect the power supply or turn off the breaker before changing the DIP
switch settings.

1. Check the 3-way valves (both at the liquid side and gas side) are opened. Confirm that the DIP
switch SET1-2 is switched off.

2. Set the operation mode to COOL or HEAT. When switching the DIP switch SET1-1 between
HEAT and COOL, disconnect the power supply or turn off the circuit breaker beforehand.

I_ SET 1 V¥
_______ -3
o oo

HEAT —7ONI

abiellalls

COOL—c1,2 3 4

____________

* In the first test run, be sure to set the operation mode to COOL.

* The operation mode cannot be switched between COOL and HEAT during the test run. To
switch the operation mode between COOL and HEAT, stop the test run, switch the operation
mode, and then start the test run again.

3.  Push TEST RUN switch for more than 3 seconds. The POWER / MODE LED flashes once.

TEST RUN/
PUMP DOWN

SW1

¥

POWER
"Mobg |ERROR MONITOR
(GRN) (RED) A B (& D E F

A/
© 0000000
(flash)

4.  Confirm operating status.
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5. Push TEST RUN switch for more than 3 seconds.

POWER
"mobg ERROR MONITOR
(GRN) (RED) A B Cc D E F

®@ O0OO0OO0OO0OO0O0

POWER/MODE LED will turn on, and test run stops.

14-3. Error code

If an error occurs, the LED lights to inform the relevant location and the code.
When error occurs, the error LED blinks at high speed.

POWER
"mobe ERROR MONITOR
(GRN) (RED) A B c D E F

@ H000000

[y2] ™
e :E
m

Sx R
°o‘§- g
o oe
Qo 8o
E > E >
20 =Neo)
o< o<

blink
(High speed)

B Error location

LEDs A to F of MONITOR light and indicate the location of the error. In the case of an overall
error, LEDs A to F of MONITOR do not light.

Example: Coil error on indoor unit B

POWER
o [ERROR MONITOR
(GRN) (RED) A B c D E F

@G0 @®000O0

blink
(High speed)
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H Error code display
While the error is occurring, briefly push the SW1. The error code is displayed.

Example: Coil error (Error cord = 9A.1)
POWER
mopk |ERROR MONITOR

2 GRN) RED) A B C D E F 2
Ex . =
5 KRR VAN =
x 3 [ LSO N NONONON &3
oL SENROINN o5
Qo M- | | oo
e > = >
32 | ‘ | I 39

< Blink [A(10)] 1

(High speed) (9-blink)

Display mode

c|D|E|F

LEDon: @ Olo|O0|@ >

LED off: O O O . O 2

", OO M Mg &

Blink: @ 0@ 0|0 >4

b Ol@[O[@ s

/(g.:s II:lg:tt ofr;) OCl@ @ OM»s

.5s Light o oI XX XX Y& 2

Num_bel: . O O O > 8

of blinking: ( ) @ OO @M

For MONITOR @ O® OMH»a

— (A and B) — @ 0 @ @
A: 10-blink

C: 11-blink @ ® 00

F: 12-blink . . O . >

J: 13-blink @ 0 O

P: 14-blink LA 2B Apgt
U: 15-blink
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Error code Error type

11.3 Serial communication error

114 Serial communication error during operation

16.5 Communication error between controller and outdoor unit

221 Indoor unit capacity error
- g 23.1 Connection prohibited (Series error) - g
zQ 5U.1 Indoor unit error z3Q
x § 62.1 PCB model information error x §
Q5 62.3 EEPROM access error Q5
55 62.8 EEPROM data corruption error 5%
o< 0o <

63.1 Inverter error

65.3 IPM error (Trip terminal L error)

711 Discharge temp. sensor error

72.1 Compressor temp. sensor error

73.2 Heat exchanger middle temp. sensor error

73.3 Heat exchanger liquid temp. sensor error

741 Outdoor temp. sensor error

75.1 Suction gas temp. sensor error

761 Valve sensor error

76.2

771 Heat sink temp. sensor error

84.1 Current sensor 1 error (stoppage permanently)

86.1 Discharge pressure sensor error

86.4 High pressure switch 1 error

941 Trip detection

95.1 Compressor motor control error (stoppage permanently)

97.3 Fan motor 1 error (Duty error)

98.3 Fan motor 2 error (Duty error)

99.1 4-way valve error

9A.1 Coil 1 (expansion valve 1) error

A1.1 Discharge temperature 1 error (stoppage permanently)

A3.1 Compressor 1 temperature error
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14-4. Pump down

/\ WARNING

During the pump down operation, make sure that compressor is off before you remove the refriger-
ant piping. Do not remove the connection pipe while the compressor is in operation with valve
open. This may cause abnormal pressure in the refrigeration cycle that leads to breakage and even

injury.

l Pump down operation

When moving or discarding the air conditioner, in order to consider the environment and avoid the
discharge of refrigerant to the atmosphere, pump down according to the following procedure.

1. Connect the pressure gauge to the charging port.

[y2] ™
e o~
m m
Sx e
& 3
(-] <]
O~ -
2o 25
e > = >
20 =Neo)
o< o<

2. Change the DIP switch on the board (SET1-2) to ON.
*Be sure the power supply is disconnected on the breaker is turned off when changing the DIP
switch.

SET 1 V

i e O e O

fare

B

DIP switch
(SET1-2)

3. To start operation, push the PUMP DOWN switch (SW1) for 3 seconds or push the switch after
the power has been on for 3 minutes.

TEST RUN /
PUMP DOWN

Push switch (SW1)

During pump down, the LED (POWER/MODE) blinks 3 times consecutively.

POWER
"Mobe ERROR MONITOR
(GRN) (RED) A B (o D E F

€ 0000000
(3-blink)

NOTE: If the PUMP DOWN switch (SW1) is pushed while the compressor is in operation,
the compressor stops and the operation restart after about 3 minutes.

4. Close the liquid pipe valve.

5. When the value between 7.3 psi and 0 psi (0.05 Mpa to 0 Mpa) is shown, close the gas pipe
valve.

6. Stop the pump down operation by pushing the PUMP DOWN switch (SW1) for 3 seconds. The
LED light as follows.

POWER
"Mobe ERROR MONITOR
(GRN) (RED) A B (o D E F

€ 0000000

(3-blink)
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7. Disconnect the power supply or turn off the breaker.

NOTE: - Even if the pump down operation is not stopped by pushing the switch as in step
6, the operation stops automatically after 15 minutes, and the LED light as fol-

lows.
POWER

mopk |ERROR MONITOR
Py (GRN) RED) A B € D E F 2
E B . E b
5% N V2R =
& @PO000000 23
20 RN 2o
£2 (3-blink) = E =
ink =Neo)
O < (High speed) O <

» After completing the pump down operation, disconnect the power supply or turn
off the breaker.

* If the pump down operation still continues, open the liquid pipe valve. Then per-
form the procedure again starting from step 3.

* To cancel the pump down operation, push the PUMP DOWN switch (SW1) again. The indi-
cation of the LED returns to the original state which is before starting the pump down opera-
tion.

(POWER/MODE LED: On)

* The pump down may stop before completion due to an error. To complete the pump down
operation, correct the error, open the liquid pipe valve and then start from step 1 again.
Otherwise, the refrigerant can be recovered from the service port.
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15. Accessories

15-1. Model: AOYG18KBTA3

Part name Exterior Q’ty Part name Exterior Q’'ty

Installation manual 1 |Drain pipe ﬁ 1

[y2] ™
e o~
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& 3
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2o 25
= > = >
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15-2. Model: AOYG24KBTA3

Part name Exterior Q’ty Part name Exterior Q’ty
Installation manual 1 |Drain pipe ﬁ 1
Adapter K: mm (in)

12.70 (1/2) to 9.52 Q’f.o 1
(3/8) \@
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16. Outdoor unit installation precautions

NOTE: The information listed below are general precautions.
Some models also include items that do not apply.

16-1. Places where prohibited for use

» Places where there is a danger of combustible gas leakage.

» Places where sulfur gas, chlorine gas, acid, alkali, or other matter which effects equipment is gen-
erated.

+ Places affected by heat radiation from other heat sources.

» Places where the air is stagnant.

» Places where machinery which generates high frequencies is used.
» Ocean beaches and other areas where there is a lot of salt.

* Inside of vehicles, ships, and other conveyances.

» Places where voltage fluctuations are large such as a factory.

[y2] ™
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16-2. Points to remember when installing

» The product shall be installed at a place which can withstand the weight and vibration of the out-
door unit.

» To allow maintenance after refrigerant piping, drain piping, and electric wiring connection and in-
stallation, provide an installation service space.
*Installation service space is shown in "Installation space" on page 333.

» Be careful when installing the set at the following places.

Condition Contents Countermeasures (Reference)
When installed |Perform installation work so that operating sound does not | 1. Install a soundproof barrier.
near adjacent |disturb the neighbors. 2. Change the installation site.
houses.

When there is |» If the outdoor unit is exposed to strong wind, capacity 1. Install the outdoor unit with
the possibility of | may drop, frost may form during heating, and operation keeping a sufficient distance
strong wind. may be stopped by high pressure rise. In addition, when between the outlet side of the
a very strong wind blows, the fan may be damaged. unit and a facing wall or fence.
« When a very strong wind blows, there is the possibility of| 2. Make the outlet direction and
the outdoor unit being toppled over if held only by wind direction perpendicular.
foundation bolts. 3. Fasten the outdoor unit using

toppling prevention hardware
(purchased locally).

When snow If the outdoor unit is covered by accumulated snow, it may | 1. Make the foundation as high
accumulates. not be able to operate. as possible.
2. Perform snow prevention work.
When installing |It may generate noise in TV sets, stereos and PCs. The inverter type should be installed
the inverter at a sufficient distance from these
type. equipments.
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